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PIPE SIZES REVISIONS 

1 UNIT 2 UNITS 

RAYTHERM 

THIS PIPING DIAGRAM IS RA YP AK'S RECOMMENDATION AND IS NOT INTENDED TO 
REPLACE AN ENGINEERED PIPING SYSTEM DESIGNED BY A PROFESSIONAL ENGINEER. 

REV 

4 

DESCRIPTION E.O. BY DATE CHECK 

UPDATED FORMAT, USAGE DATA. ORB 6-15-04 ORB 
133 1-1/4" 1-1/2" 

181-401 1-1/2" 2" 
514-824 2" 3" 
926-1826 2-1/2" 3" 

2100-4001 3" 4" 

MVB 
503-754 2" 3" 

1003-2004 2-1/2" 4" 

HI DELTA 
HD101-

1-1/2" 2" 
HD401 
302-902 2" 3" 

992-2342 2-1/2" 4" 

RECIRCULATION PUMP 
(BY OTHERS) 

NOTES: 

CITY & 
"'WATER 

' EXPANSION 
TANK& 

HOT 
WATER 
SUPPLY 

T & P RELIEF VALVE 

ill 

THERMOMETER 

,. PLUMB SWING CHECK VALVE IN GRAVITY-CLOSED POSITION. 

PIPE ALL REL!EF VALVES TO DRAIN, OR AS LOCAL CODES REQUIRE. 

LOCATE TEE ?5 CLOSE AS POSSIBLE TO TANK. 

INSTALL COLD WATER BETWEEN HEATER OUTLET AND TANK. 

5. SEE CHART "PIPE SIZES" FOR PIPE SIZES, CALCULATED AT MAXIMUM FLOW, 
NOT TO EXCEED 7.5 FT/SEC. 

6. SIZING BASED ON HEATER AND TANK BEING PLACED FIVE FEET 
APART, IF DISTANCE IS GREATER, THE PUMP MUST BE SIZED TO 
ACCOMMODATE INCREASE IN PIPING-RELATED LOSSES. 

~ PROVIDE FOR THERMAL EXPANSION OF HOT WATER IF A BACKFLOW 
PREVENTER, CHECK VALVE, WATER METER, OR PRESSURE 
REDUCING VALVE IS INSTALLED IN THE COLD W/I.TER UNE. 

DRAIN 

ISOLATION VALVE 
(TYP.) 

MANHOLE 

ACAD: 8065.DWG 

HEATERS SHOWN 
REPRESENT VARIOUS 
MODELS. BECAUSE 
INDIVIDUAL MODELS 

HEATER-MOUNTED PRESSURE 
RELIEF VALVE£ 

5 ADDED RECOMMENDATION NOTE. 

6 UPDATED BOILER SYMBOLS. REVISED EXP 
TANK LOCATION. ADDED MVB, REMOVED ADB USAGE. 

7 UPDATED FORMAT, SYMBOLS. REVISED TITLE. 

8 UPDATED PIPING. 

9 REMOVED CATALOG #. 
ADDED HD1 01-HD401 USAGE. 
RELOCATED RECIRC LINE. 
ADDED NOTE 8. 

10 ADDED UN I-TEMP 60 NOTE. REVISED TITLE. 
REVISED NOTE 5 . 

./OPTIONAL INTEGRAL PUMP 
/ CERTAIN MODELS 

IN-LINE PUMP 
LOCATION ON MODELS 
WITHOUT INTEGRAL 
PUMP 

GUARANTEED 60% DRAW WITHOUT TEMPERATURE DROP, 
USE RAYPAK BOILER, TANK, SIZING TABLE AND HOOK-UP DATA 

UNLESS OlliERWISE SPECIFIED: 

D BALDWIN 

MAX. 
SIZE: 

8-20-96 SPR 

DRAWI:\iC SUBM:FEO UNDER CC"'' ~':NTIAL 
RELAT,QNSHIF, AS IT FMBCD,ES PROPRic~ARY 

JMB 3-16-07 ORB 

RAN 10-28-08 ORB 

RAN 4-2-09 ORB 

RAN 7-24-09 ORB 

KA 4-29-11 ORB 

KEY_ 
T & p 
RELIEF VALVE 

PUMP 

UNION 

CHECK VALVE 

BALL VALVE 

THERMOMETER 

NONE 
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