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PIPE SIZES é REVISIONS
BOILER REV DESCRIPTION 3y DATE K
RAYTHERM THIS PIPING DIAGRAM IS RAYPAK’'S RECOMMENDATION AND IS NOT INTENDED TO 2 | UPDATE FORMAT AND MODEL NUMBERS. BALL VALVE WAS EA |3-17-04| prp
133 1—1/4" REPLACE AN ENGINEERED PIPING SYSTEM DESIGNED BY A PROFESSIONAL ENGINEER. GATE VALVE. REVISED LOGIC.
181-401 | 1-1/2" REVISED PUMP CALLOUTS & ADDED CHECK VALVE RDN |3-17-04| RDN
95;2:%35 2—21/2" 4 | ADDED NOTE 3, OUTLET PUMP. REVISED PUMP NOTES. JMB [3-17-07| DRB
2100—40011 3 RELOCATED EXPANSION TANK.
MVB 5 |UPDATED FORMAT, TITLE, REMOVED NOTE 3. KA
503754 > REMOVED ADB, ADDED MVB IN PIPE
1003-2004 | 2-1/2 SIZE/ USAGE TABLE. ADDED ENG NOTE.
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NOTES: BOILER SHOWN 0 ' l::l = N
1. PIPE ALL RELIEF VALVES TO DRAIN, OR AS LOCAL CODES REQUIRE. REPRESENTS VARIOUS ATPAK,
2. PLUMB SWING CHECK VALVE IN GRAVITY=CLOSED POSITION. MODELS. BECAUSE
e e o NOVDUAL HODELS PIPING, HYDRONIC: 1 BOILER
FE L IPE SIZES, CALCULATED AT MAXIMUM FLOW WILL VARY IN DESIGN _ A __
IF LOWER FLOW RATES THAT ARE ACCEPTABLE FOR THE UNIT AND SIZING, SEE EACH SERIES/MODE
ARE USED, SMALLER PIPE SIZES MAY BE USED. SPECIFIC BOILER TYPE | LO) H 8087 5
FOR DETAILS.
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