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NOTES:
1. PLUMB SWING CHECK VALVE IN GRAVITY—CLOSED POSITION.

2 PIPE ALL RELIEF VALVES TO DRAIN, OR AS LOCAL CODES REQUIRE.

A SEE CHART FOR PIPE SIZES, CALCULATED FOR MAXIMUM FLOW.

PROVIDE FOR THERMAL EXPANSION OF HOT WATER IF A BACKFLOW
PREVENTER, CHECK VALVE, WATER METER OR PRESSURE-
REDUCING VALVE IS INSTALLED IN THE COLD WATER LINE.

5. THIS DRAWING APPLIES TO ON—OFF UNITS. MODULATING OR STAGED
UNITS FOR HEAT—PUMP APPLICATIONS MUST USE CWR OPTION.
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