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NOTES: 

1 . 

2. 

PIPE ALL RELIEF VALVES TO DRAIN, OR AS LOCAL CODES REQUIRE. 

PIPE SIZE MUST BE EQUAL TO THE BOILER INLET / OUTLET 
SIZE. SEE "PIPE SIZES" CHART ABOVE, SIZED AT MAX FLOW, 
NOT TO EXCEED 7.5 FT /SEC. 

CON DEN SATE MUST BE PIPED TO AN APPROVED DRAIN. LOCAL CODE 
MAY REQUIRE NEUTRALIZATION PRIOR TO DRAIN. 

PROVIDE FOR THERMAL EXPANSION OF HOT WATER IF A BACKFLOW 
PREVENTER, CHECK VALVE, WATER METER OR PRESSURE
REDUCING VALVE IS INSTALLED IN THE COLD WATER LINE. 

DE COUPLER SPAN MUST NOT EXCEED 4 PIPE DIAMETERS OR 12", 
WHICHEVER IS LESS. 

INJECTOR PUMP PROVIDED WITH BOILER FOR FIELD INSTALLATION. 
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-- D CONDENSATE DRAIN/ 
~ PIPING NOT SHOWN 

ACAD: 8583.DWG 

BOILER SHOWN 
REPRESENTS VARIOUS 
MODELS. BECAUSE 
INDIVIDUAL MODELS 
WILL VARY IN DESIGN 
AND SIZING, SEE EACH 
SPECIFIC BOILER TYPE 
FOR DETAILS. 
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