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NOTES:

PLUMB SWING CHECK VALVE IN GRAVITY—CLOSED POSITION.

PIPE ALL RELIEF VALVES TO DRAIN, OR AS LOCAL CODES REQUIRE.
LOCATE TEE AS CLOSE AS POSSIBLE TO TANK.

. INSTALL COLD WATER BETWEEN HEATER OUTLET AND TANK.

PIPE SIZING BASED ON MAX EQUIVALENT LENGTH OF 100 FEET OF PIPE
BETWEEN TANK AND HEATER. IF LONGER, CONSULT FACTORY FOR
PROPER PIPE SIZE REQUIRED.

PROVIDE FOR THERMAL EXPANSION OF HOT WATER IF A BACKFLOW
PREVENTER, CHECK VALVE, WATER METER OR PRESSURE—
REDUCING VALVE IS INSTALLED IN THE COLD WATER LINE.
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CONDENSATE MUST BE PIPED TO AN APPROVED DRAIN. LOCAL CODE
MAY REQUIRE NEUTRALIZATION PRIOR TO DRAIN.

IF HOT WATER SETPOINT EXCEEDS 150F WTH MAX FLOW,
SPECIFY "H" BOILERS INSTEAD OF "WH™ WATER HEATERS.
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