ONE COMMERCIAL ATMOSPHERIC VENT/Front CONNECTIONS WITH RETURN CIRCULATION

This drawing shows a suggested piping configuration and other devices; check with local codes and ordinances for additional requirements.

*Expansion tank recommended to minimize any pressure build up if the water supply piping has a back-flow preventer, check valve or water meter with a check valve.