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AREA / OCC.
OCCUPANCY

OCC. LOAD
ROOM AREA

USEGROUP

MEDIA ROOM
A3

612 gsf
49 POSTED

RENOVATION EXISTING
AREA- 420 SF

RENOVATION EXISTING
AREA- 375 SF

RENOVATION
EXISTING AREA-
245 SF

PROPOSED
ADDITION
1,469 SF

RENOVATION EXISTING
AREA- 470 SF

RENOVATION EXISTING
AREA- 595 SF

RENOVATION EXISTING
AREA- 580 SF

RENOVATION
EXISTING AREA-
90 SF

Use Group B
CLASSIFICATION

Administration
OCCUPANCY

Business Group B (police headquarters)
USE

Use And Occupancy Clasifications
Chapter 3

IBC Section 304

IBC Section 311
Use Group S-1Storage Group S-1 Moderate-Hazard Storage

Occupancy Group
II B Sprinkled

Group B Business
Construction Class

Primary structural frame, f  (see section 202)

Non bearing walls and partitions exterior

Floor construction and associated secondary members (see section 202)

Rating In Hours

Non bearing walls and partitions interior, d

Bearing walls, interior

Roof construction, and associated secondary members (see section 202)

FOR CALCULATING EGRESS FROM SPACES

Fire Resistance Rating Requirements For Building Elements (Hours) (Table 601)
Chapter 6

EXISTING AND PROPOSED ADDITION

CODE REVIEW BASED ON THE
2015 IBC WITH MASS AMENDMENTS

Bearing walls exterior, e,f
0
0
0

See Table 602
0
0

0c

MIXED USE, NON-SEPARATED USES
Use groups-
B  BUSINESS (Main use group)
S-1 MODERATE-HAZARD STORAGE

CONSTRUCTION TYPE- II B;   with Auto. Sprinkler System

BUILDING CLASSIFICATION (SINGLE BUILDING- EXISTING AND PROPOSED ADDITION)

Allowable Number Of Stories Above Grade Plane (Table 504.4)
Chapter 5

MAXIMUM ALLOWABLEACTUAL
1 Stories 4 Stories

Usegroup- B Business
CONSTRUCTION TYPE- II B;   with Auto.  Sprinkler System

Chapter 5

MAXIMUM ALLOWABLEACTUAL

Usegroup- B Business
CONSTRUCTION TYPE- II B;   with Auto.  Sprinkler System

Allowable Area Factor (Table 506.2)

25,988 s.f.  (Existing building 24,520 s.f. and proposed addition 1,468 s.f.) 92,000 s.f.  S1 (With Sprinklers)

Allowable Building Height In Feet Above Grade Plane (Table 504.3)
Chapter 5

MAXIMUM ALLOWABLEACTUAL
25 Feet' S 75 Feet (With Sprinklers)

Usegroup- B Business
CONSTRUCTION TYPE- II B;   with Auto.  Sprinkler System

Chapter 5

Area increase is not needed and not required to qualify

Usegroup- B Business
CONSTRUCTION TYPE- II B;   with Auto.  Sprinkler System

Frontage Increase (Section 506.3)

Amount Of Increase (Section 506.3.3)

4
3
2

501-1,000

More than 1,000

1-500

Occupant Load Per Story

Minimum Number Of Exits Or Access To Exits Per Story (Table 1006.3.1)
Chapter 10

Minimum Number Of Exits Or
Access To Exits From Story

Floor Area Per Occ.

100 SF gross

Occupancy

Maximum Floor Area Allowances Per Occupant (Table 1004.1.2)

Business Areas - Administration And Offices
Stages And Platforms -

Educational - Shops And Other Vocational Room Areas (Science, Art, Rooms, etc.) 50 SF net
Assembly Without Fixed Seats - Concentrated (chairs only-not fixed) - Gym, Cafeteria during assembly A-3 use

15 SF net

Library - Reading Rooms 50 SF net
Library - Stack Area 100 SF gross
Kitchens, Commercial 200 SF gross
Accessory Storage Areas, Mechanical Equipment Room 300 SF gross

Chapter 10

7 SF net
5 SF netAssembly Without Fixed Seats - Standing Space

15 SF netAssembly Without Fixed Seats - unconcentrated (tables & chairs) - Cafeteria During E Group Use
See Section 1004.4Assembly With Fixed Seats -

a. Roof supports: Fire resistance ratings of primary structural frame and bearing walls are permitted to be reduced by 1 HR where supporting a roof only.

f. Not less than the fire - resistance rating based on fire separation distance (see Table 602).
g. Not less than the fire-resistance rating as referenced in Section 704.10

e. Not less than the fire - resistance rating required by other sections of this code.

b. Except in group F-1, H, M and S-1 occupancies, fire protection of structural members shall not be required, including protection of roof framing and
decking where every part of the roof construction is 20 feet or more above any floor immediately below.  Fire-retardant-treated wood members shall be
allowed to be used for such unprotected members.
c. In all occupancies, heavy timber shall be allowed where a 1-hour or less fire-resistance rating is required.

Chapter 10
Space With One Exit Or Exit Access Doorway (Table 1006.2.1)

Occupancy With Sprinkler System (Feet)

a. Buildings equipped throughout with an automatic sprinkler system in accourdance with Section 903.3.1.1 or 903.3.1.2.

B 100 a
Maximum Occupant Load Of Space
49

Sf 100 a29

f. The length of common path of egress travel distance in a Group S-2 open garage shall be not more than 100 feet.

Usegroup- S-1 70,000 s.f.  S1 (With Sprinklers)

Usegroup- S-1 3 Stories

Chapter 5
Occupancy Usegroup- B Business
CONSTRUCTION TYPE- II B;   with Auto.  Sprinkler System

Required Separation Of Occupancies (Hours) (Table 508.4)

Between occupancies B and S-1 S = N -No Separation Requirement

Note: Prisoners will not be housed at this police station, they all get transported and housed at the Ash St. Jail 

Usegroup- S-1 S 75 Feet (With Sprinklers)

No I-3, restrained occupancy

Number Of
Exits Provided

11
0

With Sprinkler System (c)
A,B,E,F,M,S,U
Occupancy

Corridor Fire-Resistance Rating (Table 1020.1)
Chapter 10

Occupant Load Served By Corridor
Greater Than 30

Required Fire-Resistance Rating (Hours)

C. Buildings equipped throughout with an automatic sprinkler system in accourdance with Section 903.3.1.1 or 903.3.1.2 where allowed.

Chapter 10
Exit Access Travel Distance (Table 1017.2)

Occupancy
A,E,F-1,M,R,S-1

With Sprinkler System (Feet)
250 b

b. Buildings equipped throughout with an automatic sprinkler system in accourdance with Section 903.3.1.1 or 903.3.1.2.

B 300
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EXISTING BUILDING
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99'

EXIT NO. 1
DOOR  WIDTH 30"
EGRESS CAPACITY=30/.20=150
ACTUAL EGRESS = 31

EXIT NO. 2
DOOR  WIDTH 30"
EGRESS CAPACITY=30/.20=150
ACTUAL EGRESS = 31

EXIT NO. 3
DOOR  WIDTH 30"
EGRESS CAPACITY=30/.20=150
ACTUAL EGRESS = 31

EXIT NO. 4
DOOR  WIDTH 30"
EGRESS CAPACITY=30/.20=150
ACTUAL EGRESS = 31

EXIT NO. 5
DOOR  WIDTH 30"
EGRESS CAPACITY=30/.20=150
ACTUAL EGRESS = 31

EXIT NO. 6
DOOR  WIDTH 30"
EGRESS CAPACITY=30/.20=150
ACTUAL EGRESS = 31

EXIT NO. 7
DOOR  WIDTH 36"
EGRESS CAPACITY=30/.20=150
ACTUAL EGRESS = 31

EXIT NO. 8
DOOR  WIDTH 30"
EGRESS CAPACITY=30/.20=150
ACTUAL EGRESS = 31EXIT NO. 9

DOOR  WIDTH 36"
EGRESS CAPACITY=30/.20=150
ACTUAL EGRESS = 31

87'

62'

MEDIA
ROOM

A

SQUARE FOOTAGE
BUSINESS

BUILDING TOTAL OCCUPANCY LOADS PER FLOOR
OCCUPANCY LOADS GROSS

OCCUPANCY OCCUPANCY LOAD
22,661 227

STORAGE 2,716 10

S.F. PER OCCUPANT
100 GROSS
300 GROSS

TOTAL OCCUPANTS: 286
A3 (MEDIA ROOM) 612 49POSTED

"C" LABEL PROTECTED OPENINGS
1 HOUR FIRE RATED ENCLOSURE WITH 

86'

2 HOUR FIRE SEPARATION WALL

LEGEND:

F.E.C.

2 HOUR FIRE RATED ENCLOSURE WITH 

1 HOUR FIRE SEPARATION WALL

2 HOUR PROTECTED OPENINGS

AND FIRE EXTINGUISHER HOSE
FIRE EXTINGUISHER CABINET

TRAVEL DISTANCE

3 HOUR FIRE SEPARATION WALL

VERTICAL SIDEWALL WINDOW SPRINKLERS

RENOVATION AREA

PROPOSED ADDITION

PROVIDED

POLICE STATION POPULATION (ACTUAL)  :

PLUMBING FIXTURE REQUIREMENTS

TOTAL: 100, 50 (M) & 50 (F) 

MALE LAVATORIES
FEMALE WATERCLOSETS 

MALE WATERCLOSETS

REQUIRED

50 (M) & 50 (F)TOTAL STAFF POPULATION 100

BUSINESS/STAFF

2 6

2

3
2

7
7FEMALE LAVATORIES

SERVICE SINKS 1 PER FLOOR 1 1

7

PLUMBING FIXTURE COUNT

1 PER 25

1 PER 20
1 PER 40

1 PER 40
URINALS 1 21 PER 60

CR1.02

LA

W.T.

1/8"=1'-0"

REVIEW FLOOR PLAN
EGRESS CODE
OCCUPANCY AND

1

OCCUPANCY AND EGRESS CODE REVIEW PLAN

SCALE: 1/8" = 1'-0"

FEBRUARY 9, 2023

I
OM U N T REV

A
ON N

HCR
U
T

ORG
CET S

P

47 North Second St
New Bedford, Massachusetts 02740

508 991 7500  T
508 991 7501  F

info@mvgarchitects.com  E

02014.43

BID SET

NB POLICE STATION

HEADQUARTERS

RENOVATION &

STORAGE ADDITION

871 ROCKDALE AVE.

NEW BEDFORD, MA 02740

AutoCAD SHX Text
CONSULTANTS

AutoCAD SHX Text
NORTH ARROW

AutoCAD SHX Text
DRAWING NUMBER

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED

AutoCAD SHX Text
DRAWING INFORMATION

AutoCAD SHX Text
STAMP

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
PROJECT NUMBER

AutoCAD SHX Text
PROJECT NAME/LOCATION

AutoCAD SHX Text
PROJECT PHASE

AutoCAD SHX Text
REVISIONS



ELECTRIC
PANEL

ELECTRIC
PANEL

B
EX1.01 C

EX1.01

J & K
EX1.01

STEEL
APRON

BOLLARDS

DOWNSPOUT

EXISTING
ELECTRIC POLE

HOSE BIB

EXTERIOR LIGHT

SCUPPER (NO DRAIN SPOUT)

ELECTRIC

STEEL
LADDER

ELECTRIC
WIRES
ABOVE

W.C.
EX

STORAGE
EX

JUV. W.C.
EX

MENS
W.C.

EX

MENS
EX

W.C.
EX

OFFICE
EX

BREAK ROOM
EX

CONFERENCE 
ROOM

EX

CHIEF'S OFFICE
EX

DEPUTY'S OFFICE
EX

LIEUTENANT'S
OFFICE

EX

ADMINISTRATIVE
SERVIES

EXCAPTAIN'S
OFFICE

EX

FIREARM
STORAGE

EX
FIREARMS

EX

LOBBY
EX

CORR.
EX

FIREARMS
EX

TRAINING
EX

WOMENS
EX

ADULTING
BOOKING

EX

JUV.
HOLDING

EX

ELECTRICAL
EX

PRINTING /
MAINTANENCE

EX

ADMIN.
EX OFFICE

EX

CONFERENCE
EX

INTERVIEW
EX

DRUG EVIDENCE
EX

BREAK ROOM
EX

COMMUNICATIONS
EX

PRINTER
EX

STAIRWELL
EX

CORR.
EX

STORAGE
EX OFFICE

EX

OFFICE
EX OFFICE

EX

OFFICE
EX

OFFICE
EX

CORR.
EX

PROCESSING
EX

ADULTING
BOOKING

EX

CORR.
EX

STORAGE
EX

HALLWAY
EX

SPRINKLER
SYSTEM

EX

W.C.
EX

WOMANS
W.C.

EX

HOLDING
EX

HOLDING
EX

W.C. / STORAGE
HOLDING

EX

OUI
EX

CORR.
EX

STORAGE
EX

STORAGE
EX

GANG
UNIT

EX

OFFICE
EX

FIREARM
STORAGE

EX

JAN.
CLOS.

EX
UP

UP

UP UP

UP

UP

WOOD
DECK

INNER
LOBBY

EX

K-4989-RFRESHMANC_URINALSVITREOUS CHINAK-4989-RFRESHMANC_URINALSVITREOUS CHINA

UP
UPUP

RAISED WALLT
EX1.01

R
EX1.01

G
EX1.01

D & E
EX1.01

UP

UP UP

A
EX1.01

RECORDS 
ROOM

EX

OFFICE
ROOM

EX

OUTREACH
OFFICE

EX

RECORDS
STORAGE

N

DOMESTIC
VIOLENCE

EX

OFFICE
EX

JUV.
CRIME

EX

OFFICE
EX

OFFICE
EX

OFFICE
EX

INTERVIEW 
ROOM

EX

O.C.I.B.
NARCOTICS

EX

DETECTIVES
EX

INTERVIEW 
ROOM

EX

COMPUTER
/SERVER ROOM

EX

TEL./SWITCH
BOARD ROOM

EX

MEDIA
ROOM

EX

OFFICE
EX

WOMENS
LOCKERS

EX

MENS
LOCKERS

EX

JUV.
HOLDING

EX

GENERATOR

GUARDRAIL

TRAINING
ROOM

EX

SRG.
OFFICE

EX

LT.
OFFICE

EX

CAPTAIN
OFFICE

EX

TRAFFIC
DIVISION OFFICE

EX

ELECTRIC
PANEL

F
EX1.01

H
EX1.01

J & K
EX1.01

M & N
EX1.01

P
EX1.01

Q
EX1.01

S
EX1.01

EX1.01

LA

WT, HC

1/8"=1'-0"

PHOTOS
& EXISTING CONDITIONS
EXISTING FLOOR PLAN

1

EXISTING CONDITIONS FLOOR PLAN

SCALE: 1/8" = 1'-0"

A

WEST EXTERIOR ELEVATION

SCALE: NTS B

WEST EXTERIOR ELEVATION

SCALE: NTS C

WEST EXTERIOR ELEVATION

SCALE: NTS D

STORAGE

SCALE: NTS E

STORAGE

SCALE: NTS F

STORAGE

SCALE: NTS G

PRINTING

SCALE: NTS H

PRINTING

SCALE: NTS

J

MEN'S W.C.

SCALE: NTS K

MEN'S W.C.

SCALE: NTS L

CORRIDOR

SCALE: NTS

M

JUV. W.C.

SCALE: NTS N

JUV. W.C.

SCALE: NTS P

TRAINING STORAGE

SCALE: NTS

Q

TRAINING STORAGE

SCALE: NTS R

MEDIA ROOM

SCALE: NTS

S

DETECTIVES CORRIDOR

SCALE: NTS T

DETECTIVES

SCALE: NTS

FEBRUARY 9, 2023

I
OM U N T REV

A
ON N

HCR
U
T

ORG
CET S

P

47 North Second St
New Bedford, Massachusetts 02740

508 991 7500  T
508 991 7501  F

info@mvgarchitects.com  E

02014.43

BID SET

NB POLICE STATION

HEADQUARTERS

RENOVATION &

STORAGE ADDITION

871 ROCKDALE AVE.

NEW BEDFORD, MA 02740

AutoCAD SHX Text
CONSULTANTS

AutoCAD SHX Text
NORTH ARROW

AutoCAD SHX Text
DRAWING NUMBER

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED

AutoCAD SHX Text
DRAWING INFORMATION

AutoCAD SHX Text
STAMP

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
PROJECT NUMBER

AutoCAD SHX Text
PROJECT NAME/LOCATION

AutoCAD SHX Text
PROJECT PHASE

AutoCAD SHX Text
REVISIONS





STORAGE
EX

JUV.
W.C.

EX

MENS
W.C.

EX

MENS
EX

W.C.
EX

W.C.
EX

BREAK ROOM
EX

CONFERENCE 
ROOM

EX

CHIEFS OFFICE
EX

DEPUTY OFFICE
EX

LIEUTENANTS
OFFICE

EX

OFFICE
EX

PROFESSIONAL
OFFICE

EX

CAPTAINS
OFFICE

EX

LOBBY
EX

FIREARM
STORAGE

EX
FIREARMS

EX

PATROL
EX

MEETING
ROOM

EX FIREARMS
EX

AUXILLERY
SERVICES

EX

CORR.
EX

TRAINING
EX

OFFICE
EX

WOMENS
EX

WOMENS
LOCKERS

EX

MENS
LOCKERS

EX

ADULTING
BOOKING

EX

JUV.
HOLDING

EX

PRINTING /
MAINTANENCE

EX

ELECTRICAL
EX

DARK ROOM
EX

ADMIN.
EX

INTERVIEW
EX

CONFERENCE
EX

INVESTIGATORS
EX

DRUG EVIDENCE
EX

OFFICE
EX

COMPUTER
ROOM

EX

COMMUNICATIONS
EX

JUV.
CRIME

EX

PRINTER
EX

STAIRWELL
EX

CORR.
EX

DETECTIVES
EX

TELEPHONE
ROOM

EX

ENTRY / GARAGE
ADULTING BOOKING

EX

MEETING
ROOM

EX

STORAGE
EX

OFFICE
EX

OFFICE
EX

OFFICE
EX

INTERVIEW
EX

OFFICE
EX

OFFICE
EX

OFFICE
EX

CORR.
EX

ADULTING
BOOKING

EX

ADULTING
BOOKING

EX

CORR.
EX

ELECTRIC
PANEL ?

SPRINKLER
SYSTEM

EX

W.C.
EX

STORAGE
N

INNER
LOBBY

EX

UP

UP UP

UP

UP

K-4989-RFRESHMANC_URINALSVITREOUS CHINAK-4989-RFRESHMANC_URINALSVITREOUS CHINA

UP
UPUP

D06.02

D09.01

D12.01

D08.01

D06.02

D08.01

D08.01
D06.02

D08.01D06.02

D26.01

D07.01

D06.01

D07.01

D08.03

D05.01

D05.01
D05.01

D08.01

D08.01
D08.02

D04.03

D06.02

D04.01

D22.01

ELECTRIC
PANEL

D03.01

D08.01

UP

UP

UP UP

D06.03

D09.02

D06.02

D09.02
D04.02

TYPICAL

D04.02
TYPICAL

D09.01 D08.02

D22.01

OFFICE
EX

INTERVIEW
EX

BREAK ROOM
EX

DOMESTIC
VIOLENCE 

EX

JUV.
CRIME

EX

OFFICE
EX

OFFICE
EX

OFFICE
EX

OUI
EX

STORAGE
EX

STORAGE
EX

D22.01

WOMENS
W.C.

EX

D09.03

D09.03

D09.03

TRAINING
ROOM

EX

SRG.
OFFICE

EX

LT.
OFFICE

EX

CAPTAIN
OFFICE

EX
ELECTRIC
PANEL

TRAFFIC
DIVISION OFFICE

EX

D04.03

D04.01
D09.04

D23.01
ADD ALT. #1

D23.01
ADD ALT. #1

D23.01
ADD ALT. #1

D23.01
ADD ALT. #1

D23.01
ADD ALT. #1

D23.01
ADD ALT. #1

D23.01
ADD ALT. #1

D23.02
ADD ALT. #1

D23.02
ADD ALT. #1

D23.02
ADD ALT. #1

D23.01
ADD ALT. #1

W.C. / STORAGE
HOLDING

EX

D03.02
D09.02

D03.02
D09.02

ELECTRIC
PANEL

D26.02

D26.02

D09.01

D09.02

D12.01

D12.01

D12.01

D12.01

D12.01

D12.01

D12.01

D12.01

D31.01

D28.01

D28.01

D09.05

D09.05

D09.02

D04.04
ADD ALT. #1

D09.01
D09.02
D12.01

D09.02
D09.01
D12.01

DEMOLITION GENERAL NOTES
1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFYING ALL EXISTING CONDITIONS IN THE FIELD PRIOR TO ANY

DEMOLITION OR CONSTRUCTION. ANY DISCREPANCIES RELATING TO THE DRAWINGS SHALL BE REPORTED TO THE
ARCHITECT IMMEDIATELY.

2. THE CONTRACTOR SHALL BE AWARE OF SELECTIVE DEMOLITION AT ALL SECTIONS OF WORK, REVIEWING ALL NEW
RENOVATION DETAILS TO DETERMINE WHAT IS TO BE REMOVED OR TO REMAIN AND WILL BE RESPONSIBLE FOR
REPLACEMENT IN-KIND ALL WORK INADVERTENTLY REMOVED.

3. ALL REQUIRED DEMOLITION NOT SPECIFICALLY DESIGNATED AS BEING THE WORK OF OTHER TRADES SHALL BE
PERFORMED BY THE GENERAL CONTRACTOR.

4. SUBCONTRACTORS TO RELEASE, REMOVE AND LOWER TO THE FLOOR ALL COMPONENTS, SYSTEMS AND ASSEMBLIES
AS INDICATED, SPECIFIED, OR AS REQUIRED TO DO THEIR RESPECTIVE WORK. CONTRACTOR SHALL BE RESPONSIBLE
FOR DISASSEMBLING / CUTTING OR OTHERWISE MODIFYING EQUIPMENT AS REQUIRED TO PASS THROUGH EXISTING
OPENINGS.  G.C. SHALL ALSO BE RESPONSIBLE FOR REMOVING AND LEGALLY DISPOSING OF ALL MATERIALS SO
TREATED.

5. THE CONTRACTOR SHALL REMOVE ITEMS TO BE DEMOLISHED AS INDICATED ON THE DRAWINGS WITH CARE BEING
TAKEN NOT TO DAMAGE ADJACENT WALLS, CEILINGS, FLOORS, FINISHES, CASEWORK OR MILLWORK SCHEDULED TO
REMAIN. THE WORK AREA WILL BE LEFT CLEAN AND READY TO RECEIVE NEW WORK.

6. THE CONTRACTOR SHALL REMOVE ALL EXISTING INTERIOR STUD PARTITIONS INDICATED FOR DEMOLITION TO THEIR
FULL HEIGHT UP TO STRUCTURE, UNLESS OTHERWISE NOTED AND/ OR DETAILED.  LEAVE ALL NEWLY EXPOSED
AND/OR ADJACENT SURFACES SMOOTH AND CLEAN FOR PROPER INSTALLATION OF NEW FINISHES.

7. PATCH AND REPAIR SCOPE OF ALL EXISTING TO REMAIN WALLS, FLOORING, AND CEILING DAMAGED DURING
DEMOLITION OR REMOVAL OF EXISTING CONSTRUCTION.  THIS INCLUDES PATCH & REPAIR DUE TO WORK PERFORMED
BY ALL SUB-CONSTRACTORS.  REFER TO DEMO AND ARCHITECTURAL DRAWINGS FOR OTHER AREAS OF PATCHING,
REPAIR AND INFILL.

8. PROVIDE SMOOTH CLEAN SURFACES PREPARED TO RECEIVE INFILL AND/OR FINISHES (AS SCHEDULED) AT ALL
MISCELLANEOUS OPENINGS,  DEPRESSIONS OR VOIDS LEFT AFTER DEMOLITION.  CONTRACTOR TO PROVIDE INFILL
AND PATCHING OF ALL SUCH AREAS TO MATCH EXISTING ADJACENT SURFACES.

9. CONTRACTOR SHALL BE RESPONSIBLE TO PROVIDE TEMPORARY BARRICADES TO DIVIDE AREAS (CONSTRUCTION AND
NORMAL USE) TO PROTECT USERS DURING CONSTRUCTION.

10. G.C. SHALL COORDINATE AND PERFORM ALL ASSOCIATED WORK WITH  M / E/ P CONTRACTORS FOR ALL REQUIRED
PENETRATIONS REQUIRING MISCELLANEOUS BLOCKING OR INFILL TO ACCOMMODATE M / E / P WORK.

DEMOLITION KEY NOTES
DIVISION 3 - CONCRETE
D03.01 ASSUMED CONCRETE SONOTUBES / PIERS (3 TOTAL) BELOW EXISTING WOOD DOCK STRUCTURE TO BE 

REMOVED.

D03.02 REMOVE EXISTING CONCRETE SLAB AREA AS REQUIRED FOR DEMO PLUMBING WORK. SEE PLUMBING 
DRAWINGS.

DIVISION 5 - METALS
D05.01 REMOVE EXISTING METAL LADDER, STEEL APRON & BOLLARD IN ENTIRETY AS INDICATED ON PLAN.

DIVISION 22 - PLUMBING  (COORD. W/ PLUMBING DWGS.)

D22.01 REMOVE EXISTING PLUMBING FIXTURES IN ENTIRETY.  TEMPORARILY DISCONNECT AND PREP. FOR NEW 
WORK. G.C. TO COORDINATE W/ PLUMBING DRAWINGS.

DIVISION 6 - WOOD, PLASTICS & COMPOSITES
D06.01 REMOVE EXISTING WOOD DOCK IN IT'S ENTIRETY.

D06.02 REMOVE ASSUMED EXISTING WOOD STUD PARTITION IN ITS ENTIRETY AS SHOWN ON PLAN.

D06.03 REMOVE EXISTING WOOD LOADING BUMPER IN ITS ENTIRETY.

DIVISION 8 - DOORS & WINDOWS
D08.01 REMOVE EXISTING DOORS, FRAMES & HARDWARE IN ITS ENTIRETY.

D08.02 REMOVE EXISTING DOORS & HARDWARE IN ENTIRETY.  EXISTING FRAMES TO REMAIN. CLEAN PATCH,
REPAIR HOLES & DAMAGED AREAS OF FRAMES AND PREP FOR NEW DOOR WORK & CHANGE IN SWING.

D08.03 REMOVE EXISTING OVERHEAD DOOR IN IT'S ENTIRETY W/ CARE.  SALVAGE & RETURN TO OWNER.

DIVISION 9 - FINISHES
D09.01 SCRAPE, CLEAN, INFILL & REPAIR CRACKS, HOLES, & DAMAGED AREAS AS REQUIRED AND PREP WALLS TO

RECEIVE NEW PAINT.

D09.02 REMOVE SELECT FLOORING AS REQUIRED FOR NEW WORK. SCRAPE, CLEAN & REPAIR DAMAGED AREAS 
TO PREP FOR NEW WORK.

D09.03 EXISTING CARPET & VINYL RESILIENT BASE TO BE REMOVED.  SCRAPE, CLEAN & REPAIR DAMAGED AREAS
TO PREP FOR NEW CARPET & VINYL RESILIENT BASE.

D09.04 EXISTING CARPET & VINYL RESILIENT BASE TO BE REMOVED. THIS AREA IS THE LIMIT OF ABATEMENT FOR
EXISTING CARPET.  REFER TO SPECIFICATION SECTIONS 01 35 43-HAZARDOUS MATERIALS PROCEDURES &
02 28 20 ASBESTOS REMEDIATION.

D09.05 CLEAN, INFILL & REPAIR CRACKS, HOLES, & DAMAGED AREAS AS REQUIRED AND PREP SLAB TO 
RECEIVE NEW FLOORING.

DIVISION 12 - FURNISHINGS
D12.01 EXISTING SHELVES, OFFICE SUPPLIES AND FURNITURE, ETC. TO BE REMOVED AND RELOCATED FOR 

STORAGE PRIOR TO CONSTRUCTION.  COORDINATE WITH OWNER.

DIVISION 23 - MECHANICAL (COORD. W/ MECHANICAL DWGS.)

D23.01 ADD ALTERNATE #1 -EXISTING ELECTRIC BASEBOARD HEATER & ASSOCIATED CONTROLS TO BE
DISCONNECTED, MADE SAFE & REMOVED.

D23.02 ADD ALTERNATE #1 -REMOVE EXISTING DUCTLESS SPLIT INDOOR UNIT & ASSOCIATED CONTROLS &
PIPING TO BE DISCONNECTED, MADE SAFE AND REMOVED.

D23.03 ADD ALTERNATE #1 -EXISTING ROOFTOP UNITS TO BE DISCONNECTED, MADE SAFE AND REMOVED.
EXISTING ROOF CURB TO REMAIN & MODIFIED AS REQUIRED FOR NEW UNIT.

D23.04 ADD ALTERNATE #1 -EXISTING EXHAUST FAN TO BE DISCONNECTED, MADE SAFE AND REMOVED.
EXISTING ROOF CURB TO REMAIN TO BE COVERED & SEALED WEATHER TIGHT AFTER EXHAUST FAN
DEMOLITION BEFORE INSTALLATION OF NEW EQUIPMENT.  MODIFY AS REQUIRED FOR NEW EXHAUST
FAN.

D23.05 ADD ALTERNATE #1 -EXISTING OUTDOOR VRF CONDENSING UNIT AND ASSOCIATED PIPING AND 
SUPPORTS TO BE DISCONNECTED, MADE SAFE AND REMOVED. REFRIGERANT TO BE RECLAIMED AND
DISPOSED OF IN LEGAL MANNER.

D23.06 EXISTING DUCTWORK TO BE CUT, CAPPED AND SEALED AIR AND WEATHER TIGHT.

DIVISION 26 - ELECTRICAL (COORD. ELECTRICAL DWGS.)

D26.01 REMOVE EXISTING EXTERIOR LIGHT FIXTURES IN ENTIRETY.  DISCONNECT, MAKE SAFE DURING 
CONSTRUCTION.  G.C. TO COORDINATE WITH ELECTRICAL DRAWINGS.

D26.02 RELOCATE OR REMOVE EXISTING ELECTRIC CONDUITS/SWITCHES.  DISCONNECT, MAKE SAFE DURING 
CONSTRUCTION.  G.C. TO COORDINATE W/ ELECTRICAL DRAWINGS.

DIVISION 28 - ELECTRONIC SAFETY AND SECURITY
D28.01 RELOCATE OR REMOVE EXISTING ALARMS/ COMMUNICATION SYSTEMS/SECURITY CAMERAS.  G.C. TO

COORDINATE WITH ELECTRICAL DRAWINGS.

DIVISION 31 - EARTHWORK & 32 - EXTERIOR IMPROVEMENTS
D31.01 REMOVE PAVEMENT AND SOILS AS REQUIRED FOR NEW WORK.

DIVISION 4 - MASONRY
D04.01 REMOVE EXISTING CMU WALL AS REQUIRED FOR NEW INSTALL OF STEEL LINTEL. SEE STRUCTURAL 

DRAWINGS FOR SIZE.

D04.02 SCRAPE, CLEAN INFILL & REPAIR CRACKS HOLES & DAMAGED AREAS AS REQUIRED AT EXISTING EXTERIOR
CMU WALL AND FOUNDATION WALL TO PREP FOR NEW WORK.

D04.03 REMOVE EXISTING CMU WALL IN ENTIRETY. SCRAPE, CLEAN INFILL & REPAIR ADJOINING WALL AS 
REQUIRED TO RECEIVE NEW PAINT.

D04.04 ADD ALTERNATE #1 -PIPING PENETRATIONS AS REQUIRED FOR NEW HVAC WORK. COORDINATE W/ 
MECHANICAL DRAWINGS.

DIVISION 7 - THERMAL & MOISTURE PROTECTION
D07.01 REMOVE EXISTING ALUMINUM DOWNSPOUTS & SCUPPERS IN ENTIRETY.

D07.02 REMOVE EXISTING METAL FASCIA IN ENTIRETY.

D07.03 REMOVE EXISTING ROOFING ASSEMBLY DOWN TO EXISTING METAL DECK.

D07.04 TEMP. BEND BACK EXISTING FASCIA/SCUPPER AS REQUIRED TO INSTALL NEW ROOF.
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CAPTAIN OFFICE
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RECORDS
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EX. GWB
8'-6 1/2" V.I.F.

OFFICE
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GANG UNIT
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EX. 2X4 ACT
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FIREARM STORAGE
--
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PRINTING/
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HALLWAY
--
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STORAGE
--
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--
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--
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--
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TRAINING ROOM
--

1.1
12' V.I.F.

LT. OFFICE
--

1.1
12' V.I.F.

DC9.01

DC9.01

DC9.01

DC23.01

DC23.02 DC23.02 DC21.01

DC21.01

DC21.01

DC21.01

DC21.01

DC23.01

DC23.04
ADD ALT. #1

DC23.05
ADD ALT. #1

DC23.05
ADD ALT. #1

DC23.03
ADD ALT. #1

DC23.03
ADD ALT. #1

DC23.03
ADD ALT. #1

DC23.03
ADD ALT. #1

DC23.03
ADD ALT. #1

DC23.03
ADD ALT. #1

DC23.03
ADD ALT. #1

DC23.03
ADD ALT. #1

DC23.03
ADD ALT. #1

DC23.03
ADD ALT. #1

DC23.03
ADD ALT. #1

DC21.01

DC21.01

DC23.05
ADD ALT. #1

DC23.05
ADD ALT. #1

DC23.05
ADD ALT. #1

DC26.01

DC26.01

DC26.01

DC26.01

DC26.01

DC26.01

EXISTING CEILING SYMBOL LEGEND

HVAC FIXTURES - FOR
COORDINATION ONLY

EXISTING INTERCOM SPEAKER, FLUSH CEILING
MOUNTED. ON A.C.T.

EXISTING LIGHT FIXTURES - SEE ELECTRICAL
DRAWINGS AND SPECIFICATIONS

SUSPENDED ACOUSTICAL CEILING, TO BE REMOVED
22" X 24" GRID
24" X 48" SCORED PANELS

EXISTING GYPSUM BOARD CEILING,
ETR

SP

SP EXISTING INTERCOM SPEAKER, CEILING
MOUNTED. ON GYP.

EXISTING FIRE SPRINKLER HEAD

SA EXISTING SMOKE ALARM

C EXISTING SECURITY CAMERA

EXISTING WALL MOUNTED EMERGENCY LIGHTING

EXISTING WALL MOUNTED ABOVE DOOR
EXIT SIGN

SUSPENDED ACOUSTICAL CEILING, ETR
22" X 24" GRID
24" X 48" SCORED PANELS

EXISTING GYPSUM BOARD CEILING,
TO BE REMOVED

DEMOLITION GENERAL NOTES
1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFYING ALL EXISTING CONDITIONS IN THE FIELD PRIOR TO ANY

DEMOLITION OR CONSTRUCTION. ANY DISCREPANCIES RELATING TO THE DRAWINGS SHALL BE REPORTED TO THE
ARCHITECT IMMEDIATELY.

2. THE CONTRACTOR SHALL BE AWARE OF SELECTIVE DEMOLITION AT ALL SECTIONS OF WORK, REVIEWING ALL NEW
RENOVATION DETAILS TO DETERMINE WHAT IS TO BE REMOVED OR TO REMAIN AND WILL BE RESPONSIBLE FOR
REPLACEMENT IN-KIND ALL WORK INADVERTENTLY REMOVED.

3. ALL REQUIRED DEMOLITION NOT SPECIFICALLY DESIGNATED AS BEING THE WORK OF OTHER TRADES SHALL BE
PERFORMED BY THE GENERAL CONTRACTOR.

4. SUBCONTRACTORS TO RELEASE, REMOVE AND LOWER TO THE FLOOR ALL COMPONENTS, SYSTEMS AND ASSEMBLIES
AS INDICATED, SPECIFIED, OR AS REQUIRED TO DO THEIR RESPECTIVE WORK. CONTRACTOR SHALL BE RESPONSIBLE
FOR DISASSEMBLING / CUTTING OR OTHERWISE MODIFYING EQUIPMENT AS REQUIRED TO PASS THROUGH EXISTING
OPENINGS.  G.C. SHALL ALSO BE RESPONSIBLE FOR REMOVING AND LEGALLY DISPOSING OF ALL MATERIALS SO
TREATED.

5. THE CONTRACTOR SHALL REMOVE ITEMS TO BE DEMOLISHED AS INDICATED ON THE DRAWINGS WITH CARE BEING
TAKEN NOT TO DAMAGE ADJACENT WALLS, CEILINGS, FLOORS, FINISHES, CASEWORK OR MILLWORK SCHEDULED TO
REMAIN. THE WORK AREA WILL BE LEFT CLEAN AND READY TO RECEIVE NEW WORK.

6. PATCH AND REPAIR SCOPE OF ALL EXISTING TO REMAIN WALLS, FLOORING, AND CEILING DAMAGED DURING
DEMOLITION OR REMOVAL OF EXISTING CONSTRUCTION.  THIS INCLUDES PATCH & REPAIR DUE TO WORK PERFORMED
BY ALL SUB-CONSTRACTORS.  REFER TO DEMO AND ARCHITECTURAL DRAWINGS FOR OTHER AREAS OF PATCHING,
REPAIR AND INFILL.

7. PROVIDE SMOOTH CLEAN SURFACES PREPARED TO RECEIVE INFILL AND/OR FINISHES (AS SCHEDULED) AT ALL
MISCELLANEOUS OPENINGS,  DEPRESSIONS OR VOIDS LEFT AFTER DEMOLITION.  CONTRACTOR TO PROVIDE INFILL
AND PATCHING OF ALL SUCH AREAS TO MATCH EXISTING ADJACENT SURFACES.

8. CONTRACTOR SHALL BE RESPONSIBLE TO PROVIDE TEMPORARY BARRICADES TO DIVIDE AREAS (CONSTRUCTION AND
NORMAL USE) TO PROTECT USERS DURING CONSTRUCTION.

9. G.C. SHALL COORDINATE AND PERFORM ALL ASSOCIATED WORK WITH  M / E/ P CONTRACTORS FOR ALL REQUIRED
PENETRATIONS REQUIRING MISCELLANEOUS BLOCKING OR INFILL TO ACCOMMODATE M / E / P WORK.

DEMOLITION RCP KEY NOTES
DIVISION 9 - FINISHES
DC09.01 REMOVE ACT CEILING & GRID SYSTEM AS REQUIRED FOR NEW INSTALLATION. COORDINATE WITH

MECHANICAL DRAWINGS.

DC09.02 REMOVE EXISTING GYPSUM BOARD CEILING AS REQUIRED FOR NEW INSTALLATION. COORDINATE
WITH MECHANICAL DRAWINGS.

DIVISION 23 - MECHANICAL (COORD. W/ MECHANICAL DWGS.)

DC23.01 REMOVE EXISTING MECHANICAL EQUIPMENT AS INDICATED.  SEE MECHANICAL DRAWINGS FOR MORE
INFORMATION.

DC23.02 REMOVE EXISTING MECHANICAL EQUIPMENT AS INDICATED W/ CARE & STORE FOR LATER REUSE AT
NEW LOCATION. SEE MECHANICAL DRAWINGS FOR MORE INFORMATION.

DC23.03 ADD ALTERNATE #1 -EXISTING VARIABLE AIR VOLUME (VAV) UNITS & ASSOCIATED CONTROLS & 
DUCTWORK AS SHOWN ON MECHANICAL DRAWINGS SHALL BE DISCONNECTED & REMOVED. 
SURROUNDING EXISTING ACT TILES TO BE REMOVED WITH CARE AS REQUIRED FOR NEW WORK AND
STORED FOR LATER POSSIBLE REUSE.  ACCOUNT FOR A MIN. OF 1,500 SF OF ACT TILE TO BE 
REPLACED IN KIND (V.I.F.)

DC23.04 ADD ALTERNATE #1 -EXISTING ELECTRIC CABINET UNIT HEATER TO BE DISCONNECTED, MADE SAFE
AND REMOVED.

DC23.05 ADD ALTERNATE #1 -REMOVE EXISTING MECHANICAL EQUIPMENT AS INDICATED.  SEE MECHANICAL
DRAWINGS FOR MORE INFORMATION.

DIVISION 26 - ELECTRICAL (COORD. ELECTRICAL DWGS.)

DC26.01 RELOCATE OR REMOVE EXISTING LIGHT FIXTURES IN ITS' ENTIRETY.  DISCONNECT, MAKE 
SAFE DURING CONSTRUCTION.  G.C. TO COORDINATE WITH ELECTRICAL DRAWINGS.

DC26.02 RELOCATE OR REMOVE EXISTING ELECTRIC CONDUITS/SWITCHES.  DISCONNECT, MAKE SAFE DURING
CONSTRUCTION.  G.C. TO COORDINATE W/ ELECTRICAL DRAWINGS.

DC26.03 TEMPORARILY REMOVE AND RELOCATE SPEAKER AS REQUIRED.

DC26.04 REMOVE AND DISCONNECT EXISTING CEILING MOUNTED CAMERA WITH CARE AS REQUIRED FOR
DEMOLITION OF ADJACENT WALL. RETURN CAMERA TO OWNER.

DIVISION 28 - ELECTRONIC SAFETY AND SECURITY
DC28.01 RELOCATE OR REMOVE EXISTING ALARMS/ COMMUNICATION SYSTEMS/SECURITY 

CAMERAS.  G.C. TO COORDINATE WITH ELECTRICAL DRAWINGS.

DIVISION 21 - FIRE SUPPRESSION (COORD. W/ FIRE PROTECTION DWGS.)

DC21.01 REMOVE EXISTING PENDANT SPRINKLER.  SEE FIRE PROTECTION DRAWINGS FOR MORE INFORMATION.

D3.01

LA

W.T., HC

1/8"=1'-0"

PLAN & KEY NOTES
REFLECTED CEILING
EXISTING/DEMOLITION

1

EXISTING/DEMOLITION REFLECTED CEILING PLAN

SCALE: 1/8" = 1'-0"
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NEW BUILDING MANAGEMENT SYSTEM
OPERATOR WORKSTATION LOCATION. GC
TO COORD. ELECTRICAL REQUIREMENTS
OF WORKSTATION W/ ELECTRICAL DWGS
& AUTOMATIC TEMPERATURE CONTROL
CONTRACTOR.

A1.01

LA

W.T.

1/8"=1'-0"

MEZZANINE FLOOR PLAN
FLOOR PLAN & PARTIAL
OVERALL & PHASING

NOTE:
FINAL OFFICE FURNITURE LAYOUT IN NEW WORK AREAS TO BE DETERMINED BY OWNER.

2

PARTIAL MEZZANINE FLOOR PLAN

SCALE: 1/8" = 1'-0"

1

OVERALL FLOOR PLAN & PHASING 

SCALE: 1/8" = 1'-0"
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I N T E R I O R   P A R T I T I O N   T Y P E

3 5/8" METAL STUD

SOUND ATTENUATION
INSULATION TYP.

METAL STUD

FLOOR STRUCTURE

ETR DECK. 

CEILING (SEE RCP's)

STC 45

1 LAYER OF 5/8" GYPSUM
BOARD EACH SIDE, PTD.

S3

8" CMU- 2 HR RATED
U.L. NO. U905

CMU, PTD.

TOP OF WALL SUPPORT SEE
STRUCTURAL DRAWINGS

ETR DECK.

FLOOR STRUCTURE 

CEILING (SEE RCP's)

SEE TYPICAL HEAD DETAILS

 CMU

C8

6" CMU- 1 HR RATED
U.L. NO. U905

C6.1

NOTE: AT EXISTING WALL FILL-INS NEW STUDS
TO MATCH SIZE OF EXISTING STUDS. TYPICAL

8" CMU- 2 HR RATED
U.L. NO. U905

C8.2

NOTE:
AT EXISTING WALL FILL-INS
NEW CMU TO MATCH SIZE OF
EXISTING CMU. TYPICALRESILIENT BASE TO

MATCH EXISTING

SEE TYPICAL HEAD
DETAILS

SEE TYPICAL HEAD
DETAILS

DECK, SEE STRUCT. DWGS.

AIR SPACE

MTL STUD FURRING 

CEILING (SEE RCP's)

FACE OF EX. WALL

BASE (SEE ROOM FINISH LEGEND)
FLOOR STRUCTURE

SOUND ATTENUATION
INSULATION, TYP.

3 5/8" METAL STUD FURRING

1 LAYER OF 5/8" GYPSUM BOARD
(SEE GYPSUM BOARD LOCATION
AND TYPES ON THIS SHEET)

F3

1"

1/2" TYP.

5/8
"

2" 2"

MTL. STUDS (SEE PARTITION
TYPES FOR SIZE, TYP.)

2"

5/8" HIGH IMPACT GYP. BD.
PTD. EACH FACE TYP.

STEEL STUD BOX BEAM

CAULK BOTH SIDES (TYP.)

H. M. DOOR FRAME, PTD.

5/8
"

CAULK BOTH SIDES (TYP.)

WHERE PERPENDICULAR
PARTITION OCCURS TYP.

5/8" HIGH IMPACT GYP. BD.
PTD. TYP. EACH FACE

SOUND ATTENUATION
BLANKET TYP.

MTL. STUDS (SEE PARTITION
TYPES FOR SIZE, TYP.)

2" H. M. DOOR FRAME, PTD.

3 PER JAMB
MTL STUD ANCHORS

4"
 M

IN
.

TY
P.

CAULK BOTH SIDES (TYP.)

@ 8" & 12"  CMU

@ 6" CMU

7 5/8"

5 5/8"

FIRE RATING WHERE OCCURS,
REFER TO DOOR SCHEDULE
FOR TYPE OF RATING TYP.

H. M. DOOR FRAME, PTD.

CMU (SEE PARTITION TYPES
FOR SIZE TYP.)

CMU BOND BEAM, SEE
STRUCT. DWGS.

4"

WHERE PERPENDICULAR
PARTITION OCCURS TYP.

5/8
"

2" 2"

CMU SEE PARTITION TYPES
FOR SIZE (TYP.)

4"
 M

IN
.

TY
P.

H. M. DOOR FRAME, PTD.

DOOR SEE DOOR SCHED. TYP.

STL. ANCHOR, GROUT SOLID

CAULK BOTH SIDES (TYP.)

2"

7'-
0"

MA
TC

H 
EX

IS
TI

NG

3'-0"

A1

2" 3'-0" 2"

7'-
0"

2"

2

2" 6'-0" 2"

7'-
0"

2"

NEW WORK KEY NOTES
DIVISION 3 - CONCRETE
3.01 PROVIDE NEW CONCRETE SLAB AS REQUIRED AFTER PLUMBING DEMOLITION WORK IS 

COMPLETED.  SEE TYPICAL EXISTING SLAB-ON-GRADE INFILL DETAIL ON THIS SHEET.

3.02 INSTALL NEW 54" X 54" CONCRETE LANDING PAD AT BOTTOM OF NEW STAIRS.

DIVISION 5 - METALS
5.01 PROVIDE METAL RAIL SYSTEM TO NEW STAIRS.  SEE DETAILS ON SHEET A4.01

5.02 PROVIDE 8" ALUMINUM GUTTER &  4" X 6" DOWNSPOUTS TO MATCH EXISTING 
SALLYPORT ADDITION.

5.03 PROVIDE METAL FASCIA AS SHOWN ON ROOF DETAILS ON SHEET A2.01

5.04 PROVIDE NEW CONC. FILLED STEEL BOLLARDS WHERE INDICATED ON PLAN, (4)
FOUR TOTAL.  SEE DETAIL #7 ON SHEET A4.01

DIVISION 6 - WOOD, PLASTICS & COMPOSITES
6.01 PROVIDE NEW P.T. WOOD LANDING, STAIRS & RAILING SYSTEM.  SEE SECTIONS & DETAILS

ON SHEET A4.01 & A5.01.  COORDINATE WITH STRUCTURAL DRAWINGS.

6.02 PROVIDE NEW P.T. WOOD LOADING DOCK & RAILING SYSTEM.  SEE SECTIONS & DETAILS
ON SHEET A4.01 & A5.01.  COORDINATE WITH STRUCTURAL DRAWINGS.

DIVISION 7 - THERMAL AND MOISTURE PROTECTION
7.01 INSTALL NEW FREESTANDING ROOF RAILING TO BE INSTALLED 3'-0" EXTENDED FROM 

MECH. EQUIPMENT EDGE.

7.02 ADD ALTERNATE #1 -INFILL, PATCH & REPAIR EXISTING ROOF AREA AS INDICATED ON 
PLAN TO MATCH EXISTING ROOF ASSEMBLY-TYPE C.  SEE A2.01 SHEET FOR MORE INFO.

7.03 PROVIDE 2" EXPANSION JOINTS WHERE INDICATED ON PLANS.  SEE ASSOCIATED 
DETAIL J ON SHEET A5.01

DIVISION 9 - FINISHES
9.01 PROVIDE NEW PAINT TO MATCH EXISTING FOR WALLS INDICATED ON PLAN.

9.02 PROVIDE NEW VCT AND RESILIENT BASE WHERE INDICATED ON PLAN.

9.03 INSTALL NEW 4' X 8' SOUND ABSORBING ACOUSTICAL WALL PANELS WHERE INDICATED 
ON PLAN.

9.04 INSTALL NEW CARPET TILES AT AREA INDICATED ON FLOOR PLAN.  ACCOUNT FOR ±150 SF.

9.05 INSTALL NEW LOADING DOCK BUMPER. SEE DETAIL H ON SHEET A5.01

DIVISION 22 - PLUMBING  (COORD. W/ PLUMBING DWGS.)

22.01 INSTALL NEW SINK. SEE PLUMBING DRAWINGS.

22.02 INSTALL NEW MOP SINK. SEE PLUMBING DRAWINGS.

DIVISION 28 - ELECTRONIC SAFETY AND SECURITY (COORD. ELECTRICAL DWGS.)

28.01 PROVIDE NEW SECURITY CAMERAS WHERE AT AREAS INDICATED ON PLAN.DIVISION 8 - DOORS & WINDOWS
8.01 INSTALL NEW HOLLOW METAL DOORS, METAL FRAMES & DOOR HARDWARE SPECIFIED.

ALL NEW DOORS TO BE ACCESSIBLE.  COORDINATE W/ DOOR SCHEDULE & 
SPECIFICATIONS.

8.02 INSTALL NEW HOLLOW METAL DOORS & DOOR HARDWARE SPECIFIED AT ETR METAL 
FRAMES.  COORDINATE W/ DOOR SCHEDULE & SPECIFICATIONS.

DIVISION 23 - MECHANICAL (COORD. W/ MECHANICAL DWGS.)

23.01 ADD ALTERNATE #1 -INSTALL NEW ROOFTOP UNITS & ASSOCIATED ITMES, OVER EXISTING ROOF
CURB W/ NEW CURB ADAPTOR AS REQUIRED.

23.02 ADD ALTERNATE #1 -INSTALL NEW EXHAUST FANS OVER EXISTING ROOF CURB TO BE MODIFIED AS
REQUIRED FOR NEW EXHAUST FAN.  PROVIDE NEW FLASHING / COUNTER FLASHING AT PERIMETER
AS SPECIFIED.

23.03 ADD ALTERNATE #1 -INSTALL NEW HEAT PUMP OUTDOOR CONDENSING UNITS AND ASSOCIATED
PIPING AND SUPPORTS.  PROVIDE SUPPORT PER MANUFACTURER'S REQUIREMENTS & 
SPECIFICATIONS.

DIVISION 10 - SPECIALTIES
10.01 INSTALL NEW GRAB BAR AS INDICATED ON PLAN.

NEW CONSTRUCTION LEGEND

EXISTING TO REMAIN WALL

NEW PARTITION, HT. TO
MATCH EX. ADJACENT WALLS

S3 WALL TYPES (SEE SHEET
A1.02)

NOTE:
1. ALL DIMENSIONS ARE TO CENTER OF
   NEW STUD WALLS & FACE OF NEW CMU
   WALLS

FLOOR FINISH
VCTA

KEY
ROOM FINISH LEGEND

NEW PAINT
BASE FINISH WALL FINISH REMARKS

A, B
CEILING FINISH

REMARKS:
A.  SEE REFLECTED CEILING PLAN FOR SPECIFIC CEILING 

FINISH INFO.

B.  ROOMS W/ NEW & EXISTING WALLS, ALL WALL ARE TO 
RECEIVE NEW PAINT UNLESS NOTED OTHERWISE.

C. PROVIDE PAINT TOUCH-UPS TO MATCH EXISTING AT NEW
WORK AREAS AS REQUIRED.

VCTB A, B

VCTC A, B

4" RESILIENT BASE

4" RESILIENT BASE

4" RESILIENT BASE

D EXPOSED CONC. SLAB
W/ EPOXY SEALER

E CARPET TILES

4" RESILIENT BASE

4" RESILIENT BASE

NEW PAINT

NEW PAINT

NEW PAINT
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ACT

PAINTED GYP.

PAINTED

ACT
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NOTE: SEE TYPICAL EXISTING SLAB-ON-GRADE
INFILL DETAIL ON THIS SHEET
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07.03

07.03

2" WALL EXPANSION
JOINT, TYP SEE DETAILS

06.01

06.01

08.02

08.01

09.01

08.01

08.01

08.01

08.01

08.01

CORR. #3
C

10
"

10
"

05.04 05.04

8"

8"

05.04

05.04

5'-
6"

28.01

28.01

03.02

F3

09.05

09.02

CLASSROOM
EX

WEAPONS
STORAGE

A

H.C.
W.C.

EX

JANITOR
CLOSET

C

STORAGE
EX

STORAGE
C

11

12

13

S3

22.01

22.02

10.01

±1
2'-

0"
 V

.I.F
.

±15'-21
2" V.I.F.

±7
'-7

" V
.I.F

.

±7'-43
4" V.I.F.

±7
'-0

1 8" 
V.

I.F
.

±6'-0" V.I.F.

3.01

3.0108.01

08.02

08.02

BREAKROOM
EX

09.02

09.02

PUBLIC INFO.
OFFICE

EX

09

10

S3
S3

S3

09.04

4'-101
2"

09.02

09.01

1'-2"

NEW
CARPET

ETR
CARPET

CORR #2
A

NEW
VCT

EX.
VCT

±1
2'-

8"
 V

.I.F
.

±11'-53
4" V.I.F.

08.01

08.01

09.01

09.01

8'-6"
09.01

10'-7"

INTERVIEW 
ROOM

EX

EVIDENCE 
STORAGE

A

CORR. #1
A

8'-01
4"

AL
IG

N

ALIGN

INTERVIEW 
ROOM

EX

OFFICE
EX OFFICE

EX

±1
3'-

11
1 4" 

VI
F

04

05

06

S3

S3

S3

S3 4'-
61 2"

07

08
20

09.03

±5'-0" V.I.F.

08.01

08.01

08.01

09.01

09.01

09.01

09.02

09.03

09.03

09.03

09.03

PLANNING & 
TRAINING OFFICE

A

S3

±21'-07
8" V.I.F.

±1
9'-

10
1 4" 

V.
I.F

.

16'-0"

CHIEFS OFFICE
E

DEPUTY OFFICE
E

LT.
OFFICE

E

PRINTER
EX

SPRINKLER
SYSTEM

EX

OFFICE
EX

01

02

03

09.03

±1
2'-

4"
 V

.I.F
.

±13'-41
2" V.I.F.

±1
2'-

4"
 V

.I.F
.

±13'-41
2" V.I.F.

±18'-51
2" V.I.F.

±1
3'-

4"
 V

.I.F
.

09.03

09.03

09.03

09.03

09.03

09.03

09.03

8" CMU 

EXTERIOR   P A R T I T I O N   T Y P E

E1

8" CMU WALL, PTD.
SEE STRUCTURAL
FOR REINFORCING

SEE STRUCTURAL
DRAWINGS
FOR REINFORCING

3 12" MINERAL FIBER
INSULATION

2" RIGID MINERAL
FIBER INSULATION

CMU

SMART VAPOR
RETARDER

1 LAYER MR GWB

3 58" MINERAL FIBER
INSULATION

JAMB DETAILNUMBER QTY. (S\D)TYPE SIZE MATERIAL UNDERCUT

DOOR SCHEDULE

MATERIALFIRE RATING TYPE HEAD DETAIL HARDWARE REMARKS
DOOR FRAME

THRESHOLD
01
02
03
04
05
06

09
10
11
12
13
14
15

ETR

A
A
A

A
A
A
A
A
A
A
A
A

3'-0"x 7'-0"
3'-0"x 7'-0"

3'-0"x 7'-0"
3'-0"x 7'-0"
3'-0"x 7'-0"

3'-0"x 7'-0"

3'-0"x 7'-0"
3'-0"x 7'-0"

3'-0"x 7'-0"

3'-0"x 7'-0"
3'-0"x 7'-0"

3'-0"x 7'-0"

S
S
S

S
S
S
S
S
S
S
S
S

HM
HM

HM
HM
HM

HM

HM
HM

HM

HM
HM

HM

- -
- -
-

- -
- -
- -
- -
- -
- -
- -
- -
- -

HM
HM
HM

HM
HM
HM

HM
HM
HM

HM

HM
HM

SEE SPECS FOR ADDED HARWARE

INTERIOR
INTERIOR
INSTALL RELOCATED CARD READER 

INTERIOR
INTERIOR
INTERIOR
INTERIOR
INTERIOR
INTERIOR
INTERIOR
INTERIOR
INTERIOR

16
17

A
A

3'-0"x 7'-0"
3'-0"x 7'-0"

D
D

HM
HM

- -
- -

HM
HM EXTERIOR

1
1
1

1
1
1
1
1
1
1
1
1
2
2

-

7/A1.02 8/A1.02 -
-
-

-
-
-
-
-
-
-
-
-

10/A1.03
10/A1.03

11/A1.02 12/A1.02

SEE SPECS FOR ADDED HARWARE
SEE SPECS FOR ADDED HARWARE

ETR
ETR

EXTERIOR

12/A1.02

7/A1.02
7/A1.02

8/A1.02
8/A1.02

07
08

18
19

ETR
ETR

ETR20 REMOVE EX. CARD READER W/ CARE 

SEE SPECS FOR ADDED HARWARE
SEE SPECS FOR ADDED HARWARE

SEE SPECS
SEE SPECS
SEE SPECS

SEE SPECS
SEE SPECS
SEE SPECS
SEE SPECS
SEE SPECS
SEE SPECS
SEE SPECS
SEE SPECS
SEE SPECS
SEE SPECS
SEE SPECS

7/A1.02
7/A1.02
7/A1.02
7/A1.02
7/A1.02
7/A1.02

11/A1.02
11/A1.02
11/A1.02
11/A1.02

8/A1.02
8/A1.02
8/A1.02
8/A1.02
8/A1.02
8/A1.02

12/A1.02
12/A1.02
12/A1.02

TO BE RELOCATED TO NEW DOOR SPECIFIED.

TYPICAL EXISTING SLAB-ON-GRADE INFILL

#3 DOWELS @ 16" O.C. x 16" LONG W/ 3

3

8

"

EMBEDMENT LOCATED IN THE CENTER OF THE

SLAB (DRILL AND EPOXY) (TYP. ALL AROUND)

ROUGHEN SURFACE OF EXISTING

SLAB AND PROVIDE BONDING

AGENT PRIOR TO PLACING INFILL

EXISTING

SLAB-ON-GRADE

6x6-W2.9xW2.9

W.W.F.

VERIFY

IN FIELD

3
"

2"

CONCRETE:

1. CAST-IN-PLACE CONCRETE SHALL HAVE A MINIMUM COMPRESSIVE STRENGTH OF 3000 PSI AT 28 DAYS. ALL

CONCRETE SHALL BE NORMAL WEIGHT (145 PCF MAXIMUM), U.N.O. ON PLANS OR SECTIONS,

2. ALL REINFORCING BARS SHALL CONFORM TO ASTM A615, GRADE 60 (DEFORMED), AND SHALL BE FREE FROM

LOOSE RUST AND SCALE.

3. ALL WELDED WIRE FABRIC SHALL CONFORM TO ASTM A1064 (WITH A MINIMUM ULTIMATE TENSILE STRENGTH

OF 70 KSI).  LAP 2 SQUARES AT ALL JOINTS AND TIE AT 3'-0" ON CENTER.

4. NO BARS SHALL BE CUT OR OMITTED IN THE FIELD BECAUSE OF SLEEVES, DUCT OPENINGS OR RECESSES.

BARS MAY BE MOVED ASIDE WITHOUTH CAHANGE IN LEVEL WITH THE APPROVAL OF THE ENGINEER.

5. PROVIDE CONTROL JOINTS SUCH THAT THE MAXIMUM ASPECT RATIO OF THE AREA BETWEEN JOINTS DOES

NOT EXCEED 1.5:1.

6. DETAILS NOT SHOWN ON THE DRAWINGS SHALL BE IN ACCORDANCE WITH THE LATEST EDITION OF THE ACI

DETAILING MANUAL.

7. ALUMINUM CONDUITS AND PIPES SHALL NOT BE EMBEDDED IN STRUCTURAL CONCRETE UNLESS 

EFFECTIVELY COATED OR COVERED TO PREVENT ALUMINUM-CONCRETE REACTION OR ELECTROLYTIC 

ACTION BETWEEN ALUMINUM AND STEEL.

8. CONCRETE SHALL BE CAST MONOLITHICALLY.

PROVIDE SLIP CONNECTION DEEP
FLANGE EXPANSION TRACK AT TOP OF
STUD WALL TO STRUCTURE OR METAL
DECK TYPICAL. DO NOT ATTACH FINISH
TO TRACK. ALLOW 1" FOR DEFLECTION.
SEE SPECIFICATIONS FOR ADDITIONAL
INFORMATION AS REQUIRED

METAL WALL STUDS AT 16" O.C., SEE
PARTITION TYPES

5/8" HIGH IMPACT GYP. BD. PTD.
EACH FACE TYP.

STABILIZING ANGLES AS REQUIRED
FOR LATERAL SUPPORT. SEE
STRUCTURAL DRAWINGS FOR SIZE
AND SPACING. BY MISCELLANEOUS
METALS

PROVIDE COMPRESSABLE FILLER AT
HEAD OF WALL AS NEEDED

8" REINFORCED CMU WALL
PTD. TYP. SEE STRUCTURAL FOR
REINFORCING SIZE AND SPACING

A1.02

LA

WT, HC

1/8"=1'-0"

KEYNOTES, RM. FIN. SCHED., 
PART. TYPES, NEW WORK
ENLARGED PART. FLR PLANS

DOOR SCHED. & DETAILS

7

HEAD DETAIL

SCALE: 1-1/2" = 1'-0" TYP. @ STUD PART. 8

JAMB DETAIL

SCALE: 1-1/2" = 1'-0" TYP. @ STUD PART.

11

HEAD DETAIL

SCALE: 1-1/2" = 1'-0" TYP. @ INTERIOR CMU 12

JAMB DETAIL

SCALE: 1-1/2" = 1'-0" TYP. @ INTERIOR CMU
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1

PROPOSED ENLARGED PARTIAL FLOOR PLAN

SCALE: 1/4" = 1'-0"

2

PROPOSED ENLARGED PARTIAL FLOOR PLAN

SCALE: 1/4" = 1'-0"

6

PROPOSED ENLARGED PARTIAL FLOOR PLAN

SCALE: 1/4" = 1'-0"

3

ENLARGED PARTIAL FLOOR PLAN

SCALE: 1/4" = 1'-0"

4

PROPOSED ENLARGED PARTIAL FLOOR PLAN

SCALE: 1/4" = 1'-0"

5

PROPOSED ENLARGED PARTIAL FLOOR PLAN

SCALE: 1/4" = 1'-0"

9

DOOR FRAME TYPES

SCALE: NTS 10

DOOR TYPES

SCALE: NTS

13

TOP OF STUD WALL STRUCTURE

SCALE: 1-1/2" = 1'-0" TYP. @ STUD PART.
14

TOP OF CMU WALL STRUCTURE

SCALE: 1-1/2" = 1'-0" TYP. @ INTERIOR CMU
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UP

HI
GH

 R
OO

F

HIGH POINT
HIGH ROOF

ETR ROOF
HATCH

ETR VENT

ETR
SATELLITE
DISH

A
B

2" EXPANSION
JOINT

PITCH

H.P. L.P.

ETR
EXPANSION JOINT

CONTINUOUS ALUM.
GUTTER AND
DOWNSPOUTS

ETR
DISH

23.01

23.01

23.01

23.01

23.03

23.02

23.02

23.0223.02

ADD ALT. #1

ADD ALT. #1

ADD ALT. #1

ADD ALT. #1

ADD ALT. #1

ADD ALT. #1

ADD ALT. #1

ADD ALT. #1ADD ALT. #1

ETR
EXHAUST

ETR
EXHAUST

ETR VENT
ETR VENT

ETR VENT
ETR VENT

ETR VENT

ETR
EXHAUST

ETR VENT
ETR VENT

ETR VENT

ETR VENT

ETR VENT

ETR
R.D.

ETR VENTS ETR VENT ETR VENT

PITCH

PITCHPITCH

PITCH

PITCH

H.P.

H.P.H.P.

H.P.H.P.

L.P.

L.P.

7.01
ADD ALT. #1

ETR VENT

ETR
R.D.

EXISTING MAIN
ROOF

EXISTING  LOWER
ROOF

EXISTING
LOWER
ROOF

23.02
ADD ALT. #1

A
A5.01

E
A5.01

C
A5.01

F
A5.01

G
A5.01

7.02

05.03

05.02

05.0305.03

07.03

7.02

7.02
ADD ALT. #1

ADD ALT. #1

S.B., TYP.
1 0F 4

1/4":12"
SLOPE DIRECTION OF ROOF PITCH

VENT THRU ROOF, REFER TO DETAILS
ON SHEET A2.04

R.D.

A

ROOF SYMBOL LEGEND

SPLASH BLOCK
REFER TO DETAIL 14/A2.04

ROOF DRAIN W/SUMP
REFER TO TYPICAL DETAIL 11/A2.04

ROOF AREA DESIGNATION
(SEE ROOF SYSTEM SUMMARY AT A2.02)

NEW TAPERED INSULATION

INFILL OF EXISTING ROOF
OPENING (REFER TO STRUCTURAL
DWG'S)

ROOF GUARDRAIL,
REFER TO DETAIL 16/A2.04

HEAT-WELDED WALKING PAD (ON
SERVICEABLE SIDE OF ROOF TOP
EQUIPMENT)

ETR ROOF

RTU - ROOF TOP UNIT

ROOF AT NEW ADDITION

EXHAUST FAN, ETR

VENT THRU ROOF OR
HVAC EXHAUST, ETR

R.D. ROOF DRAIN W/OVERFLOW
DRAIN AND SUMPO.R.D.

S NEW SKYLIGHT AND CURB

ROOF PIPE CHASE HOUSING BOX,
REFER TO DETAIL 4/A2.04

REFER TO THIS DRAWING SHEET & A5.01 FOR TYPICAL ROOF DETAILS.

REFER TO MECHANICAL, ELECTRICAL AND PLUMBING DRAWINGS FOR EXTENT
OF EQUIPMENT, FANS AND OTHER PENETRATIONS THROUGH ROOF.

1.

2.
ALL EQUIPMENT MUST BE LOCATED MORE THAN 10'-0" FROM ROOF EDGE.3.
AT ALL INSULATION HEIGHT TRANSITION USE TAPERED EDGE STRIP FOR
TRANSITION, TYP.

4.

TYPE A MEMBRANE ROOF SYSTEM

-MECHANICALLY ATTACHED INDUCTION-WELDED PVC MEMBRANE AND
 ADHERED FLASHING SYSTEM
-TOP LAYER 3" RIGID INSULATION MECHANICALLY ATTACHED, BASE 

 LAYER 3" RIGID INSULATION LOOSE-LAID
-AIR BARRIER MEMBRANE TAPED AT ALL SEAMS AND OPENINGS 
 LOOSE-LAYD
-STEEL ROOF DECK AND SLOPED STRUCTURAL STEEL
-ALUMINUM GUTTERS AND DOWNSPOUTS

TYPE B NEW MEMBRANE ROOF SYSTEM AT EXISTING BUILDING

-MECHANICALLY ATTACHED INDUCTION-WELDED PVC MEMBRANE AND
 ADHERED FLASHING SYSTEM
-TOP LAYER 3" RIGID INSULATION MECHANICALLY ATTACHED, BASE 
LAYER 3" RIGID INSULATION LOOSE-LAID
-AIR BARRIER MEMBRANE TAPED AT ALL SEAMS AND OPENINGS
-EXISTING TO REMAIN FLAT STEEL ROOF DECK AND FLAT 

 STRUCTURAL STEEL

GENERAL ROOF NOTES

ROOF DESCRIPTION SUMMARY

TYPE C EXISTING ROOF ASSEMBLY -INFILL

PROVIDE A PATCH & REPAIR W/ 3-PLY COLD APPLIED BUILT-UP ROOF W/
PEA STONE GRAVEL SURFACING APPLIED OVER 3" THICK RIGID 
INSULATION.  INSULATION IS A COMPOSITE OF A 12" THICK TOP COURSE
OF FIBERBOARD LAMINATED TO A 2.5" THICKNESS OF 
POLYISOCYANURATE FOAM INSULATION OVER A EXISTING CORUGATED
STEEL DECK.

ROOFING MEMBRANE

W/ 1/2" PLYWOOD FILLER (TYP.)
CONT. 2X P.T. WOOD NAILERS

2"x12" CONT. P.T.

VAPOR BARRIER, TAPED AT

METAL DECK

SEAMS AND OPENINGS (TYP.)

BLOCKINGRIGID INSULATION

10

FILLER INSUL.

METAL COUNTERFLASHING

CONT. P.T. CANT. STRIP
MEMBRANE FLASHING

SHEET METAL HOOD
INSULATION

2

8" MI
N.

CLEAT
CONTINUOUS

ALUMINUM ROOF EDGE
EDGE OF PRE FINISHED

PREF. ALUM. FASCIA

ROOF SYSTEM
SINGLE-PLY MEMBRANE

AT EXPANSION JOINTS AS

PLATE. REFER TO SMACNA
FIGURE 2-5C

REQUIRED (TYP.)

W/ BUTT JOINT AND BACK

MEMBRANE ROOFING (TYP.)

CONT. 2X P.T. WOOD NAILERS W/
1/2" PLYWOOD FILLER (TYP.)

PENETRATION SEALANT (TYP.)

STAINLESS STEEL CLAMPING RING
WITH SEALANT (TYP.)
MEMBRANE BOOT FLASHING (TYP.)

RIGID INSULATION (TYP.)

VAPOR BARRIER, TAPED AT SEAMS
AND OPENINGS (TYP.)

METAL ROOF DECK, SEE
STRUCTURAL DRAWINGS (TYP.)

MECHANICALLY FASTENED BATTEN
BAR STRIP (TYP.)

CONNECTION TO STORM DRAIN (TYP.)

PRE-FINISHED ALUMINIUM DOWNSPOUT (TYP)

METAL HANGER SECURED TO
DOWNSPOUT AND BUILDING (TYP.)

SEE ELEVATIONS FOR WALL MATERIAL (TYP.)

CONT. 2X P.T. WOOD NAILERS W/
1/2" PLYWOOD FILLER (TYP.)

RIGID INSULATION (TYP.)

VAPOR BARRIER, TAPED AT SEAMS
AND OPENINGS (TYP.)

METAL ROOF DECK, SEE
STRUCTURAL DRAWINGS (TYP.)

MEMBRANE ROOFING (TYP.)

MECHANICALLY FASTENED
BATTEN BAR STRIP (TYP.)

METAL CAP FLASHING w/ CLEATS
(TYP.)

METAL CAP / COUNTERFLASHING BY MECH.

ADHERED NEOPRENE ROD STOCK W/ SEALANT

ADHERED MEMBRANE FLASHING (TYP.)

FASTENING PLATE (TYP.)
ADHESIVE (TYP.)

MEMBRANE ROOFING (TYP.)

RIGID INSULATION (TYP.)

CONT. 2X P.T. WOOD NAILERS W/  PLYWOOD FILLERS (TYP.)

VAPOR BARRIER, TAPED AT SEAMS AND OPENINGS (TYP.)

METAL ROOF DECK, SEE STRUCTURAL DRAWINGS (TYP.)

STEEL ANGLE, SEE STRUCTURAL DRAWINGS (TYP.)

WALKING PAD (TYP.)

PROVIDE ONE SPLASH BLOCK AT
EACH DOWNSPOUT LOCATION ON
ROOF WHERE DOWNSPOUTS ARE
NOT CONNECTED TO CAST IRON
SITE PIPE

A2.01

LA

WT, HC

1/8"=1'-0"

& TYP. ROOF DETAILS
ROOF NOTES, LEGEND 
OVERALL ROOF PLAN, 

1

OVERALL ROOF PLAN

SCALE: 1/8" = 1'-0"

SEE A1.02 NEW WORK KEY
NOTES.
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2

TYPICAL FASCIA PLATE AT METAL JOINTS

SCALE: 1-1/2" = 1'-0" 3

TYPICAL GROUNDED PIPING DETAIL

SCALE: 1-1/2" = 1'-0" 4

TYPICAL BOOT FLASHING 

SCALE: 1-1/2" = 1'-0"

5

TYPICAL EQUIPMENT SUPPORT

SCALE: 1-1/2" = 1'-0"

7

TYPICAL PRE-CAST SPLASH BLOCK

SCALE: 1-1/2" = 1'-0"

8

TYPICAL PRE-MANUF. ROOF CURB @ FLAT ROOF

SCALE: 1-1/2" = 1'-0"

6

TYPICAL DOWNSPOUT DETAIL

SCALE: 1-1/2" = 1'-0"
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NEW GYPSUM BOARD CEILING

CEILING TYPE - SEE SPECIFICATIONS
ROOM NUMBER

FINISHED HEIGHT

CEILING SYMBOL LEGEND

AXXX
X.X

X'-X"

TYPE 1 - SUSPENSION SYSTEM

CEILING NOTES

NOTES:
1. PROVIDE MIN. 3-1/2" ACOUSTIC BATT INSULATION ABOVE 1.2b CEILINGS
2. PROVIDE REVEAL EDGE AT PERIMETER.
3. PROVIDE ROUTED EDGE TO MATCH FACTORY EDGE AT FINISHED CUT

TILES.
4. CAULK  PERIMETER EDGES AT WALL INTERSECTIONS.
5. ALL SOFFITS, TO BE 2" BELOW NEW CEILING

SUSPENDED ACOUSTICAL CEILING
22" X 24" GRID
24" X 48" SCORED PANELS

1.1a 24" x 24" TILES, WHITE
1.1b      24" x 48" TILES, WHITE

1.2a 24" x 24" TILES, HIGH NRC, WHITE
1.2b 24" x 48" TILES, HIGH NRC, WHITE

TYPE 2 - GWB
2.1 GYPSUM WALLBOARD, PAINTED

2.2 REPAIR, PATCH & REPLACE EXISTING GWB AS REQUIRED FOR
NEW WORK, PAINTED

NOTE:
1. CAULK PERIMETER EDGES AT WALL INTERSECTIONS, TYPICAL

EXISTING TO REMAIN GYPSUM BOARD
CEILING

EXISTING TO REMAIN SUSPENDED
ACOUSTICAL CEILING

HVAC FIXTURES - FOR
COORDINATION ONLY, SEE HVAC
DRAWINGS AND
SPECIFICATIONS FOR TYPES
AND QUANTITIES

LIGHT FIXTURES - SEE ELECTRICAL DRAWINGS
AND SPECIFICATIONS

FIRE PROTECTION - FOR
COORDINATION ONLY, SEE FIRE
PROTECTION DRAWINGS AND
SPECIFICATIONS FOR SPRINKLER
HEAD TYPES AND QUANTITIES

OS

OP
S

TYPE 3 -  EXPOSED OPEN CEILING 
3.1 ALL EXPOSED TO VIEW OVERHEAD SUSPENDED MEP-FP

COMPONENTS & STRUCTURE TO BE PAINTED, INCLUDING BUT
NOT LIMITED TO STRUCTURAL MEMBERS, METAL DECKING,
EXPOSED PIPING, DUCTWORK, ELECTRICAL CONDUIT, ETC.

GENERAL CEILING NOTE:

ADD ALTERNATE #1 -ACCOUNT FOR A MIN. OF 1,500 SF OF ACT TILES TO BE
REPLACED IN KIND (V.I.F.) NEAR EX. & NEW HVAC FIXTURES AT NEW WORK AREAS.

SP

C

C

SA

SP

C

SP

SP
C

SA

SP

C

SP

SPC

C

SP

SP

SP

SP

SP

C

SP

SA

C

C

C

SP

SP

UP

--
EX 2X4 ACT
8'-6" V.I.F.

BREAK ROOM
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

INTERVIEW
DOMESTIC
VIOLENCEJUV. CRIME OFFICE

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

OFFICE
--

EX. GWB
8'-6 1/2" V.I.F.

OFFICE
--

EX. GWB
8'-6 1/2" V.I.F.

--
EX. GWB

8'-6 1/2" V.I.F.

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

--
EX.GWB

8'-6 1/2" V.I.F.

--
EX. 2X4 ACT
12'-0" V.I.F.

CONFERENCE
ROOM

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

WATER CLOSET
--

EX. 2X4 ACT
12'-0" V.I.F.

ADMIN
--

EXPOSED
20'-0" V.I.F.

SPRINKLER
SYSTEM

--
EX. 2X4 ACT
12'-0" V.I.F.

PRINTER OFFICE
--

EX. 2X4 ACT
10'-0" V.I.F.

DETECTIVES OFFICE
--

EX. GWB
7'-6" V.I.F.

OFFICE
--

EX. GWB
7'-6" V.I.F.

EVIDENCE
STORAGE #1

--
1.1b

7'-6" V.I.F.

OFFICE
--

EX. GWB
7'-6" V.I.F.

--
EX. GWB
7'-6" V.I.F.

O.C.I.B.
NARCOTICS &

DRUG EVIDENCE
--

EX. GWB
10-0" V.I.F.

INTERVIEW
COMPUTER/
SERVER RM

 CAPTAIN OFFICE

--
1.1

12' V.I.F.

SRG. OFFICE

TRAINING ROOM
--

EX. 2X4 ACT
12' V.I.F.

--
EX. 2X4 ACT
12'-0" V.I.F.

RECORDS

RECORDS
STORAGE

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

OUTREACH
OFFICE

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

--
EX. 2X4 ACT

12' V.I.F.

PLANNING &
TRAINING OFFICE

--
1.1b

7'-4" V.I.F.

ADMINISTRATIVE
SERVICES

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

OFFICE
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

LIEUTENANT'S
OFFICE

--
1.2b

12'-0" V.I.F.

DEPUTY'S OFFICE
--

1.2b
12-0" V.I.F.

CAPTAINS
OFFICE

--
EX. 2X4 ACT
12'-0" V.I.F.

CHIEF'S
OFFICE

--
1.2b

12'-0" V.I.F.

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

OFFICE

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

STORAGE

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

OFFICE

LOBBY
--

EX. 2X2 ACT
8'-6 1/2" V.I.F.

INNER LOBBY
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

MEDIA ROOM
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

OFFICE
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

WEAPONS
STORAGE

--
1.1b

8'-6 1/2" V.I.F.

STORAGE
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

TRAINING
--

EX 2X4 ACT
8'-6 1/2" V.I.F.

CORRIDOR
--

EX. GWB
8'-6 1/2" V.I.F.

FIREARMS
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

WOMEN W.C.
--

EX. GWB
8'-6 1/2" V.I.F.

MEN W.C.
--

EX. GWB
8'-6 1/2" V.I.F.

STAIRWELL
--

EX. GWB
8'-6 1/2" V.I.F.

WOMEN'S &
LOCKERS

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

MEN'S &
LOCKERS

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

FIREARMS
STORAGE

--
EX. 2X4 ACT
8'-6 1/2" V.I.F.

JAN. CLOS.
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

TRAFFIC DIV. OFFICE
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

HALLWAY
--

EX. GWB
8'-1 1/2" V.I.F.

STORAGE
--

EX. GWB
8'-0" V.I.F.

OUI
--

EX. GWB
8'-0" V.I.F.

STORAGE
--

EX. GWB
8'-0" V.I.F.

STORAGE
--

EX. GWB
8'-0" V.I.F.

CORR.
--

EX. GWB
8'-1 1/2" V.I.F.

CORRIDOR
--

EX. 2X4 ACT
7'-6" V.I.F.

BREAK ROOM
--

EX. GWB
8'-0" V.I.F.

CLOSET
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

ELECTRICAL RM
--

EXPOSED
15'-6" V.I.F.

CORRIDOR
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

OFFICE
--

EX. GWB
8'-6 1/2" V.I.F.

CONFERENCE
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

OFFICE
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

COMMUNICATIONS
--

EX. 2X4 ACT
8'-6 1/2" V.I.F.

OFFICE
--

EX. 2X4 ACT
8'-6" V.I.F.

--
EX. 2X4 ACT
10'-0" V.I.F.

PRINTING
STORAGE

--
2.1 & 2.2

8'-6 1/2" V.I.F.

PRINTING
--

2.2
8'-1 1/2" V.I.F.

--
EX. GWB
8'-0" V.I.F.

STORAGE
--

EX. GWB
8'-0" V.I.F.

JANITOR CLOS.
--

2.2
8'-0" V.I.F.

ADULT
BOOKING

--
EX. GWB

8'-1 1/2" V.I.F.

W.C.
--

EX. GWB
8'-0" V.I.F.

PROCESSING
--

EX. GWB
8'-1 1/2" V.I.F.

CORR. #3
--

2.1 & 2.2
10'-2" V.I.F.

EVIDENCE STORAGE #2
--

3.1
+/-10'-0" V.I.F.

STORAGE

LT. OFFICE
--

EX. 2X4 ACT
12' V.I.F.

INTERVIEW
--

EX. GWB
7'-6" V.I.F.

2 1

D

B

C

RELOCATEDRELOCATED

RELOCATED

NEW

NEW

NEW

NEW

CORRIDOR /
LOADING PLATFORM

--
3.1

+/-8'-0" V.I.F.

STORAGE VEST.
--

2.1
8'-1 1/2" V.I.F.

CORRIDOR #1
--

1.1b
7'-6" V.I.F.

CEILING TILE GRID

TO STRUCTURE ABOVE
GRID SYSTEM SECURED

WITH WIRE TIES TYP.

ALUMINUM CEILING GRID

METAL WALL  
ANGLE TO MATCH

AND HEIGHTS)
(SEE RCP FOR CEILING TYPE

5/8" GYP. BD. (SEE

3 5/8" MTL FRAMING

L-BEAD AND
SEALANT (TYP.)

RCP FOR HEIGHTS)

A3.01

LA

W.T.

1/8"=1'-0"

& DETAILS
PLAN, CEILING NOTES
REFLECTED CEILING

1

PROPOSED REFLECTED CEILING PLAN

SCALE: 1/8" = 1'-0"
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TYPICAL DETAIL AT CEILING TO WALL AT ACT

SCALE: 1-1/2" = 1'-0"

3

TYPICAL DETAIL AT CEILING TO WALL AT GWB

SCALE: 1-1/2" = 1'-0"
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BA C

ALUM. GUTTERS AND
DOWNSPOUTS. TYPICAL

EXISTING BUILDING BEYOND

D

TOP OF CMU WALL
  EL. 9' - 0"

EXISTING 57'-7"
PPROPOSED ADDTION

EXISTING

ALUMINUM FASCIA, PROVIDE
BACK PLATE AT BUTT JOINTS
TYP. AS RECOMMENDED
PER SMACNA. COLOR TO BE
CHOSEN BY ARCHITECT

3'-
6"

SALLYPORT

NEW ROOF MEMBRANE ON PLYWOOD OVER EXISTING CMU WALL BEYOND

REINFORCED CONC. FOUNDATION
WALL  AND FOOTING MIN. 4'-0"
BELOW FINISH GRADE

CONCRETE SPLASH BLOCKS (TYP.)

PRIME & PAINT COATS TO BE
PROVIDED TO ENTIRE CMU AND
EXPOSED FOUNDATION SURFACE.
TYPICAL

TO MATCH EXISTING
EL. 0' - 0"

LANDING NEW SLAB

NEW CONCRETE SLAB
EL. -2' - 0"

STORAGE ADDITION

25'-6"
PPROPOSED ADDITION

EXISTING

ALUMINUM FASCIA, PROVIDE
BACK PLATE AT BUTT JOINTS
TYP. AS RECOMMENDED PER

SMACNA. COLOR TO BE
CHOSEN BY ARCHITECT

TOP OF STEAL
  EL. 9' - 8"

NEW ROOF MEMBRANE ON
PLYWOOD OVER EXISTING CMU

WALL BEYOND

21

2" WALL EXPANSION JOINT
TYPICAL. SEE DETAILS

PRIME & PAINT COATS TO BE
PROVIDED TO ENTIRE CMU AND

EXPOSED FOUNDATION SURFACE.
TYPICAL

TO MATCH EXISTING
EL. 0' - 0"

LANDING NEW SLAB

NEW CONCRETE SLAB
EL. -2' - 0"

STORAGE ADDITION

EXISTING BLDG SLAB
EL. 0'-0" (121.75')

±8
'-1

1 2" 
EX

IS
T.

 C
EI

LIN
G 

HG
T.

V.
I.F

.

2
1'-0"

10'-0" +/-
E X I S T I N G   B U I L D I N G +/- 25'-4"  NE W   A D D I T I O N

2"

EXISTING GRADE VARIES

1

24'-2"

EVIDENCE 
STORAGE #2

S

1
A5.01

+/
- 1

0'-
10

" E
XI

ST
. T

OP
 O

F 
ST

EE
L

+/
- 1

0'-
10

" E
XI

ST
. T

OP
 O

F 
ST

EE
L

+/
- 1

0'-
10

" E
XI

ST
. T

OP
 O

F 
ST

EE
L

+/
- 1

0'-
10

" E
XI

ST
. T

OP
 O

F 
ST

EE
L

T.O. CMU WALL
EL. 9' - 0"

E
A5.01

G
A5.01

11
'-8

"

+/
- 1

4'-
7"

 E
XI

ST
. T

OP
 O

F 
EX

IS
TI

NG
 F

AS
CI

A

EXISTING GRADE VARIES

2 6
2 6

2

12

2 6
2 6

2

4

5
A4.01

7'-
2"

NE
W

 O
PE

NI
NG

 H
T.

MATCH EXISTING ELEV.
EL. 0' - 0"

NEW CONCRETE SLAB
EL. -2' - 0"

NEW WOODFLOOR TO

STORAGE ADDITION

2"

1'-0"

EXISTING BUILDING BEYOND

EXISTING GRADE VARIES

4
A4.01

BA C D

TOP OF CMU WALL
  EL. VARIES

F
A5.01

2 6
2 6

2

12

2 6
2 6

2

4

8" REINFORCED CMU BEARING
WALL, SEE STRUCTURAL DRAWINGS,
TYP.

8" BOND BEAM, SEE
STRUCTURAL DRAWINGS, TYP.

EXISTING BUILDING

3
A5.01

EVIDENCE 
STORAGE #2

S

CORRIDOR / 
LOADING PLATFORM

C

MATCH EXISTING ELEV.
EL. 0' - 0"

NEW CONCRETE SLAB
EL. -2' - 0"

NEW WOODFLOOR TO

STORAGE ADDITION

3
A4.01

6
A4.01

13
A4.01

2'-
10

"
1'-

8"

EQ.
TYP.

EQ.
TYP.

1'-11"

1" NOSING

TREAD DEPTH
SEE PLAN

SAFETY NOSING

NOTE:
STOP NOSING 6" SHORT
OF STAIR SIDES.

ANCHOR STRAPS
EQUALLY @ 1'-0"
MAX.

RI
SE

R
SE

E 
SE

CT
IO

N

1'-0"

EQUAL (4'-0" MAX.)6"
(TYP.)

EQUAL (4'-0" MAX.)

1 TREAD
(SEE PLAN)

2'-
10

" A
BO

VE
 LE

AD
IN

G
ED

GE
 O

F 
NO

SI
NG

 (T
YP

.)

1'-0"

2'-
10

" A
.F

.F
. (

TY
P.

)

6"
(TYP.)TREAD

(SEE PLAN)

1" NOSING
(TYP.)

MTL. HANDRAIL
BRACKET, TYP.

RI
SE

(S
EE

 S
EC

TI
ON

)

1 1/4" NOM. (1.66 ACTUAL)
O.D. . PIPE HANDRAIL
MOUNTED TO WALL TYP.

NOTE:
SEE DETAILS 4, 7, 10 AND
13/A7.02 FOR MOUNTING

2'-
10

" A
.F

.F
. (

TY
P.

)

(WHERE IT OCCURS)

1-1/4" NOM. 1.66 O.D. ACT.
STL PIPE RAIL

PIPE RAIL (2.375" O.D.
2" DIA. NOM. STL.

ACTUAL SIZE)
(WHERE IT OCCURS)

1-1/4" NOM. 1.66 O.D. ACT.
STL PIPE RAIL

WELTED AT EACH POST
PROVIDE MTL MOUNTS

2"x2" STEEL TUBE POST

1'-
8"

2'-
10

"

NOTE:
GRIND ALL WELDED

PAINT-TYPICAL
SMOOTH &
CONNECTIONS

11
A4.01

OH

1 1/2"
MIN.

10
A4.01

R2 1
/2"

PLAN DETAIL

SECTION DETAILS

1/4"

RETURN AT TOP & BOTTOM
WALL MTD. HANDRAIL
NOTE:

FACE OF WALL

OF LANDING TYP.

FACE OF WALL

MTL PIPE RAIL 
BRACKET, PTD.
W/ EXPANSION
ANCHOR @ MASONRY

MIN.
1 1/2"

CONT. 1 1/4" NOM. O.D.
(1.66 ACTUAL O.D.)
MTL. PIPE
HANDHANDRAIL, TYP.

VARIES
SEE PLANS

6"
 M

IN
.

SLEEVE

1"

1"

ARCHITECTURAL CONC.,
SMOOTH FINISH, FREE OF

IMPERFECTIONS TYP.

GALV. MTL. POST SLEEVE
FILL WITH NON-SHRINK

GROUT TYP.

ESCUTCHEON PLATE

GROUT SOLID

T.O. S.
EL. 9' - 8"

EXTERIOR DOOR, SEE
DOOR SCHEDULE,  TYP.

2
1'-0"

+/- 25'-4"  NE W   A D D I T I O N
2"

EXISTING GRADE VARIES

1

24'-2"

MATCH EXISTING ELEV.
EL. 0' - 0"

CORRIDOR / 
LOADING PLATFORM

C

2
A5.01

T.O. CMU WALL
EL. 9' - 0"

NEW CONCRETE SLAB
EL. -2' - 0"

E
A5.01

11
'-8

"

2 6
2 6

2

12

2 6
2 6

2

4

5
A4.01

8'-
0"

NEW WOODFLOOR TO

STORAGE ADDITION

ROUND TOP WITH SMOOTH
FINISH, PAINT YELLOW SAME AS
PIPE (SEE SPECS, SECTION
MISC. METALS)

6" O.D. SCHEDULE 40 GALVENIZED
STEEL PIPE.  PAINT YELLOW (SEE
SPEC. SECTION PAINTING)

FINISHED GRADE;
MATERIALS VARY

3,000 PSI CONCRETE
FOOTING

GRAVEL BORROW

UNDISTURBED OR
COMPATED SUBGRADE

3'-
1"

3'-
6"

6"

℄

6"

POST
RAIL

1-1/4" NOM. (1.66" O.D. ACTUAL)

HANDRAIL BRACKET 
STL PIPE RAIL W/ BENT MTL- 1 1/2"

MIN.

PROVIDE BENT MTL
BRACKET WELDED AT
EACH POST AND PTD

A4.01

LA

W.T.

1/8"=1'-0"

STAIR DETAILS
BLDG SECTIONS &
EXTERIOR ELEVATIONS,

1

WEST ELEVATION

SCALE: 1/4" = 1'2

SOUTH ELEVATION

SCALE: 1/4" = 1'

5

PROPOSED STORAGE ADDITION BUILDING SECTION

SCALE: 1/4" = 1'

4

STORAGE ADDITION BUILDING SECTION

SCALE: 1/4" = 1'

6

CONC. STAIR SECTION

SCALE: 1/4" = 1'

9

TYPICAL WALL MOUNTED HANDRAIL DETAIL

SCALE: 3" = 1'

8

HANDRAIL DETAIL AT RAMPS

SCALE: 1-1/2" = 1'

12

TYPICAL WALL MOUNTED HANDRAIL DETAILS

SCALE: 1-1/2" = 1'
13

DETAIL AT CONCRETE STAIR

SCALE: 1-1/2" = 1'

10

RAIL POSTS AT CONCRETE DETAIL

SCALE: 3 = 1' 11

HANDRAIL BRACKET AT POSTS DETAIL

SCALE: 3 = 1'

3

STORAGE ADDITION BUILDING SECTION

SCALE: 1/4" = 1'
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7

CONCRETE FILLED STEEL BOLLARD DETAIL

SCALE: 1-1/2" = 1'
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PROPOSED STORAGE
S

1

C
A5.01

E1

8" BOND BEAM, SEE
STRUCTURAL
DRAWINGS, TYP.

EXTERIOR DOOR, SEE DOOR
SCHEDULE,  TYP.

4'-
0"

2 6
2 6

2

12

2 6
2 6

2

4

E1

2'-
0"

 R
IG

ID
 IN

SU
LA

TI
ON

MI
N.

 B
EL

OW
 G

RA
DE

EXISTING GRADE VARIES

8' OF NEW PAVING AFTER
INSTALLATION OF

FOUNDATIONS, SEE SPECS

1

PROPOSED LANDING
S

2 6
2 6

2

12

2 6
2 6

2

4

E1

T.O. CMU WALL
EL. 9' - 0"

9'-
0"

 (1
3.5

 C
OU

RS
ES

 A
T 

8"
 C

MU
)

A
A5.01

1

NEW CONCRETE SLAB
EL. -2' - 0"

+/
- 2

'-0
"

EXISTING
GRADE VARIES

2'-
0"

 R
IG

ID
 IN

SU
LA

TI
ON

MI
N.

 B
EL

OW
 G

RA
DE

8' OF NEW PAVING AFTER
INSTALLATION OF

FOUNDATIONS, SEE SPECS

A
A5.01

MATCH EXISTING ELEV.
EL. 0' - 0"

2'-
0"

2 6
2 6

2

12

2 6
2 6

2

4

1 WALL SECTION
SCALE: 3/4"=1'-0"2 WALL SECTION

SCALE: 3/4"=1'-0"3 WALL SECTION
SCALE: 3/4"=1'-0"

B
A5.01

8" BOND BEAM, SEE
STRUCTURAL
DRAWINGS, TYP.

GYP. BD. SOFFIT, PAINTED,  TYP.

STEEL ROOF TRUSSES, SEE
STRUCTURAL DRAWINGS, TYP.

STEEL ROOF TRUSSES, SEE
STRUCTURAL DRAWINGS,

PAINTED, TYP.

CONCRETE SLAB, SEE
STRUCTURAL DRAWINGS, TYP.

2X8 WOOD JOIST FRAMING @ 12" O.C.

CONCRETE SLAB, SEE
STRUCTURAL DRAWINGS,
TYP.

METAL DECK, SEE
STRUCTURAL DRAWINGS,

PAINTED, TYP.

METAL DECK, SEE
STRUCTURAL DRAWINGS,

PAINTED, TYP.

EVIDENCE 
STORAGE #2

D

CORRIDOR /
LOADING PLATFORM

C

NEW WOOD FLOOR TO

STORAGE ADDITION

T.O. CMU WALL
EL. 9' - 0"

9'-
0"

 (1
3.5

 C
OU

RS
ES

 A
T 

8"
 C

MU
)

NEW CONCRETE SLAB
EL. -2' - 0"

+/
- 1

'-1
0"

EXISTING
GRADE VARIES

MATCH EXISTING ELEV.
EL. 0' - 0"

2'-
0"

NEW WOOD FLOOR TO

STORAGE ADDITION

2'-
0"

 R
IG

ID
 IN

SU
LA

TI
ON

MI
N.

 B
EL

OW
 G

RA
DE

8' OF NEW PAVING AFTER
INSTALLATION OF

FOUNDATIONS, SEE SPECS

T.O. CMU WALL
EL. 9' - 0"

9'-
0"

 (1
3.5

 C
OU

RS
ES

 A
T 

8"
 C

MU
)

NEW CONCRETE SLAB
EL. -2' - 0"

+/
- 2

'-0
"

MATCH EXISTING ELEV.
EL. 0' - 0"

2'-
0"

NEW WOOD FLOOR TO

STORAGE ADDITION

4X4 PT WD POST FIXED TO GALV. STL.
POST ANCHOR EMBEDDED IN 10" Ø

CONC SONOTUBE W/ 24"Ø ENLARGED
"BIG-FOOT" BASE, TYPICAL OF (3). SEE

STRUCTURAL DRAWINGS

4'-
0"

 M
IN

. B
EL

OW
 G

RA
DE

, T
YP

.

1x6 PT WD DECKING, TYP.

3'-
6"

 T
YP

. R
AI

LIN
G 

HT
.

1x6 PT WD RAILING CAP, TYP.

PT 2X4 TOP AND BOTTOM RAILS

PT 1X BALUSTERS, TYP.

PT 2x LEDGER DRILLED ANCHORED TO
CONCRETE FOUNDATION, SEE STRUCTURAL
DRAWINGS

PT 2x JOISTS @ 16" O.C., SEE STRUCT. DWGS

FINISH FLOORING, SEE ROOM FINISH
SCHEDULE, OVER  34" PLYWOOD SUB-FLOOR
GLUED AND NAILED

GALV. SIMPSON JOIST HANGERS,
TYP. AT END OF EACH JOIST.

S3

2'-0" MIN. HORIZ. 2"
RIGID INSULATION, TYP.

2'-0" MIN. HORIZ. 2"
RIGID INSULATION, TYP.

2'-0" MIN. HORIZ. 2"
RIGID INSULATION, TYP.

2X8 WOOD JOIST
FRAMING @ 12" O.C.

FINISH FLOORING, SEE ROOM
FINISH SCHEDULE, OVER  34"

PLYWOOD SUB-FLOOR
GLUED AND NAILED

D
A5.01

GALV. SIMPSON JOIST HANGER (TYP. EACH
END OF EACH JOIST, SEE STRUCT. DWGS

D
A5.01

SIMILAR

2" RIGID INSULATION, 2'-0" MIN.
BELOW FINISH GRADE, TYP.

CONCRETE FOUNDATION WALL
AND FOOTING. SEE STRUCT.
DWGS.

VAPOR BARRIER WITH CONT. TAPE
TO RIGID INSULATION, TYP.

COL.

28 GA 304 S/S DRIP EDGE

CONCRETE SLAB, TYP.
SEE STRUCTURAL DWGS.

NEW CONCRETE SLAB

CONTINUOUS PRE-FINISHED ALUMINUM FASCIA,
PROVIDE BACK PLATE AT BUTT JOINTS TYPICAL, AS
REQUIRED BY SMACNA

P.T. 2 X 6 CONTINUOUS WOOD BLOCKING PERIMETER
OF ROOF EDGE TYPICAL.

CONTINUOUS PRE-FINISHED ALUMINUM CLIP AT SOFFIT
ROOF TRUSSES, SEE STRUCTURAL
DRAWINGS, PAINTED, TYP.

ROOF MEMBRANE ASSEMBLY, SEE ROOF PLAN
FOR TYPE AND ADDITIONAL INFORMATION

2 6
2 6

2

12

CONTINUOUS PT 2 X 12 FASCIA BOARD

PITCH JOISTS
1/4" / 12"

PITCH

T.O. CMU WALL
EL. 10' - 4"

E1

FINISH GRADE, TYP. 8' OF NEW
PAVING AFTER INSTALLATION OF
FOUNDATIONS, SEE SPECS

E1

2 6
2 6

2

4

PRE-FINISHED ALUM. GUTTER AND DOWNSPOUT
SYSTEM, TYP. TYP.

FILL VOID WITH SPRAY FOAM TYP.

A TOP OF FRONT WALL/ROOF EDGE DETAIL, TYP.
SCALE: 1 1/2"=1'-0"

B BASE OF EXTERIOR WALL DETAIL, TYP.
SCALE: 1 1/2"=1'-0"

METAL DECK, SEE STRUCTURAL
DRAWINGS, PAINTED, TYP.

2 6
2 6

2

12

2 6
2 6

2

4 CONTINUOUS PRE-FINISHED ALUMINUM FASCIA,
PROVIDE BACK PLATE AT BUTT JOINTS TYPICAL,
AS REQUIRED BY SMACNA

P.T. 2 X 6 CONTINUOUS WOOD BLOCKING
PERIMETER OF ROOF EDGE TYPICAL.

CONTINUOUS PRE-FINISHED
ALUMINUM CLIP AT SOFFIT

ROOF MEMBRANE ASSEMBLY, SEE ROOF PLAN
FOR TYPE AND ADDITIONAL INFORMATION

CONTINUOUS PT 2 X 12 FASCIA BOARD

FILL VOID WITH SPRAY FOAM TYP.

METAL DECK, SEE STRUCTURAL
DRAWINGS, PAINTED, TYP.

E1

1'-0
 1/4

"

1'-0
 1/4

"

C TOP OF SIDE WALL/ROOF EDGE DETAIL, TYP.
SCALE: 1 1/2"=1'-0"

ROOF MEMBRANE EXPANSION JOINT BETWEEN
EXISTING AND NEW ADDITION

EXISTING ROOF AND EXTERIOR WALL

ROOF MEMBRANE ASSEMBLY, SEE ROOF PLAN
FOR TYPE AND ADDITIONAL INFORMATION

METAL DECK, SEE STRUCTURAL
DRAWINGS, PAINTED, TYP.

E ROOF EXPANSION JOINT DETAIL, TYP.
SCALE: 1 1/2"=1'-0"

REMOVE EXISTING ROOF ASSEMBLY DOWN TO THE EXISTING DECK
AND INSTALL NEW ROOF MEMBRANE ASSEMBLY, SEE ROOF PLAN
FOR TYPE AND ADDITIONAL INFORMATION

2"

STEEL BEAM, SEE STRUCTURAL
DRAWINGS, PAINTED, TYP.

ROOF TRUSSES, SEE STRUCTURAL
DRAWINGS, PAINTED, TYP.

F3

NEW WALL

PITCH

PITCH

EXISTING ROOF
ASSEMBLY TO REMAIN

ROOF MEMBRANE ASSEMBLY, SEE ROOF PLAN
FOR TYPE AND ADDITIONAL INFORMATION

CONTINUOUS PRE-FINISHED
ALUMINUM CLIP AT SOFFIT

ROOF TRUSSES, SEE STRUCTURAL
DRAWINGS, PAINTED, TYP.

METAL DECK, SEE STRUCTURAL
DRAWINGS, PAINTED, TYP.

EXISTING BUILDING

NEW 34" PLYWOOD ATTACHED TO
EXISTING WALL AND EDGE OF ROOF.

REMOVE EXISTING FASCIA AT NEW ADDITION
SIDE OF THE EXISTING BUILDING TO TIE NEW
MEMBRANE ROOFING TO EXISTING
MEMBRANE ROOFING.

AT EXISTING
CMU

E1

VA
RIE

S

F EXISTING TO NEW ROOF EDGE DETAIL, TYP.
SCALE: 1 1/2"=1'-0"

FILL VOID WITH SPRAY FOAM TYP.

4"

2'-0" MIN. HORIZ. 2"
RIGID INSULATION,

TYP.

GALV. SIMPSON JOIST HANGERS, TYP.
AT END OF EACH JOIST.

2'-0" MIN. HORIZ. 2"
RIGID INSULATION, TYP.

2" RIGID MINERAL FIBER INSULATION AT
RIM BETWEEN EACH BAY

2X8 WOOD JOIST
FRAMING @ 12" O.C.

FINISH FLOORING, SEE ROOM FINISH
SCHEDULE, OVER  34" PLYWOOD
SUB-FLOOR GLUED AND NAILED

1x6 PT WD DECKING, TYP.

PT 2x LEDGER DRILLED ANCHORED TO
CONCRETE FOUNDATION, SEE STRUCT.
DWGS.

PT 2x JOISTS @ 16" O.C., SEE
STRUCT. DWGS.

GALV. SIMPSON JOIST HANGER
(TYP. EACH END OF EACH JOIST,
SEE STRUCT. DWGS.

NEW CONCRETE SLAB
EL. -2' - 0"

STORAGE ADDITION

E1

PT 2x8 LEDGER W/ 3 4"Ø EXP. ANCHORS @
12" O.C. (6" MIN. EMBED.

CONCRETE SLAB, SEE STRUCTURAL
DRAWINGS, TYP.

2" RIGID INSULATION, 2'-0" MIN.
BELOW FINISH GRADE, TYP.

CONCRETE FOUNDATION WALL
AND FOOTING. SEE STRUCT.
DWGS.

VAPOR BARRIER WITH CONT. TAPE
TO RIGID INSULATION, TYP.

28 GA 304 S/S DRIP EDGE

D BASE AT EXTERIOR WALL & WOOD FLOOR DETAIL
SCALE: 1 1/2"=1'-0"

ROOF MEMBRANE ASSEMBLY, SEE ROOF PLAN
FOR TYPE AND ADDITIONAL INFORMATION

NEW MEMBRANE ROOFING FLASHING

NEW 34" PLYWOOD FULL HEIGHT OF WALL
SECURED TO EXISTING EXTERIOR CMU WALL

5'-1
1" 

+- 
VIF

INSTALL NEW MEMBRANE ROOF UNDER
EXISTING FASCIA. BEND BACK FASCIA AS
REQUIRED TO INSTALL NEW ROOF.

G NEW ROOF AT EXISTING CMU WALL DETAIL, TYP.
SCALE: 1 1/2"=1'-0"

ROOF MEMBRANE FOR FULL WIDTH OF ADDITION

2"

EXISTING MASONRY WALL
SCRAPE AND PAINT EXISITING
EXTERIOR WALL

2" EXPANSION JOINT FULL HEIGHT OF
WALL, SEE SPECIFICATIONS FOR MORE
INFORMATION

8" REINFORCED CMU WALL
PAINTED TYPICAL

COMPRESSIBLE FILLER FULL HEIGHT OF
WALL, BY EXPANSION JOINT  MANUF.

J TYPICAL EXPANSION JOINT DETAIL
SCALE: 1 1/2"=1'-0"

LOADING DOCK BUMPERS
REFER TO SPECIFICATIONS

4 1/2"

1"

6"

3
4"Ø LAG BOLTS @ 16" O.C.

PT 2x JOISTS @ 16" O.C.,
SEE STRUCT. DWGS.

PT 2x RIM
SEE STRUCT. DWGS.

H LOADING DOCK BUMPER DETAIL, TYP.
SCALE: 3"=1'-0"

WALL SECTIONS

AND DETAILS

AS NOTED
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(UNLESS OTHERWISE NOTED ON DRAWINGS OR SPECIFICATIONS)

QUALITY ASSURANCE:

1. THE OWNER WILL EMPLOY AND PAY FOR THE SERVICES OF AN INDEPENDENT TESTING AGENCY TO PROVIDE QUALITY
ASSURANCE TESTING AND INSPECTIONS FOR WORK SPECIFIED IN CHAPTER 17 OF THE 9TH EDITION OF THE
MASSACHUSETTS STATE BUILDING CODE. THE TESTING AGENCY SHALL BE LICENSED IN THE COMMONWEALTH OF
MASSACHUSETTS AND ALL TESTING AND INSPECTIONS SHALL BE PERFORMED UNDER THE SUPERVISION  OF AN
ENGINEER REGISTERED IN THE STATE OF MASSACHUSETTS.

2. FAILURE OF QUALITY ASSURANCE TESTING AND INSPECTIONS TO DETECT ANY DEFECTIVE WORK OR  MATERIAL
SHALL NOT IN ANY WAY PREVENT LATER REJECTION WHEN SUCH DEFECT IS NOTED, NOR SHALL  IT OBLIGATE THE
OWNER'S REPRESENTATIVE FOR FINAL ACCEPTANCE.

3. SEE SPECIFICATIONS FOR SPECIFIC REQUIREMENTS FOR QUALITY ASSURANCE TESTING AND INSPECTIONS.

4. THE TESTING AGENCY AND ITS REPRESENTATIVES ARE NOT AUTHORIZED TO REVOKE, ALTER, RELAX, ENLARGE OR
RELEASE ANY PORTION OF THE WORK, PERFORM ANY DUTIES OF THE CONTRACTOR OR BE A  PARTY TO SCHEDULING
OF WORK.

5. RECORDS OF INSPECTIONS SHALL BE KEPT AVAILABLE TO THE BUILDING OFFICIAL DURING PROGRESS OF THE WORK
AND FOR TWO YEARS AFTER COMPLETION OF THE PROJECT. RECORDS SHALL BE PRESERVED BY THE INDEPENDENT
TESTING AGENCY.

6. CONTRACTOR SHALL SUBMIT A SCHEDULE OF SHOP DRAWING SUBMITTAL DATES AT LEAST 30 DAYS PRIOR TO FIRST
SUBMITTAL. FAILURE TO SUBMIT DRAWINGS ON DESIGNATED DATE MAY IMPACT REVIEW SCHEDULE.

GENERAL NOTES

DESIGN LOADS PER MASSACHUSETTS STATE BUILDING CODE: (9TH EDITION)

1. ROOFS:
GROUND SNOW LOAD, Pg = 30 PSF        Ce = 1.0 Is = 1.1    Ct = 1.0
DESIGN (FLAT SNOW LOAD), Pf =30 PSF + DRIFT LOADS PER CODE

ROOFING: .......................................................8 PSF
SUSPENDED SERVICES: .............................. 6 PSF
CEILING: ......................................................... 4 PSF
PV ARRAY ALLOWANCE................................10 PSF
STRUCTURE: ................................................. ACTUAL WEIGHT

2. FLOORS:
LIVE LOAD:......................................................125 PSF

3. WIND LOAD:
ULTIMATE WIND SPEED, Vu:......................... 150 MPH    RISK CATEGORY = 
EXPOSURE CATEGORY = B
INTERNAL PRESSURE COEFFICIENT, GCPI:  ±0.18
COMPONENTS AND CLADDING PRESSURES PER TABLES BELOW:

4. SEISMIC LOAD:
Ie = 1.25 Ss = 0.17 S1 = 0.058 SITE CLASS: ...........D (ASSUMED)

Sds = 0.181 Sd1 = 0.093
SEISMIC DESIGN CATEGORY = B
BASIC SEISMIC-FORCE RESISTING SYSTEM: .... INTERMEDIATE REINFORCED MASONRY SHEAR WALLS

       R = 3.5; CD = 2.25

STRUCTURAL ANALYSIS PROCEDURE: ... EQUIVALENT LATERAL FORCE PROCEDURE PER ASCE 7 CH. 12.8
SEISMIC BASE SHEAR, V = Cs * W

Cs = 0.065 W = 50K

5. SOIL LOADS: (ASSUMED, TO BE VERIFIED BY THE GEOTECHNICAL ENGINEER)
A. EQUIVALENT FLUID PRESSURES:

   SOIL DENSITY: 30 PCF
ACTIVE: 40 PCF

   AT-REST: 65 PCF
   PASSIVE:      300 PCF

B. FRICTION COEFFICIENT:                               0.5
C. ALLOWABLE SLOPE: 1H:1V

6.   SPECIAL LOADING:
A. GUARDRAILS / HANDRAILS: 200 POUND CONCENTRATED LOAD, OR: 50 PLF HORIZONTAL
B. SURCHARGE LOAD: 100 PSF

STRUCTURAL STEEL:

1. ALL STRUCTURAL STEEL MATERIALS, WORKMANSHIP, AND DETAILS SHALL CONFORM TO THE LATEST EDITION OF THE
AISC "SPECIFICATION FOR STRUCTURAL STEEL BUILDINGS - ALLOWABLE STRESS DESIGN AND PLASTIC DESIGN" AND
AISC "CODE OF STANDARD PRACTICE FOR STEEL BUILDINGS AND BRIDGES". STRUCTURAL STEEL SHALL CONFORM TO
THE FOLLOWING SPECIFICATIONS:

          STRUCTURAL STEEL W-SHAPES, CHANNELS ASTM A992 (Fy = 50 KSI)
   STRUCTURAL STEEL TUBES (ROUND & SQUARE HSS) ASTM A500, GRADE C (Fy = 50 KSI)
   STRUCTURAL STEEL ANGLES, PLATES ASTM A572, GRADE 50 (Fy = 50 KSI)
   
2. ALL SHOP CONNECTIONS SHALL BE WELDED TO CONFORM TO "STRUCTURAL WELDING CODE" AWS D1.1, LATEST

EDITION, OF THE AMERICAN WELDING SOCIETY, E70 SERIES. SHOP CONNECTIONS MAY BE HIGH STRENGTH BOLTED
TO CONFORM TO SPECIFICATION ASTM A325.

3. ALL FIELD CONNECTIONS SHALL BE HIGH STRENGTH BOLTED TO CONFORM TO ASTM A325-N, UNLESS OTHERWISE
NOTED.  WHERE WELDING IS SPECIFIED, WELDING PER NOTE #2 ABOVE SHALL APPLY.

4. PROVIDE 3/8" THICK MINIMUM STIFFENER PLATES AT ALL BEAMS OVER COLUMNS.

5. ALL STRUCTURAL STEEL BEAMS AND COLUMNS SHALL BE PRIMED, UNLESS OTHERWISE ON NOTED ON PLAN OR IN
SPECIFICATIONS.

6. PROVIDE 14" THICK LEVELING PLATE AND 3 4"(±) OF NON-SHRINK GROUT UNDER ALL COLUMN BASE PLATES SUPPORTED
ON CONCRETE OR CMU. LEVELING PLATES SHALL BE SET AND GROUTED SOLID BEFORE ERECTION OF COLUMN.

7. ANCHOR RODS SHALL CONFORM TO ASTM F1554, GRADE 36, UNLESS OTHERWISE NOTED. EMBEDMENT INTO
CONCRETE SHALL BE 9" TERMINATED WITH HEAVY HEX NUT, U.O.N. SET ANCHOR RODS WITH A TEMPLATE TO ENSURE
PROPER POSITIONING

8. ALL "SIMPLY SUPPORTED" CONNECTIONS SHALL CONFORM TO THE TYPICAL DETAILS GIVEN ON THE PROCEEDING
TYPICAL DETAIL SHEETS AND SHALL BE DESIGNED BY THE STEEL FABRICATOR TO SUPPORT THE MINIMUM LOADS
GIVEN ON THE "TYPICAL BEAM TO SINGLE PLATE CONNECTION" DETAIL UNLESS LARGER LOADS ARE INDICATED ON
THE PLANS. PROVIDE CONNECTION DESIGN CALCULATIONS AT THESE CONDITIONS.

9. ALL WELDING SHALL BE PERFORMED BY CERTIFIED WELDERS.  ALL CERTIFICATIONS MUST BE CURRENT (i.e. WITHIN 12
MONTHS OF PERFORMANCE OF WELDING).

10. SHORT SLOTTED HORIZONTAL HOLES IN WEB OF BEAM FOR BOLTED CONNECTIONS ARE PERMISSIBLE.

11. PROVIDE A MINIMUM OF 1/4" FILLET WELDS (ALL AROUND) AT WELDED CONNECTIONS, UNLESS OTHERWISE NOTED.

12. ALL EXPOSED STRUCTURAL STEEL AND THE ASSOCIATED CONNECTIONS, INCLUDING DUNNAGE, SCREEN SUPPORTS
AND RELIEVING ANGLES SHALL BE HOT-DIPPED GALVANIZED. REFER TO ARCH. DWG'S. FOR COLOR GALVANIZING
REQUIREMENTS.

SHOP DRAWINGS:

1. SHOP DRAWINGS ARE DRAWINGS, DIAGRAMS, SCHEDULES, MATERIAL LISTS AND OTHER DATA SPECIFICALLY
PREPARED FOR THE WORK FOR THE GENERAL CONTRACTOR OR ANY SUBCONTRACTOR, MANUFACTURER, SUPPLIER
OR DISTRIBUTOR TO ILLUSTRATE SOME PORTION OF THE WORK.  CONTRACT DRAWINGS ARE NOT TO BE
REPRODUCED FOR USE AS SHOP DRAWINGS.

2. WHEN APPLICABLE, SHOP DRAWINGS SHALL INCLUDE, BUT NOT BE LIMITED TO: ERECTION PLANS, NOTES AND
BRACING DETAILS, ACCESSORIES, CONNECTION DETAILS, JOIST, BEAM AND COLUMN DETAILS, BENDING  DETAILS FOR
REINFORCING RODS, AND ANY OTHER ITEMS WHICH ARE TYPICAL OF INDUSTRY STANDARD FOR SHOP DRAWING
SUBMITTALS.  SUBMIT STAMPED STRUCTURAL CALCULATIONS WHERE NOTED ABOVE.

3. NO PORTION OF THE WORK REQUIRING SUBMISSION OF A SHOP DRAWING SHALL BE STARTED UNTIL THE SUBMITTAL
HAS BEEN SATISFACTORILY REVIEWED BY SOUZA, TRUE AND PARTNERS, INC. (STP) AND ALL OTHER PARTIES
INVOLVED.  ALL SUCH PORTIONS OF THE WORK SHALL BE IN ACCORDANCE WITH FINAL REVIEWED SUBMITTALS AND
THE CONTRACT DOCUMENTS.

4. ALL SHOP DRAWINGS SHALL BE SUBMITTED ELECTRONICALLY, UNLESS OTHERWISE NOTED IN THE CONTRACT
DOCUMENTS.  UNLESS OTHERWISE NOTED IN THE CONTRACT SPECIFICATIONS, THE FOLLOWING SEQUENCE SHALL BE
FOLLOWED: MANUFACTURER/CONTRACTOR/ARCHITECT/ENGINEER/ARCHITECT/CONTRACTOR/MANUFACTURER.

5. THE CONTRACTOR SHALL REVIEW, APPROVE AND SUBMIT ALL SHOP DRAWINGS REQUIRED BY THE CONTRACT
DOCUMENTS IN AN ORDER WHICH IS SEQUENTIAL WITH THE PROGRESS OF THE WORK AND CONSISTANT WITH THE
LEAD TIMES RELATED TO THE PRODUCTS.  THE SHOP DRAWING SUBMITTAL SCHEDULE SHALL INCLUDE ADEQUATE
TIME FOR A COMPLETE AND PROFESSIONAL REVIEW BY ALL PARTIES INVOLVED. IT SHALL BE NOTED THAT THE
REVIEW TIME WILL VARY DEPENDING ON THE SIZE AND CONTENT OF THE SUBMITTAL.  BY APPROVING AND
SUBMITTING SHOP DRAWINGS, THE CONTRACTOR REPRESENTS THAT HE OR SHE HAS VERIFIED ALL MATERIALS, FIELD
MEASUREMENTS AND FIELD CONSTRUCTION CRITERIA RELATED THERETO, OR WILL DO SO.  IN ADDITION, THIS SHALL
REPRESENT THAT HE OR SHE HAS CHECKED AND COORDINATED THE INFORMATION CONTAINED WITHIN SUCH
SUBMITTALS WITH THE REQUIREMENTS OF THE WORK AND OF THE CONTRACT DRAWINGS.  SOUZA, TRUE AND
PARTNERS, INC. RESERVES THE RIGHT TO RETURN ANY SHOP DRAWINGS WHICH ARE JUDGED TO BE "RUBBER STAMP
APPROVED" BY THE CONTRACTOR WITHOUT PROPER REVIEW AND EVALUATION.

6. ALL SHOP DRAWINGS THAT ARE RECEIVED WITHOUT FIRST BEING REVIEWED AND STAMPED BY THE CONTRACTOR
WILL BE RETURNED UNREVIEWED.

7. THE CONTRACTOR SHALL NOT BE RELIEVED OF RESPONSIBILITY FOR ANY DEVIATION FROM THE REQUIREMENTS OF
THE CONTRACT DOCUMENTS AS A RESULT OF STP'S (SOUZA, TRUE AND PARTNERS, INC.) REVIEW OF  THE SHOP
DRAWINGS UNLESS THE CONTRACTOR HAS SPECIFICALLY INFORMED STP, IN WRITING, OF SUCH DEVIATION AT THE
TIME OF SUBMISSION AND STP HAS GIVEN WRITTEN ACCEPTANCE TO THE SPECIFIC DEVIATION.  THE CONTRACTOR
SHALL NOT BE RELIEVED FROM RESPONSIBILITY FOR ERRORS OR OMISSIONS IN THE SHOP DRAWINGS BY STP'S
REVIEW THEREOF.

8. THE CONTRACTOR SHALL DRAW ATTENTION TO ALL DEVIATIONS FROM THE CONTRACT DRAWINGS AND  INCLUDE
REASONS FOR SUCH DEVIATIONS WITH THE SUBMITTED SHOP DRAWINGS.  IN ADDITION, THE CONTRACTOR SHALL
DIRECT SPECIFIC ATTENTION, IN WRITING OR ON RESUBMITTED SHOP DRAWINGS,  TO REVISIONS OTHER THAN THOSE
REQUESTED BT STP ON PREVIOUS SUBMITTALS.

9. REFER TO SAMPLE SHOP DRAWING STAMP AND ACTION LEGEND (BELOW) FOR FURTHER CLARIFICATION:

ACTION LEGEND

SUBMITTAL ACCEPTED
   MATERIALS, SIZES, GENERAL ARRANGEMENT AND DETAILS SHOWN ON THIS DRAWING APPEAR TO BE IN SUBSTANTIAL

COMPLIANCE WITH THE INTENT OF THE CONTRACT DRAWINGS.

SUBMITTAL ACCEPTED, SUBJECT TO NOTATIONS
   CORRECTIONS NOTED WILL BRING THIS SUBMITTAL INTO SUBSTANTIAL COMPLIANCE WITH THE MATERIALS, SIZES,

GENERAL ARRANGEMENTS AND DETAILS NOTED IN THE CONTRACT DOCUMENTS. PROVIDED THAT NO OTHER
MODIFICATIONS ARE NECESSARY, RESUBMITTAL IS NOT REQUIRED. REVIEW IS COMPLETE AND ALL CORRECTIONS
ARE DEEMED OBVIOUS WITH NO AMBIGUITY.

SUBMITTAL ACCEPTED IN PART, RESUBMIT ITEMS NOTED
   CORRECTIONS NOTED WILL BRING THIS SUBMITTAL INTO SUBSTANTIAL COMPLIANCE WITH THE MATERIALS, SIZES,

GENERAL ARRANGEMENTS AND DETAILS NOTED IN THE CONTRACT DOCUMENTS. PORTIONS OF THE DRAWING MUST
BE REVISED AND REVIEWED PRIOR TO FABRICATION.

SUBMITTAL NOT ACCEPTED; REVISE, REVIEW AND RESUBMIT
   FABRICATION SHALL NOT TAKE PLACE PRIOR TO THIS DRAWING BEING REVISED, RESUBMITTED AND REVIEWED BY

SOUZA, TRUE AND PARTNERS, INC., AND ALL OTHER PARTIES INVOLVED.  DETAILS OR ITEMS NOTED BY THE REVIEWER
REQUIRE FURTHER CLARIFICATION.

RESUBMITTED SHOP DRAWINGS THAT WERE PREVIOUSLY ACCEPTED WILL BE NOT REVIEWED UNLESS REVISIONS ARE
CLOUDED.  ONLY CLOUDED ITEMS WILL BE RE-REVIEWED.

CONTRACTOR SHALL SUBMIT A SCHEDULE OF SHOP DRAWING SUBMITTAL DATES AT LEAST 30 DAYS PRIOR TO FIRST
SUBMITTAL. FAILURE TO SUBMIT DRAWINGS ON DESIGNATED DATE MAY IMPACT REVIEW SCHEDULE.

MISC. METALS SECTION (INCLUDING STAIRS AND RAILINGS):

1. ALL STEEL INDICATED ON THESE DRAWINGS NOT SPECIFICALLY SIZED BY LENGTH, WIDTH, THICKNESS, OR WEIGHT SHALL BE
PROVIDED UNDER THE WORK OF SPECIFICATION SECTION 055000 (METAL FABRICATIONS) UNLESS SPECIFICALLY CALLED OUT TO BE
BY MISCELLANEOUS METALS.

2. ALL STAIRS, STAIR LANDINGS, RAILINGS AND OTHER STAIR COMPONENTS SHALL BE DESIGNED AND DETAILED UNDER THE
SUPERVISION OF A STRUCTURAL ENGINEER LICENSED IN MASSACHUSETTS.

3. SHOP DRAWINGS AND CALCULATIONS SHALL BE SIGNED, SEALED, AND SUBMITTED TO THE ARCHITECT FOR REVIEW. SHOP DRAWINGS
SHALL CLEARLY INDICATE, BUT NOT BE LIMITED TO, THE FOLLOWING:

A. LOADS IMPOSED ON THE STRUCTURE FROM THE STAIR/RAMP
B. ALL CONNECTIONS FROM THE STAIR/RAMP TO THE STRUCTURE
C. ALL SIZES AND SHAPES
D. ALL DIMENSIONS AND CONFIGURATIONS

POST-INSTALLED ANCHORS:

1. EXCEPT WHERE INDICATED ON THE DRAWINGS, POST-INSTALLED ANCHORS SHALL CONSIST OF THE FOLLOWING
ANCHOR TYPES AS PROVIDED BY HILTI, INC.  CONTACT HILTI AT (800) 879-8000 FOR PRODUCT RELATED QUESTIONS.

A. WHERE PLANS, SECTIONS, OR DETAILS REQUIRE ANCHORAGE TO CONCRETE WITH ADHESIVE ANCHORS, USE THE
HILTI HIT-HY 200 SAFE SET SYSTEM WITH HILTI HOLLOW DRILL BIT (TE-CD OR TE-YD) WITH HAS-E-55THREADED
RODS (SEE NOTE #2 BELOW) PER ICC ESR-3187, OR APPROVED EQUAL.

B. WHERE PLANS, SECTIONS, OR DETAILS REQUIRE ANCHORAGE TO SOLID GROUTED MASONRY WITH ADHESIVE
ANCHORS, USE THE HILTI HIT-HY HYBRID ADHESIVE FOR MASONRY WITH HILTI HOLLOW DRILL BIT (TE-CD OR
TE-YD) WITH HAS-E-55 THREADED RODS (SEE NOTE #2 BELOW) PER ICC ESR-2682, OR APPROVED EQUAL.

C. WHERE PLANS, SECTION, OR DETAILS REQUIRE ANCHORAGE TO CONCRETE OR SOLID GROUTED MASONRY WITH
MECHANICAL OR EXPANSION ANCHORS, USE HILTI KWIK BOLT TZ2 (KB-TZ2) EXPANSION ANCHORS PER ICC
ESR-4561

D. WHERE PLANS, SECTIONS, OR DETAILS REQUIRE NEW STEEL REINFORCING BARS TO BE ANCHORED TO
CONCRETE, USE THE HILTI HIT-HY 200 SAFE SET SYSTEM WITH HILTI HOLLOW DRILL BIT (TE-CD OR TE-YD) WITH
CONTINUOUSLY DEFORMED REBAR PER ICC ESR-3187.

2. UNLESS OTHERWISE NOTED, THREADED ROD ANCHORS SHALL CONFORM TO HAS-E-55 STANDARD ASTM 1554

3. ANCHOR CAPACITY USED IN DESIGN SHALL BE BASED ON THE TECHNICAL DATA PUBLISHED BY HILTI OR SUCH OTHER
METHOD AS APPROVED BY THE STRUCTURAL ENGINEER OF RECORD. SUBSTITUTION REQUESTS FOR ALTERNATE
PRODUCTS MUST BE APPROVED IN WRITING BY THE STRUCTURAL ENGINEER OF RECORD PRIOR TO USE.
CONTRACTOR SHALL PROVIDE CALCULATIONS DEMONSTRATING THAT THE SUBSTITUTED PRODUCT IS CAPABLE OF
ACHIEVING THE PERFORMANCE VALUES OF THE SPECIFIED PRODUCT. SUBSTITUTIONS WILL BE EVALUATED BY THEIR
HAVING AN ICC ESR SHOWING COMPLIANCE WITH THE RELEVANT BUILDING CODE FOR SEISMIC USES, LOAD
RESISTANCE, INSTALLATION CATEGORY, AND AVAILABILITY OF COMPREHENSIVE INSTALLATION INSTRUCTIONS.
ADHESIVE ANCHOR EVALUATION WILL ALSO CONSIDER CREEP, IN-SERVICE TEMPERATURE AND INSTALLATION
TEMPERATURE.

4. INSTALL ANCHORS PER THE MANUFACTURER INSTRUCTIONS, AS INCLUDED IN THE ANCHOR PACKAGING.

5. FOR PROJECTS MEETING IBC 2012 OR LATER, ACI/CRSI ADHESIVE ANCHOR INSTALLER CERTIFICATION IS REQUIRED
FOR ALL INSTALLERS OF ADHESIVE ANCHORS IN HORIZTONAL OR UPWARDLY INCLINED ORIENTATION. THE HILTI
ADHESIVE ANCHOR INSTALLER CERTIFICATION PROGRAM (HAAICP) IS AN APPROVED EQUIVALENT

6. THE CONTRACTOR SHALL ARRANGE AN ANCHOR MANUFACTURER'S REPRESENTATIVE TO PROVIDE ONSITE
INSTALLATION TRAINING FOR ALL OF THEIR ANCHORING PRODUCTS SPECIFIED.  THE STRUCTURAL ENGINEER OF
RECORD MUST RECEIVE DOCUMENTED CONFIRMATION THAT ALL OF THE CONTRACTOR'S PERSONNEL WHO INSTALL
ANCHORS ARE TRAINED PRIOR TO THE COMMENCEMENT OF INSTALLING ANCHORS.

7. ANCHOR CAPACITY IS DEPENDANT UPON SPACING BETWEEN ADJACENT ANCHORS AND PROXIMITY OF ANCHORS TO
EDGE OF CONCRETE. INSTALL ANCHORS IN ACCORDANCE WITH SPACING AND EDGE CLEARANCES INDICATED ON THE
DRAWINGS.

8. EXISTING REINFORCING BARS IN THE CONCRETE STRUCTURE MAY CONFLICT WITH SPECIFIC ANCHOR LOCATIONS.  NO
EXISTING BARS MAY BE CUT OR REMOVED TO INSTALL ANCHORS.  ADDITIONALLY, AND UNLESS EXACT LOCATIONS OF
ALL EXISTING REINFORCEMENT IS LOCATED PRIOR TO DRILLING, THE USE OF A DIAMOND CORE BIT TO DRILL THE
HOLES IS STRICTULY PROBITTED.  CONTRACTOR MAY RELOCATE ANCHORS TO AVOID EXISTING REINFORCEMENT
PROVIDED MAXIMUM SPACING AND EDGE CLEARANCE DISTANCES ARE MAINTAINED.

GENERAL:

1. STRUCTURAL DRAWINGS SHALL BE USED IN CONJUNCTION WITH ARCHITECTURAL, MECHANICAL, ELECTRICAL, AND
SHOP DRAWINGS AND SPECIFICATIONS.

2. ALL DIMENSIONS AND CONDITIONS MUST BE VERIFIED IN THE FIELD AND ANY DISCREPANCIES SHALL BE BROUGHT TO
THE ATTENTION OF THE ARCHITECT BEFORE PROCEEDING WITH THE AFFECTED PORTION OF THE WORK.

3. SHOP DRAWINGS FOR REINFORCING STEEL (INCLUDING ALL ACCESSORIES), POUR SCHEDULES, REINFORCED
MASONRY, STRUCTURAL STEEL, STEEL DECKING, AND STEEL JOISTS SHALL BE SUBMITTED TO THE ARCHITECT AND A
STAMPED ACCEPTANCE RECEIVED BEFORE FABRICATION CAN PROCEED.  ERECTION SHALL BE EXECUTED FROM
ACCEPTED SHOP DRAWINGS ONLY.

4. A COMPLETE CONCRETE PLACEMENT SCHEDULE SHALL BE SUBMITTED TO THE ARCHITECT AND A STAMPED
ACCEPTANCE RECEIVED BEFORE ANY CONCRETE PLACEMENT CAN BE MADE.

5. UNLESS OTHERWISE NOTED, DETAILS SHOWN ON ANY DRAWINGS ARE TO BE CONSIDERED TYPICAL FOR ALL SIMILAR
CONDITIONS.

6. U.O.N. = UNLESS OTHERWISE NOTED.

7. REFER TO ARCHITECTURAL DRAWINGS FOR DIMENSIONS, SLOPES, ANGLES, AND ELEVATIONS NOT SHOWN ON THE STRUCTURAL
DRAWINGS.

8. IN CASE OF CONFLICT AMONG CONTRACT DOCUMENTS (i.e. CONTRACT DOCUMENTS AND SPECIFICATIONS), THE MORE SPECIFIC AND
LOCALIZED INFORMATION IN THE FOLLOWING ASCENDING ORDER SHALL GOVERN:   SPECIFICATIONS, NOTES, PLANS, SCHEDULES, AND
DETAILS.

9. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE DESIGN AND EXECUTION OF ALL TEMPORARY SHORING AND BRACING AND
TEMPORARY EARTH RETENTION SYSTEMS FOR THE BUILDING DURING THE ENTIRE CONSTRUCTION PERIOD, AS REQUIRED, TO
PREVENT DANGER TO PERSONS AND PROPERTY.

10. THE CONTRACTOR SHALL INFORM THE ARCHITECT OF RECORD IN WRITING OF ANY DEVIATION FROM THE CONTRACT
DOCUMENTS.  THE CONTRACTOR SHALL NOT BE RELIEVED OF THE RESPONSIBILITY OF SUCH DEVIATION BY THE
PROFESSIONAL OF RECORD, REVIEW OF THE SHOP DRAWINGS, PRODUCT ANALYSIS, ETC. UNLESS THE CONTRACTOR
HAS SPECIFICALLY INFORMED THE PROFESSIONAL OF RECORD OF SUCH DEVIATION AT THE TIME OF SUBMISSION AND
THE ARCHITECT HAS GIVEN WRITTEN APPROVAL TO THE SPECIFIC DEVIATION.

11. V.I.F. OR F.V. = VERIFY IN FIELD OR FIELD VERIFY.

12. ANY DIMENSION NOTED (±) ON PLAN AND ASSOCIATED WITH NEW CONSTRUCTION SHALL BE COORDINATED AND VERIFIED BY THE
CONTRACTOR, IN THE FIELD, PRIOR TO THE SUBMISSION OF ANY SHOP DRAWINGS.

13. (e) INDICATES AN EXISTING STRUCTURAL ELEMENT.

14. ALL WORK SHALL CONFORM TO THE REQUIREMENTS OF THE LATEST EDITIONS (UNLESS NOTED OTHERWISE) OF THE FOLLOWING
BUILDING CODES AND STANDARDS:

A. THE COMMONWEALTH OF MASSACHUSETTS STATE BUILDING CODE, 9TH EDITION
B. "IBC" - INTERNATIONAL BUILDING CODE (2015 EDITION)
C. "AISC 360" - SPECIFICATION FOR STRUCTURAL STEEL BUILDINGS
D. "AISC 303" - CODE OF STANDARD PRACTICE FOR STEEL BUILDINGS AND BRIDGES
E. "ACI 318 " - BUILDING CODE REQUIREMENTS FOR REINFORCED CONCRETE
F. "TMS 402/602" - BUILDING CODE REQUIREMENTS & SPECIFICATIONS FOR MASONRY STRUCTURES

CONCRETE:

1. ALL CONCRETE SHALL HAVE A MINIMUM COMPRESSIVE STRENGTH OF 4000 PSI AT 28 DAYS. ALL CONCRETE SHALL BE
NORMAL WEIGHT (150 PCF MAXIMUM).

2. ALL REINFORCING BARS SHALL CONFORM TO ASTM A615, GRADE 60 (DEFORMED), EXCEPT ASTM A706 WHERE
WELDED.

3. LAP ALL CONTINUOUS BARS IN ACCORDANCE WITH THE "REBAR DEVELOPMENT AND LAP SPLICE LENGTHS" TABLE.

4. ALL WELDED WIRE FABRIC (W.W.F.) SHALL CONFORM TO ASTM A1064  (MINIMUM ULTIMATE TENSILE STRENGTH OF 70
KSI). LAP 2 SQUARES AT ALL JOINTS AND TIE @ 3'-0" ON CENTER.

5. CLEAR CONCRETE PROTECTION FOR REINFORCING: (UNLESS OTHERWISE NOTED)

A. FOOTINGS (AND OTHER CONCRETE ELEMENTS CAST AGAINST EARTH): 3"
B. FOUNDATION WALLS (AND OTHER CONCRETE ELEMENTS EXPOSED TO EARTH): 2"
C. SLABS-ON-GRADE: 11

4" FROM THE TOP
D. PIERS AND PILASTERS: 2" TO TIES

6. NO BARS SHALL BE CUT OR OMITTED IN THE FIELD BECAUSE OF SLEEVES, DUCT OPENINGS, OR RECESSES. BARS WILL
BE MOVED ASIDE WITHOUT CHANGE IN LEVEL WITH THE APPROVAL OF THE ARCHITECT.

7. NO PIPES SHALL PASS THROUGH CONCRETE WITHOUT THE PERMISSION OF THE ARCHITECT. STEEL PIPE SLEEVES
SHALL BE PROVIDED AND SPACED A MINIMUM OF THREE PIPE DIAMETERS APART.

8. ALL CONDUIT SHALL RUN ABOVE BOTTOM REINFORCING, BELOW TOP REINFORCING, AND INSIDE BEAM STIRRUPS AND
WALL REINFORCING. LINES OF CONDUIT SHALL BE SPACED NOT CLOSER THAN THREE CONDUIT DIAMETERS ON
CENTER. MAXIMUM SIZE OF CONDUIT IN SLAB SHALL BE EQUAL TO  13 OF THE SLAB OR WALL THICKNESS. ALUMINUM
CONDUIT IS NOT PERMITTED.

9. ALL KEYS SHALL BE 2" BY 4" WITH BEVELED SIDES (UNLESS OTHERWISE NOTED).

10. HORIZONTAL CONSTRUCTION JOINTS SHALL BE AS INDICATED ON THE DRAWINGS. VERTICAL CONSTRUCTION JOINTS
SHALL BE APPROVED BY THE ARCHITECT.  ALL CONSTRUCTION JOINTS SHALL BE FORMED WITH A STANDARD KEY AND
ALL REINFORCING EXTENDED IN ACCORDANCE WITH THE "REBAR DEVELOPMENT AND LAP SPLICE LENGTH" TABLE.

11. THE CONTRACTOR SHALL SUBMIT DRAWINGS SHOWING THE COMPLETE LAYOUTS OF ALL CONTROL JOINTS,
CONSTRUCTION JOINTS, AND ISOLATED JOINTS FOR SLABS ON GRADE. CONCRETE PLACEMENT SHALL NOT PROCEED
UNTIL THESE DRAWINGS HAVE BEEN REVIEWED BY THE ARCHITECT. SEE PLAN FOR JOINT LOCATION RULES AND
LIMITATIONS.

12. DETAILS NOT SHOWN ON THE DRAWINGS SHALL BE IN ACCORDANCE WITH THE LATEST EDITION OF THE ACI DETAILING
MANUAL 315.

13. SAMPLES FOR STRENGTH TESTS ON EACH CLASS OF CONCRETE PLACED EACH DAY SHALL BE TAKEN NOT LESS THAN
ONCE A DAY, NOR LESS THAN ONCE FOR EVERY 150 CUBIC YARDS OF CONCRETE, NOR LESS THAN ONCE FOR EACH
5000 SQUARE FEEL OF SURFACE AREA FOR SLABS AND WALLS.

14. ALL CONCRETE EXPOSED TO WEATHER SHALL BE AIR-ENTRAINED (6% ±1% AIR).

REINFORCED CONCRETE MASONRY:

1. ALL REINFORCED CONCRETE MASONRY SHALL CONFORM TO THE REQUIREMENTS OF THE LATEST EDITION OF TMS
402/602-16.

2. CONCRETE MASONRY UNITS SHALL CONFORM TO ASTM C90, NORMAL WEIGHT, AND SHALL HAVE A MINIMUM
COMPRESSIVE STRENGTH OF 2000 PSI ON THE NET AREA, U.O.N.

3. THE COMPRESSIVE STRENGTH OF THE MASONRY ASSEMBLY (F m') SHALL BE EQUAL TO OR EXCEED 2000 PSI.

4. MORTAR SHALL CONFORM TO ASTM C270, TYPE M OR S.

5. GROUT SHALL CONFORM TO ASTM C476, FINE TYPE, AND SHALL HAVE A MINIMUM 28 DAY COMPRESSIVE STRENGTH OF
3000 PSI.

6. GROUTING SHALL BE LIMITED TO A MAXIMUM WALL HEIGHT OF 5'-4" PER LIFT.

7. ALL REINFORCING BARS SHALL CONFORM TO ASTM A615, GRADE 60, DEFORMED.

8. PROVIDE HORIZONTAL AND VERTICAL REINFORCING AS NOTED ON THE DRAWINGS AND FILL ALL REINFORCED BLOCK CELLS WITH
GROUT. REFER TO "MINIMUM MASONRY WALL REINFORCING SCHEDULE", OR SECTIONS, FOR REQUIRED WALL REINFORCEMENT.
HORIZONTAL REINFORCEMENT SHALL BE CONTINUOUS THROUGH CORNERS, INTERSECTIONS, AND PILASTERS.

FOUNDATIONS AND SUBGRADE PREPARATION:

1. WHERE SHOWN ON THE DRAWINGS, FOUNDATIONS SHALL BEAR ON SUITABLE COMPACTED STRUCTURAL FILL.
ALTERNATE METHODS MUST BE APPROVED BY A LICENSED GEOTECHNICAL ENGINEER. THE DESIGN BEARING VALUE
FOR ALL FOOTINGS SHALL BE A MINIMUM OF 3000 PSF.

2. THE ESTIMATED ELEVATION OF THE BOTTOM OF EACH FOOTING IS INDICATED THUS [0'-0"]. THE BOTTOM OF EACH
EXTERIOR FOOTING SHALL BE A MINIMUM OF 4'-0" BELOW ADJACENT FINISHED GRADE.

3. NO BACKFILL SHALL BE PLACED AGAINST FOUNDATION WALLS RETAINING EARTH UNLESS WALLS ARE SUFFICIENTLY
BRACED TO PREVENT MOVEMENT OR STRUCTURAL DAMAGE AND THE SLAB-ON-GRADE IS IN PLACE.

4. FOR TYPICAL SLAB-ON-GRADE CONSTRUCTION, PROVIDE A 15-MIL POLYETHYLENE VAPOR BARRIER (WITH JOINTS
LAPPED A MINIMUM OF 12 INCHES) OVER A 9" LAYER OF COMPACTED CRUSHED STONE UNDERLAIN BY NON-WOVEN
FILTER FABRIC (6oz/yd2).  THIS BASE COURSE SHALL BE PLACED OVER THE PROPERLY PREPARED SUBGRADE.

5. ALL STRUCTURAL FILL PLACED WITHIN THE FOOTPRINT OF THE PROPOSED ADDITION FOR SUPPORT OF FOOTINGS
AND/OR THE SLAB-ON-GRADE SHALL BE PLACED IN LIFTS HAVING A MAXIMUM THICKNESS OF 6 INCHES AND BE
COMPACTED TO A MINIMUM OF 95 PERCENT OF ITS MAXIMUM MODIFIED PROCTOR DRY DENSITY. STRUCTURAL FILL
SHALL CONSIST OF SUITABLE EXCAVATED ON-SITE FILL OR THE NATURAL SAND DEPOSIT, OR AN OFF-SITE WELL
GRADED, NATURAL SAND AND GRAVEL CONTAINING LESS THAN 8% PASSING THE No. 200 SIEVE.

6. ALL EXISTING SITE IMPROVEMENTS, TOPSOIL AND FILL, AND EXISTING UNDERGROUND UTILITIES WITHIN THE
FOOTPRINT OF THE PROPOSED ADDITION SHALL BE REMOVED.

7. PROVIDE PERIMETER FOUNDATION DRAINS WHERE THE EXTERIOR FINISHED GRADE IS ABOVE THE GROUND LEVEL
FINISHED FLOOR ELEVATION. SEE TYPICAL DETAILS.

8. FOR CONSTRUCTION UNDER WINTER CONDITIONS, FOUNDATION AND FLOOR SLABS SHALL BE PROTECTED FROM
FREEZING TEMPERATURES UNTIL THE BUILDING IS ENCLOSED AND HEATED.

9. THE DESIGN AND EXECUTION OF ALL TEMPORARY EARTH RETENTION SYSTEMS DURING CONSTRUCTION SHALL BE
THE RESPONSIBILITY OF THE GENERAL CONTRACTOR.

10. NO CONCRETE SHALL BE PLACED IN WATER, ICE, FROST, OR ON FROZEN SUBGRADE MATERIAL. PRECAUTIONS SHALL
BE TAKEN BY THE CONTRACTOR TO PREVENT FROST FROM PENETRATING ANY FOOTING OR SUBGRADE MATERIAL
(BEFORE AND AFTER CONCRETE PLACEMENT) UNTIL SUCH SUBGRADE MATERIAL IS FULLY PROTECTED BY THE
PERMANENT STRUCTURAL SYSTEM.

11. FOUNDATIONS SHALL BE CENTERED ON GRID INTERSECTIONS, U.O.N.

12. ALL FOUNDATION RECOMMENDATIONS ARE BASED ON TYPICAL ASSUMPTIONS AND MUST BE CONFIRMED BY THE
CONTRACTOR AND A LICENSED GEOTECHNICAL ENGINEER.

13. A LICENSED GEOTECHNICAL ENGINEER SHALL OBSERVE THE EXPOSED SUBGRADES PRIOR TO FILL AND CONCRETE
PLACEMENT TO VERIFY THAT THE EXPOSED BEARING MATERIALS ARE SUITABLE FOR THE DESIGN SOIL BEARING
PRESSURE INDICATED IN NOTE #1. ALL OTHER DESIGN ASSUMPTIONS LISTED ABOVE MUST BE VERIFIED IN THE FIELD
PRIOR TO CONSTRUCTION.
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TYPICAL DETAILS

FOUNDATION / FIRST FLOOR AND ROOF FRAMING PLANS

SECTIONS

NOTES:
1. FOR EFFECTIVE WIND AREAS BETWEEN THOSE

GIVEN, VALUE MAY BE INTERPOLATED,
OTHERWISE USE THE VALUE ASSOCIATED WITH
THE LOWER EFFECTIVE WIND AREA.

2. PRESSURES SHOWN ARE FOR STRUCTURAL
ELEMENTS ONLY.  FOR ROOF PRESSURES ON
ROOF ASSEMBLIES, THE ASSUMED TRIBUTARY
AREA MAY NOT EXCEED 10 ft2.  SEE
ARCHITECTURAL DRAWINGS AND
SPECIFICATIONS FOR FURTHER INFORMATION.

WALL DESIGN WIND PRESSURE TABLE

HEIGHT (h): (ABOVE GRADE) h < 30'-0"

10ft2 45 PSF

20ft2 44 PSF

50ft2 42 PSF

100ft2 40 PSF

500ft2 35 PSF

TR
IBU
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RY

AR
EA

 (A
)AT FIELD

OF WALLS
(INTERIOR

ZONES)

10ft2 56 PSF

20ft2 52 PSF

50ft2 47 PSF

100ft2 44 PSF

500ft2 35 PSF

AT END ZONES

TR
IBU
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RY
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EA

 (A
)

NOTES:
1. FOR EFFECTIVE WIND AREAS BETWEEN THOSE

GIVEN, VALUE MAY BE INTERPOLATED,
OTHERWISE USE THE VALUE ASSOCIATED
WITH THE LOWER EFFECTIVE WIND AREA.

2. PRESSURES LISTED ABOVE SHALL BE
CONSIDERED TO ACT TOWARDS OR AWAY
FROM SURFACES.

ROOF DESIGN WIND PRESSURE TABLE

HEIGHT (h): (ABOVE GRADE) h < 30'-0"

10ft2 42 PSF

20ft2 41 PSF

50ft2 39 PSF

100ft2 38 PSF

TR
IBU

TA
RY

AR
EA

 (A
)

INTERIOR
ZONES

10ft2 70 PSF

20ft2 63 PSF

50ft2 52 PSF

100ft2 45 PSF

TR
IBU

TA
RY

AR
EA

 (A
)

END
ZONES

10ft2 105 PSF

20ft2 87 PSF

50ft2 63 PSF

100ft2 45 PSF

TR
IBU

TA
RY

AR
EA

 (A
)

CORNER
ZONES

STEEL JOISTS:

1. ALL JOISTS SHALL BE DETAILED, FABRICATED, AND ERECTED IN ACCORDANCE WITH S.J.I. SPECIFICATIONS FOR SHORT AND LONG
SPAN JOISTS. THE MANUFACTURER SHALL BE CERTIFIED BY THE S.J.I. FOR THE TYPE OF JOISTS BEING USED ON THIS PROJECT.

2. ALL JOISTS SHALL HAVE DOUBLE ANGLE TOP AND AND BOTTOM CHORDS.

3. REINFORCE JOISTS AT BRACE SUPPORT POINTS AND OTHER LOCATIONS OF CONCENTRATED LOADS.

4. SUBMIT SHOP DRAWINGS FOR REVIEW BY THE STRUCTURAL ENGINEER. SHOP DRAWINGS SHALL INCLUDE AN ERECTION PLAN,
CONNECTION DETAILS, AND JOIST DETAILS.

5. PROVIDE ALL BRIDGING TO MEET THE REQUIREMENTS OF SJI, LATEST EDITION.

6. CAUTION SHALL BE TAKEN WHEN WELDING BRIDGING SO AS NOT TO DAMAGE, GOUGE, OR NICK THE CHORDS OF THE JOISTS. ANY
SUCH DAMAGE MUST BE REPAIRED TO THE SATISFACTION OF THE STRUCTURAL ENGINEER AT NO COST TO THE OWNER.

7. ALL SUBSTANTIAL HANGING LOADS SHALL BE APPLIED AT JOIST TOP CHORD PANEL POINTS ONLY. THE ENGINEER SHALL BE NOTIFIED
IF THE HANGING LOAD IS NOT SPECIFIED ON THE CONTRACT DRAWINGS.

8. ALL STEEL JOISTS SHALL BE SHOP PRIMED WITH TNEMEC 10-99, OR APPROVED EQUAL.

9. CAMBER ALL STEEL JOISTS PER SJI REQUIREMENTS.

ABOVE FINISHED FLOOR
ARCHITECT OR
ARCHITECTURAL DRAWINGS
BOTTOM
BELOW FINISHED FLOOR
BEAM
BOTH SIDES
CANTILEVER
CENTER LINE
CLEAR
COLUMN
CONNECTION
CONTINUOUS
DEGREES
DIAMETER
DIMENSION
DRAWING
EACH
EACH END
ELEVATION
EQUAL
EACH SIDE
EXISTING TO REMAIN
EXISTING TO BE REMOVED
EXISTING
EXTERIOR
FINISH
FINISH FLOOR
FLOOR
FOUNDATION
FACE OF WALL
FOOTING
FIELD VERIFY
GALVANIZED
HORIZONTAL
HEIGHT
INTERIOR
JOIST
KIP
KIPS PER SQUARE FEET
KIPS PER SQUARE INCH
LOCATION
LAMINATED VENEER LUMBER
MAXIMUM
MATCH EXISTING
MECHANICAL
MANUFACTURER
MIDDLE
MID POINT
MINIMUM
NOT IN CONTRACT
NUMBER
NOT TO SCALE
ON CENTER
OPPOSITE HAND
OPENING
OPPOSITE
PLATE
POUNDS PER SQUARE FOOT
POUNDS PER SQUARE INCH
PRESSURE-TREATED
RADIUS
ROOF DRAIN
REFERENCE
REINFORCE OR
REINFORCEMENT/ING
REQUIRED
SCHEDULE
SECTION
SIMILAR
SPECIFICATIONS
STANDARD
STRUCTURAL
TOP
TO BE REMOVED
TEMPORARY
TYPICAL
UNLESS OTHERWISE NOTED
UNDERSIDE
VERTICAL
WITH
WITHOUT
WORK/WORKING POINT

 ABBREVIATION  WORD OR PHRASE
A.F.F.
ARCH.

B. OR BOT.
B.F.F.
BM.
BS
CANTIL.
CL
CLR
COL.
CONN.
CONTIN.
DEG. OR °
DIA. OR Ø
DIM.
DWG.
EA.
E.E.
EL. OR ELEV.
EQ.
E.S.
ETR
ETBR
(E) OR (e)
EXT.
FIN.
FIN. FL.
FL.
FND.
F.O.W.
FTG.
F.V.
GALV.
H. OR HORIZ.
HT.
INT.
JST
K
KSF
KSI
LOC.
LVL
MAX.
M.E.
MECH.
MFR.
MID
MID-PT
MIN.
N.I.C.
NO. OR #
N.T.S.
O.C. OR O/C
O.H.
OPNG.
OPP.
PL.
P.S.
PSF
PSI
R. OR RAD.
RD
REF.
REINF.

REQ'D.
SCHED.
SECT.
SIM.
SPECS
STD.
STR.
T.
T.B.R.
TEMP.
TYP.
U.O.N.
U/S
VERT.
W/
W/O
W.P.

ABBREVIATION LIST

WOOD FRAMING:

1. ALL STRUCTURAL LUMBER SHALL CONFORM TO THE REQUIREMENTS OF NDS-2015 AND THE ASSOCIATED
SUPPLEMENT "DESIGN VALUES FOR WOOD CONSTRUCTION."

2. DIMENSIONAL LUMBER NOT INDICATED TO BE PRESSURE-TREATED SHALL BE SPRUCE-PINE-FIR NO. 1/NO. 2 OR
BETTER WITH THE FOLLOWING DESIGN VALUES:

ALL SIZES: Fb = 875 PSI Fv = 135 PSI E = 1,400,000 PSI

3. DIMENSIONAL LUMBER INDICATED TO BE PRESSURE-TREATED SHALL BE SOUTHERN PINE NO. 2 OR BETTER.

4. STRUCTURAL COMPOSITE LUMBER SHALL BE PROVIDED BY WEYERHAUSER'S TRUS JOIST (OR APPROVED EQUAL)
WITH THE FOLLOWING DESIGN VALUES:

LVLs: Fb = 2600 PSI Fv = 285 PSI E = 2,000,000 PSI
PSLs (BEAMS): Fb = 2900 PSI Fv = 290 PSI E = 2,000,000 PSI
PSLs (POSTS): Fb = 2400 PSI Fv = 190 PSI E = 1,800,000 PSI

5. ALL FLUSH (SIDE-MOUNTED) CONNECTIONS SHALL HAVE BEAM OR JOIST HANGERS CAPABLE OF SUPPORTING THE
MAXIMUM REACTION OF THE MEMBER INDICATED ON PLAN.

6. ALL CONNECTIONS SHALL CONFORM TO NDS-2015 AND THE CONTRACT DOCUMENTS. ALL FASTENING SHALL BE IN
ACCORDANCE WITH THE FASTENING SCHEDULE PER THE MASSACHUSETTS STATE BUILDING CODE.

7. ALL STEEL HARDWARE SHALL BE HOT-DIPPED GALVANIZED. PROVIDE AND INSTALL STAMPED AND FABRICATED
STEEL OF THE TYPE AS REQUIRED IN THE CONTRACT DOCUMENTS OR CONNECTION SHOP DRAWINGS. NAILS SHALL
BE THOSE FURNISHED BY THE MANUFACTURER FOR THE SPECIFIC USE AND SHALL BE FULLY DRIVEN IN ALL HOLES
IN THE HANGER OR ANCHOR. METAL HANGERS, BY SIMPSON STRONG-TIE OR APPROVED EQUAL AND CONFORMING
TO THE INDICATED REQUIREMENTS, SHALL BE PROVIDED. HARDWARE FOR ALL STRUCTURAL COMPOSITE LUMBER
SHALL BE SPECIFIED BY THE MANUFACTURER.

8. STRUCTURAL WOOD MEMBERS SHALL NOT BE CUT, NOTCHED, OR PIERCED IN EXCESS OF THE LIMITATIONS
SPECIFIED IN THE MASSACHUSETTS STATE BUILDING CODE OR IN THE MANUFACTURER'S SPECIFICATIONS.

STEEL DECKING:

1. UNLESS OTHERWISE NOTED, STEEL ROOF DECK SHALL BE FORMED FROM STEEL SHEETS CONFORMING TO ASTM-A653 GRADE 33.
BEFORE FORMING, SHEETS SHALL BE COATED WITH A ZINC  COATING CONFORMING TO ASTM-A653, G90 COATING, UNLESS OTHERWISE
NOTED.

2. STEEL DECK UNITS SHALL SPAN THREE OR MORE SUPPORTS WHERE POSSIBLE.

3. STEEL ROOF DECKING SHALL BE FASTENED TO STEEL FRAMING BY A 5/8" DIAMETER (MINIMUM) PUDDLE WELDS IN A 24/4 PATTERN.
ROOF DECK SHEETS SHALL BE FASTENED TO EACH OTHER AT SIDELAPS WITH #10 TEK SCREWS AT 24" (MIN) ON CENTER BUT THERE
MUST BE A MINIMUM OF THREE SIDELAP FASTENERS PER DECK SPAN.

4. PROVIDE END CLOSURES, CAPS, SUMP PANS AND ALL OTHER ACCESSORIES REQUIRED FOR A COMPLETE INSTALLATION.  SUMP PANS
ARE REQUIRED FOR OPENINGS GREATER THAN 13".

5. MECHANICAL, ELECTRICAL, PLUMBING OR CEILING CONSTRUCTION SHALL NOT BE HUNG DIRECTLY FROM THE DECK.
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WALL
LOCATION

WALL
THICKNESS

VERT.
REINF.

#6@24" O.C.

HORIZ. TRUSS-TYPE
REINFORCING

(2)- #5 @ 48" O.C.
IN BOND BEAMS

9 GA. TRUSS-TYPE
@ 16" O.C.

ALL OTHER INT.
CMU WALLS

NOTE: REFER TO PLANS & SECTIONS FOR ANY REINFORCING
      REQUIREMENTS MORE STRINGENT THAN IN THIS SCHEDULE.

MINIMUM FULLY GROUTED CONCRETE
 MASONRY WALL REINFORCING SCHEDULE

TYPICAL DETAIL CORNER DETAIL

END OR JAMB DETAIL LINTEL/BOND BEAM DETAIL
(OVER ALL OPENINGS)

(NOMINAL)

#5@48" O.C.

VERTICAL REINFORCING
PROVIDE 48 DIA. LAP AT ALL

BAR SPLICES (ALL CELLS
GROUTED SOLID - TYPICAL)

HORIZONTAL
REINFORCING
(IN BOND BEAMS)

INNER HOR. BARS
TO EXTEND &

HOOK AT CORNERS

2 BARS TO
MATCH TYP.
VERT. BARS

FULL HEIGHT BAR

TERMINATE JAMB BARS
48 DIA. ABOVE LINTEL

SEE SCHED. FOR
VERT. REINF.

(2)- #5 (EXTEND
2'-0" BEYOND
EDGES (JAMBS)
OF OPENINGS

PROVIDE SHORING
UNTIL MASONRY
ACHIEVES fm=2000 PSI

SEE SCHEDULE AND DETAILS SEE SCHEDULE AND DETAILS

SEE SCHEDULE AND DETAILS

EXTERIOR WALL
ALONG LINE D (U.O.N.)

#6@48" O.C. (2)- #5 @ 48" O.C.
IN BOND BEAMS

EXTERIOR WALL
ALONG LINE 1 (U.O.N.)

ALL SIZES
FULLY

GROUTED

8"
FULLY

GROUTED

8"
FULLY

GROUTED

ELEVATION AT OPENING

DEPTH (D)

AND SHEAR WALLS
FOR LOADBEARING

CMU LINTEL SCHEDULE

WIDTH (W)

8"

8"

8"

REINF.

UP TO 6'-0"

6'-0" TO 7'-0"

7'-0" TO 10'-0"

8"

16"

8"

OPENING

2-#5

2-#7

2-#7

MASONRY

SEE JAMB DETAIL

OPNG.

MIN. 2'-0"

PROVIDE SHORING
UNTIL MASONRY
ACHIEVES fm=2000 PSI

SEE WALL SCHED.
FOR VERT. REINF.

SEE LINTEL SCHED.
EXTEND 2'-0"
BEYOND EDGES
(JAMBS) OF OPENINGS

(OVER ALL OPENINGS)
LINTEL/BOND BEAM DETAIL

LINTEL SCHEDULE

MASONRY
OPENING

UP TO 3'-0"

3'-1" TO 4'-6"

4'-7" TO 6'-0"

6'-1" TO 8'-0"

LINTEL SIZE

LOOSE STEEL

L 31
2 x 31

2 x 5 16

L 4 x 31
2 x 5 16 (4" LEG VERT.)

L 5 x 31
2 x 5 16 (5" LEG VERT.)

L 6 x 31
2 x 5 16 (6" LEG VERT.)

NOTES:

1.   PROVIDE LINTELS OVER ALL OPENING EXCEPT WHERE
LINTEL BLOCKS ARE PROVIDED.

2.   PROVIDE ONE ANGLE FOR EACH 4" OF WALL THICKNESS.
FOR 6" WALLS PROVIDE TEE OR BUILT UP SECTION WITH
PROPERTIES (Ix, Zx) EQUAL TO OR GREATER THAN 1.5
TIMES ANGLE PROPERTIES FOR 4" WALL THICKNESS.

3.   PROVE 8" OF BEARING AT EACH END OF ALL LINTELS.

4.   PROVIDE GALVANIZED STEEL AT ALL EXTERIOR WALLS.

BP-1

BEARING PLATE SCHEDULE

MARK SIZE

1" TO EDGE
OF PLATE

PLANSECTION

X X

STEEL BEAM

3
4" GROUT

(4000 PSI)

(2)-  5 8"Ø EPOXY
ANCHORS

1
2" THICK x 4" x 0'-10"

6"

REINFORCED
MASONRY WALL

GROUT WALL SOLID 24"
WIDE x 24" HIGH BELOW
BEAM BEARING PLATES

GROUT BEAM POCKET
SOLID AFTER BEAM IS

ERECTED STEEL BEAM

11 2"
11 2"

EQ. EQ.

CMU WALL BEARING PLATE DETAIL AND SCHEDULE

CONSTRUCTION JOINTTYPICAL SLAB

W.W.F.

CONTROL JOINT

TYPICAL SOIL-SUPPORTED SLAB-ON-GRADE DETAILS

DEPRESSION
INSIDE CORNER SLAB EDGE PLAN

1
8" WIDE x 14 SLAB THICKNESS

SAWCUT MADE AFTER ADJACENT
SLAB IS PLACED.  FILL WITH

JOINT SEALANT. *

3
8"Ø x 16" LONG

PLAIN GREASED
BARS @ 16"

1
8" WIDE x 14 SLAB THICKNESS SAWCUT.

FILL WITH JOINT SEALANT. * (CUTS TO BE
MADE WITHIN 24 HOURS AFTER SLAB
PLACEMENT).  REFER TO PLANS FOR
CONTROL JOINT SPACING AND LOCATION.

INTERIOR
SLAB-ON-GRADE

*   SEALANT TO BE
USED ONLY AT

EXPOSED SLABS.
FILL JOINTS WITH

NON-SHRINK GROUT
AT SLABS TO BE

COVERED WITH TILE,
CARPETING, ETC.

6"

** ADD (2)- #5 x 4'-0" DIAGONAL BARS AT EACH
CORNER OF DEPRESSIONS > 4" DEEP.

FOUNDATION
WALL

(1)- #5 x 4'-0"
LONG

2'-0
"

3"CONCRETE BRICK SUPPORTS
@ 3'-0" O.C. EACH WAY

                 SEE GENERAL
NOTES / SECTIONS FOR
   FOUNDATION DETAILS

SEE PLAN

                DEPRESSION (8" MAX.)
(SEE PLAN **)

TYPICAL DETAIL OF SLAB-ON-GRADE

OVER MECHANICAL DUCT

W.W.F.

2'-0" 2'-0"

ADD #4 @ 12" O.C. BOTTOM
OVER MECHANICAL DUCT

COMPRESSIBLE
FILLER OVER PIPE

(MIN.12" THICK)

UNDERGROUND UTILITY PIPE
(COORDINATE WITH MEP)

TYPICAL DETAIL AT ADDED REINFORCING AT OPENINGS

SLABCONCRETE WALL

2'-
0"

(T
YP

.)

12"
(TYP.)

2'-
0"

(T
YP

.)

(1)- #5 (CENTERLINE
OF WALL) EACH SIDE
OF OPENING

(2)- #5 (1 EACH FACE) EACH
CORNER OF OPENING

(2)- #5 EACH FACE TOP
AND BOTTOM AT SLABS

CHAMFER CORNERS
OF ALL OPENINGS

2'-0" MAX. 2'-0" MAX.

NOTE: DETAIL APPLIES TO OPENINGS IN
SLABS OR CONCRETE WALLS THAT ARE
2'-0" (MAX.) IN GREATEST DIMENSION

TYP.

TYPICAL PIER / PILASTER DETAIL

TYPICAL COLUMN BASE
COLUMN BASE PLATE ON
1

4" LEVELING PLATE ON
3

4" NON-SHRINK GROUT

DIAMOND SHAPED ISOLATION
JOINT WITH 12" COMPRESSIBLE

FILLER (FULL DEPTH OF SLAB
EXCEPT 12" SEALANT AT TOP)

REFER TO COLUMN SCHEDULE
FOR BOTTOM OF BASE PLATE

ELEVATION AND BASE PLATE /
ANCHOR ROD DETAILS

W.W.F.

REFER TO PLANS, SECTIONS
OR SCHEDULE FOR PILASTER
AND FOOTING SIZE AND
REINFORCING

WALL FOOTING
BEYOND (WHERE
APPLICABLE)

FOUNDATION WALL
BEYOND (WHERE

APPLICABLE)

2"
3"

3"

3"
3"

            COLUMN TIES (SEE
SCHEDULE FOR

  SIZE AND SPACING)

3" CLEAR

2'-0" 2'-0"

   THICKNESS NOT INDICATED IN THIS SCHEDULE.
2. REFER TO STRUCTURAL DRAWINGS FOR REINFORCING AT WALL

   AS WALLS OF THE NEXT HIGHEST THICKNESS.
1. WALLS OF FRACTIONAL THICKNESS SHALL BE REINFORCED

NOTES:

#5 @ 18"

#4 @ 18"

#4 @ 18"

#5 @ 15"

#4 @ 12"

#4 @ 18"

17" - 20"

12" - 16"

9" - 11"

#4 @ 18"#4 @ 12"6" - 8"

VERTICAL
THICKNESS

WALL

REINFORCING SCHEDULE
MINIMUM CONCRETE WALL

REINFORCING
HORIZONTAL

REINFORCING
REINFORCING

LOCATION

CENTERED ON
WALL

EACH FACE

EACH FACE

EACH FACE

TOP BARS

OTHER BARS

ALL BARS

TOP BARS

OTHER BARS

ALL BARS

TENSION

COMPRESSION

TENSION

COMPRESSION

DE
VE

LO
PM

EN
T

LE
NG

TH
LA

P 
SP

LIC
E

LE
NG

TH

BAR SIZE
BAR TYPE

19

#3 #4 #5 #6 #7 #8 #9 #10 #11

25 31 37 54 62 70 79 87

15 19 24 29 42 48 54 61 67

8 10 12 15 17 19 22 25 27

19 25 31 37 54 62 70 79 87

25 33 41 49 71 81 91 102 114

12 15 19 23 27 30 34 39 43

NOTES:

1. LENGTHS ARE BASED ON fy = 60 KSI, f'c = 4000 PSI, AND NORMAL WEIGHT CONCRETE.  WHERE
LIGHTWEIGHT AGGREGATE CONCRETE IS SPECIFIED, MULTIPLY THE ABOVE  TENSION VALUES
BY A FACTOR OF 1.3.

2. TOP BARS ARE HORIZONTAL BARS SO PLACED THAT MORE THAN 12" OF FRESH CONCRETE IS
PLACED IN THE MEMBER BELOW THE BAR.

3. TENSION LAP SPLICE LENGTHS ARE FOR "CLASS B" SPLICES PER ACI 318.  LESSER SPLICE
LENGTHS MAY BE SUBMITTED BY THE CONTRACTOR PROVIDED FULL CALCULATIONS AND
REFERENCE TO THE APPLICABLE PORTIONS OF THE LATEST EDITION OF ACI 318 ACCOMPANY
THE SUBMITTAL.

4. WHERE BARS OF DIFFERENT SIZES ARE SPLICED, LAP SPLICE LENGTH SHALL BE AS REQUIRED
FOR THE LARGEST BAR.

LENGTHS (IN INCHES) BASED ON f'c=4000 PSI AND NORMAL WEIGHT CONCRETE

REBAR DEVELOPMENT AND LAP SPLICE LENGTHS

TYPICAL W-BEAM TO BEAM/COLUMN SHEAR CONNECTION

MINIMUM NUMBER
OF ROWS OF BOLTS

MINIMUM SHEAR
CAPACITY (KIPS)

MINIMUM SHEAR CONNECTION
REQUIREMENTS (ASD LOADS)

3
8" (MIN.) THICK

x 4" WIDE PLATE

3
4"Ø A325 (OR A490)

BOLTS SPACED @ 3" O.C.

GIRDER
BEAM DEPTH

216.5W10s AND LESS

328.8W12s AND W14s

441.5W16s AND W18s

6

8

66.5W24s

90.8W30s

1
4

1
4

10115W36s

554.1W21s

BEAM

21
2"

9103W33s

778.7W27s

NOTES:

1. SIMILAR AT BEAM TO COLUMN CONNECTIONS.

2. THE STEEL FABRICATOR SHALL DESIGN ALL CONNECTIONS FOR SHEAR
REACTIONS GIVEN ON PLANS OR IN SECTIONS.  IF NO REACTION IS GIVEN,
THE MINIMUM SHEAR CAPACITIES IN THE TABLE TO THE RIGHT SHALL BE
MAINTAINED.

3. THE STEEL FABRICATOR HAS THE OPTION TO USE ALTERNATE CONNECTION
TYPES IN LIEU OF SINGLE PLATE CONNECTIONS, PROVIDED THAT THE MINIMUM
SHEAR CAPACITIES AND NUMBERS OF BOLTS AS DEFINED IN THE TABLE ARE
MAINTAINED, AND THE STEEL FABRICATOR PROVIDES FULL CALCULATIONS
OR REFERENCES TO AISC STANDARD CONNECTION TABLES.

4. WHERE SHORT-SLOTTED HOLES ARE USED, THE HOLE MAY BE HORIZONTALLY
SLOTTED IN EITHER THE BEAM WEB OR THE SHEAR PLATE AT THE
FABRICATOR'S PREFERENCE.

5. MINIMUM SHEAR CONNECTION REQUIREMENTS ARE FOR ALLOWABLE
STRENGTH DESIGN (ASD).

11126W40s

CL

W-BEAM

TYP.

BOLT HOLE TYPE

STANDARD OR
SHORT-SLOTTED

STANDARD OR
SHORT-SLOTTED

STANDARD OR
SHORT-SLOTTED

STANDARD OR
SHORT-SLOTTED

SHORT-SLOTTED

SHORT-SLOTTED

SHORT-SLOTTED

SHORT-SLOTTED

SHORT-SLOTTED

SHORT-SLOTTED

TYPICAL PIPE HOLE DETAIL THROUGH BEAM

ADD 14" THICK PLATE
EACH SIDE (HOLE DIA.

+ 4" SQUARE) 3
16

D/
2

D/
2

3Ø
MIN.

3Ø
MIN.

2 D
MIN.

D

L/3 L/3 L/3

L

2D MIN. (TYP.) FROM ALL

INTERSECTING BEAMS

PLATE NOT REQUIRED

MAXIMUM DIAMETER OF
HOLES = D/2 (6"Ø MAX.)

NOTE: HOLES TO BE CUT BY
STEEL FABRICATOR / ERECTOR

HORIZONTAL BRIDGING TYPICAL TOP AND BOTTOM

K SERIES JOISTS

TYPICAL BRIDGING DETAILS

BRIDGING (BY TRUSS
MANUFACTURER) PER SJI
MINIMUM REQUIREMENTS

CONTINUOUS BEAMDISCONTINUOUS BEAM

TYPICAL W-BEAM TO HSS-COLUMN CONNECTIONS

NOTE:  PROVIDE 3 8" THICK REINFORCING PLATE
AT FACE OF HSS-COL. IF THICKNESS OF
COLUMN IS LESS THAN 5 16"

SEE "TYPICAL W-BEAM TO
BEAM / COLUMN SHEAR

CONNECTION" FOR
CONNECTION DETAILS

W-BEAM

HSS-COLUMN

W-BEAM W-BEAM

HSS-COLUMN BASE PLATE (SEE COLUMN
SCHEDULE - MIN. 12" THICK)

W-BEAM

CAP PLATE (SEE COLUMN
SCHEDULE - MIN.  12" THICK)

STIFFENER PLATES EACH SIDE
BELOW COLUMN FLANGES (MIN.
3

8" THICK - MATCH THICKNESS
OF COLUMN WALLS)

HSS-COLUMN

TYPICAL TIE JOIST AT HSS-COLUMN

TYP.

BOLTED CONNECTION TO BE FIELD
WELDED WHEN BUILDING IS PLUMB.

COORDINATE DETAIL BETWEEN
STRUCTURAL STEEL AND JOISTS

BOT. CHORD
EXTENSION

ROOF OR FLOOR
DECK (SEE PLAN)

COLUMN CAP PLATE
(MIN.12" THICK)

STEEL BEAM

HSS-COLUMN

1
4" THICK

SHEAR TAB

AFTER DEAD LOAD IS IN PLACE,
BOLT W/ (1) - 3 4"Ø A325 BOLT IN 2"
LONG VERTICAL SLOTTED HOLE

TYPICAL FOUNDATION DRAIN AND SLAB SUBGRADE DETAIL

1
2" CRUSHED STONE
(MIN. 6" ABOVE AND

BELOW PIPE)

WELL-DRAINING FILL

FOUNDATION WALL

VAPOR BARRIER

SLAB-ON-GRADE
FILTER FABRIC
AT BOTTOM OF
CRUSHED STONE

COMPACTED
STRUCTURAL
FILL

FILTER FABRIC
ENVELOPE

4"Ø (MIN.) PERFORATED
OR POROUS WALL PIPE

2'-0"
(MIN.)

SLAB-ON-GRADE

SEE GENERAL NOTES

6" MINIMUM

T

T

2
1

T(MIN.) 1
1

SEE PLAN AND DETAILS FOR
FOOTING SIZE AND REINFORCING

TYPICAL ELEVATION OF CONTINUOUS
STEPPED WALL FOOTING

(2)- #5 x 4'-0" LONG
DIAGONAL BARS

(1 EACH SIDE OF WALL)

18"
(MIN.)

TYPICAL CONSTRUCTION JOINT DETAILS

WALL

NOTE A NOTE A

CONSTRUCTION JOINTS FOR WALLS SHALL
BE SPACED NO GREATER THAN 40'-0" APART,
UNLESS CONTROL JOINTS ARE PROVIDED TO

MEET THE SAME SPACING

ADD DOWELS TO MATCH HORIZONTAL WALL
REINFORCING (NOTE: ADDITIONAL DOWELS NOT
REQUIRED IF WALL REINFORCING EXTENDS
MINIMUM LAP LENGTH BEYOND JOINT)

2x4 KEY WITH
BEVELED SIDES

A CONSTRUCTION JOINT (OR A CONTROL
JOINT) SHALL BE LOCATED BETWEEN 6 x T
AND 9 x T FROM WALL CORNERS, WHERE
"T" IS THE WALL THICKNESS (ONE SIDE OF
CORNER ONLY)

T

NOTE A: REFER TO TENSION LAP SPLICE
LENGTH IN THE "REBAR DEVELOPMENT
AND LAP SPLICE LENGTHS" TABLE

CORNER INTERSECTION END

NOTE A

NO
TE

 A
CORNER BARS TO
MATCH HORIZONTAL
REINFORCING

16Ø

NO
TE

 A

NOTE A

(1)- #5 VERTICALEND BARS TO MATCH
HORIZONTAL REINFORCING

TYPICAL SUPPLEMENTAL REINFORCING DETAILS FOR CONCRETE WALLS

NOTE A: REFER TO TENSION LAP SPLICE
LENGTH IN THE "REBAR DEVELOPMENT
AND LAP SPLICE LENGTHS" TABLE

DOWELS TO MATCH
HORIZONTAL
REINFORCING

NEW CMU WALL INFILL (MATCH
EXISTING) (AS REQD.). PROVIDE #4's @

48" O.C. HORIZONTAL DOWELS x 2'-6"
LONG) W/ 6" EMBEDMENT INTO EXISTING

CMU WALL (EACH SIDE) (EPOXIED)

PROVIDE NEW 2'-6" LONG DOWELS
DRILLED & EPOXIED W/ 6" EMBED. INTO

(e) CMU WALL TO MATCH VERTICAL
CMU WALL REINFORCEMENT. (TOP &

BOTTOM OF NEW CMU WALL.)

TYPICAL NEW CMU WALL INFILL DETAIL
AT EXISTING CMU OPENINGS

EXISTING
CMU CONSTR.

AA

NEW CMU WALL INFILL (MATCH
EXISTING) (AS REQD.)

DOWELED INTO (e) CMU WALL

DETAIL A-A

EXISTING
CMU WALL

EXISTING
CMU WALL

WALL
LOCATION

WALL
THICKNESS

ALL SIZES

VERT.
REINF.

HORIZ. TRUSS-TYPE
REINFORCING

9 GA. TRUSS-TYPE
@ 16" O.C.

ALL NEW 
INFILL CMU WALLS

NOTE: REFER TO PLANS & SECTIONS FOR ANY REINFORCING
      REQUIREMENTS MORE STRINGENT THAN IN THIS SCHEDULE.

MINIMUM CMU WALL
REINFORCING SCHEDULE

(NOMINAL)

#4@24" O.C.

REFER TO "MINIMUM CMU WALL
REINFORCING SCHEDULE" FOR
VERT. & HORIZ. REINF. OF NEW
INFILL CMU

FILL CELLS OF (e) CMU W/
NEW GROUT FOR NEW HORIZ.
& VERT. DOWELS (TYP. @
PERIMETER OF NEW INFILL)

TYPICAL ANCHOR ROD DETAIL

SEE COLUMN SCHEDULE
FOR BOTTOM OF BASE

PLATE ELEVATION

3
4" (MIN.)

ASTM F1554, GRADE 36
ANCHOR RODS (SEE COLUMN
SCHEDULE FOR SIZE)

1
4" THICK LEVELING PLATE

3
4" THICK HIGH-STRENGTH

NON-SHRINK GROUT BED

CL BOLT

WASHER

HEAVY HEX NUT

BASE PLATE (SEE COLUMN
SCHEDULE FOR SIZE)

COLUMN (SEE COLUMN
SCHEDULE FOR SIZE)

HEAVY HEX NUT TACK WELDED TO
ANCHOR ROD (ALTERNATIVELY,
PROVIDE ANCHOR RODS WITH
STANDARD HEX HEADS)

9"

S0.02

TYPICAL DETAILS
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FOUNDATION / FIRST FLOOR & ROOF FRAMING NOTES:

1. REFER TO DRAWINGS S0.01 AND S0.02 FOR GENERAL NOTES AND TYPICAL DETAILS.

2. REFER TO ARCHITECTURAL DRAWINGS FOR DIMENSIONS, ELEVATIONS, ANGLES,
SLOPES, ETC. NOT SHOWN ON THE STRUCTURAL DRAWINGS.

3. ALL DIMENSIONS NOTED (±) SHALL BE VERIFIED IN FIELD BY THE CONTRACTOR
PRIOR TO THE SUBMISSION OF SHOP DRAWINGS. SHOP DRAWINGS THAT DO NOT
INCLUDE FIELD VERIFIED DIMENSIONS WILL BE REQUIRED TO BE RESUBMITTED
PRIOR TO ACCEPTANCE.

4. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE DESIGN AND EXECUTION OF
ALL TEMPORARY SHORING AND BRACING, AND TEMPORARY EARTH RETENTION
SYSTEMS, DURING THE ENTIRE CONSTRUCTION PERIOD, AS REQUIRED, TO
PREVENT DAMAGE TO PERSONS OR PROPERTY.

5.                INDICATES THE DOWNWARD SLOPE OF A STRUCTURAL ELEMENT.

6. COORDINATE ALL SLOTS, INSERTS, DOWELS, SLEEVES, PADS, ETC., AND ALL
ANCHORS, PRIOR TO PLACING CONCRETE.

7. NO BACKFILL SHALL BE PLACED AGAINST FOUNDATION WALLS RETAINING BACKFILL
UNLESS WALLS ARE SUFFICIENTLY BRACED, OR ENGINEERED AS CANTILEVER
RETAINING WALLS, IN ORDER TO PREVENT MOVEMENT OR STRUCTURAL DAMAGE.

8. FOUNDATION DESIGN IS BASED ON AN ASSUMED ALLOWABLE SOIL BEARING
PRESSURE OF 3 KSF. REFER TO FOUNDATIONS & SUBGRADE PREPARATION NOTES
ON DRAWING S0.01 FOR ADDITIONAL INFORMATION.

9. [0'-0"] INDICATES BOTTOM OF FOOTING ELEVATION. BOTTOM OF ALL EXTERIOR
FOOTINGS SHALL BE A MINIMUM OF 4'-0" BELOW EXTERIOR FINISHED GRADE
UNLESS OTHERWISE NOTED ON PLAN OR IN SECTION. ALL INTERIOR FOOTINGS
SHALL MATCH EXISTING ADJACENT BOTTOM OF FOOTING ELEVATION AND FOOTING
THICKNESS, UNLESS OTHERWISE NOTED IN PLAN OR SECTION. REFER TO
FOUNDATION NOTES ON DRAWING S0.01 FOR ADDITIONAL INFORMATION.

10.                         INDICATES A STEP IN FOOTING. REFER TO TYPICAL DETAILS FOR
ADDITIONAL REINFORCING REQUIRED AT STEPS.

11. REFER TO ARCHITECTURAL DRAWINGS FOR EXACT SIZES AND LOCATIONS OF ANY
FOUNDATION WALL PENETRATIONS (MECHANICAL OR OTHERWISE). THE
CONTRACTOR SHALL COORDINATE THE SIZES AND LOCATIONS OF ANY FOUNDATION
WALL PENETRATIONS WITH THE ARCHITECTURAL AND MECHANICAL DRAWINGS.

12. T.O.C. ELEVATION SHALL BE AS NOTED ON PLAN. REFER TO ARCHITECTURAL
DRAWINGS FOR SLAB ELEVATIONS, SLOPES, CURBS, PADS, OPENINGS, AND
DEPRESSIONS NOT SHOWN. COORDINATE PRIOR TO SHOP DRAWING SUBMITTAL.

13. CONSTRUCTION JOINTS IN ALL CONCRETE FOUNDATION WALLS SHALL NOT EXCEED
40 LINEAR FEET, UNLESS CONTROL JOINTS ARE PROVIDED TO MEET SAME.

14. THE TOP OF STEEL ELEVATION AT THE ROOF SHALL BE 131'-5", UNLESS OTHERWISE
NOTED THUS (±X'-X") ON PLAN.

15. ALL NEW STRUCTURAL STEEL AND ASSOCIATED CONNECTIONS THAT ARE EXPOSED
TO WEATHER SHALL BE HOT-DIPPED GALVANIZED. ALL WELDS AND SCARRED
AREAS SHALL BE TOUCHED-UP WITH 3- MILS MINIMUM OF A ZINC-RICH PRIMER
(BRUSH-APPLIED ONLY).  REMOVE ALL SLAG AND LOOSE MATERIAL PRIOR TO
APPLICATION OF ZINC-RICH PRIMER.

16. ALL STRUCTURAL STEEL AND STEEL JOISTS SHALL BE PRIMED. REFER TO
STRUCTURAL STEEL AND STEEL JOIST NOTES ON DRAWING S0.01 FOR MORE
INFORMATION.

17. WHERE INDICATED, PROVIDE #4 x 2'-0" LONG DOWELS @ 12" O.C. DRILLED AND
DOWELED INTO EXISTING CONCRETE WALL / FOOTING @ 12" O.C. WITH 4" MINIMUM
EMBEDMENT UTILIZING THE HILTI-HY 200 SAFE SET SYSTEM.

17A. #4 x 1'-6" LONG DOWELS @ 16" O.C. DRILLED AND DOWELED INTO 
EXISTING CMU WALL WITH 4" MINIMUM EMBEDMENT UTILIZING THE
HILTI-HY 200 SAFE SET SYSTEM.

18. FOR CONSTRUCTION / CONTROL JOINTS IN THE CONCRETE SLAB-ON-GRADE USE
THE FOLLOWING RULES:

-   TOTAL AREA OF CONCRETE BETWEEN CONTROL JOINTS SHALL NOT EXCEED
    200 SQUARE FEET.
-   MAXIMUM DISTANCE BETWEEN CONTROL JOINTS SHALL NOT EXCEED 15'-0".
-   ASPECT RATIO OF CONCRETE BETWEEN CONTROL JOINTS SHALL NOT 
    EXCEED 1.5:1.
-   PROVIDE A CONTROL JOINT AT ALL REENTRANT CORNERS.
-   PROVIDE ADDITIONAL REINFORCEMENT AT ALL CONSTRUCTION JOINTS AS
    REQUIRED.

19. WHERE INDICATED ON PLAN, INFILL THE OPENING IN THE EXISTING BEARING WALL
WITH NEW CMU ACCORDING TO THE "TYPICAL NEW CMU WALL INFILL" DETAIL ON
DRAWING S0.02. SEE ARCHITECTURAL DRAWINGS FOR EXACT INFILL LOCATION AND
EXTENTS.

20. REFER TO THE ARCHITECTURAL DRAWINGS FOR THE EXACT SIZE AND LOCATIONS
OF ALL OPENINGS IN THE NEW OR EXISTING CMU BEARING WALLS. PROVIDE A CMU
LINTEL OVER THE OPENINGS PER THE "CMU LINTEL SCHEDULE" ON DRAWING S0.02,
UNLESS OTHERWISE INDICATED TO PROVIDE LOOSE STEEL LINTELS.

21. PROVIDE A PRESSURE-TREATED SOUTHERN PINE (2)-2x8 LEDGER ANCHORED TO
THE CMU BEARING WALL WITH 3 4"Ø EXPANSION ANCHORS @ 12" O.C. (MINIMUM 5"
EMBEDMENT).

22.                     INDICATES SPAN DIRECTION OF DECKING AT EXTERIOR WOOD-FRAMED
LOADING PLATFORM. SEE ARCHITECTURAL DRAWINGS FOR TOP OF DECKING
ELEVATION AND DECKING MATERIAL.

23. DIAGONAL BRIDGING LINES SHOWN ARE MINIMUM REQUIREMENTS. JOIST
FABRICATOR SHALL DESIGN ALL ADDITIONAL HORIZONTAL AND DIAGONAL BRIDGING
REQUIRED PER THE MINIMUM BRIDGING REQUIREMENTS DEFINED BY THE STEEL
JOIST INSTITUTE. JOISTS AND BRIDGING SHALL BE DESIGNED TO RESIST A NET
UPLIFT FORCE PER THE "ROOF DESIGN WIND PRESSURE" TABLE ON SHEET S0.01.

24. JOIST MANUFACTURER SHALL PROVIDE A JOIST TOP CHORD EXTENSION (TCX) OVER
THE TOP OF THE STEEL BEAMS ON LINE 2. JOIST TCX's SHALL TERMINATE AS TO
LEAVE A 2" EXPANSION JOINT BETWEEN THE EDGE OF DECK /  JOISTS AND THE
OUTSIDE FACE OF THE EXISTING BUILDING. COORDINATE EXACT LENGTH OF TCX's
WITH EXISTING BUILDING CONDITIONS.

25. WHERE INDICATED, PROVIDE A CONTINUOUS L4x4x5
16 STEEL DECK SUPPORT

LEDGER, ANCHORED TO THE EXISTING CMU WALL WITH 3 4"Ø EPOXY ANCHORS @ 24"
O.C. (6" MINIMUM EMBEDMENT).

S

NOTE #17A

S

2

C

NEW 12" DEEP CONC.
FOOTING SCAB, REINF. W/
(5)-#5 B.S.W. & (3)-#5 B.L.W.

NOTE #17

31
'-0

"

1'-0"(WORKPOINT)

1
2" COMPRESSIBLE

FILLER JOINT AGAINST
EXISTING WALL

NEW 4'-0" WIDE x 12" DEEP RETAINING
FOOTING W/ 10" TOE & 2'-6" HEEL

(SEE SECTIONS FOR REINFORCING)

3
S2.01

2
S2.01

NEW 8" THICK RETAINING
WALL REINF. W/ #4@12" O.C.

EACH WAY INSIDE FACE

NEW 8" NOMINAL CMU BEARING
WALL (SEE TYP. DETAIL ON
S0.02 FOR REINF. DETAILS)

FOUNDATION / FIRST FLOOR PLAN
1

4"=1'-0"

24'-2"

D

27
'-9

"

2 1

NEW HSS5x5x5
16 COL. W/

3
4"x11"x11" BASE PLATE AND

(4)-3 4" Ø x 12" EMBED. ANCHOR
RODS (SEE TYP. DETAIL ON S0.02)

[MATCH
EXISTING]

NOTE #17

[MATCH EXISTING]

[4'
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NOTE #17A

NOTE #17

NEW 5" SLAB-ON-GRADE
W/ GALV. 6x6-W2.9xW2.9 W.W.F.

T.O.C. EL. 119'-9"

4"

4"

1
2" COMPRESSIBLE

FILLER JOINT AGAINST
EXISTING WALL

NEW CAST-IN-PLACE
CONC. STAIR
(COORD. W/ ARCH)

NEW WOOD STAIR
(BY CONTRACTOR)

5
S2.01

NOTE #20

NEW P.T. SP 4x4 POST
DOWN (TYP. OF 2) W/
SIMPSON POST BASE

NEW 10"Ø SONOTUBE W/
24"Ø ENLARGED "BIG-FOOT"

BASE (TYP. OF 2)

2'-
0"

2'-
0"

2'-0"

NO
TE

 #2
0

NEW 18" x 18" CONC. PIER REINF.
W/ 4-#6 VERT. AND #3 TIES @ 12"
O.C. (T.O. PIER EL. = 119'-1")
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DEMOLITION GENERAL NOTES
1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFYING ALL EXISTING CONDITIONS IN THE FIELD PRIOR TO ANY

DEMOLITION OR CONSTRUCTION. ANY DISCREPANCIES RELATING TO THE DRAWINGS SHALL BE REPORTED TO THE
ARCHITECT IMMEDIATELY.

2. THE CONTRACTOR SHALL BE AWARE OF SELECTIVE DEMOLITION AT ALL SECTIONS OF WORK, REVIEWING ALL NEW
RENOVATION DETAILS TO DETERMINE WHAT IS TO BE REMOVED OR TO REMAIN AND WILL BE RESPONSIBLE FOR
REPLACEMENT IN-KIND ALL WORK INADVERTENTLY REMOVED.

3. ALL REQUIRED DEMOLITION NOT SPECIFICALLY DESIGNATED AS BEING THE WORK OF OTHER TRADES SHALL BE
PERFORMED BY THE GENERAL CONTRACTOR.

4. SUBCONTRACTORS TO RELEASE, REMOVE AND LOWER TO THE FLOOR ALL COMPONENTS, SYSTEMS AND ASSEMBLIES
AS INDICATED, SPECIFIED, OR AS REQUIRED TO DO THEIR RESPECTIVE WORK. CONTRACTOR SHALL BE RESPONSIBLE
FOR DISASSEMBLING / CUTTING OR OTHERWISE MODIFYING EQUIPMENT AS REQUIRED TO PASS THROUGH EXISTING
OPENINGS.  G.C. SHALL ALSO BE RESPONSIBLE FOR REMOVING AND LEGALLY DISPOSING OF ALL MATERIALS SO
TREATED.

5. THE CONTRACTOR SHALL REMOVE ITEMS TO BE DEMOLISHED AS INDICATED ON THE DRAWINGS WITH CARE BEING
TAKEN NOT TO DAMAGE ADJACENT WALLS, CEILINGS, FLOORS, FINISHES, CASEWORK OR MILLWORK SCHEDULED TO
REMAIN. THE WORK AREA WILL BE LEFT CLEAN AND READY TO RECEIVE NEW WORK.

6. THE CONTRACTOR SHALL REMOVE ALL EXISTING INTERIOR STUD PARTITIONS INDICATED FOR DEMOLITION TO THEIR
FULL HEIGHT UP TO STRUCTURE, UNLESS OTHERWISE NOTED AND/ OR DETAILED.  LEAVE ALL NEWLY EXPOSED
AND/OR ADJACENT SURFACES SMOOTH AND CLEAN FOR PROPER INSTALLATION OF NEW FINISHES.

7. PATCH AND REPAIR SCOPE OF ALL EXISTING TO REMAIN WALLS, FLOORING, AND CEILING DAMAGED DURING
DEMOLITION OR REMOVAL OF EXISTING CONSTRUCTION.  THIS INCLUDES PATCH & REPAIR DUE TO WORK PERFORMED
BY ALL SUB-CONSTRACTORS.  REFER TO DEMO AND ARCHITECTURAL DRAWINGS FOR OTHER AREAS OF PATCHING,
REPAIR AND INFILL.

8. PROVIDE SMOOTH CLEAN SURFACES PREPARED TO RECEIVE INFILL AND/OR FINISHES (AS SCHEDULED) AT ALL
MISCELLANEOUS OPENINGS,  DEPRESSIONS OR VOIDS LEFT AFTER DEMOLITION.  CONTRACTOR TO PROVIDE INFILL
AND PATCHING OF ALL SUCH AREAS TO MATCH EXISTING ADJACENT SURFACES.

9. CONTRACTOR SHALL BE RESPONSIBLE TO PROVIDE TEMPORARY BARRICADES TO DIVIDE AREAS (CONSTRUCTION AND
NORMAL USE) TO PROTECT USERS DURING CONSTRUCTION.

10. G.C. SHALL COORDINATE AND PERFORM ALL ASSOCIATED WORK WITH  M / E/ P CONTRACTORS FOR ALL REQUIRED
PENETRATIONS REQUIRING MISCELLANEOUS BLOCKING OR INFILL TO ACCOMMODATE M / E / P WORK.

11. DISCONNECT AND REMOVE  THE EXISTING WALL HEATERS IN THEIR ENTIRETY BACK TO ITS SOURCE.

DEMOLITION KEY NOTES
DIVISION 3 - CONCRETE
D03.01 ASSUMED CONCRETE SONOTUBES / PIERS (3 TOTAL) BELOW EXISTING WOOD DOCK STRUCTURE TO BE 

REMOVED.

D03.02 REMOVE EXISTING CONCRETE SLAB AREA AS REQUIRED FOR DEMO PLUMBING WORK. SEE PLUMBING 
DRAWINGS.

DIVISION 5 - METALS
D05.01 REMOVE EXISTING METAL LADDER, STEEL APRON & BOLLARD IN ENTIRETY AS INDICATED ON PLAN.

DIVISION 22 - PLUMBING  (COORD. W/ PLUMBING DWGS.)

D22.01 REMOVE EXISTING PLUMBING FIXTURES IN ENTIRETY.  TEMPORARILY DISCONNECT AND PREP. FOR NEW 
WORK. G.C. TO COORDINATE W/ PLUMBING DRAWINGS.

DIVISION 6 - WOOD, PLASTICS & COMPOSITES
D06.01 REMOVE EXISTING WOOD DOCK IN IT'S ENTIRETY.

D06.02 REMOVE ASSUMED EXISTING WOOD STUD PARTITION IN ITS ENTIRETY AS SHOWN ON PLAN.

D06.03 REMOVE EXISTING WOOD LOADING BUMPER IN ITS ENTIRETY.

DIVISION 8 - DOORS & WINDOWS
D08.01 REMOVE EXISTING DOORS, FRAMES & HARDWARE IN ITS ENTIRETY.

D08.02 REMOVE EXISTING DOORS & HARDWARE IN ENTIRETY.  EXISTING FRAMES TO REMAIN. CLEAN PATCH,
REPAIR HOLES & DAMAGED AREAS OF FRAMES AND PREP FOR NEW DOOR WORK & CHANGE IN SWING.

D08.03 REMOVE EXISTING OVERHEAD DOOR IN IT'S ENTIRETY W/ CARE.  SALVAGE & RETURN TO OWNER.

DIVISION 9 - FINISHES
D09.01 SCRAPE, CLEAN, INFILL & REPAIR CRACKS, HOLES, & DAMAGED AREAS AS REQUIRED AND PREP WALLS TO

RECEIVE NEW PAINT.

D09.02 REMOVE SELECT FLOORING AS REQUIRED FOR NEW WORK. SCRAPE, CLEAN & REPAIR DAMAGED AREAS 
TO PREP FOR NEW WORK.

D09.03 EXISTING CARPET & VINYL RESILIENT BASE TO BE REMOVED.  SCRAPE, CLEAN & REPAIR DAMAGED AREAS
TO PREP FOR NEW CARPET & VINYL RESILIENT BASE.

D09.04 EXISTING CARPET & VINYL RESILIENT BASE TO BE REMOVED. THIS AREA IS THE LIMIT OF ABATEMENT FOR
EXISTING CARPET.  REFER TO SPECIFICATION SECTIONS 01 35 43-HAZARDOUS MATERIALS PROCEDURES &
02 28 20 ASBESTOS REMEDIATION.

D09.05 CLEAN, INFILL & REPAIR CRACKS, HOLES, & DAMAGED AREAS AS REQUIRED AND PREP SLAB TO 
RECEIVE NEW FLOORING.

DIVISION 12 - FURNISHINGS
D12.01 EXISTING SHELVES, OFFICE SUPPLIES AND FURNITURE, ETC. TO BE REMOVED AND RELOCATED FOR 

STORAGE PRIOR TO CONSTRUCTION.  COORDINATE WITH OWNER.

DIVISION 23 - MECHANICAL (COORD. W/ MECHANICAL DWGS.)

D23.01 ADD ALTERNATE #1 -EXISTING ELECTRIC BASEBOARD HEATER & ASSOCIATED CONTROLS TO BE
DISCONNECTED, MADE SAFE & REMOVED.

D23.02 ADD ALTERNATE #1 -REMOVE EXISTING DUCTLESS SPLIT INDOOR UNIT & ASSOCIATED CONTROLS &
PIPING TO BE DISCONNECTED, MADE SAFE AND REMOVED.

D23.03 ADD ALTERNATE #1 -EXISTING ROOFTOP UNITS TO BE DISCONNECTED, MADE SAFE AND REMOVED.
EXISTING ROOF CURB TO REMAIN & MODIFIED AS REQUIRED FOR NEW UNIT.

D23.04 ADD ALTERNATE #1 -EXISTING EXHAUST FAN TO BE DISCONNECTED, MADE SAFE AND REMOVED.
EXISTING ROOF CURB TO REMAIN TO BE COVERED & SEALED WEATHER TIGHT AFTER EXHAUST FAN
DEMOLITION BEFORE INSTALLATION OF NEW EQUIPMENT.  MODIFY AS REQUIRED FOR NEW EXHAUST
FAN.

D23.05 ADD ALTERNATE #1 -EXISTING OUTDOOR VRF CONDENSING UNIT AND ASSOCIATED PIPING AND 
SUPPORTS TO BE DISCONNECTED, MADE SAFE AND REMOVED. REFRIGERANT TO BE RECLAIMED AND
DISPOSED OF IN LEGAL MANNER.

D23.06 EXISTING DUCTWORK TO BE CUT, CAPPED AND SEALED AIR AND WEATHER TIGHT.

DIVISION 26 - ELECTRICAL (COORD. ELECTRICAL DWGS.)

D26.01 REMOVE EXISTING EXTERIOR LIGHT FIXTURES IN ENTIRETY.  DISCONNECT, MAKE SAFE DURING 
CONSTRUCTION.  G.C. TO COORDINATE WITH ELECTRICAL DRAWINGS.

D26.02 RELOCATE OR REMOVE EXISTING ELECTRIC CONDUITS/SWITCHES.  DISCONNECT, MAKE SAFE DURING 
CONSTRUCTION.  G.C. TO COORDINATE W/ ELECTRICAL DRAWINGS.

DIVISION 28 - ELECTRONIC SAFETY AND SECURITY

DIVISION 4 - MASONRY
D04.01 REMOVE EXISTING CMU WALL AS REQUIRED FOR NEW INSTALL OF STEEL LINTEL. SEE STRUCTURAL 

DRAWINGS FOR SIZE.

D04.02 SCRAPE, CLEAN INFILL & REPAIR CRACKS HOLES & DAMAGED AREAS AS REQUIRED AT EXISTING EXTERIOR
CMU WALL AND FOUNDATION WALL TO PREP FOR NEW WORK.

D04.03 REMOVE EXISTING CMU WALL IN ENTIRETY. SCRAPE, CLEAN INFILL & REPAIR ADJOINING WALL AS 
REQUIRED TO RECEIVE NEW PAINT.

D04.04 ADD ALTERNATE #1 -PIPING PENETRATIONS AS REQUIRED FOR NEW HVAC WORK. COORDINATE W/ 
MECHANICAL DRAWINGS.

DIVISION 7 - THERMAL & MOISTURE PROTECTION
D07.01 REMOVE EXISTING ALUMINUM DOWNSPOUTS & SCUPPERS IN ENTIRETY.

D07.02 REMOVE EXISTING METAL FASCIA IN ENTIRETY.

D07.03 REMOVE EXISTING ROOFING ASSEMBLY DOWN TO EXISTING METAL DECK.
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