Your Peace of Mind is Our Top Priority®

Product information presented
here reflects conditions at time
of publication. Consult factory
regarding discrepancies or
inconsistencies.
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EXPLOSION PROOF WIRING DIAGRAMS
X160, X180, X190, X280, X290, X400 SERIES

& A WARNING Not for use in acidic, methanol or ethyl acetate atmospheres.

All installation of controls, protection devices and wiring should be done by a qualified licensed
electrician. All electrical and safety codes should be followed including the most recent National
Electric Code (NEC) and the Occupational Safety and Health Act (OSHA).
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MOISTURE SENSORS
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MOISTURE SENSORS
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DIAGRAMAS DE CABLEADO A

PRUEBA DE EXPLOSION
SERIES X160, X180, X190,
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