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1. General information

1.1. This manual

This application manual is intended for engineers, 
architects, contractors, and installers. It provides 
specifi cation on panel radiator and towel rack models, 
sizing information, and system layout assistance for  
hydronic heating systems with panel radiators.

This manual describes the basic operation of the 
Buderus panel radiators, thermostatic controls and piping 
accessories. It also provides rough in dimensions and 
installation procedures.

Radiator heating capacities are listed by model, height 
and length and are based on different supply water 
temperatures. 

For added savings, it is recommended to run panel 
radiator systems at reduced temperatures. When using a 
condensing boiler, the system should be designed so that 
the return water temperature makes the boiler condense 
except on the coldest days of the year. 

Dew point fl ue gases:
• Natural Gas: 130°F (55°C)
• #2 Fuel Oil: 118°F (48°C)

General guide lines are discussed with respect to sizing 
and radiator selection. The design and radiator selection 
process for one and two pipe heat distribution systems 
are provided including examples. Quick and easy “rules 
of thumb” for trouble free installation and operation are 
presented. 

 

1.2. Standards, regulations and directives

It is the responsibility of the installer to ensure that the 
system corresponds to all federal, state and local 
regulations and rules. 
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2. Safety

2.1.    Explanation of symbols

Warnings

   Warnings in this document are identified by a 
warning triangle printed against a grey 
background.
Keywords at the start of a warning indicate 
the type and seriousness of the ensuing risk if 
measures to prevent the risk are not taken.

The following keywords are defined and can be used in this docu-
ment:

  DANGER indicates a hazardous situation which, if not 
avoided, will result in death or serious injury.

  WARNING indicates a hazardous situation which, if not 
avoided, could result in death or serious injury.

  CAUTION indicates a hazardous situation which, if not 
avoided, could result in minor to moderate injury.

  NOTICE is used to address practices not related to personal 
injury.

Important information

  Important information in cases where there is no  
risk of personal injury or material losses is identified 
by the symbol shown on the left. It is bordered by 
horizontal lines above and below the text.

2.2. Please follow these instructions

Only use original Buderus spare parts.
Damage caused by the use of spare parts other than 
original Buderus spare parts is not covered by the product 
warranty.

2.3. Tools, materials and accessories

For the installation of panel radiators, you will need 
standard tools used for central heating, boiler and DHW 
water systems.

2.4. Disposal

● Dispose of the packaging in an environmentally 
responsible manner.
    —  Dispose of defunct components through an 

authorized agent in an environmentally responsible 
manner.

2.5. Disclaimer

Improper installation, setup,  modifi cation,
operation or maintenance of the heating system  can 
cause personal injury and property damage. Follow 
each appliances‘ instructions precisely. For assistance 
or further information, contact a trained and certifi ed 
installer, service provider, or the gas supply company.

Application drawings in this  manual  are conceptual 
only and do not purport to address  all design,  
installation, code, or safety considerations. The 
diagrams in this manual  are for reference use by code 
offi cials, designers and licensed installers. It is 
expected that  installers have adequate knowledge of 
national and local  codes, as well  as accepted industry 
practices, and are trained on equipment, procedures, 
and applications involved. Drawings are not to scale. 
Refer to the boiler, control and module installer 
manuals  for additional detailed
information!
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3. Product Description

A line of Buderus panel radiators offers a real alternative 
to conventional baseboard heating. For decades 
Europeans have enjoyed the unsurpassed comfort and 
versatility of radiant heat that is more fl exible, effi cient, 
and a cleaner alternative to baseboard heating. Unlike 
conventional baseboard heat that provides only 
convection heat, the high performance hydronic steel 
panel radiators provide the perfect combination of both 
convective and radiant heat while offering signifi cant 
savings from lower water temperatures.

Radiant Heat vs. Convection Heat:

Forced hot air or baseboard systems with fi n tubes 
produce heat that warms the air by convection, which 
requires high water temperatures to effectively output 
BTU. This results in large temperature differentials in the 
room, can cause drafty conditions, and in many cases 
results in hot air collecting at the ceiling and cooler air at 
fl oor level.

Radiant heat, like the sun, warms objects rather than just 
the air, creating a greater sense of warmth while requiring 
lower room temperatures. The added radiant component 
from panel radiators may permit return water 
temperatures below 130°F (55°C) for natural gas and 
118°F (48°C) for oil fi red appliances, allowing a 
condensing boiler to condense and take advantage of its 
added effi ciency.

Because Buderus radiators don’t turn “on and off” 
randomly in the way traditional baseboards do, they are 
virtually silent — eliminating the noise associated with 
other heating systems. 

The fl exibility of Buderus panel radiators offers builders, 
designers, and homeowners a variety of sizes for any 
heating and design requirement. These space-saving 
panel radiators require between a third to a quarter of the 
space of baseboard heating and are a perfect solution 
where design fl exibility is important. The radiator’s unique 
wall-mounted and optional fl oor-mounted styling also 
minimizes areas where dust and dirt can collect and 
allows for greater fl exibility in furniture placement. 

Buderus Panel radiators are stocked in several heights 
and lengths, and in two widths.

Buderus panel radiators come in a multi-layered, powder 
coat enamel white fi nish that is durable, easy to clean 
and ideal for most existing color schemes. Custom 
painting to a desired color can be done in the fi eld and is 
the responsibility of the installer. 

Each panel radiator includes side panels, front and back 
grill covers, and a fl owsetter valve. This feature enables 
the system installer to quickly and easily regulate the 
water fl ow through the radiator room by room. The result 
is a consistent, even heat throughout all panel units in the 
house — no more feeling warm in one room and chilly in 
another.



Applications manual

  | 7 

Panel Radiator 
Applications Manual

Panel Radiator Applications Manual | 07.2017                                                                                                                     Technical specifi cations are subject to change without prior notice                         

Buderus Panel Radiators 

Buderus panel radiators are manufactured from 18 
Gauge (0.049”/0.125mm) steel panels. They consist of 
water fi lled welded steel panels with convector channels 
mounted on the back. These layers are combined and 
arranged into two basic models: 
model # 21 (width 2.5"), model # 22 (width  4.0").

Standard equipment with each radiator include wall 
mounting brackets, bottom piping connections, built in 
manual air vents, a drain plug and a fl ow setter valve with 
a protective cover over it.

All stocking models have the fl ow setter (control) valve 
and piping on the same side, and can be mounted facing 
left or right. 

Available Models

Model 21                                                                        Table 1                                                

Part 
Number

Dimensions Weight
Water 

volume

H X L X W 
(inches)

H X L X W 
(mm) lbs kg gal liters

7-750-100-306 12 x 24 x 2.5 300 x 600 x 66 19.98 9.06 0.66 2.52

7-750-100-309 12 x 36 x 2.5 300 x 900 x 66 29.97 13.59 0.99 3.78

7-750-100-312 12 x 48 x 2.5 300 x 1200 x 66 39.96 18.12 1.33 5.04

7-750-100-315 12 x 59 x 2.5 300 x 1500 x 66 49.95 22.66 1.66 6.30

7-750-100-318 12 x 71 x 2.5 300 x 1800 x 66 59.93 27.18 1.99 7.56

7-750-102-306 20 x 24 x 2.5 500 x 600 x 66 31.49 14.28 0.97 3.68

7-750-102-309 20 x 36 x 2.5 500 x 900 x 66 47.24 21.43 1.45 5.52

7-750-102-312 20 x 48 x 2.5 500 x 1200 x 66 62.98 28.57 1.94 7.36

7-750-102-315 20 x 59 x 2.5 500 x 1500 x 66 78.73 35.71 2.42 9.20

7-750-102-318 20 x 71 x 2.5 500 x 1800 x 66 94.46 42.85 2.91 11.04

7-750-103-306 24 x 24 x 2.5 600 x 600 x 66 37.97 17.22 1.12 4.26

7-750-103-309 24 x 36 x 2.5 600 x 900 x 66 56.96 25.84 1.68 6.39

7-750-103-312 24 x 48 x 2.5 600 x 1200 x 66 75.95 34.45 2.25 8.52

7-750-103-315 24 x 59 x 2.5 600 x 1500 x 66 94.93 43.06 2.81 10.65

7-750-103-318 24 x 71 x 2.5 600 x 1800 x 66 113.91 51.67 3.37 12.78

Model 22                                                                        Table 2                                                

Part 
Number

Dimensions Weight
Water 

volume

H X L X W 
(inches)

H X L X W 
(mm) lbs kg gal liters

7-750-100-604 12 x 16 x 4 300 x 400 x 102 15.08 6.84 0.44 1.68

7-750-100-606 12 x 24 x 4 300 x 600 x 102 22.63 10.26 0.67 2.52

7-750-100-609 12 x 36 x 4 300 x 900 x 102 33.94 15.39 1.00 3.78

7-750-100-612 12 x 48 x 4 300 x 1200 x 102 45.25 20.53 1.33 5.04

7-750-100-615 12 x 59 x 4 300 x 1500 x 102 56.56 25.66 1.66 6.30

7-750-100-618 12 x 71 x 4 300 x 1800 x 102 67.87 30.79 2.00 7.56

 

7-750-102-604 20 x 16 x 4 500 x 400 x 102 25.23 11.44 0.65 2.45

7-750-102-606 20 x 24 x 4 500 x 600 x 102 37.84 17.16 0.97 3.68

7-750-102-609 20 x 36 x 4 500 x 900 x 102 56.76 25.75 1.46 5.52

7-750-102-612 20 x 48 x 4 500 x 1200 x 102 75.68 34.33 1.94 7.36

7-750-102-615 20 x 59 x 4 500 x 1500 x 102 100.91 45.77 2.59 9.81

7-750-102-618 20 x 71 x 4 500 x 1800 x 102 113.51 51.49 2.92 11.04

 

7-750-103-604 24 x 16 x 4 600 x 400 x 102 29.90 13.56 0.75 2.84

7-750-103-606 24 x 24 x 4 600 x 600 x 102 44.85 20.35 1.13 4.26

7-750-103-609 24 x 36 x 4 600 x 900 x 102 67.28 30.52 1.69 6.39

7-750-103-612 24 x 48 x 4 600 x 1200 x 102 89.71 40.69 2.25 8.52

7-750-103-615 24 x 59 x 4 600 x 1500 x 102 119.61 54.25 3.00 11.36

7-750-103-618 24 x 71 x 4 600 x 1800 x 102 134.55 61.03 3.38 12.78

 

7-750-105-604 36 x 16 x 4 900 x 400 x 102 45.07 20.45 1.07 4.04
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Chapter 5 has detailed radiator output ratings in table and 
graphical form. 

Radiator Accessories

A variety of accessories are available for installation and 
control of the radiators for different piping arrangements. 

Mounting Brackets 

Buderus panel radiators include wall mounting brackets. 

Rough in instructions and mounting guidelines are 
presented in chapter 5. 

Piping Connections

Each stocking radiator has 20 mm (approx. 3/4) metric 
male tappings on the bottom on one side. The radiator 
can be mounted with these connections facing left or 
right. Figure 9 shows supply and return connections 
which cannot be reversed. .

Compression fi ttings are available in sets of two (see 
Table 3). These fi ttings are normally secured to the piping 
connection on the radiator. When diverter or shutoff 
valves are used, the compression fi ttings mount on the 
valve.

Compression fi ttings for panel radiators                    Table 3                                                

Pipe size and style Part # 

½" Copper 6198924

3/8” PEX (13 x 2 mm) 1016870

1/2” PEX (16 x 2 mm) 80007132

3/4" PEX (22 x 2 mm) 7738000789

5/8” PEX (20 x 2 mm) 1646851
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Additional accessories are available that help with the 
installation of the panel radiator as well as the application 
in which it is installed. 

Part no. 80007300
Straight Diverter Valve 
w/ isolation valves for 
panel radiators

Part no. 80007512
Straight Crossover 
Valve w/ isolation 
valves for panel 
radiators

Part no. 013G5002
Manual Adjuster
for panel padiators

Part no. 80007304 
Angled Diverter 
Valve w/ adjustable 
bypass and isolation 
valves for panel 
radiators

Part no. 80262172
Angled Valve w/ 
isolation valves for 
panel radiators

Part no. 80262170
Straight Valve
w/ isolation valves
for panel radiators

Part no. 7738006264
Danfoss 
Thermostatic Head
for panel radiators

Part no. 82911060
Drain Valve w/ 
hose bib for panel 
radiators

Fig. 1 Panel radiators valve/accessories (inches)
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Panel radiator accessories                                             Table 4                                                
Floor Brackets Part Number 

Optional covers for brackets 81606400

Escutions HRDA50

Flow Setter Valve:

Each radiator is equipped with a fl ow setter valve 
mounted on the same side as the water connections of 
the panel radiator. This valve consists of two part integral 
components for temperature control and fl ow balancing.

Flow Balancing:

Flow balancing is done by adjustment of the ring marked 
1-7 and N on the fl ow setter valve, lining the desired 
setting up with the dimple in the fi rst ring. Turning of the 
ring adjusts the diameter available for water fl ow. The N 
marking indicates a fully open setting; the 1 marking 
indicates nearly full restriction. The diagram on page 13 
shows the pressure drop across the radiator as a function 
of the fl ow rate and setting of the fl ow setter.

Fig. 3 Flow setter valve adjustment

Air Vent and Drain Plug

Each radiator is equipped with a manual air vent (1/2") 
and removable drain plug (1/2") for draining the radiator. 
A fl at head screw driver is needed to open the air vent.
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Diverter Valves:

Straight (part number 1016311) and angled (part number 
1016312) diverter valves are available for use in a one-pipe 
system (fi g. 4). Shut offs are located on the supply and 
return branches to the radiator, allowing to isolate the 
radiator from the piping system so it can be drained and 
removed without decommissioning the complete heating 
system.

Each diverter valve is factory set for 35 % fl ow through the 
radiator and 65% through the bypass. Other fl ow 
percentages are easily set according to the diagram (fi g. 5). 
To adjust the bypass, turn the spindle clockwise to the fully 
closed position. Then open the bypass spindle the desired 
number of turns from the fully closed position. Refer to the 
chart that is on page 30, explaining the pressure drop for a 
one-pipe system with diverter valves. You will need to add 
up the pressure drop of radiator and diverter valve when 
sizing the circulator. 

Factory setting
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Fig. 5 Setting for Straight and Angled diverter valves

TO RADIATOR FROM RADIATOR

ISOLATION   
  VALVES

ADJUSTABLE  
    BYPASS

TO RADIATOR FROM RADIATOR

ISOLATION   
  VALVES

ADJUSTABLE  
    BYPASS

Fig. 4 Straight and Angled Diverter Valves

Installation considerations:

1.  The valve mounts directly to the supply and return 
of the radiator. The compression fi ttings now connect 
to the diverter valve. 

2.  Allow 5” fl oor clearance below the radiator for the 
straight; 4” for the angled diverter valve.
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Thermostatic Sensor head:

Adding a thermostatic sensor head enables room-by-
room zone control for optimum comfort and effi ciency. It 
is easily installed on the fl ow setter valve.

Temperature Control:
 
Thermostatic control head is mounted on the fl ow setter 
valve of panel radiators and through its capillary 
expansion controls the fl ow rate and therefore the heat 
output of the panel. When using the thermostatic head 
the fl ow setter valve needs to be in the N position. A 
moveable, spring-loaded seat assembly inside the fl ow 
setter valve regulates the water fl ow through thermostatic 
action of the control head. This thermostatic head is 
required for individual temperature control at each 
radiator. The asterics provides frost protection of the 
panel itself provided the heating system is operational. 
The sensor indicator numbers correspond to the following 
approximate temperatures:

Thermostatic Sensor Head Setting                             Table 5                                                
Dial * 1 2 3 4 5

Room Temperature °F 46 54 61 68 75 82

Room Temperature °C 8 12 16 20 24 28

 Fig. 6 Thermostatic Sensor Head
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4. Mounting Guidelines

Panel Radiator Installation

Both model 21 and 22 radiators can be wall or fl oor 
mounted. All wall brackets must be secured to studs or 
other supports of suffi cient strength for panel radiator 
weight. Radiators with a length of 71" or less require 2 
brackets (1 set); lengths 79” or larger require 2 sets.

 Do not attempt to mount radiators soley to 
sheet rock or similar material.

Radiator Clearance Requirements:

Clearance for right hand radiators                           Table 6                   
Clearance 
dimensions

Minimum 
clearance

Reason

Floor 2" (51mm)

4" (102mm)

5" (127mm)

5" (127mm)

- No diverter valves

- Angled diverters

- Straight diverters

- Cross-over valves

Side of 
fl owsetter 
valve

5" (127mm) Thermostatic Sensor Head

Side opposing 
the fl owsetter 
valve

2" - 4" 
(51-102mm)

Access to manual air 
bleeder

Top 2" - 4" 
(51-102mm)

Access to the top of wall 
bracket

 

Model 21 and 22: Wall Mounting

Position the brackets evenly along the radiator and at 
least 4" in from either side for aesthetic reasons.  The 
bottom of the radiator rests approximately 5/8" above the 
bottom edge of the bracket.  Brackets greater than or 
equal to 71" contain an additional third, shortened 
bracket.  Piping connections are located at 1-3/16" 
(return) and 3-3/16" (supply) in from the valve side of the 
radiator.   For Model 21 radiators, the center of the piping 
should be 2 9/16" - 2 11/16" from the fi nished mounting 
wall.  For Model 22 radiators, the center of the piping 
should be 3 5/16" - 3 7/16" from the fi nished mounting 
wall.  The center of the return piping should be at least    
5 1/2" from the fi nished side wall for both Model 21 and 
22 radiators.  If the thermostatic sensor head is not 
installed, this can be reduced to 3 1/2".  For left hand 
radiators, measure these dimensions from the left side.  
See Figures 8 and 9 for details. 

Mount the brackets on a level plane to studs or other wall 
supports capable of carrying the load of the full radiator 
(see tables 1 and 2).  Use at least 2 screws per bracket.  
Pull the T-shaped plastic securing plate forward and slide 
the top holder upward.  

Lift the radiator onto the bottom edge of the bracket and 
rotate the top of the radiator towards the wall.   Align the 
sliding tabs on the top of the radiator with the top portion 
of each wall bracket.  The tabs will insert directly into the 
slot in the top portion of the brackets.  To adjust the 
distance between the wall and the radiator, loosen the 
screw on the top of the bracket and then tighten once it’s 
in the desired position.   

Fig. 7 Wall mounting bracket
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Panel Radiator

2 9/16"- 2 11/16" 
from finished 
wall to center 
of tapings

2" 1³/16"

Bracket

Supply Return

Bracket
Minimum of 

4"

2½"

15/16"- 17/16"

1  2

TOP VIEW

Finished wall
Stud

5½"

Minimum of 
4"

Fig. 8 Model 21 Panel Radiator Rough in Dimensions in inches 
for wall mounting

Panel Radiator

3 5/16"- 3 7/16" 
from 
finished wall 
to center of 
tapings

Bracket

Supply Return

Bracket

4"

Minimum of 
4"

1  2

TOP VIEW

15/16"- 17/16"

Finished wall
Stud

2" 1³/16"
5½"

Minimum of 
4"

Fig. 9 Model 22 Panel Radiator Rough in Dimensions in inches 
for wall mounting
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5. Radiator Output Ratings

Outputs depend on panel radiator size, average water 
temperature, and room temperature.

Four examples are presented below to illustrate a range 
of options. If none of them applies, use Figure 10 and 
Table 9 to determine output based on individual 
requirements.

Tables 7 and 8 show the outputs of Model 21 and 22 
in-stock radiators at four different water temperatures. 
Use the high temperature column if restricted in wall 
space. To maximize effi ciency in condensing boiler 
applications, ensure the return water temperature drops 
below the fl ue gas’ dew point of 131°F (55°C) for 
signifi cant periods of the heating season.
2½

Radiator outputs in BTU/Hr:

 Model 21                                                                       Table 7                                                
Dimensions BTU Output

H x L x W 
(inches)

H x L x W 
(mm)

180°F 
(82°C)

160°F 
(71°C)

140°F 
(60°C)

12" x 24" x 2.5" 300 x 600 x 66 1838 1387 970

12" x 36" x 2.5" 300 x 900 x 66 2756 2080 1455

12" x 48" x 2.5" 300 x 1200 x 66 3675 2773 1940

12" x 59" x 2.5" 300 x 1500 x 66 4594 3467 2425

12" x 71" x 2.5" 300 x 1800 x 66 5513 4160 2910

20" x 24" x 2.5" 500 x 600 x 66 2713 2038 1417

20" x 36" x 2.5" 500 x 900 x 66 4070 3057 2125

20" x 48" x 2.5" 500 x 1200 x 66 5427 4075 2833

20" x 59" x 2.5" 500 x 1500 x 66 6784 5094 3541

20" x 71" x 2.5" 500 x 1800 x 66 8140 6113 4250

24" x 24" x 2.5" 600 x 600 x 66 3138 2351 1629

24" x 36" x 2.5" 600 x 900 x 66 4706 3526 2443

24" x 48" x 2.5" 600 x 1200 x 66 6275 4701 3258

24" x 59" x 2.5" 600 x 1500 x 66 7844 5876 4072

24" x 71" x 2.5" 600 x 1800 x 66 9413 7052 4887

* Calculations based on a 69° F (20°C) Required Room Temperature 
and a 20° F (11°C) ΔT         

 Model 22                                                                       Table 8                          
Dimensions BTU Output

H x L x W 
(inches)

H x L x W 
(mm)

180°F 
(82°C)

160°F
(71°C)

140°F 
(60°C)

12" x 16" x 4" 300 x 400 x 102 1573 1180 819

12" x 24" x 4" 300 x 600 x 102 2359 1769 1228

12" x 36" x 4" 300 x 900 x 102 3539 2654 1842

12" x 48" x 4" 300 x 1200 x 102 4719 3539 2456

12" x 59" x 4" 300 x 1500 x 102 5898 4423 3070

12" x 71" x 4" 300 x 1800 x 102 7078 5308 3684

20" x 16" x 4" 500 x 400 x 102 2341 1753 1215

20" x 24" x 4" 500 x 600 x 102 3511 2630 1822

20" x 36" x 4" 500 x 900 x 102 5266 3945 2733

20" x 48" x 4" 500 x 1200 x 102 7022 5260 3644

20" x 59" x 4" 500 x 1500 x 102 8777 6575 4555

20" x 71" x 4" 500 x 1800 x 102 10533 7889 5467

24" x 16" x 4" 600 x 400 x 102 2713 2031 1406

24" x 24" x 4" 600 x 600 x 102 4069 3046 2109

24" x 36" x 4" 600 x 900 x 102 6104 4569 3164

24" x 48" x 4" 600 x 1200 x 102 8139 6092 4218

24" x 59" x 4" 600 x 1500 x 102 10173 7615 5273

24" x 71" x 4" 600 x 1800 x 102 12208 9139 6327

36" x 16" x 4" 900 x 400 x 102 3833 2856 1965

* Calculations based on a 69° F (20°C) Required Room Temperature 
and a 20° F (11°C) ΔT         
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If tables 7 and 8 do not match a system‘s requirements, 
the following guidelines provide means to calculate the 
effects of ambient room temperature, supply water 
temperature and temperature drop through the radiator 
on the radiator output. 

Ambient room temperature effect: The (adjusted) 
output of a radiator at any room temperature (∆T room) 
can be computed from the output listed at a room 
temperature of 68°F (20°C) as: 

Adjusted Output = Listed Output x [1+α x (68-Troom)] 
(Troom in °F) where α is a correction factor computed as: 
α = 1.385 / (ΔT supply - 75) with ΔT supply in °F.

Note: The listed radiator output depends on the supply 
temperature.

Example: Select the proper radiator to heat a porch 
which is to be kept at 55°F (13°C) during the winter. 
Maximum heat loss is 8,750 Btu/hr. Assume supply 
temperature equal to 194°F (90°C).

Solution: The larger temperature difference between the 
radiator and the porch increases the radiator output. To 
fi nd the proper size radiator, we must compute the listed 
output at 68°F (20°C). 
Adjusted Output = 8,750 Btu/hr at 194°F (90°C) and 55°F 
(13°C).  (∆T room). 

Compute correction factor α as: 
α = 1.385 / (194 - 75) = 0.0116 
Listed Output = 8,750 / [1 + (0.0116 x (68 - 55)] = 
7,560 Btu/hr 
From Table 8: Use Model 22 20” x 48” x 4“ instead of 
Model 22 24” x 48” x 4“ (listed output = 7,500 Btu/hr).

This ambient room temperature effect is generally small 
and need only be considered in system design if desired 
room temperatures are well beyond the typical 68 - 72°F 
(20 - 22°C) range.

Supply water temperature effect: The effect of different 
supply temperatures on the output of panel radiators is 
computed using the conversion factors of Table 9 or read 
directly from the Performance Curves in Figure 10.
 
Table 9 contains conversion factors needed to compute 
the adjusted radiator output from the listed ratings. The 
∆T factor is computed as the difference between the 
average water temperature and room temperature.

Fig. 10 Performance Curves Model 22 Radiators
 

Conversion Factors                                        Table 9
∆ T in ºF (°C) Conversion Factor 

10 (6) 0.045

20 (11) 0.112

30 (17) 0.198

40 (22) 0.275

50 (28) 0.367

60 (33) 0.466

70 (39) 0.569

80 (44) 0.677

90 (50) 0.789

100 (56) 0.905

108 (60) 1.000

110 (61) 1.024

120 (67) 1.147

130 (72) 1.272

140 (78) 1.401

150 (83) 1.535
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Example: Compute the output of a Model 21 20” x 59” 
radiator with an average water temperature of 140°F 
(60°C) in the radiator and a room temperature of 70°F 
(21°C).

Solution: Listed output = 7,000 Btu/hr (See Table 9)
∆T = 140 - 70 = 70°F: Conversion Factor = 0.569 (See 
Table 9) Adjusted output = 0.569 x 7,000 = 3,983 Btu/hr. 

Comment: The effect of the ambient room temperature is 
already accounted for in the conversion factors listed in 
Table 9. Figure 10 contains the performance curves for 
Model 22 radiators showing the output per linear foot of 
radiation for the different heights as a function of supply 
temperature. 
Different curves are shown based on a 18°F (10°C) and 
36°F (20°C) temperature drop through the radiator and a 
68°F (20°C) room temperature.

Example: A room requires 12,000 Btu/hr with 6 ft of 
available space. Maximum supply temperature is 170°F 
(77°C). What model(s) can be used for this application?

Solution: Required heat output per foot = 12,000/6 = 
2,000 Btu/hr per linear foot. Check Figure 10 at 170°F 
(77°C) supply temperature and 2,000 Btu/hr Output:

Model 22: Use 24” high with about 18°F (10°C) ∆T drop. 

6. Radiator Selection Procedure

Several factors must be considered in the selection of a 
panel radiator. These are:

• Heat loss of the room.

• Location of the radiator(s) and available fl oor to  
  window height.

• Desired piping arrangement.

• Room usage.

• Type of room control used. 

All factors are discussed below and must be given 
consideration prior to fi nal radiator size and model 
selection.

1. The panel radiator(s) must have at least the required 
capacity to match the heat loss. Oversizing is not a 
problem provided thermostatic sensor heads or other 
temperature sensitive controls are used to cycle the heat 
off once the desired room temperature is reached.

2. Radiators are frequently selected based on the 
intended location. A 36" radiator fi ts nicely under a 3' 
window, whereas a 24” radiator may only be needed 
based on the heat loss. Window size and number of 
windows as well as overall room size affect the selection 
process. Once a room exceeds 12’ x 12’, it is advisable to 
install 2 smaller radiators on outside walls for more 
comfort.

3. The selected piping arrangement affects the radiator 
sizing on monofl ow or one-pipe diverter valve based 
systems, because the supply temperature reduces with 
distance from the boiler. Minor oversizing of the last 
radiators in the one-pipe system may be necessary. 

4. For rooms that are used occasionally where a rapid 
heat-up is required, it is advisable to install some extra 
radiation. This becomes important on heating systems 
operating with outdoor reset control. There is no need for 
over sizing radiation in main living areas as they are 
generally maintained at uniform temperatures.

5. Radiators equipped with thermostatic sensor heads on 
a constant circulation system maintain a more uniform 
room temperature and respond faster to temperature 
disturbances such as open doors or windows, solar or 
internal heat gain from appliances, lights, etc. compared 
to a centrally located thermostat system. 
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7. Piping Arrangements

The design of a panel radiator based heating system 
involves selection of a piping system, pipe sizes, overall 
design temperature drop, required fl ow rates and desired 
type of system control. For trouble-free system operation, 
do not exceed the fl ow rates in Table 10.

Maximum fl ow rates & heat carrying capacities         Table 10
Pipe size* Max 

fl ow 
(gpm)

Q
(∆T=20ºF)

Q
(∆T=30ºF)

Q
(∆T=40ºF)

½" copper 
or PEX

1.5 15,000 22,500 30,000

⅝" PEX 2.0 20,000 30,000 40,000

¾" copper 4.0 40,000 60,000 80,000

1" copper 8.0 80,000 120,000 160,000

1¼" copper 14.0 140,000 210,000 280,000

Diverter 
valve

2.0 20,000 30,000 40,000

Radiator 
Flow

2.5 25,000 37,500 50,000

Note: Q (∆T = 20°F (11°C)) denotes the maximum heat 
load carrying capacity based on a 20°F (11°C) 
temperature drop.

*Pipe size used for main supply/return piping in multiple 
one-pipe diverter valve based systems or for one-pipe 
systems using monofl ow tees. This information is useful 
for pipe sizing in two-pipe distribution systems.

This chapter discusses several piping arrangements, 
guidelines for system design, pipe size, pump selection 
and fi ne-tuning of individual components. Heat loss (Q), 
water fl ow rate (GPM) and temperature drop (∆T) through 
a hydronic heating system are related to each other as:

Q = 500 x GPM x ∆T

This equation is used extensively for accurate sizing of 
radiators.

One-Pipe System Options

Figure 11 presents three different one-pipe 
arrangements. In any one-pipe system, a single pipe 
connects all radiators together. Fewer materials are 
needed in a one-pipe system where a perimeter loop 
supplies water to all radiators. Since water may fl ow 
through all radiators and cools off along the way, it is 
necessary to oversize the last radiator(s) in the loop. A 
sizing procedure is outlined. 

Table 10 shows maximum Btu load on a one-pipe system 
based on pipe size and overall temperature drop.

Series loop system

 All water fl ows through all radiators.

A thermostatic head cannot be used on any radiator as it 
will shut off all fl ow. A central thermostat is required for 
temperature control. Do not exceed heat loads as listed 
in Table 10.

Option 1: one-pipe system with monofl ow tees 
(Fig 11).
Monofl ow tees are used to divert some water from the 
main loop into each radiator. Use one monofl ow tee on 
the return if the radiator(s) are located above the main 
loop; use two monofl ow tees if the radiators are installed 
below the main loop. Place the tees in the main loop to 
each radiator at least 12” apart. Thermostatic heads on 
each radiator provide very easy means for individual 
temperature control. The system can be operated off a 
central thermostat or with constant circulation using an 
outdoor reset system. Size the main loop based on the 
selected temperature drop (20°F, 30°F, or 40°F (11°C, 
17°C, 22°C)) and heat load. Make sure to oversize the 
last radiators properly, especially when using an overall 
temperature drop of 30°F (17°C) or 40°F (22°C).  It is 
important to size the main supply and return pipes for the 
total heat load and volume to avoid fl ow restriction or 
noise.

Option 2: one-pipe system with diverter valves 
(Fig 12). 
This arrangement is similar to using monofl ow tees 
except that now each radiator is equipped with a diverter 
valve. Secondly, the total loop fl ow can NOT exceed 2 
GPM because of possible noise at greater fl ow rates. The 
bypass adjustment in the diverter valve can be used to 
throttle down the fl ow through the fi rst radiators and 
increase fl ow through the last radiators in the loop to 
make up for the drop in loop temperature. Thermostatic 
heads on each radiator provide an easy means for 
individual temperature control. The system
can operate off a central thermostat or with constant 
circulation using an outdoor reset system. Follow Table 
10 for pipe sizing.  It is important to size the main supply 
and return pipes for the total heat load and volume to 
avoid fl ow restriction or noise.
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Option 3: Individual Supply and Return System 
(home run). 
Options 2 and 3 above can be installed in a multiple loop 
fashion where several one-pipe systems are connected 
between a common supply and return manifold. Assure 
adequate fl ow in all piping systems when using monofl ow 
loops and/or diverter valve loops. Isolation and balancing 
valves are recommended on each loop for service and 
fl ow control.

A properly sized pump operating on constant circulation 
can supply water to all loops. A single Grundfos UP15-42 
or equivalent can handle up to 3 diverter valve loops; use 
a Grundfos UP26-64 or equivalent for 4 to 6 loops. Size 
the main piping for the combined fl ow in all branches,

DISCLAIMER: Application drawings in this manual are conceptual only and do not purport to address all design, installation, code, or safety considerations. The diagrams in this manual are for 
reference use by code officials, designers and licensed installers. It is expected that installers have adequate knowledge of national and local codes, as well as accepted industry practices, and 
are trained on equipment, procedures, and applications involved. Drawings are not to scale.
Refer to the boiler, control and module installer manuals for additional detailed information!
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1  2

1  2

Option 1: One-Pipe System with Venturi Tees or Monoflow Tees.

Option 2: One-Pipe System with Diverter Valves.

Option 3: Individual Supply and Return System (Home Run).

System Supply System Return

System Supply
System Return

System Supply

System Return

Fig. 11  One-Pipe System Options

following the guidelines in Table 10. Refer to the Pressure 
Drop Curves (Fig. 14 & 15) on pages 30 & 31 for 
estimating the pressure drop through each radiator when 
using monofl ow tees. Use the Pressure Drop Diagram on 
page 30 for a one-pipe system with diverter valves. Use 
the approximate fl ow rate through the radiator and fl ow 
setter valve setting to read off the pressure drop. Size the 
circulator based on total fl ow and overall system pressure 
drop. Thermostatic heads are required in this 
arrangement for individual temperature control.

 Ensure all supply and return piping is sized properly 
to avoid restriction and noise.
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Design procedure for One-Pipe System with 
monofl ow tees or diverter valves

1. Select radiator hook-up sequence.

2. Determine individual heat loads.

3. Determine linear footage of wall space available for 
each radiator.

4. Compute the required heat load per foot for each 
room.

5. Select system temperature drop ∆T = 20, 30 or 40°F 
(11°C, 17°C, 22°C) and maximum supply temperature.

6. Compute the total heat load (Q) in the loop by adding 
the individual heat loads.

7. Determine loop fl ow rate from total heat load (Q) and 
selected ∆T as: GPM (loop) = Q / 500 / ∆T

8. Compute the supply temperature for each room based 
on the supply temperature and heat load of the 
previous room and the total loop fl ow rate (GPM) as:

New Supply Temp = Previous Supply Temp - (Q room) 
/ 500 / GPM

With the supply temperature computed in Step 8 and the 
linear heat load in Step 4, refer to Figure 10 to fi nd the 
required radiator size, or tables 9 and 10 for the total 
individual radiator output if the any of the four examples 
applies. Use the same ∆T value in reading from the 
curves in Figure 10 as the selected value in Step 5. In 
case more than one radiator is to be installed in a room, 
size all radiators based on the above procedure.

                                                                                       Table 11
1 Select 

room 
sequence

Room 1 Room 2 Room 3 Room 4

2 Heat load 
per room

3 (BTU/hr)

4 Available 
wall space
(ft)

5 Minimum 
Required 
Heat Load 
per linear 
ft (BTU/ft)

ΔT =___ºF Supply temp(room1) 
=max supply temp
= _______ ºF

6 Total 
heat load 
(BTU/ft)

Q = __________BTU/Hr

7 Total loop 
GPM GPM(loop) = Q / 500 / ΔT  = ____ GPM

8 Supply 
temp per 
room

____ºF ____ºF ____ºF ____ºF

9 List 
possible 
radiator 
Models 
and sizes
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Example: One-Pipe System Layout
Design a one-pipe system for a second fl oor with 
individual room temperature control:

                                                                                       Table 12
Description Heat Load Window 

Size
Hook-up 
Sequence

Bathroom 3,000 1x3 ft wide fi rst

Master Bedroom 9,000 2x4 ft wide second

Bedroom 2 6,000 1x3 ft wide third

Bedroom 3 4,000 1x3 ft wide fourth

Solution:

Step 1. Complete the Radiator Sizing Sheet to fi nd 
minimum size radiator.

Step 2. Select control strategy and size piping and pump 
using Table 7.

Step 3-4: See Table 13.

Step 5: Assume temperature drop (∆T) = 30°F (17°C), 
maximum supply temperature = 180°F (82°C).

Step 6: Add all heat loads from row 2 and enter in Step 6.

Step 7: Compute fl ow rate in the one-pipe system in 
GPM.

  The flow rate can not exceed 2 GPM when using
diverter valves. Using a larger ∆T lowers the GPM.

Step 8: Here we must compute the supply temperature 
for each room. Start with the fi rst room and 
compute each supply temperature step by step 
as shown here.

Supply Temp (1) = 180°F (82°C)

Supply Temp (2) = 180 - 3000 / (500 x 1.47) = 176°F 
(80°C)

Supply Temp (3) = 176 - 9000 / (500 x 1.47) = 164°F 
(70°C)

Supply Temp (4) = 164 - 6000 / (500 x 1.47) = 156°F 
(60°C)

Step 9: Now with each value computed in steps 4 and 8, 
locate those values in Fig. 10. The output curve 
located directly above that point identifi es the 
minimum size radiator required. Use the 18°F 
(10°C) ∆T curves if designing for a 20 to 30°F (11 
to 17°C) temperature drop, use the 36°F (20°C) 
∆T curves if designing for a 40°F (22°C) drop. 

Results: Output/ft Radiator Models

Bedroom Supply Temp = 180°F (82°C) 1500 Btu/ft 
#22 20” 
M. Bedroom Supply Temp = 176°F (80°C) 1125 Btu/ft  
#22 x 12
Bedroom #2 Supply Temp = 164°F (70°C) 2000 Btu/ft #22 
24” 
Bedroom #3 Supply Temp = 156°F (60°C) 1333 Btu/ft #22 
24” 

Use 5/8 ” PEX and diverter valves (or: 3/4” copper main 
line with 3/4” x 3/4” x 1/2” monofl ow tees) with 
thermostatic heads on all radiators for individual room 
control. Place a thermostat in the bathroom or master 
bedroom or run constant circulation. Use a Grundfos 
UP15-42, a Taco 007, or equivalent pump with a 
balancing valve to throttle the fl ow. Noise may otherwise 
develop in the diverter valves.

                                                                                           Table 13
1 Select 

room 
sequence

Bathroom Master 
Bedroom

Bedroom 
2

Bedroom 
3

2 Heat load 
per room

3000 9000 6000 4000

3 Available 
wall space
(ft)

2 8 3 3

4 Minimum 
required 
heat 
load per 
linear foot 
(BTU/ft)

1500 1125 2000 1333

5 Minimum 
Required 
Heat Load 
per linear 
ft (BTU/ft)

ΔT = 30ºF 
Supply temperature (room1) 
=max supply temperature 
= 180 ºF

6 Total 
heat load 
(BTU/ft)

Q = 3000 + 9000 + 6000 + 4000 = 22000 BTU/Hr

7 Total loop 
GPM GPM = Q / 500 / ΔT = 22000 / 500 / 30 = 1.5 GPM

8 Supply 
temp per 
room

ΔT = Q / 500 / GPM

180 176 164 156

9 Possible 
radiator 
Models 
and sizes
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Two-Pipe System Options

Figure 12 illustrates two common two-pipe confi gurations. 

Fig. 12 Two-pipe System Options
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1  2

1  2

1  2
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Option 4: Two-Pipe Direct Return System

Option 5: Two-Pipe Reverse Return System

Pressure Bypass Valve

DISCLAIMER: Application drawings in this manual are conceptual only and do not purport to address all design, installation, code, or safety considerations. The diagrams in this manual are for 
reference use by code officials, designers and licensed installers. It is expected that installers have adequate knowledge of national and local codes, as well as accepted industry practices, and 
are trained on equipment, procedures, and applications involved. Drawings are not to scale.
Refer to the boiler, control and module installer manuals for additional detailed information!

Benefi ts of Two-Pipe Systems:

1. Each radiator is supplied with the same 
temperature water maximizing radiator output.

2. No limit to the number of radiators on a two pipe 
system loop; the supply and return mains must be sized 
for maximum fl ow. Follow the guidelines in Table 10 for 
sizing the supply and return runs. Use 1/2” copper or 
PEX tubing to connect radiators to main runs.

3. Individual radiator control is easily done using 
thermostatic sensor heads. Use constant circulation with 
outdoor reset control for optimum system performance. A 
central thermostat can be used for on/off control; 
however, thermostat location governs overall system 
control and may override individual room control.

Requirements for Two-Pipe System:

•  Two main distribution pipes are needed; one for 
the supply to the radiators and a second pipe for the 
return to the boiler.

•  A pressure actuated bypass valve (Part No. 
3L602502 for a 3/4” Danfoss valve) connected between 
supply and return mains is necessary on constant 
circulation systems with thermostatically controlled 
radiators to prevent dead-heading the pump. This bypass 
valve is not needed on thermostat controlled systems if 
the radiators are not equipped with thermostatic sensor 
heads.
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Design Procedure for Two-Pipe System

1. Determine individual heat loads.

2. Select desired overall temperature drop of systems 
(∆T); i.e. 20°F (11°C), 30°F (17°C) or 40°F (22°C).

3. Compute loop fl ow rate GPM from: 
GPM = Q / 500 / ∆T

4. Use Figure 10 or the Conversion Factors in Table 9 to 
determine output of radiator models in case of lower 
supply temperatures.

5. Use the Pressure Drop Chart on pages 30-31 as a 
guide to set the fl ow setter valve for each radiator to 
ensure proper fl ow through each radiator. Adjust fl ow 
setter valves as needed based on system 
performance. Close down the fl ow setter on “hot” 
radiators by dialing in a lower setting on the adjustment 
ring, or adjust the fl ow setter to a higher setting for 
“cool” radiators.

6. Size piping based on system fl ow rate; size circulator 
based on fl ow rate and overall system pressure drop.

                                                                                       Table 14
1 Select 

room 
sequence

Room 1 Room 2 Room 3 Room 4

2 Heat load 
per room

3 (BTU/hr)

4 Available 
wall space
(ft)

5 Minimum 
Required 
Heat Load 
per linear 
ft (BTU/ft)

ΔT =___ºF Supply temp(room1) =max supply 
temp= _______ ºF

6 Total 
heat load 
(BTU/ft)

Q = __________BTU/Hr

7 Total loop 
GPM GPM(loop) = Q / (500xΔT) = ______ GPM

8 Supply 
temp per 
room

____ºF ____ºF ____ºF ____ºF

9 List 
possible 
radiator 
Models 
and sizes
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Example 2: Two-pipe System Lay-out
Design and select a two pipe panel radiator system with 
the following requirements: 

                                                                                       Table 15
Description Heat Load Window 

Size
Required 
BTU/ft

Walk-in closet 2,000 none

Bathroom 5,000 1x2 ft wide 2,500

Bedroom 1 8,000 2x3 ft wide 1,333

Bedroom 2 10,000 2x4 ft wide 1,250

Master Bedroom 12,000 2x4 ft wide 1,500

Total Load: 37,000 Btu/hr
System Parameters: 
Maximum Supply Temperature: 194°F (90°C) 
Thermostat in master bedroom for ON/OFF control.

Solution: Two-Pipe System Lay-out
1. If suffi cient space is available for radiators, select 

radiators based on required heat output and desired 
style. Select radiators from Tables 9 & 10 since the 
system temperature is similar to those listed.

If the radiators must be sized for the available window 
space, determine the minimum needed model radiator 
based on the required Btu/ft for each room from Figure 
10 with a 194°F (90°C) supply temperature. Use the 
same supply temperature for each radiator in a two-pipe 
system.

2. Select an overall temperature drop of 20°F (11°C).

3. Compute system fl ow rate as: GPM = Q / 500 / ∆T =  
37000 / 500 / 20 = 3.7 GPM

4. Combine all information in tabular form as shown in 
Table 2.

Table 16: Radiator Option Determination Chart: Two-Pipe 
System

                                                                                       Table 16
Descrip-
tion

Heat 
Load

BTU/
ft

Selected 
Models

No. and 
length of 
radiators

Flow-
setter
valve

Walk-in 
closet

2000 1 3-4

Bathroom 5000 2,500 1x #22 
20"x36"

1x 3ft 6-7

Bedroom 
1

8000 1,333 2x #22 
12"x36"

2x 3ft 5-6

Bedroom 
2

10000 1,250 2x #22 
12"x48"

2x 4ft 6-7

Master 
Bedroom

12000 1,500 2x #22 
20"x48"

2x 4ft 7-N
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Balancing the system

 Initial settings of flow setter valves will help to 
ensure proper fl ow through all radiators.  Keep in 
mind that this is only a starting point and that the 
system may require further adjustment based on 
the heating characteristics of the structure.

Procedure for setting the fl ow-setter valves.

1. Identify the largest radiator. In the above example it 
would be the master bedroom radiator.  The setting for 
this radiator should be “N”. This radiator will have the 
highest pressure drop and requires that the fl ow-setter 
valve be fully open.

2.Using the Pressure Drop Chart on page 30-31, fi nd the 
output for this radiator (at selected ∆T) at the bottom of 
the chart. Based on 6,000 btu/hr at a 20°F ∆T the fl ow 
rate for this radiator is 0.6 GPM. Follow the 0.6 GPM 
line vertically until you intersect the N setting. Reading 
across to the left you will see that the pressure drop for 
this radiator is approximately 12 in. W.C. or 1ft/hd.

3. Draw a horizontal line across the diagram at 12 in. 
W.C.

4. Select the next radiator. Identify its btu/hr output, 
locate 

this fi gure at the bottom of the chart as you did for the 
fi rst radiator. At the corresponding fl ow-rate, move 
vertically on chart until you intersect the horizontal line 
that you drew indicating 12” W.C. Find the appropriate 
fl ow setting. If the value is between two settings, say 3 
and 4, then simply set the valve between 3 and 4.

5. Repeat step 4 for remaining radiators.

6. Use guidelines in Table 10 to size main piping. In this 
case, use 3/4” copper mains with 1/2” copper (or PEX) 
to/from each radiator. Install a thermostat in master 
bedroom. Size circulator based on total fl ow rate and 
install balancing valve for fl ow control.

Piping Lay-out Suggestions:

1.  For small systems, use one-pipe system with 
monofl ow tees or diverter valves. 

Btu’s per loop: 
15,000 - 20,000 Btu/hr with 1/2 “ copper 
20,000 - 30,000 Btu/hr with 5/8 “ PEX.

Increasing the overall temperature drop in the system 
from 20°F (11°C) to 30°F (17°C) or 40°F (22°C) 
permits more radiation per loop. (See Table 14). 

Oversize radiators by 20 - 30% at the end of a one-
pipe loop. Always install a balancing valve in each 
loop to regulate the fl ow rate to eliminate possible fl ow 
noise. 
Maximum fl ow rate for diverter valves: 2 GPM 
Maximum fl ow rate per radiator: 2.5 GPM.

2. For larger systems, use two-pipe reverse return or 
multiple one-pipe systems with common supply and 
return manifolds. Refer to Table 10 for pipe sizing. 
Pump Selection: 
1-3 loops: Grundfos UP15-42, Taco 007 or equivalent 
3-6 loops: Grundfos 26-64 or equivalent 
Use pressure bypass valve on two-pipe systems to 
prevent deadheading the pump.

Radiator Selection & System Start-up Suggestions:

1. Size radiators based on heat load, location, available 
space, desired style and system operating 
temperatures.

2. Use of thermostatic sensor heads increases comfort, 
eliminates problems with over sizing the radiation and 
provides individual room control.

3. Balance the system to ensure proper heat output from 
each radiator using the fl ow setter valve on each 
radiator. Shut off thermostatic heads one at a time and 
monitor system response. Make necessary 
adjustments.

4. Retighten compression fi ttings slightly after initial 
start-up.
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Pressure drop curves:

Settings on flowsetter 
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Bosch Thermotechnology Corp.
65 Grove Street
Watertown, MA 02472
Tel.: 866-642-3198
Fax: 603-965-7581
www.boschheatingandcooling.com

Products manufactured by:
Bosch Thermotechnik GmbH
Sophienstrasse 30-32
D-35576 Wetzlar
www.buderus.de

Bosch Thermotechnology Corp. reserves the right to
make changes without notice due to continuing engineering
and technological advances.
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