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FIRE PROOFING
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INDICATION OF MATERIALS

HEATING, VENTILATING,
AIR CONDITIONING

ALL WALLS AND CEILINGS TO BE 5/8in FIRE CODE OR 1/2in GYPSUM BOARD, 5/8in MOISTURE RESISTANT
TYPE X OR 5/8in CEMENT BOARD.  FINISH AND TEXTURE TO BE SELECTED BY OWNER.  MATERIAL AS
MANUFACTURED BY U.S. GYPSUM OR EQUAL FINISH (CEMENT ACCESSORIES AND TAPE OR SKIM COAT).
 ALL JOINTS AND NAIL HEADS READY FOR PAINT,  TILE, WOOD TRIM, VWC, OR PANELING.

STORAGE : THE CONTRACTOR SHALL PROVIDE ON SITE WEATHER PROTECTED STORAGE SPACE, I.E.:
TRAILER.  STORAGE OF CONSTRUCTION MATERIALS IN THE EXISTING BUILDING WILL NOT BE PERMITTED.

PROTECTION : THE CONTRACTOR SHALL PROTECT ALL PUBLIC AND ADJACENT AREAS FROM DAMAGE
DURING CONSTRUCTION.

TEMPORARY SERVICES : THE CONTRACTOR WILL PAY FOR EXISTING SERVICES (WATER, TELEPHONE AND
ELECTRICITY) AND WILL TURN OVER THESE SERVICES TO THE OWNER UPON FINAL ACCEPTANCE OF THIS
PROJECT.

THE CONTRACTOR SHALL VERIFY LOCATION AND ACTUAL DEPTH OF ALL EXISTING SANITARY PIPING,
STORM DRAINS,  GAS AND WATER MAINS, ELECTRIC LINES AND PIPES.  HE IS ALSO ADVISED TO
VERIFY ACTUAL INVERTS OF SANITARY AND STORM LINES BY HAND DUG TEST PITS WELL IN ADVANCE
OF TRENCHING AND CONSTRUCTION.  ANY DISCREPANCY IN THIS PLAN AND ACTUAL FIELD CONDITIONS
SHALL BE REPORTED TO THE ARCHITECT.  ALL NECESSARY PERMITS AND APPROVALS MUST BE
OBTAINED FROM PROPER AUTHORITIES.

ARCHITECTURAL, MECHANICAL, ELECTRICAL, ELEVATOR, & SPRINKLER : EACH CONTRACTOR SHALL
 SUBMIT SHOP  DRAWINGS TO THE ARCHITECT FOR APPROVAL PRIOR TO FABRICATION.

ALL WORK IS NEW UNLESS OTHERWISE NOTED.

DAMAGE : THE GENERAL CONTRACTOR IS RESPONSIBLE FOR ANY DAMAGE TO EXISTING BUILDING,
WALLS, CEILINGS,  FLOORS, FURNITURE AND FURNISHINGS.  DAMAGED SURFACES DUE TO
CONSTRUCTION TO BE PATCHED, REPAIRED AND/OR REPLACED AS REQUIRED AND BLEND TO MATCH
EXISTING ADJACENT SURFACES AT NO ADDITIONAL COST TO  OWNER.

CARPET AND/OR TILE : CARPET AND/OR TILE AS SELECTED AS PER DRAWINGS.

HANDICAPPED REQUIREMENTS : THE GENERAL CONTRACTOR WILL ACQUAINT HIMSELF WITH THE
ARCHITECTURAL ACCESS BOARD (AAB) CODE FOR THE STATE OF MASSACHUSETTS AND THE ADA
(AMERICANS WITH DISABILITIES ACT)  TO ENSURE THAT THIS FACILITY WILL BE ACCESSIBLE.

SPRINKLER HEAD LOCATION : REFER TO N.F.P.A. STANDARDS.  SPRINKLER HEADS TO BE LOCATED
PER CODE.  SHOP  DRAWINGS ARE REQUIRED TO BE SUBMITTED TO THE CONTRACTOR FOR APPROVAL
PRIOR TO INSTALLATION.

THE GENERAL CONTRACTOR SHALL COORDINATE THE LOCATION AND SIZE OF OPENINGS FOR VENTS,
PIPES, INSERTS,  BOXES, HANGERS, ETC.

ALL INTERIOR FINISHES AND FURNISHINGS FOR CEILINGS, WALL AND FLOORS SHALL BE CLASS 1in
WITH A FLAME SPREAD RATING OF 0 TO .25.

SUBMIT SAMPLES OF ALL PAINTS AND STAINS FOR APPROVAL PRIOR TO APPLICATION.

BEFORE COMMENCING WORK, THE GENERAL CONTRACTOR WILL MEET WITH THE APPOINTED COMPANY
REPRESENTATIVE TO OUTLINE PHASING OF CONSTRUCTION AND DISPOSITION OF EXISTING
CONSTRUCTION MATERIALS AND/OR EQUIPMENT.

ALL WOODS BLOCKING TO BE PRESSURE TREATED, FIRE RETARDANT.

THE GENERAL CONTRACTOR SHALL PREPARE A BOOKLET CONTAINING : LIST OF SUBCONTRACTORS
 USED ON THIS JOB WITH NAMES, ADDRESSES AND TELEPHONE NUMBERS. ALL WARRANTIES AND
INSTRUCTION MANUALS FOR EQUIPMENT AND MATERIALS INSTALLED WILL BE ISSUED TO THE OWNER
 PRIOR TO FINAL ACCEPTANCE OF BUILDING, AND PRESENT BOOKLET TO OWNER PRIOR TO
FINAL ACCEPTANCE OF OWNER.
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GENERAL NOTES

GENERAL CONDITIONS : THE GENERAL CONDITIONS FOR THIS CONTRACT SHALL BE AIA DOCUMENT
A201 (1987 EDITION) EXCEPT AS HEREIN AMENDED.

SCOPE : WORK TO INCLUDE DEMOLITION AND CONSTRUCTION AS INDICATED ON THE DRAWINGS
NECESSARY FOR A COMPLETE INSTALLATION.  EACH CONTRACTOR SHALL RESPECT THE WORK OF
OTHER CONTRACTORS AND ARE  RESPONSIBLE FOR AND LIABLE TO REPAIR OR REPLACE ANY
DAMAGE CAUSED BY THEIR WORK.

CODES : ALL WORK SHALL BE PERFORMED IN STRICT COMPLIANCE WITH LOCAL AND STATE
CODES AND REGULATIONS HAVING JURISDICTION.  THE CONTRACTOR SHALL PROTECT AND
INDEMNIFY THE OWNER AND ARCHITECT AGAINST  ANY CLAIM OR LIABILITY ARISING FROM ANY
SUCH CODE OR REGULATION.

THE CONTRACTOR SHALL OBTAIN AND PAY FOR ALL REQUIRED PERMITS, INSPECTIONS AND
APPROVALS.

QUALITY : WORKMANSHIP SHALL BE OF THE HIGHEST TYPE, AND MATERIALS USED OR SPECIFIED OF
THE BEST QUALITY THAT THE MARKET AFFORDS.  ALL INSTALLATIONS AND APPLICATIONS SHALL
CONFORM TO THE MANUFACTURERS SPECIFICATIONS.

COORDINATION OF THE WORK : THE GENERAL CONTRACTOR SHALL COORDINATE THE WORK CONTRACT
FROM THE CONTRACTOR OR THE OWNER.  THE CONTRACTORS INSTRUCTIONS SHALL BE FOLLOWED BY
ALL TRADES.

MECHANICAL TRADES : THE MECHANICAL AND ELECTRICAL TRADES SHALL INSTALL THEIR WORK AS
RAPIDLY AS THE OTHER WORK PERMITS AND SHALL COMPLETE THIS WORK BY THE TIME THE OTHER
TRADES HAVE FINISHED.
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SEPARATE CONTRACTS : THE OWNER RESERVES THE RIGHT TO LET OTHER CONTRACTS IN CONNECTION
WITH THE WORK.  THE GENERAL CONTRACTOR SHALL AFFORD OTHER CONTRACTORS REASONABLE
OPPORTUNITY FOR THE EXECUTION OF THEIR WORK AND SHALL PROPERLY CONNECT AND COORDINATE
HIS WORK WITH THEIRS.

GUARANTEE : ALL MATERIALS AND WORKMANSHIP SHALL BE GUARANTEED FOR A PERIOD OF ONE YEAR
FROM THE DATE OF FINAL ACCEPTANCE UNLESS SPECIFIED OTHERWISE FOR A LONGER PERIOD
OF TIME ON CERTAIN ITEMS.

TRASH REMOVAL : PRIOR TO STARTING WORK, THE GENERAL CONTRACTOR SHALL PROVIDE
A CONSTRUCTION DUMPSTER AND PICKUP SERVICE FOR ALL CONSTRUCTION DEBRIS
(DUMPSTER LOCATION TO BE COORDINATED WITH THE OWNER).  AT THE END OF EACH DAY,
THE GENERAL CONTRACTOR SHALL REMOVE ALL TRASH AND DEBRIS FROM THE SITE AND OR
 WITHIN THE BUILDING.  IF TRASH AND DEBRIS ARE NOT REMOVED, THE OWNER
MAY (AT HIS OPTION)  PAY FOR THE  REMOVAL AND BACK CHARGE THE CONTRACTOR.

THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND CONDITIONS AT THE SITE AND REPORT ANY
DISCREPANCIES TO THE ARCHITECT BEFORE PROCEEDING WITH THE WORK.

ALL SECTIONS, DETAILS, MATERIALS, METHODS, ETC. SHOWN AND/OR NOTED ON ANY PLAN OR
 SECTION SHALL APPLY TO ALL OTHER SIMILAR LOCATIONS UNLESS OTHERWISE NOTED.

THE GENERAL CONTRACTOR SHALL SAFELY SHORE, BRACE, OR SUPPORT ALL WORK AS REQUIRED.
THIS WORK SHALL BE THE FULL RESPONSIBILITY OF THE CONTRACTOR AND NO ACT, DIRECTION,
OR REVIEW OF ANY SYSTEM OR METHOD BY THE ARCHITECT SHALL RELIEVE THE CONTRACTOR
OF THIS RESPONSIBILITY.

IT IS NOT THE INTENT OF THESE DRAWINGS TO SHOW NOR INDICATE ANY OR ALL FASTENING OR
FRAMING TECHNIQUES /DEVICES, NOR BE ABLE TO SHOW ALL CONDITIONS PRESENT.

ALL WORK IS NEW UNLESS OTHERWISE NOTED.

EXAMINATION OF THE SITE AND DOCUMENTS : THE CONTRACTOR, BEFORE SUBMITTING HIS PROPOSAL,
SHALL VISIT THE SITE AND EXAMINE FOR HIMSELF ALL CONDITIONS AND LIMITATIONS WHICH EFFECT
THE CONTRACT.  THE CONTRACTOR SHALL CAREFULLY EXAMINE ALL CONTRACT DOCUMENTS.  TITLES
AND SUBDIVISIONS IN THESE DOCUMENTS ARE FOR  CONVENIENCE, AND NO REAL OR ALLEGED ERRORS
IN ARRANGEMENT OF MATTER SHALL BE REASON FOR OMISSION OR DUPLICATION BY ANY CONTRACTOR.

COILING DOOR
COILING GRILLE
CENTER LINE

CONSTRUCTION MANAGER
CONCRETE MASONRY UNIT

CASED OPENING

COMBINATION/-ED

CONFERENCE
CONNECT/-ED,/-ION
CONSTRUCTION
CONTINUE/OUS
CONTRACT/OR
COORDINATE

CERAMIC TILE

COUNTERSUNK
CABINET UNIT HEATER
CURTAIN WALL
COLD WATER

ARCHITECTURAL ABBREVIATIONS

C

CD
CG
CL
CL
CLG

CM
CMU
CO
CO
COL
COMB
CONC
CONF
CONN
CONST

CLR

CONTR
COORD
CORR
CPT
CT
CTR
CTSK
CUH
CW

CYL
CW

CONT

&

AB
ACFL

A

ACT
AD

ADJ

ADD
ADDL

AFF

ALT

ADMIN

AHU

ADJ

ACOUS

AP
ANUN

APC

ARCH
AUTO
AWT

APROX

B

ALUM

  CONCRETE

ACCESS FLOOR
ACOUSTICAL
ACOUSTICAL CEILING TILE
AREA DRAIN
ADDENDUM
ADDITIONAL
ADJUST/ABLE
ADJACENT
ADMINISTRATION
ABOVE FINISH FLOOR
AIR HANDLING UNIT
ALTERNATE
ALUMINUM
ANNUNCIATOR
ACCESS PANEL
ARCHITECTURAL PRECAST

APPROXIMATE
ARCHITECTURAL
AUTOMATIC
ACOUSTICAL WALL TREATMENT

AND

ANCHOR BOLT CLASS
CEILING
CLEAR

CLEANOUT

COLUMN

CONCRETE

CORRIDOR
CARPET

CENTER

CYLINDER

JANITOR

JOIST
JOINT

JUNCTION BOX

KNOCK OUT

J

JAN

JT
JST
JB

K

KO

L
L
LAV

LF
LCD

LIN
LKR

LB

LMC
LOC
LPT
LS

LLH
LLV

ANGLE
LAVATORY
LAVATORY
POUND
LINEAR CEILING DIFFUSER
LINE FIGURED
LINEAR
LOCKER
LONG LEG HORIZONTAL
LONG LEG VERTICAL
LINEAR METAL CEILING
LOCATION OR LOCATE
LOW POINT
LAWN SPRINKLING

L

FRAMING
FULL SIZE
FLOOR SINK
FIRESTOPPING
FOOT/FEET
FOOTING

FURRING
FUTURE

GAUGE

F

G

FRMG
FS
FS

FTG
FTR
FURR
FUT

FSTOP
FT

GA

GALVINIZED
GRAB BAR
GRADE BEAM

GENERATOR
GENERAL
GLASS

GRADE
GYPSUM BOARD

GALV
GB
GB
GC
GEN
GEN
GL
GMU
GR
GWB
GWB/SK

GYP SHGT

GAL GALLONS

ELEVATOR

ELEVATION

E

EJT

ELEC
ELEV
EMERG
ENCL

EL

EQUAL

EO
EP
EQ
EQUIP

EWC
EXA
EXC
EXH

ES

ENTR ENTRANCE

EXPANSION
EXTERIOR
EXISTING

ELEVATION

EXP
EXT
E
EC

EJT
EL

EF
EIFS

ELEVATOR

ENTRANCE

EMERG
ENCL
ENTR
EO

ELEC
ELEV

EXIST EXISTING

ELECTRICAL OUTLET
EXPLOSION PROOF

EQUIPMENT
END SECTION
ELECTRIC WATER COOLER
EXHAUST AIR
EXCAVATE/-ED/-ION
EXHAUST HOOD

ELECTRIC CABINET
EXHAUST FAN

EXPANSION JOINT

ELECTRICAL

EMERGENCY
ENCLOSURE

EXTERIOR INSULATION
 AND FINISH SYSTEM

ELECTRICAL OUTLET

EXPANSION JOINT

ELECTRICAL

EMERGENCY
ENCLOSURE

FIN TUBE RADIATION

GENERAL CONTRACTOR

GLASS MASONRY UNIT

GYPSUM BLUE BOARD W/
PLASTER SKIM COAT

GYPSUM SHEATHING

W

W

W

S

SUPV
SUSP
SW
SW

STS
SUPERVISOR
SUSPENDED

SWITCH

TOP
TANGENT
TACKBOARD

SYM

T
TAN
TBD

T

SWD SOFTWOOD

STEEL STRUCTURE

STEEL WINDOWS

SYMMETRICAL

TELEPHONE

TERRAZZO

THRESHOLD

TCAB
TDISP
TDR
TEL

TER
TG
THRES
TPG

TEMP

TREAD

TELEVISION
TYPICAL

TR
TRANSF
TS
TV
TYP

TPH

TOWEL CABINET
TISSUE DISPENSER
TRENCH DRAIN

TEMPERATURE

TONGUE & GROOVE

TOILET PAPER HOLDER

TRANSFORMER
TUBE SECTION

TEMPERED PLATE GLASS

TC TIME CLOCK

R

R
R
RA
RAD
RB
RD

REC
REF
REFR
REG
REINF
REM
REQD
RET
REV

RE

RADIUS
RISER
RETURN AIR
RADIATION
RESILIENT BASE
ROOF DRAIN
RELOCATE EXISTING
RECESSED
REFERENCE
REFRIGERATOR
REGISTER
REINFORCE/-ED/-ING
REMOVE
REQUIRED
RETAINING
REVERSE

RF
RH
RM
RO
RS
RWC

SINKS
SCHED
SD

S

RESILIENT FLOOR
ROOF HATCH
ROOM
ROUGH OPENING
ROUGH SLAB
RAIN WATER CONDUCTOR

SCHEDULE
SHOWER DRAIN

REV REVISE

NA

NO
NOM
NRC

NIC

N

NTS

OC
OD
OFF

O

NT
  COEFFICIENT

NOT IN CONTRACT
NUMBER
NOMINAL
NOISE REDUCTION

NOTE
NOT TO SCALE

ON CENTER
OUTSIDE DIAMETER
OFFICE

NOT APPLICABLE

OP

OPP

OPER
OPNG

ORD

PART
PB
PC

P

OPERABLE PARTITION
OPERATOR
OPENING
OPPOSITE
OVERFLOW ROOF DRAIN

PARTITION
PUSH BUTTON
PRECAST CONCRETE

OH OVERHEAD

WWF
WW
WT
WT
WSCT
WS
WR
WP
WHTR
WHCH
WH
WG
WDW
WD
WC
WC
W/O
W/ WITH

WIDTH/WIDE

WALL COVERING
WATER CLOSET
WITHOUT

WIDE FLANGE

WAINSCOT
WEATHERSTRIP

WATERPROOF
WATER HEATER
WHEELCHAIR
WALL HYDRANT
WALL GUARD
WINDOW
WOOD

WINDOW TREATMENT

WASTE RECEPTACLE

WOOD WINDOW
WELDED WIRE FABRIC

WEIGHT

EARTH/
COMPACT FILL

CONCRETE

BRICK

RUBBLE

STEEL/IRON

WOOD SHIM

PLYWOOD

GLASS

BATT/
LOOSE FILL

FIRE
SAFING

GYPSUM
WALL BOARD

EARTH

CONCRETE

MASONRY

STONE

METAL

WOOD

GLASS

INSULATION

FINISHES

POROUS FILL/
GRAVEL

SAND
MORTAR

CONCRETE
MASONRY UNIT

MARBLE

ALUMINUM

CONTINUOUS
BLOCKING

FINISH

GLASS BLOCK

RIGID

ACOUSTICAL
TILE

LEVEL LINE, CONTROL

OR DATUM ELEVATION

REVISION NUMBER

PARTITION TYPE

CASEWORK TYPE

INTERIOR WINDOW TYPE

WINDOW TYPE

COLUMN REFERENCE GRID

BUILDING SECTION

REFERENCE DRAWING

NUMBER

WALL SECTION

REFERENCE DRAWING

NUMBER

SECTION DETAIL

REFERENCE DRAWING

NUMBER

DETAIL REFERENCE

DRAWING NUMBER

EXTERIOR ELEVATION

NUMBER

INTERIOR ELEVATION KEY

ROOM/SPACE NUMBER

DOOR NUMBER

SEALANT AND

BACKER ROD JOINT

DASH AND DOT

CENTER LINE

DASH AND DOUBLE DOT

LINES

PROPERTY LINES, BOUNDARY

LINES

DOTTED LINE

HIDDEN OR CONSTRUCTION

ABOVE, BEYOND

BREAK LINE

TO BREAK OFF PARTS OF A

DRAWING

DIMENSION LINE

A

1 1/2"

AX.X

1

2

3

4

W

A

X
AX.X

S

111B

141

6

C

W

X
AX.X

X
AX.X

X
AX.X

X
AX.X

X
AX.X

Project number

Date
Drawn by
Checked by
Scale

ARCHITECT

17 IVALOO STREET SUITE 400
SOMERVILLE, MA 02143

TELEPHONE: 617-591-8682 FAX: 617-591-2086

CLIENT

PROJECT NAME

PROJECT ADDRESS

REVISIONS

REGISTRATION

CONSULTANTS:

COPYRIGHT KDI © 2015
THESE DRAWINGS ARE NOW AND DO
REMAIN THE SOLE PROPERTY OF KHALSA
DESIGN INC. USE OF THESE PLANS OR ANY
FORM OF REPRODUCTION OF THIS DESIGN
IN WHOLE OR IN PART WITHOUT EXPRESS
WRITTEN CONSENT IS PROHIBITED  AND
SHALL RESULT IN THE FULLEST EXTENT OF
PROSECUTION UNDER LAW

4/
24

/2
01

7 
3:

59
:5

6 
PM

1 : 1

G
:\1

5\
15

09
0_

64
0 

M
ys

tic
 A

ve
_K

ha
ls

a\
03

 D
ra

w
in

gs
\0

1_
AR

C
H

_C
D

\6
40

 M
ys

tic
 - 

FI
N

AL
 R

EV
IS

IO
N

S.
rv

t

A-001

NOTES &
ABBREVIATIONS

16.08
4-24-17

JLW
JLW

Mystic Ave Residences

Mystic Ave
Residences

EL CAMINO, LLC

640 Mystic Ave.
Somerville, MA

No. Description Date



UP

UP

UPUP

DN

UP

UP UP

DN

UP

DN

W
/D

W
/D

W
/D

DN

DN DNDN

TOTAL # 0 TO 3

FLOOR

THIRD / RESIDENTIAL (R2)

SECOND / RESIDENTIAL (R2)

TABLE 1004.1.1
RESIDENTIAL 1/200 GROSS SF
PARKING GARAGES 1/200 GROSS SF

EGRESS CALCULATIONS:

3

2

# USE GROUP RES-AREA/200

37

OCCUPANT/
FLOOR

TABLE 601:
FIRE RESISTANCE OF STRUCTURAL ELEMENTS (HOURS):

TOTAL  BUILDING AREA AND STORIES

MASSACHUSETTS STATE BUILDING CODE-8TH EDITION

2 SECOND

THIRD

1. ALLOWABLE AREA DUE TO AUTOMATIC FIRE SUPPRESSION SYSTEM = 100%
2. ALLOWABLE HEIGHT INCREASE DUE TO AUTOMATIC SPRINKLES SYSTEM - 1 STORY
3. ALLOWABLE AREA INCREASE DUE TO STREET FRONTAGE- SECTION - 506.2 - (NOT USED)

FLOOR

FIRST

NO

0

TABLE 503:

TYPE OF
CONSTRUCTION

BUILDING CODE REVIEW

"VB"

"VB"

USE GROUP

PRIVATE
GARAGE"U"

"R2"

STORIES/
HEIGHT

AREA
S.F.

7,000

1/40'

ALLOWED
REMARKS

SEE NOTE #1,2,3,4,5,6  BELOW

FOR INCREASE INFORMATION

SEE NOTE #1,2,3,4,5,6  BELOW

FOR INCREASE INFORMATION

PROVIDED

1,638

1,906

TOTAL
ALLOWED

355/200 2

COMBUSTIBLE
UNPROTECTED

1 "VB""R2" SEE NOTE #1,2,3,4,5,6  BELOW

FOR INCREASE INFORMATION1,737

RESIDENTIAL,
MULTIFAMILY

7,000

5,500

2/40' 14,000 21,000

16,500

3 "VB""R2" 2/40' SEE NOTE #1,2,3,4,5,6  BELOW

FOR INCREASE INFORMATION1,312

2/40'

9

7

0 1906/200 10

FIRST/ RESIDENTIAL (R2)1

9

GARAGE/UTILITY (U)

MERC-AREA/30

1,737/200

1,312/20
0

1,638/200

GARAGE

EXIT PATH

FIRE PROTECTION
LEGEND 1HR FIRE RATED  WALL/

PARTITION

7,000

COMBUSTIBLE
UNPROTECTED

COMBUSTIBLE
UNPROTECTED

COMBUSTIBLE
UNPROTECTED

RESIDENTIAL,
MULTIFAMILY

RESIDENTIAL,
MULTIFAMILY

SPRINKLER
INCREASE (504.2)

1/20'

-

FRONTAGE
INCREASE (506.3)

-

STORIES/
HEIGHT

AREA
S.F.

STORIES/
HEIGHT

AREA
S.F.

STORIES/
HEIGHT

AREA
S.F.

0 GARAGE/RESIDENTIAL (R2)

TYPE VB
UNPROTECTED/
 COMBUSTIBLE

0PRIMARY STRUCTURAL FRAME g
(see Section 202)

BUILDING ELEMENT
TYPE OF CONSTRUCTION

FIRE RATING FILE #

BEARING WALLS
EXTERIOR f,g
INTERIOR

0
0

NONBEARING WALLS AND PARTITIONS
EXTERIOR
NONBEARING WALLS AND PARTITIONS
INTERIOR e

FLOOR CONSTRUCTION AND
SECONDARY MEMBERS (see Section 202)

0

0

ROOF CONSTRUCTION
AND SECONDARY MEMBERS (see Section 202) 0

SEE TABLE 602

a. Roof supports: Fire-resistance ratings of primary structural frame and bearing walls are permitted to be reduced by 1 hour where supporting a roof only.
b. Except in Group F-1, H, M and S-1 occupancies, fire protection of structural members shall not be required, including protection of roof framing and
decking where every part of the roof construction is 20 feet or more above any floor immediately below. Fire-retardant-treatedwood members shall be
allowed to be used for such unprotected members.
c. In all occupancies, heavy timber shall be allowed where a 1-hour or less fire-resistance rating is required.

14,000

14,000

11,000

1/20'

1/20'

1/20'

-

-

-

-

-

-

21,000

21,000

STORIES/
HEIGHT

2/60'

3/60'

3/60'

3/60'

-/9'

1/10'

1/10'

1/10'

6,94884,000 3/60' 3/39'

"R2" "VB" FOR INCREASE INFORMATION3557,000 2/40' 14,000 21,000-1/20' - 3/60' -/9'
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Mystic Ave
Residences

EL CAMINO, LLC

640 Mystic Ave.
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 1/8" = 1'-0"2 CODE REVIEW- Garage

 1/8" = 1'-0"3 CODE REVIEW-1st Floor Level

 1/8" = 1'-0"4 CODE REVIEW-2nd Floor Level

 1/8" = 1'-0"5 CODE REVIEW-3rd Floor Level
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Mystic Ave
Residences

EL CAMINO, LLC

640 Mystic Ave.
Somerville, MA

 1/4" = 1'-0"1 Site

TOTAL SQUARE FOOTAGE OF BUILDING (EXCLUDING GARAGE) = 4,618 SF

BUILDING STATISTICS:

TOTAL SQUARE FOOTAGE OF BUILDING INCLUDING GARAGE = 6,738 SF

UNIT 1 SQUARE FOOTAGE = 1,502 GSF
UNIT 2 SQUARE FOOTAGE = 1,627 GSF
UNIT 3 SQUARE FOOTAGE = 1,489 GSF

6 FULL SIZE PARKING SPOTS PROVIDED

3 STORIES PLUS BASEMENT

ZONING DIMENSIONAL TABLE:

ZONE

USE

MIN LOT SIZE

MIN LOT PER DWELLING

MAX GROUND COVERAGE

LANDSCAPE AREA

MAX FLOOR AREA RATIO (FAR)

MAX BUILDING HEIGHT

MIN YARD FRONT
SIDE
REAR

MIN FRONTAGE

PERVIOUS AREA, MIN % OF LOT

PARKING REQUIREMENTS

BICYCLE PARKING

ALLOWED / REQUIRED EXISTING PROPOSED COMPLIANCE

BUSINESS B ZONE

VARIES SINGLE FAMILY 3 FAMILY DWELLING COMPLIES

COMPLIES

COMPLIES

COMPLIES

COMPLIES

COMPLIES

COMPLIES

COMPLIES

COMPLIES

COMPLIES

COMPLIES

N/A 3,406 SF 3,406 SF

875 SF (3 UNITS) 1,692 SF (1 UNIT) 3.89  (3 UNITS)

80% 25% 49%

10% 30% 31%

2.0

50'-0" 30'-0" VARIES

.49 1.16

15'-0"
N/A
15'-0"

4'-0"
2'-8" (L) 48'-6" (R)
5'-4"

15'-0" / 10'-0"
N/A
15'-0"

COMPLIES

N/A N/A N/A

NONE 30% 31%

2 / DU = 6 SPACES UNKNOWN 6 FULL SIZE SPACES

1 UNKNOWN 2 BIKE RACKS

No. Description Date

1 GENERAL REVISIONS 4.24.17
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NEIGHBORING FRONT
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ARE LESS THAN THE
ALLOWED 15'-0"

654 MYSTIC AVE.638 MYSTIC AVE.

SECTION 8 NOTE 5
FRONT YARD: IF THE AVERAGE FRONT YARD DEPTH OF TWO (2) OR MORE EXISTING

BUILDINGS ON EACH SIDE OF A LOT WITHIN ONE HUNDRED (100) FEET AND WITHIN THE
DISTRICT AND SAME BLOCK, UNINTERUPTED BU AN INTERSECTION, IS LESS THAN THE

REQUIRED FRONT YARD, THE AVERAGE OF SUCH EXISTING FRONT YARD DEPTHS MAY BE THE
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Mystic Ave
Residences

EL CAMINO, LLC

640 Mystic Ave.
Somerville, MA

 1/4" = 1'-0"1 East Elevation Avg Grade
 1/4" = 1'-0"2 West Elevation Avg Grade

 1/4" = 1'-0"3 North Elevation Avg Grade

 1/4" = 1'-0"4 South Elevation Avg Grade

EAST ELEV (5'-10") + WEST ELEV (5'-10") + NORTH ELEV (9'-0") + SOUTH ELEV (1'-0")
4 ELEVATIONS

= 5'-5" AVERAGE GRADE AROUND GARAGE

 1/8" = 1'-0"5 Front Setback Plan
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STAIR LANDING IS 8'-5" ABOVE
"AVERAGE FINISHED GRADE"
MEETING REQUIREMENTS PER
SECTION 8.6 FOOTNOTE B



1st Floor Level
27' - 5"

2nd Floor Level
37' - 6"

3rd Floor Level
47' - 6"

Garage
18' - 0"

Roof Plan
57' - 6"

LIVING ROOM

BEDROOM

MASTER BEDROOM

MYSTIC AVE

BEDROOM

BATH

9'
 - 

5"

30
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2"

TERRACE
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 - 

0"

A-410
1
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' -
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"

10
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"
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 0
"

BE D AC

1 HR FIRE
SEPARATION GA-FC-
5510 - REFER TO WALL
SECTION ON A-410
FOR ADDITIONAL
INFORMATION

A-410
3

A-410
2

1'
 - 

3 
3/

4"

COMPOSITE DECK
SLOPE 1/4"/ 12" MIN.

TURN CONCRETE
UP IN LINE WITH
EXTERIOR WALL
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Grade
18' - 0"

1st Floor Level
27' - 5"

2nd Floor Level
37' - 6"

3rd Floor Level
47' - 6"

Garage
18' - 0"

Roof Plan
57' - 6"

EXTERIOR SIDING, SEE
ELEVATIONS

PELLA ARCHITECT
SERIES CLAD WINDOW-

DOUBLE HUNG WITH
PREMIUM SASH LINER
AND LOW-E GLAZING

(TYP.)

7/16" EXPOSURE 1
PLYWOOD SHEATHING

CONTIN. AIR BARRIER (TYP.)

R-19 BATT INSULATON TYP. IN
UNIT FLOORS R-21 TURNED

DOWN AT PERIMETER

R-38 SPRAY FOAM
INSULATION

3/4" EXPOSURE 1 PLYWOOD
SHEATHINGSLOPED AT 1/4" PER

FOOT

60 MIL EPDM ROOF
MEMBRANE

5/4 X 5 1/2" COMPOSITE
DECKING ON 2X SLEEPERS

RUNNING PARALLEL TO THE
SLOPE OF THE ROOF

METAL RAILING ON TOP OF
KNEEWALL, TOP OF RAILING

42"  A.F.F. MIN.

METAL
PERGOLA/SUNSCREEN AND

POSTS

SOLID BLOCKING IN
WALL BEHIND LEDGER

FOR PERGOLA

R-38 BATT INSULATION

PELLA ARCHITECT
SERIES CLAD WINDOW-

FIXED WITH LOW-E
GLAZING (TYP.)

R-21 BATT INSULATON TYP. @
ALL EXTERIOR WALLS

R-30 BATT INSULATON TYP. @
FLOOR SEPARATING GARAGE

AND DWELLING UNIT

3/4" T&G PLYWOOD ON 2X12"
FLOOR JOISTS @ 16" O.C. WITH 2

LAYERS 5/8" TYPE X GWB ON USG
DGL SUSPENSION SYSTEM (GA-FC-

5510) AT GARAGE CEILING

TRENCH DRAIN @ EXTERIOR
OF GARAGE DOOR FOR FULL

LENGTH OF THE DOOR

---
-

---
-

4 
1/

4"
5 

1/
4"

8'
 - 

4 
1/

4"

8'
 - 

10
"

1
A-801

3
A-801

2X INFILL AT BEAM WITH
3 1/2" BATT INSULATION

FINISHED GRADE
19' - 0"

Garage
18' - 0"

A

6"

LATICRETE HYDRO BARRIER, FLUID
APPLIED WATERPROOFING MEMBRANE

CONTINUOUS 4" PERFORATED
FOUNDATION DRAIN

2" RIGID INSULATION, R-6 PER INCH

BENTONITE WATERSTOP

3/4 " CRUSHED STONE
COMPACTED  FILL, TYP.

CANT STRIP

FILTER FABRIC 12" MINIMUM
ABOVE PERIMETER DRAIN

BENTONITE WATERSTOP @ JOINT
BETWEEN POUR STOP AND TOP OF
FOUNDATION WALL

LATICRETE HYDRO BARRIER, FLUID
APPLIED WATERPROOFING MEMBRANE
@ WALL AND BELOW GRADE DECK

GROUT SOLID ALL FLUTING AT METAL
DECK ON TOP OF FOUNDATION WALL

4,000# CAST IN PLACE CONRETE
WITH HYCRETE

WATERPROOFING ADMIXTURE
OR EQUAL AT WALLS AND SLAB

8'
 - 

1 
1/

4"

FINISHED GRADE
19' - 0"

Grade
18' - 0"
Garage
18' - 0"

D

LATICRETE HYDRO BARRIER, FLUID
APPLIED WATERPROOFING MEMBRANE

2" RIGID INSULATION, R-6 PER INCH

BENTONITE WATERSTOP

3/4 " CRUSHED STONE
COMPACTED  FILL, TYP.

CANT STRIP

BENTONITE WATERSTOP

TRENCH DRAIN IN FONT OF
GARAGE DOOR

4,000# CAST IN PLACE CONRETE
WITH HYCRETE WATERPROOFING

ADMIXTURE OR EQUAL AT
WALLS AND SLAB

FINISHED GRADE
19' - 0"

3'
 - 

0 
3/

4"

1' - 0"

1'
 - 

0"

2" STONE CAP,
1" OVERHANG
EACH SIDE

STANDARD
BRICK -RUNNING
BOND, GROUT
CAVITY SOLID

COMPACTED
CRUSH STONE
SUB-BASE

9 1/4"
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 1/2" = 1'-0"1 WALL SECTION
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SECTION DETAIL - FOUNDATION @
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SECTION DETAIL - FOUNDATION @
GARAGE DOOR

 1" = 1'-0"4 LANDSCAPE WALL
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FILLER

1" (2.5 cm)

PENETRATIONS

SIDES GREATER THAN 12 INCHES (31 cm)

MIN.

2" (5 cm)
MIN.

METAL DAM

SEALER
POURABLE

1" (2.5 cm)
MIN.

5. POURABLE SEALER POCKET TO BE 1 IN. (2.5 cm) MIN.

POURABLE SEALER MUST CONTACT THE BARE SUR-

RUST, LEAD, OTHER FLASHINGS ETC.) MUST BE
FACE OF THE PENETRATION. ALL DEBRIS (PAINT,

POURABLE SEALER TO BE MIN. 2 IN. (5 cm) DEEP.
SEALER POCKET TO PREVENT PONDING OF WATER.
POURABLE SEALER MUST COMPLETELY FILL POURABLE

REMOVED FROM THE PENETRATION.

FROM PENETRATION ON ANY SIDE.

8.
7.

6.

POURABLE SEALER POCKET MAY BE ROUND.

ELASTOFORM FLASHING AND DECK MEMBRANE.
POURABLE SEALER MUST CONTACT UNCURED

DECK FLANGE MUST BE CONTINUOUS WITH ROUNDED
CORNERS.

180°F (82°C) MAXIMUM TEMPERATURE.

4.

3.

2.

LAP SEALANT

NOTES:
1.

ELASTOFORM FLASHING

SPLICING CEMENT

INSULATION

EPDM MEMBRANE

UNCURED

APPLY IN-SEAM SEALANT 1/2 INCH (13 mm)

OR APPLIED OVER ANY ANGLE CHANGE.
FLASHING SHALL NOT BE OVERLAPPED, CUT
DECK FLANGES OF THE PRE-MOLDED PIPE

FROM INSIDE EDGE OF PIPE SEAL FLANGE.

INTACT RIB AT TOP EDGE, REGARDLESS
PRE-MOLDED PIPE SEAL MUST HAVE

REMOVE ALL LEAD AND OTHER FLASHING.

OF PIPE DIAMETER.

RING

(13 mm)
APPROX. 1/2"

EPDM MEMBRANE

4.

3.

2.

1.

LAP SEALANT

NOTES:

PRE-MOLDED

STAINLESS

CLAMPING
STEEL

PIPE SEAL

LAP SEALANT

WATER

INSULATION

CUT-OFF MASTIC

ELASTOFORM FLASHING
 UNCURED

SPLICING CEMENT

SEALANT
IN-SEAM

1/2"
(13 mm)

EPDM MEMBRANE

POSITION VENT AT THE RATE OF ONE VENT PER 2000 SQ. FT (186 m ).

EPDM MEMBRANE

MOISTURE

3" (8 cm)

NOTES:
1.

MIN.

AND AIR
FLOW

RELIEF VENT
ONE-WAY AIR PRESSURE

*

LAP SEALANT

SPLICING CEMENT

INSULATION

EPDM MEMBRANE

IN-SEAM SEALANT

ANY U-9 TERMINATION

BONDING ADHESIVE
SEAM FASTENING
PLATE MAX. 12" (31 cm) O.C.

INSULATING CONCRETE
(MIN. 225 PSI) (15.8 kg/cm )

APPROVED LIGHTWEIGHT

BONDING ADHESIVE

INSULATION

OR CURED EPDM MEMBRANE
UNCURED ELASTOFORM FLASHING

PLATES ARE REQUIRED IN LIEU OF SEAM FASTENING
PLATES FOR MECHANICALLY-FASTENED ROOFING

HP LOCKING SEAM PLATES OR POLYMER SEAM

6 INCH (15.5 cm) WIDE UNCURED ELASTOFORM
FLASHING OR PRESSURE SENSITIVE FLASHING
MUST BE CENTERED OVER FIELD SPLICE

LAP SEALANT

SPLICING CEMENT

IN-SEAM SEALANT

SYSTEMS OVER ROOF DECKS.

AT ANGLE CHANGE.

7.

6.

5.  IF A CONTINUATION OF THE DECK MEMBRANE IS

  SPLICES BETWEEN ADJOINING SECTIONS OF CURED
IN-SEAM SEALANT IS REQUIRED ON ALL VERTICAL

  SEALANT AT ALL MEMBRANE SPLICES; ESPECIALLY
3.  MAINTAIN A CONTINUOUS BEAD OF IN-SEAM SEALANT

LAP SEALANT

NOTES:

  TO BE USED AS WALL FLASHING

AT SPLICE INTERSECTIONS.

EPDM MEMBRANE.

2.  FOR CORNER APPLICATIONS

1.  TERMINATION ABOVE ANTICIPATED
WATER LEVEL.

4.

SEENOTE 6

ROOF DECK

MIN.
2" (5 cm)

3" (8 cm)
MIN.

MIN.
2" (5 cm)

3" (8 cm)
MIN.

APPLY IN-SEAM SEALANT 1/2 INCH (13 mm) FROM

BY CURED EPDM MEMBRANE.

DETAIL NOT FOR USE WITH DESIGN "C"

TREATED WOOD NAILER

GRAVEL STOP

MANUFACTURER.

MORE THAN 1/2 INCH (13 mm) FROM EDGE OF
IN-SEAM SEALANT MUST BE PLACED NO

FASTENERS AND FASTENER PATTERN AS
RECOMMENDED BY METAL EDGE

TREATED WOOD NAILER MUST EXTEND PAST
TOTAL WIDTH OF ROOF DECK FLANGE.

GRAVEL STOP MUST EXTEND ABOVE GRAVEL
SURFACE SUFFICIENTLY TO RETAIN GRAVEL
AND PREVENT GRAVEL MIGRATION FOR

CURED EPDM MEMBRANE MUST OVER-
LAP DECK MEMBRANE MINIMUM 3 INCHES.

UNDERSIDE OF GRAVEL STOP FLANGE MUST
BE SEALED AT ALL JOINTS. CONSULT RESPEC-
TIVE MANUFACTURER FOR APPROPRIATE SEALANT.

BALLASTED ROOFING SYSTEMS.

MINIMUM 2 INCH (5 cm) MEMBRANE SPLICE FROM

8.

7.

FLANGE.

SPLICING CEMENT

6.

5.

3.

4.

2.
NAIL HEAD.

(SEAMLESS) EPDM MEMBRANE OR
CURED .060" NON-REINFORCED

IN-SEAM SEALANT
CURED FLASHING

DECK FLANGE MUST BE TOTALLY COVEREDEPDM MEMBRANE

LAP SEALANT
NOTES:

1.

A HEAT GUN MUST BE USED WHEN
FORMING BRITE-PLY FLASHING.

NOTE:

UNCURED

ANY FLEXIBLE PENETRATION

TREATED WOOD NAILER
ELASTOFORM FLASHING

WATER CUT-OFF MASTIC

LAP SEALANT

SPLICING CEMENT

"GOOSENECK"

EPDM MEMBRANE

INSULATION

CUT-OFF MASTIC

EPDM MEMBRANE

CLAMPING RING

WATER

APPROX. 1/2"

SPLICING

REMOVE ALL LEAD AND OTHER FLASHING.

6 INCHES (15.5 cm) (VERTICAL) IN 12 INCHES (31 cm)

ROOF DRAIN SIZE AND NUMBER OF DRAINS SHALL

INSULATION TAPER SHALL NOT BE STEEPER THAN

OF 1/2 INCH (13 mm) FROM THE ATTACHMENT
CUT THE MEMBRANE SO IT EXTENDS A MINIMUM

PLACE TO PROVIDE CONSTANT COMPRESSION

OF DRAIN PIPE.

BE IN ACCORDANCE WITH LOCAL CODES.

(HORIZONTAL).

6.

5.

HOLE IN MEMBRANE MUST EXCEED SIZE

POINTS OF THE DRAIN CLAMPING RING.

ON WATER CUT-OFF MASTIC.

ALL BOLTS OR CLAMPS MUST BE IN

4.

3.

NOTES:

2.

1.

INSULATION

(13 mm)

CEMENT

STAINLESS

CLAMPING
STEEL

RING

NOTE 2

 IN-SEAM

NOTES:

LAP SEALANT

SEALANT (NOTE 3)

APPLIED OVER ANY ANGLE CHANGE.
FLASHING SHALL NOT BE OVERLAPPED, CUT OR
DECK FLANGES OF THE PRE-MOLDED PIPE

INSIDE EDGE OF PIPE SEAL FLANGE.

DIAMETER.
RIB AT TOP EDGE, REGARDLESS OF PIPE
PRE-MOLDED PIPE SEAL MUST HAVE INTACT

REMOVE ALL LEAD AND OTHER FLASHING.

4.

3.

2.

1.

CUT-OFF MASTIC
 WATER

(1.5 TO 16.5 cm)
1/2" TO 6-1/2"

NSULATION

EPDM MEMBRANE

PRE-MOLDED PIPE SEAL (13 mm)
1/2"

MEMBRANE SPLICE.

A HEAT GUN MUST BE USED WHEN FORMING

AROUND PIPE SHALL HAVE 3" (8 cm) MINIMUM
UNCURED ELASTOFORM FLASHING  WRAPPED

TEMPERATURE MUST NOT EXCEED 180°F (82°C)

BRITE-PLY FLASHING.

BEFORE INSTALLING FIELD-FABRICATED
REMOVE ALL LEAD AND OTHER FLASHING

(2.5 cm)
1" MIN. 4.

3.

HEAT RESISTANT SEALANTNEW HOT PIPE

METAL COLLAR
(NOTE 1)

1/2" (13 mm) MIN.

PIPE SEAL.

2.

NOTES:
1.

EPDM MEMBRANE

INSULATION

ELASTOFORM FLASHING

TREATED WOOD NAILER

LAP SEALANT

SPLICING CEMENT

UNCURED

RAIN HOOD

ROOFING SYSTEM

DETAILS BASED ON "CARLISLE"

MEMBRANE ROOFINGNOTE:

HARDI PLANK

ROOF DECK

ROOF DECK

3" (8 cm)
MIN.

3" (8 cm)
MIN.

3" (8 cm)
MIN.

LAP SEALANT

EPDM MEMBRANE

2" (5 cm)(13 mm)

MIN.
3" (8 cm)

MIN.
APPROX. 1/2"

INSULATION

EPDM MEMBRANE

IN-SEAM SEALANT
SPLICING CEMENT

INSULATION

SPLICE AT ANGLE CHANGE.
FLASHING MUST BE CENTERED OVER FIELD

MIN.
3" (8 cm)

*
SPLICING CEMENT

AT ALL SPLICE INTERSECTIONS
APPLY IN-SEAM SEALANT CONTINUOUS

3. IN-SEAM SEALANT SHALL BE CONTINUOUS ALONG

(8 cm) MIN. SPLICE AREA PRIOR TO APPLICATION
2. APPLY SPLICING CEMENT OVER ENTIRE 3 INCH

1. MEMBRANE SPLICE PROCEDURE IS FOR SPLICES

IN-SEAM SEALANT

THE LENGTH OF THE SPLICE.

OF IN-SEAM SEALANT.

  BETWEEN CURED EPDM SECTIONS.

NOTES:

IN-SEAM SEALANT

NOTE:
6 INCH (15.5 cm) WIDE UNCURED ELASTOFORM

MEMBRANE OR SURE-SEAL CLEAN

EPDM MEMBRANE

FLASHING  OR PRESSURE SENSITIVE

SURE-SEAL IN-SEAM SEALANT

LAP SEALANT

CURED FLASHING

 EPDM

SURE-SEAL SEAM FASTENING
PLATE MAX. 12" (31 cm) O.C.

BONDING ADHESIVE

EXPANDABLE METAL FLASHING

SEALANT

2" (5 cm) MIN.
SEE NOTE

LAP SEALANT

BONDING ADHESIVE

JOINT SUPPORT

JOINT FILLER
EXPANSION

APPROX. 5"

(SEE NOTE 4)
(13 cm)

TERMINATION

PLATE

SEAM
AROUND

FASTENING

SEALANT
IN-SEAM

EXPANSION

FASTENED ROOFING SYSTEMS OVER ROOF DECKS.

FLASHING OVER THE EXPANSION JOINT.
JOINT SUPPORT TO PREVENT EXTENDING CURED
MATELY 5 IN. (13 cm) FROM THE EXPANSION
POSITION SEAM FASTENING PLATE APPROXI-

3" (8 cm)
MIN.

4.

(SEAMLESS) EPDM MEMBRANE OR CLEAN CURED
9" (23 cm) WIDE CURED .060" NON-REINF.

ELASTOFORM FLASHING

FASTENING PLATES FOR MECHANICALLY-
PLATES ARE REQUIRED IN LIEU OF SEAM
HP LOCKING SEAM PLATES OR POLYMER SEAM

TWO CORNER APPLICATIONS OF UNCURED
ALL OUTSIDE AND INSIDE CORNERS REQUIRE

(19 mm) AND SHALL NOT EXCEED 2 IN. (5 cm).
2.   WIDTH OF JOINT SHALL BE A MIN. OF 3/4 IN.

LAP SEALANT

3.

EPDM MEMBRANE

NOTES:
1.

INSULATION

SEAM FASTENING

SPLICING CEMENT

PLATE MAX. 12" (31 cm) O.C.

FLASHING

ROOF DECK

5/8" GWB (TYP. ALL LEVELS)
W/ METAL EDGE

FIELD SPLICES MUST BE LOCATED AT
LEAST 6 INCHES OUTSIDE THE DRAIN SUMP

 FIELD FAB. POURABLE SEALER POCKET  PRE-MOLDED VENT PIPE & EXTENSION

 SHEAR AND EXPANSION COVER PRE-MOLDED VENT PIPE FLASHING FIELD FABRICATED NEW HOT STACK

 MEMBRANE SPLICE ROOF DRAIN FLEXIBLE PENETRATION

 METAL EDGE TERMINATION

 ONE-WAY AIR PRESSURE RELIEF VENT  PARAPET/CURB CURED EPDM  DECK TO WALL
Scale:N.T.S.

1

Scale:N.T.S.
3

Scale:N.T.S.
4

Scale:N.T.S.
8

Scale:N.T.S.
12

Scale:N.T.S.
11

Scale:N.T.S.
7

Scale:N.T.S.
6

Scale:N.T.S.
10

Scale:N.T.S.
9

Scale:N.T.S.
5

Scale:N.T.S.
2

72"

 EACH SIDE

PLAINCORRUGATED

BRACKET HANGER

PLAIN

RECTANGULAR RECTANGULAR

CORRUGATED

SPIKE AND FERRULE

SECTION A-A CROSS SECTION

ICE & WATER SHIELD
OF FLASHING

A

OF FLASHING

VALLEY

FLASHINGA

ROOF
PITCH OF

DRIVE HANGER

COMBINATION HANGER

DRIVE WITH

DOWNSPOUT

INTERMEDIATE

LEADER OR
CONDUCTOR

DOWNSPOUT,

DOWNSPOUT

ROUND

PLUS ONE AT ANY
TOP AND BOTTOM,
PROVIDE ONE AT

ELBOW OR SHOE

HANGER

JOINT

HANGER.

ROUND

IS OVER

ONE IF
DOWNSPOUT

40' LONG

GUTTER OR
EAVES TROUGH

CAP

GUTTER
HANGER

PROVIDE
HEAD.
LEADER

SCREEN

OUTLET
GUTTER

ELBOWS

FASCIA
NAIL TO

STRAINER
BASKET

NAILS MITER

UTILITY SHANK

STRAP HANGERS

VARIOUS SHANKS

NAIL TO
SHEATHING

NAIL TO

RAFTER
SIDE OF

STYLE "K"

FASCIA
NAIL TO

BOARDS

WIRE CLIP

BEVELEDRECTANGULAR OGEE OR
OR HALF-ROUND
SEMICIRCULAR

72" MIN.SHINGLES

FLASHING W/ ICE & WATER SHIELD 72" EACH SIDE

RIDGE

CONTINUOUS HOLD

8"

CLINCH STRIP

ROOF EDGE

MIN.

DOWN STRIP

SHINGLES TO METALC

NAILS

SHINGLES

DOWN STRIP
CONTINUOUS HOLD

SHINGLES TO EPDMD

SHINGLES

CAP FLASHING

6"
 M
IN
.

SHINGLES

ROOF

4" MIN.
METAL

6"
 M
IN
.

CAP FLASHING
6" MIN.

OF STRIP

6" MIN.

72" ICE & WATER SHIELD EACH SIDE

BEYOND CENTER OF
TEND AT LEAST 12"
EACH STRIP TO EX-

EXTRA NAIL IN END
UNDERLAY-
MENT

WOOD
DECK

VALLEY

4" 
TOP

 LA
P

ALONG RAKE

SHINGLES INVERTED

WITH FULL STRIP
START FIRST COURSE

WITH FULL STRIP
MINUS FIRST TAB

START THIRD COURSE
COURSE WITH FULL
STRIP MINUS 1/2 TAB

START SECOND

NAILING

1" 5
 
5
/
8
"

OR COURSE OF
9" STARTER STRIP

DRIP
6" METAL

UNDERLAYM'T
30 LB ASPH
FELT

(VARIES)
DECK
WOOD

2" TOP LAP

OVER ICE & WATER SHIELD
EDGE APP'D
MET. DRIP

STRIP 72" MIN.
ICE & WATER SHIELD

 CONCEALED RIDGE FLASHING
Scale:N.T.S

14
A-520

 VALLEY FLASHING
Scale:N.T.S

16
A-520

 TYPICAL ROOF LAYOUT
Scale:N.T.S

13
A-520

 GENERIC DRIP EDGE
Scale:N.T.S

18
A-520

 CLOSED VALLEY
Scale:N.T.S

19
A-520

 GUTTER & DOWN SPOUT
Scale:N.T.S

17
A-520

ROOFING SYSTEM
DETAILS BASED ON "CARLISLE"

MEMBRANE ROOFINGNOTE:

5" E
XPOS

URE

5 1/
2"

1"

NAILING

 HIP AND RIDGE
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15
A-520

Project number

Date
Drawn by
Checked by
Scale

ARCHITECT

17 IVALOO STREET SUITE 400
SOMERVILLE, MA 02143

TELEPHONE: 617-591-8682 FAX: 617-591-2086

CLIENT

PROJECT NAME

PROJECT ADDRESS

REVISIONS

REGISTRATION

CONSULTANTS:

COPYRIGHT KDI © 2015
THESE DRAWINGS ARE NOW AND DO
REMAIN THE SOLE PROPERTY OF KHALSA
DESIGN INC. USE OF THESE PLANS OR ANY
FORM OF REPRODUCTION OF THIS DESIGN
IN WHOLE OR IN PART WITHOUT EXPRESS
WRITTEN CONSENT IS PROHIBITED  AND
SHALL RESULT IN THE FULLEST EXTENT OF
PROSECUTION UNDER LAW

4/
24

/2
01

7 
4:

00
:2

8 
PM

As indicated

G
:\1

5\
15

09
0_

64
0 

M
ys

tic
 A

ve
_K

ha
ls

a\
03

 D
ra

w
in

gs
\0

1_
AR

C
H

_C
D

\6
40

 M
ys

tic
 - 

FI
N

AL
 R

EV
IS

IO
N

S.
rv

t

A-520
ROOF DETAILS

16.08
4-24-17

JLW
JLW

Mystic Ave Residences

Mystic Ave
Residences

EL CAMINO, LLC

640 Mystic Ave.
Somerville, MA

No. Description Date

1 GENERAL REVISIONS 4.24.17



SCALE: 3" = 1'-0"
3

A-710

SCALE: 1" = 1'-0"
1

A-710SCALE: 3" = 1'-0"
4

A-710

WALL HANDRAIL MOUNTING BRACKET DETAIL

SCALE: 3/4" = 1'-0"
2

A-710

WALL HANDRAIL DETAIL

FLOOR LANDING
WORK LINE

FLOOR LANDING
WORK LINE

2X4 THRUST
BLOCK @
BOTTOM OF
STRINGER(TYP.)

(2) 5/8" TYPE X GWB BETWEEN GARAGE AND
DWELLING UNIT, SINGLE LAYER OF GWB AT

ALL OTHER LOCATIONS
ON 1X3 WOOD STRAPPING

DOUBLE 2X12 WOOD
STAIR STRINGER

FLOOR FRAMING REFER
TO STRUCTURAL PLANS

3/4" PLYWOOD
NAILING PLATE

TREAD/RISER DETAIL

FLOOR FRAMING REFER
TO STRUCTURAL PLANS

TYPICAL STAIR SECTION

WOOD HANDRAIL

WALL MOUNTED BRACKET
ATTACHMENT VARIES

WITH WALL CONSTRUCTION

INSIDE FACE
OF WALL

3/A-710
A-A

TY
PI

C
AL

2'
 - 

10
"

NOSING OF BOTTOM TREAD

12" MIN. BEYOND

PROJECTION PER STANDARD BRACKETS
2 1/2" BRACKETS = 3 1/4" PROJECTION
3" BRACKETS = 3 3/4" PROJECTION

STUDWALL / DRYWALL PARTITION
WALL CONSTRUCTION

2X10 BLOCKING
BETWEEN STUDS FOR
THE FULL RUN OF STAIRS

MIN.
1 1/2"

3 1/2" MAX.
3"

1 1/2" DIAMETER
WOOD HANDRAIL

STANDARD PRESSED
STEEL WALL BRACKETS

3/8" DIAMETER HEX  HEAD LAG SCREWS
2" LONG FOR ONE LAYER OF DRYWALL

WOOD SCREW

2X4 SPACER MIN.

DOUBLE 2X12 STRINGERS

(2) 5/8" GWB FIRECODE "C"
ON 1X3 WOOD STRAPPING

1" WOOD TREADS

REFER TO STAIR SECTION

RUN

R
EF

ER
 T

O
 S

TA
IR

 S
EC

TI
O

N

R
IS

E

1/2" WOOD RISERS

1st Floor Level
27' - 5"

2nd Floor Level
37' - 6"

3rd Floor Level
47' - 6"

Garage
18' - 0"

8"

10"

10"

8"

7 
3/

4"

14 TREADS @ 10"

10' - 7"

10"

6 1
/4"

10' - 0"

14 TREADS @ 10"

10' - 7"

3'-0" MIN.

LANDING

6'-8" CLEAR
HEADROOM LINE

6'-8" CLEAR
HEADROOM LINE
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8"

10"
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SINGLE- GLASS

1 2 3 4 5 6

7 8 9 10 11

2' - 5 1/2"
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2"

3' - 0"
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 - 
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 - 
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4' - 10 3/4"
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Window Schedule

Mark Description
Rough Opening

Material
Details

Width Height Head Jamb Sill.
A DOUBLE HUNG 2' - 5 3/8" 6' - 0" WOOD CLAD 3/A301 2/A801 1/A801

AA DOUBLE HUNG 2' - 5 3/8" 4' - 6" WOOD CLAD 3/A301 2/A801 1/A801
B DOUBLE HUNG, MULLED PAIR 4' - 10 3/4" 6' - 0" WOOD CLAD 3/A301 2/A801 1/A801

BB DOUBLE HUNG 2' - 5 3/8" 4' - 6" WOOD CLAD 3/A301 2/A801 1/A801
C DOUBLE HUNG 2' - 5 3/8" 4' - 6" WOOD CLAD 3/A301 2/A801 1/A801
D FIXED 2' - 5 3/8" 2' - 5 3/8" WOOD CLAD 3/A301 2/A801 1/A801
E FIXED 3' - 0" 3' - 0" WOOD CLAD 3/A301 2/A801 1/A801
F DOUBLE HUNG 2' - 5 3/8" 6' - 0" WOOD CLAD 3/A301 2/A801 1/A801
P DOUBLE HUNG, MULLED PAIR 4' - 10 3/4" 6' - 0" WOOD CLAD 3/A301 2/A801 1/A801
Q DOUBLE HUNG, MULLED PAIR 4' - 10 3/4" 6' - 0" WOOD CLAD 3/A301 2/A801 1/A801
R DOUBLE HUNG, MULLED PAIR 4' - 10 3/4" 6' - 0" WOOD CLAD 3/A301 2/A801 1/A801
S DOUBLE HUNG, MULLED PAIR 4' - 10 3/4" 6' - 0" WOOD CLAD 3/A301 2/A801 1/A801
T DOUBLE HUNG, MULLED PAIR 4' - 10 3/4" 6' - 0" WOOD CLAD 3/A301 2/A801 1/A801
U DOUBLE HUNG, MULLED PAIR 4' - 10 3/4" 6' - 0" WOOD CLAD 3/A301 2/A801 1/A801
V DOUBLE HUNG 2' - 5 3/8" 6' - 0" WOOD CLAD 3/A301 2/A801 1/A801
W DOUBLE HUNG 2' - 5 3/8" 4' - 6" WOOD CLAD 3/A301 2/A801 1/A801
X DOUBLE HUNG 2' - 5 3/8" 4' - 6" WOOD CLAD 3/A301 2/A801 1/A801
Y DOUBLE HUNG 2' - 5 3/8" 4' - 6" WOOD CLAD 3/A301 2/A801 1/A801
Z DOUBLE HUNG 2' - 5 3/8" 4' - 6" WOOD CLAD 3/A301 2/A801 1/A801

Door Schedule

Mark Family DOOR
SIZE Elevation Fire Rating Frame

Material
Details

Comments
Head Jamb Sill

Door Schedule

Mark Family DOOR
SIZE Elevation Fire Rating Frame

Material
Details

Comments
Head Jamb Sill

Door Schedule

Mark Family DOOR
SIZE Elevation Fire Rating Frame

Material
Details

Comments
Head Jamb Sill

Door Schedule

Mark Family DOOR
SIZE Elevation Fire Rating Frame

Material
Details

Comments
Head Jamb Sill

Door Schedule

Mark Family DOOR
SIZE Elevation Fire Rating Frame

Material
Details

Comments
Head Jamb Sill

1 Single-Glass 1 36" x 84" - FIBERGLASS
2 Single-Flush 34" x 80" 1 HR METAL 7/A801
3 Single-Flush 34" x 80" 1 HR METAL 7/A801
4 Single-Flush 30" x 80" - WOOD 6/A801
5 Bifold-2 Panel 28" x 80" - WOOD 6/A801
6 Bifold-4 Panel 48" x 80" WOOD 6/A801
7 Single-Flush 32" x 80" - WOOD 6/A801
8 Bifold-4 Panel 60" x 80" - WOOD 6/A801
9 Single-Flush 28" x 80" - WOOD 6/A801
12 Single-Glass 1 36" x 84" - FIBERGLASS
13 Overhead-Sectional-Flush 180" x 84" - PVC
22 Single-Glass 1 36" x 84" - FIBERGLASS
23 Single-Glass 1 36" x 84" - FIBERGLASS
24 Single-Glass 1 36" x 84" - FIBERGLASS

No. Description Date



3/4" T&G PLYWD. SUBFLR.

CARPET OR HDWD. FLR.
SEE FINISH SCHEDULE

GYPCRETE TOPPING.

CAULKING

3/4" T&G PLYWD. SUBFLR.

HDWD. FIN. FLR

GYPCRETE TOPPING.

CARPET REDUCER

CARPET

TILE

2
"

VARIES

VARIES

WINDOW SILL DETAIL WINDOW JAMB DETAIL WINDOW HEAD DETAIL
Scale:  3"=1'-0"3

SLIDING DOOR SILL DETAIL @ BALCONY

SLIDING DOOR HEAD DETAIL @ BALCONY DOOR HEAD DETAIL (METAL FRAME)DOOR HEAD DETAIL (WOOD FRAME)

FINISH FLOOR DETAILS

THRESHOLD DETAILS

ALUMINUM DOOR

FIXED GLASS STOP

1" INSULATED
GLASS UNIT

GLAZING BAR BEYOND

1 3/4" x 4 1/2"
ALUMINUM DOOR
FRAME (BEYOND)

REMOVABLE GLASS STOP

SNAP-IN DOOR STOP
(BEYOND)

4" ALUMINUM THRESHOLD

INSTALL No.8 x 1-1/2" FHWS-PHILLIPS
(FURNISHED BY MFR.) FLUSH w/
SURFACE. ENSURE NO GALVANIC
ACTION.

5/8" FIRECODE GWB, BOTH SIDES

6" FRICTION FIT  ACOUST. BATT INSULA.

2x6 WOOD STUDS

CAULK BOTH SIDES

MTL. DOOR FRAME

TY
P.

FOR ADD'L. WALL & PARTITION
CONSTRUCTION NOTES, SEE
TYP. WALL & PART'N DETAILS.

TY
P.

FOR ADD'L. WALL & PARTITION
CONSTRUCTION NOTES, SEE
TYP. WALL & PART'N DETAILS.

5"

WELDED PVC DBL.-HUNG
WINDOW INCL. INSULATED
GLAZING & THERMAL BREAK @ FRAME (TYP.)

3 1/2"

3-1/2" TRIM TYP. @ WINDOW & DOOR

5/8" GWB TAPE, 2 COATS JOINT
COMPOUND, PRIMER, 2 COATS
FIN. PAINT (TYP.)

UNFACED FIBERGL. BATT
INSULATION (TYP.)

6 MIL. VAPOR RETARDER
(TYP. ON ALL EXT. WALLS)

3 1/2" TRIM TYPICAL
@ WINDOW & DOOR

CAULKING W/ BACKER ROD
@ JOINTS ALL EDGES.

8" T.W. VINYL SIDING

BREAK METAL HEAD FLASHING

1/2" CDX
EXTERIOR PLYWOOD

CONTIN. AIR BARRIER
WRAP AROUND WINDOW
HEAD, JAMB & SILL (TYP.)

BITUM. SELF ADHERING FLASHING
AT ALL WINDOW HEADS (TYP.)

5 1/2" AZEK TRIM

1/2" CDX
EXTERIOR PLYWOOD

CONTIN. AIR BARRIER
WRAP AROUND WINDOW
HEAD, JAMB & SILL (TYP.)

CAULKING W/ BACKER ROD
@ JOINTS (TYP. AS SHOWN)

8" T.W. VINYL SIDING

CAULKING W/ BACKER ROD
@ JOINTS (TYP. AS SHOWN)

3 1/2" AZEK TRIM

BITUM. SELF ADHERING FLASHING
AT ALL WINDOW JAMBS (TYP.)

CAULKING W/ BACKER ROD
@ JOINTS ALL EDGES

3 1/2" TRIM TYPICAL
@ WINDOW &DOOR

5/8" GWB TAPE, 2 COATS JOINT
COMPOUND, PRIMER, 2 COATS

FIN. PAINT (TYP.).

6 MIL. VAPOR RETARDER
(TYP. ON ALL EXT. WALLS)

6 MIL. VAPOR RETARDER
(TYP. ON ALL EXT. WALLS)

5-1/2" AZEK TRIM

ALUM. "Z" FLASHING

1/2" CDX EXTERIOR PLYWOOD

AZEK BOARD

CONTIN. AIR BARRIER
WRAP AROUND WINDOW
HEAD JAMB & SILL (TYP.)

BITUM. SELF ADHERING FLASHING
AT ALL WINDOW SILLS (TYP.)

6 MIL. VAPOR RETARDER
(TYP. ON ALL EXT. WALLS)

5/8" GWB. TAPE;
2 COATS JOINT COMPOUND;
SAND, PRIME,
2 COATS FIN. PAINT (TYP.).

6" FIBERGL. BATT INSULATION
 UNFACED (TYP.).

CAULK ALL EDGES (TYP.)

MDF. WINDOW SILL & APRON
PROFILE SELECTED BY OWNER

WELDED PVC DBL.-HUNG
WINDOW INCL. INSULATED
GLAZING & THERMAL BREAK @
FRAME (TYP.)

CAULKING W/ BACKER ROD
@JOINTS (TYP. AS SHOWN)

8" T.W. VINYL SIDING

ALUM. "Z" FLASHING

1/2" CDX
EXTERIOR PLYWOOD

CONTIN. AIR BARRIER
WRAP AROUND WINDOW
HEAD, JAMB & SILL (TYP.)

BITUM. SELF ADHERING FLASHING
AT ALL WINDOW HEADS (TYP.)

5 1/2" AZEK TRIM

ALUM. "Z" FLASHING

5/8" GWB TAPE, 2 COATS JOINT
COMPOUND, PRIMER, 2 COATS
FIN. PAINT (TYP.)

UNFACED FIBERGL. BATT
INSULATION (TYP.)

6 MIL. VAPOR RETARDER
(TYP. ON ALL EXT. WALLS)

3 1/2" TRIM TYPICAL
@ WINDOW & DOOR

CAULKING W/ BACKER ROD
@ JOINTS (TYP. AS SHOWN)

CARPET OR HDWD. FLR.
SEE FINISH SCHEDULE

3/4" GYPCRETE TOPPING

3/4" T&G PLYWOOD SUBFLOOR

11 7/8" OPEN WEB JOIST @ 24" O.C.
REFER TO STRUCTURAL DWGS.

1 1/4" P.T. DECKING

METAL FLASHING

METAL FLASHING

1/2" CDX EXTERIOR PLYWOOD

CAULKING W/ BACKER ROD 1 X 4 1/2 M.D.F.

SPLIT JAMB FRAME JOINTED FINGER
WOOD DOOR.

1 x 4 1/2" M.D.F.

FOAM FILL ALL GAPS
BETWEEN ALL WINDOWS & FRAMING.
ALL LOCATIONS.

PAN FLASHING
UPTURN EDGES @ SILL

Scale:  3"=1'-0"
4

Scale:  3"=1'-0"2Scale:  3"=1'-0"1

Scale:  3"=1'-0"5 Scale:  3"=1'-0"6 Scale:  3"=1'-0"
7

Scale:  3"=1'-0"9

Scale:  3"=1'-0"
8
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5/8" TYPE X GWB BOTH SIDES
PAPERLESS AT BATHROOMS
1 SIDE @ TYPE 1A
2X4" WOOD STUD FRAMING AT 16" O.C
3 1/2" BATT INSULATION AT
BATHROOMS, KITCHENS & BEDROOMS.

PARTITION TYPE 2 - INTERIOR WALL

BA
SE

PL
AN

H
EA

D

CEILING RUNNER/DEFLECTION
ASSEMBLY

UNDERSIDE OF STRUCTURE

JOINT SEALER AND BACKING EACH
SIDE, FIRESTOPPING AND MINERAL
WOOL BACKER AT RATED PARTITIONS

JOINT SEALER AND BACKING EACH SIDE
FLOOR RUNNER

TOP OF STRUCTURE

SCHEDULED BASE

CEILING AS REQUIRED

CONT.AIR BARRIER (TYP)
1/2" PLYWOOD SHEATHING
REFER TO STRUCTURAL DWG'S

5/8"GYPSUM WALLBOARD
TYPE "X". PROVIDE 3 COATS
TAPE AND COMPOUND WITH ONE COAT
PRIMER AND TWO COATS PAINT
2 X 6 WOOD STUDS
@ 16" O.C.

6 MIL VAPOR BARRIER
(TYP. ON ALL EXTERIOR WALLS)

R-21 FIBERGLASS
BATT INSULATION (TYP.)

BA
SE

PL
AN

H
EA

D

CEILING RUNNER/DEFLECTION
ASSEMBLY

DEFLECTION ALLOWANCE

JOINT SEALER AND BACKING EACH
SIDE, FIRESTOPPING AND MINERAL
WOOL BACKER AT RATED PARTITIONS

JOINT SEALER AND BACKING EACH SIDE

FLOOR RUNNER

TOP OF STRUCTURE

SCHEDULED BASE

SILL SEALER, TYP.

SEE ELEVATION FOR EXTERIOR SIDING

4 3/4"

3/4" 3 1/2" 3/4"

2

PA
R

TI
TI

O
N

TY
PE

2X6

ST
U

D
 T

YP
E

SH
EA

TH
IN

G
TY

PE

AC
TU

AL
W

ID
TH

FI
LL

FI
R

E 
TE

ST
 (U

L 
#)

FI
R

E
R

ES
IS

TA
N

TN
C

E

2

2A

5/8"
GWB

6 3/4" -

ST
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G
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EQ
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- - -

4 3/4" 3 1/2"
BATT

- -

SCALE:  1 1/2" = 1'-0"

- -

PLUMBING PARTITION
MR GWB @
BATH AND KITCHEN
SIDE

2X6 5/8"
GWB

6 3/4" 3 1/2"
BATT

- -UL# U305 -

2x4" WOOD STUD FRAMING AT 16" O.C

BA
SE

PL
AN

H
EA

D

CEILING RUNNER/DEFLECTION
ASSEMBLY

UNDERSIDE OF STRUCTURE

ACCOUSTIC SEALER AND BACKING
EACH SIDE & BETWEEN RUNNER,
FIRESTOPPING AND MINERAL WOOL
BACKER AT RATED PARTITIONS

ACCOUSTIC SEALER AND
BACKING EACH SIDE &
BETWEEN RUNNER, TYP.

FLOOR RUNNER

FACE OF SUBFLOOR

(2) LAYERS 5/8" TYPE X GWB EA. SIDE

CEILING AS REQUIRED
3 1/2" BATT INSULATION AT
BATHROOMS, KITCHENS & BEDROOMS.

PARTITION TYPE 3 - 1HR FIRE RATED
3
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3 10 1/4" 3 1/2"
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SCALE:  1 1/2" = 1'-0"

SUBSTITUTE WITH FIRE RATED
MR GWB ON BATH AND KITCHEN SIDE

11 1/2"

10 1/4"

2 HR STC
55-59

GA
FILE NO.
WP3820

5/8"
TYPE "X"

GWB

MR GWB @
BATH AND KITCHEN SIDE

MR GWB @
GARAGE SIDE

B
A

S
E

P
LA

N
C

E
IL

IN
G

H
E

A
D

CEILING AS REQUIRED

CAST IN PLACE CONCRETE - REFER
TO STRUCTURAL DWGS FOR
REINFORCEMENT REQUIREMENTS

UNDERSIDE OF STRUCTURE

ELEVATOR PARTITION TYPE - 2 HR FIRE RATED WALL
4
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SCALE:  1 1/2" = 1'-0"
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EXTERIOR WALL
1
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1 6 5/8" 5 1/2"
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16'-4"

2X6 5/8"
TYPE "X"

GWB
5 1/2"
BATT

16'-4"

SCALE:  1 1/2" = 1'-0"

2X6 5 1/2"
BATT

16'-4"

UL# 3565/8"
TYPE "X"

GWB

5/8"
TYPE "X"

GWB

6 3/4"

1A

1B

- - -

METAL TILES
SEE ELEVATIONS DWG'S6 5/8"

6 5/8"

UL# 356 - - -

UL# 356 - - - PVC PANEL SIDING
SEE ELEVATION DWG'S.

C
EI

LI
N

G

2B

2X4

1HR

OPPOSING ELECTRICAL BOXES AND
FIXTURES IN DEMISING WALL SHALL
HAVE 2 STUDS BETWEEN EACH BOX

PLYWOOD FOR SHEAR WALL, REFER
TO STRUCTURAL DWGS

5/8"
GWB

-

-3 1/2"
BATT

SHAKES SIDING
SEE ELEVATION DWG'S.

- - -
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