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HEALTHCARE AND SCIENCE+TECHNOLOGY
ABBREVIATIONS

ADMINISTRATION*
ADMITTING*
ANESTHESIOLOGY*
ANGIOGRAPHY*
BED LOCATOR
BED PAN HOLDER
BLANKET WARMER
CARBON DIOXIDE
CARDIOLOGY*
CARDIOVASCULAR INTENSIVE CARE UNIT*
CATHETERIZATION*
CHANGE TABLE
CLEAN*
CLEAN UTILITY*
CLINICAL SINK
CODE BLUE
CODE CART
COMPUTERIZED TOMOGRAPHY
CUBICAL CURTAIN TRACK*
CYSTOSCOPY*
DARK ROOM*
DEIONIZED WATER*
DIAPER CHANGING TABLE*
DISTILLED WATER*
DRESSING ROOM*
DUMBWAITER*
EMERGENCY DEPARTMENT*
ENDOSCOPY*
EXAMINATION*
EYE WASH STATION*
GYNECOLOGY*
HEADWALL
HEALTHCARE
HOSPITAL
INFANT*
INPATIENT* IP (plans only)
INTENSIVE CARDIAC CARE UNIT*
INTENSIVE CARE UNIT*
INTRAVENOUS IV
ISOLATION*
LABOR, DELIVERY, RECOVERY*
LABOR, DELIVERY, RECOVERY, POST PARTUM*
LAUNDRY CHUTE
LEAD LINED
LONG TERM CARE* (plans only)
LOUNGE*
MAGNETIC RESONANCE IMAGING*
MAMMOGRAPHY*
MEDICAL EQUIPMENT
MEDICAL INTENSIVE CARE UNIT*
MEDICINE CABINET
MEDICINE, MEDICATION*
NARCOTICS*
NEUROLOGY*
NITROGEN N2
NITROUS OXIDE
NUCLEAR*
NURSE(RY)*
NURSE CALL
NURSE STATION*
OBSTETRICS*
OPERATING ROOM*
OPTHALMOSCOPE*
ORTHOPEDICS*
OTOSCOPE
OUTPATIENT* (plans only)
OXYGEN
PATHOLOGY*
PATIENT*
PEDIATRIC(S)*
PHARMACY*
POSITRON EMISSION TOMOGRAPHY*
POST ANETHESIA CARE UNIT*
PROCEDURE*
RAD/FLUORO*
RADIO FREQUENCY
RADIOLOGY*
RECOVERY ROOM*
REGISTRATION*
REGULATED MEDICAL WASTE
SECLUSION ROOM*
SHARPS CONTAINER
SHOWER SEAT
SKILLED NURSING FACILITY* (plans only)
SOILED UTILITY*
SPECIMAN PASS THROUGH UNIT*
SPHYGMOMANOMETER
STERILIZER*
SUCTION
SURGICAL*
SURGICAL INTENSIVE CARE UNIT*
TELEMETRY*
TELEVISION MOUNTING BRACKET
TREATMENT*
VACUUM CONTAINER
VACUUM LINE
VACUUM SLIDE
WASTE ANESTHETIC GAS EVACUATION
X RAY*

ADMIN
ADMIT
ANESTH
ANGIO
BL
BP
BW
CO2
CARDIO
CVICU
CATH
CHT
CLN
CLN UTIL
CS
CDBL
CODE
CT
CCT
CYSTO
DK RM
DIW
DCT
DW
DR
DWTR
ED
ENDO
EXAM
EWS
GYN
HDWL
HC
HOSP
INF
IP
ICCU
ICU
IV
ISOL
LDR
LDRP
LC
LL
LTC
LG
MRI
MAMMO
EQUIP
MICU
MC
MED
NARC
NEURO
N2
N2O
NUC
NUR
NC
NS
OB
OR
OTO
ORTHO
OTO
OP
O
PATH
PAT
PEDS
PHAR
PET
PACU
PROC
R/F
RF
RADIOL
RECOV
REG
RMW
RM
SHARPS
SEAT
SNF
SU
SPU
SPHYG
STER
SUCT
SURG
SICU
TELEM
TV BRK
TREAT
VAC CTR
VAC
VAC SL
WAGE
XR

ABBREVIATIONS LEGEND

SYMBOLS
& AND
@ AT
x BY
[ CHANNEL
° DEGREE
Ø DIAMETER
╩ DOUBLE ANGLE
" INCHES
# NUMBER, POUNDS
d PENNY (NAIL)
% PERCENT
± PLUS OR MINUS
□ TUBE

ABBREVIATIONS LEGEND
ABBREVIATIONS WHEN USED IN COMPOSITION
MAY INCLUDE PERIODS FOR CLARIFICATION

ABOVE FINISHED FLOOR
ADJACENT
AIR HANDLING UNIT
AMERICANS WITH DISABILITIES ACT
APPROXIMATE
ARCHITECTURAL
AREA DRAIN
BACK TO BACK
BOTTOM OF
CABINET UNIT HEATER
CATCH BASIN
CENTERLINE
CENTER TO CENTER
CLASSROOM*
CLEANOUT
CLOSED CIRCUIT TELEVISION
CLOSET*
COLUMN
COMMUNICATION*
CONCRETE
CONCRETE MASONRY UNIT
CONFERENCE CONF*
CONTINUOUS
CONTROL JOINT
CORRIDOR*
CUBIC
CUSTODIAN*
DEGREE
DEMOLISH, DEMOLITION
DEPARTMENT DEPT*
DIAGONAL
DIAMETER
DIMENSION
DOUBLE
DOWNSPOUT
DRINKING FOUNTAIN
EACH
EDGE OF SLAB
ELECTRIC(AL)
ELECTRIC WATER COOLER
ELEVATION
ELEVATOR ELEV*
ENCLOSURE
EQUAL
EQUIPMENT
EXHAUST
EXISTING
EXPANSION JOINT
EXPOSED
EXTERIOR
FACE OF
FACE TO FACE
FACE BRICK
FEET, FOOT
FINISH(ED)
FINISHED OPENING
FIRE ALARM
FIRE ALARM ANNUNCIATOR PANEL
FIRE ALARM CONTROL PANEL
FIRE DEPARTMENT CONNECTION
FIRE DEPT. CONNECTION CABINET
FIRE EXTINGUISHER
FIRE EXTINGUISHER CABINET
FIRE HOSE CABINET
FIRE HOSE RACK
FIRE HYDRANT
FIRE PROTECTION
FLOOR DRAIN
FOOTING
FOUNDATION
FRAMING
FURNISH, FURNITURE
GAUGE
GALVANIZED
GENERAL
GLASS
GREASE TRAP
GYPSUM BOARD
HEATING, VENTILATION, AIR CONDITIONING
HEAT-STRENGTHENED
HIGH POINT
HOLD OPEN
HOLLOW METAL
HORIZONTAL
HOSE BIBB
HOUSEKEEPING*
INCLUDE(D), INCLUDING
INSIDE DIAMETER
INTERIOR
JANITOR*
KITCHEN*
LABORATORY*
LAVATORY
LIGHTING
LINEAR FOOT, (LINEAR FEET)
LONG LEG HORIZONTAL
LONG LEG VERTICAL
LOW POINT
MACHINE*
MAINTENANCE*
MANHOLE
MANUFACTURER
MASONRY OPENING
MATERIAL
MAXIMUM
MECHANICAL*
MEETING*
METAL
MEZZANINE
MINIMUM
MISCELLANEOUS
MULLION
NOMINAL
NOT IN CONTRACT
NOT TO SCALE
OCCUPY, OCCUPANT OCC*
OFFICE OFF*
ON CENTER
OPPOSITE
OPPOSITE HAND OPP
OUT TO OUT
OUTSIDE DIAMETER
OWNER FURNISHED, CONTRACTOR INSTALLED
OWNER FURNISHED, OWNER INSTALLED
PAIR
PERPENDICULAR
PLASTER
PNEUMATIC TUBE SYSTEM
POUND(S)
POUNDS PER SQUARE FOOT
POUNDS PER SQUARE INCH
PREFABRICATE(D)
PREFINISH(ED)
PRELIMINARY
PROPERTY
PUBLIC ADDRESS
PULL STATION
RADIUS
REFERENCE
REINFORCE, REINFORCING
REQUIRED
REVISION/REVISED
RIGHT OF WAY
RISER (Stair)
ROOM*
ROUGH OPENING
SANITARY
SERVICE SINK
SIMILAR
SOUND TRANSMISSION CLASS
SPRINKLER
SQUARE FOOT (SQUARE FEET)
STAINLESS STEEL
STORAGE*
STRUCTURE, STRUCTURAL
SYSTEM
TELEPHONE
TELEVISION
TEMPORARY
TOILET
TOP OF
TOPOGRAPHY, TOPOGRAPHIC
TREAD
TYPICAL
UNDERWRITERS’ LABORATORIES
UNIT HEATER
UNLESS NOTED OTHERWISE
VENTILATION
VERIFY IN FIELD
VERTICAL
VESTIBULE*
WATER CLOSET
WATER HEATER
WITH
WITHOUT
WORKING POINT

AFF
ADJ
AHU
ADA
APPROX
ARCH
AD
B/B
B/
CUH
CB
CL
C/C
CLRM
CO
CCTV
CLO
COL
COMM
CONC
CMU
CONF
CONT
CJ
CORR
CU
CUST
DEG
DEMO
DEPT
DIAG
DIA
DIM
DBL
DS
DF
EA
EOS
ELEC
EWC
EL
ELEV
ENCL
EQ
EQUIP
EXH
EXIST
EJ
EXP
EXT
F/
F/F
F/B
FT
FIN
FO
FA
FAAP
FACP
FDC
FDCC
FE
FEC
FHC
FHR
FH
FP
FD
FTG
FDTN
FRMG
FURN
GA
GALV
GEN
GL
GT
GYP BD
HVAC
HS
HP
HO
HM
HORIZ
HB
HSKPG
INCL
ID
INT
JAN
KIT
LAB
LAV
LTG
LF
LLH
LLV
LP
MACH
MAINT
MH
MFR
MO
MATL
MAX
MECH
MTG
MTL
MEZZ
MIN
MISC
MULL
NOM
NIC
NTS
OCC
OFF
OC
OPP
OPP HD
O/O
OD
OFCI
OFOI
PR
PERP
PLAS
PTS
LB(S)
PSF
PSI
PREFAB
PREFIN
PRELIM
PROP
PA
PS
R
REF
REIN
REQ
REV
ROW
R
RM
RO
SAN
SS
SIM
STC
SPKLR
SF
SST
STOR
STRUCT
SYS
TEL
TV
TEMP
TLT
T/
TOPO
T
TYP
UL
UH
UNO
VENT
VIF
VERT
VEST
WC
WH
W/
W/O
WP

MATERIALS

STEEL

CONCRETE

CONTINUOUS WOOD
FRAMING

ALUMINUM

CONCRETE
MASONRY UNIT

BRICK MASONRY

CUT STONE

GLAZING

FINISH WOODWORK

RESILIENT FLOORING

PLASTIC LAMINATE

WOOD BLOCKING

WATERPROOFING

CARPETING

BATT INSULATION

RIGID INSULATION

PARTICLE BOARD

PLYWOOD

ACOUSTICAL CEILING
BOARD

SPRAY-ON
FIREPROOFING

SEALANT AND
BACKER ROD

ORNAMENTAL METAL

GYPSUM WALLBOARD

DRAWING
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118'-6"
LEVEL 2

A11-15

1B

A10-05
1A

LEVEL 2
118'-6"

NORTH

A10-02

1

2

3

4

GB3

ROOM NAME
4-309

SHEET NUMBER

PLAN OR DETAIL
DESIGNATION

SHEET NUMBER

SECTION
DESIGNATION

SECTION
DESIGNATION

A10-01

DATUM POINT

KEY NOTE

BREAK LINE

DRAWING TITLE

GRID LINES

INTERIOR ELEVATION TAG

SHEET NUMBER

SHEET NUMBER

SYMBOLS LEGEND

PARTITION TAG

DOOR NUMBER TAG

EQUIPMENT AND FURNITURE TAG

WINDOW TYPE TAG

DRAWING REVISIONS

TOILET ACCESSORY TAG

WINDOW TYPE

SHEET GROUP
DISCIPLINE CODE

COLUMN SYMBOL &

GRAPHIC SCALE

ROOM NAME & NUMBER TAG

NORTH ARROW

SPOT ELEVATION

VERTICAL ELEVATION

BUILDING SECTION TAG

SHEET NUMBER

PARTIAL PLAN & DETAIL TAG

DETAIL/WALL SECTION TAG

FHC
FHC

FIRE HOSE CABINET

FECFEC

FIRE EXTINGUISHER CABINET
(RECESSED AND SURFACE MOUNTED)

(RECESSED AND SURFACE MOUNTED)

EXISTING DOOR & FRAME

DOOR NUMBER -
USE ROOM NUMBER
WITH DOOR MARK

SHEET NUMBER

ELEVATION
DESIGNATION

SHOWER HEAD

FD

FLOOR DRAIN

1/4" = 1'-0"

0 8'

2

REVISION NUMBER

00 00 00.00

TITLE

SCALE

POWER ASSIST DOOR CONTROLLER

B

PLAN OR
DETAIL
DESIGNATION

PARTITION TYPE

A11-15

1B

A11-25

1D

16' 24'8'

C1

MATERIAL
9'-0" AFF

AND

UPPER CASE LETTERS ADJACENT TO FIXTURE
SYMBOL INDICATE FIXTURE TYPE, SEE FIXTURE LIST

LED LINEAR
LIGHTS

CEILING LIGHT FIXTURES

PENDENT UPRIGHTFLUSH

OR
WALL MOUNTEDCEILING MOUNTED

REFLECTED CEILING LEGEND
ACOUSTIC CEILING TILE AND GRID

GYP. BOARD CEILING

ACCESS PANEL

DIFFUSER

SMOKE AND HEAT DETECTORS

EXIT SIGN

OR

SPRINKLER HEAD

RETURN

CEILING MATERIAL AND HEIGHT

LED CAN
LIGHT

D1

PENDANT
LIGHT

R1

2 X 2

P1

PENDANT
LIGHT

P2

2'-0"

C2
4'-0"

C4 UP TO 20' RUNS

C3
4'-0" LED CAN

LIGHT WET

D2

P3

PENDANT
LIGHT

LED CAN WALL
WASHER

D3

POWER/ DATA LEGEND
WIRING DEVICES

WALL MTD CONVENIENCE OUTLETS @ 18" AFF (UNO)

SINGLE DUPLEX "QUAD" SPECIAL PURPOSE

FLOOR MTD CONVENIENCE OUTLETS

WALL MTD VOICE/DATA OUTLETS @ 18" AFF (UNO)

SINGLE DUPLEX "QUAD" SPECIAL PURPOSE

VOICE (TEL) DATA VOICE & DATA

FLOOR MTD VOICE/DATA OUTLETS
VOICE (TEL) DATA VOICE & DATA

LOUDSPEAKERS

JUNCTION/ PULL BOXES

FLOOR CORE DRILL

CARD READER

LOUDSPEAKER DENOTES CEILING MOUNTED

XX

XX

XX

LOUDSPEAKER

DENOTES FLOOR MOUNTED

DENOTES CEILING MOUNTED

LETTER(S) IN SYMBOL DENOTE(S) SYSTEM FOR
WHICH JUNCTION/PULL BOX IS INTENDED

OUTLET BOX(S) MOUNTED ON CONDUITS
THROUGH CORE DRILLS. POWER (QUAD)/
VOICE & DATA SHOWN.
MODIFY DEVICES AS NECESSARY

MOUNTED AT 48" AFF (UNO)CR

TYP
##

TYPTYP
##

FLOOR MATERIAL TYPE

FLOOR MATERIAL NUMBER

WALL MATERIAL NUMBER

WALL MATERIAL TYPE

MILLWORK
SURFACE
TYPE & NUMBER

FINISH LEGEND
FLOOR TYPE

WALL TYPE

MILLWORK SURFACE TYPE

PARTITION & DOOR NOTES
1.  PARTITIONS LOCATED BY DIMENSION STRING ARE DIMENSIONED TO THE UNFINISHED FACE OF THE WALL UNLESS NOTED
OTHERWISE.

2.  PARTITIONS NOT DIMENSIONED ARE GENERALLY LOCATED BY ONE OF THE FOLLOWING CRITERIA:

-  CENTERLINE - CENTER OF PARTITION ALIGNS WITH THE CENTER OF GRIDLINE OR OBJECT  CENTERLINE (SUCH AS
   A COLUMN OR WINDOW MULLION).  CENTER THE OVERALL PARTITION WIDTH, RATHER  THAN STUD WIDTH ON THE LINE.

-  ALIGN - LOCATE PARTITION FLUSH WITH FACE OF GYPSUM BOARD, OR OTHER SURFACE INDICATED.

-  MAINTAIN DIMENSIONS NOTED AS "MINIMUM" OR "CLEAR".

1.  DOOR OPENINGS ARE DIMENSIONED TO CENTERLINE OF OPENING.  IF NOT DIMENSIONED, THE HINGE  SIDE OF
DOOR JAMBS SHALL BE SPACED 4" FROM THE ADJACENT WALL.

SMALL PROJECT NOTES
14.  DO NOT OBSTRUCT ACCESS TO EXISTING EXITS, OR REDUCE THE WIDTH OF PUBLIC CORRIDORS.

15.  PENETRATIONS IN THE EXTERIOR BUILDING WALL AND VAPOR BARRIER ARE NOT ALLOWED, INCLUDING THOSE
REQUIRED FOR OUTLETS AND BLOCKING.

16.  FULLY LAY OUT GRID, WALL, AND OPENING PLACEMENT IN AN AREA PRIOR TO START OF PARTITION
CONSTRUCTION.  VERIFY THAT DIMENSIONS ARE CONSISTENT WITH REQUIREMENTS INDICATED IN THE DOCUMENTS.
REFER ANY DIMENSIONAL INCONSISTENCIES TO THE ARCHITECT FOR RESOLUTION PRIOR TO THE START OF PARTITION
CONSTRUCTION.

17.  FINISH FLOOR ELEVATIONS ARE TO TOP OF CONCRETE UNLESS OTHERWISE NOTED.

18.  LEVEL FLOOR THAT EXCEED 1/4" VARIANCE IN A 10'-0" RADIUS.

19.  COORDINATE EXACT SIZE AND PLACEMENT OF EQUIPMENT BASE AND HOUSEKEEPING PADS WITH EQUIPMENT TO
BE PROVIDED.

20.  COORDINATE INSTALLATION OF DIFFUSERS, SPEAKERS, SPRINKLER HEADS, AND ACCESS PANELS WITH LIGHTING
LAYOUT.  REPORT ANY CONFLICTS TO THE ARCHITECT PRIOR TO INSTALLATION.

21.  EXIT SIGNS AND SMOKE DETECTORS LOCATED IN HARD CEILINGS SHALL BE POSITIONED AS REQUIRED BY THE
AUTHORITY HAVING JURISDICTION AND SHALL BE CENTERED IN CORRIDORS AND LOCATED A DISTANCE OF 1'-0" FROM
THE WALL TO THE CENTER OF THE FIXTURE UNLESS OTHERWISE NOTED.

22.  PROVIDE ACCESS PANELS IN GYPSUM BOARD CEILINGS AT LOCATIONS SHOWN, OR IF NOT SHOWN, AS REQUIRED
TO ACCESS ALL MECHANICAL EQUIPMENT IN THE CEILING CAVITY REQUIRING NORMAL MAINTENANCE OR OPERATION,
INCLUDING BUT NOT LIMITED TO CONSTANT AIR, OR VARIABLE AIR VOLUME BOXES, REHEAT COILS, VALVES, EXHAUST
FANS, BALANCING DAMPERS, FIRE DAMPERS, SMOKE DAMPERS, IRE/SMOKE DETECTORS, CLEAN OUTS, OR IF NOT
SHOWN, AS REQUIRED TO ACCESS ALL MECHANICAL EQUIPMENT AND JUNCTION BOXES.  SUBMIT LAYOUT OF ALL
REQUIRED CEILING ELEMENTS, INCLUDING ACCESS PANELS, FOR ARCHITECTS' REVIEW PRIOR TO INSTALLATION.  LOCATE
EQUIPMENT AND VALVES TO MINIMIZE THE NEED FOR ACCESS PANELS.

23.  GANG MULTIPLE SWITCHES TOGETHER INTO ONE BOX WITH A SINGLE COVER PLATE WHENEVER POSSIBLE.
MULTIPLE SWITCHES, WHICH CANNOT BE GANGED TOGETHER IN THE SAME BOX, SHALL BE LOCATED S CLOSE
TOGETHER AS POSSIBLE AND MOUNTED AT THE SAME HEIGHT.

24.  APPROVE FLOOR OUTLET LOCATIONS WITH ARCHITECT AND BUILDING MANAGEMENT PRIOR TO CORE DRILLING.

25.  WALL OUTLETS SHALL BE INSTALLED AT 18" AFF UNLESS OTHERWISE NOTED.  INSTALL SWITCH PLATES AT 42"
AFF UNLESS OTHERWISE NOTED.

26.  DO NOT INSTALL OUTLET OR J-BOXES BACK-TO-BACK ON OPPOSITE SIDES OF THE WALL.  BOXES MUST BE
SEPARATED BY A STUD.

27.  CAULK FLOOR AND WALL OUTLETS WITH  ACOUSTIC SEALANT.

GENERAL NOTES
1.  NOTES APPEAR ON VARIOUS DRAWINGS FOR DIFFERENT SYSTEMS AND MATERIALS.  REVIEW ALL SHEETS  AND
APPLY NOTES TO RELATED BUILDING COMPONENTS.

2.  REFER TO COMPLETE SET OF ISSUED CONTRACT DOCUMENTS FOR OTHER APPLICABLE NOTES, ABBREVIATIONS,
AND SYMBOLS.

3.  WHERE MATERIALS ARE APPLIED TO, OR ARE IN DIRECT CONTACT WITH WORK INSTALLED BY ANOTHER
SUBCONTRACTOR, COMMENCEMENT OF WORK IMPLIES ACCEPTANCE OF THE SUBSTRATE AS SUITABLE FOR THE
APPLICATION INTENDED.

4.  ISOLATE DISSIMILAR METALS TO PREVENT GALVANIC CORROSION.

5.  PARTITION TYPES AND FIRE RESISTIVE RATINGS INDICATED ON A WALL ARE TO BE CONTINUOUS FOR  THE LENGTH
AND HEIGHT OF A PARTITION.

6.  OPENINGS IN RATED WALL, FLOOR, CEILING AND ROOF ASSEMBLIES SHALL BE SEALED WITH  PENETRATION SEALANT
SYSTEMS MEETING OR EXCEEDING THE REQUIRED FIRE RESISTIVE RATINGS.

7.  MAINTAIN THE FIRE RATING OF CONSTRUCTION AROUND CABINETS, PANELS, AND BOXES RECESSED IN  FIRE
RATED WALL, FLOOR, AND CEILING ASSEMBLIES.

8.  PROVIDE CONTINUOUS PERIMETER FIRE SAFING BETWEEN FLOORS AND COORDINATE THE INSTALLATION  WITH THE
EXTERIOR WALL.  FIRE RATING OF SAFING SHALL MATCH FIRE RATING OF FLOOR  CONSTRUCTION.

9.  DO NOT SCALE THE DRAWINGS.

10.  FIELD MEASURE AND CONFIRM DIMENSIONS FOR OWNER PROVIDED EQUIPMENT AND FURNISHINGS.

11.  PROVIDE STIFFENERS, BRACING, BACKING PLATES AND BLOCKING REQUIRED FOR SECURE  INSTALLATION OF
TOILET PARTITIONS, DOORS AND DOOR HARDWARE INCLUDING WALL-MOUNTED DOOR  STOPS, HANDRAILS,
WALL-MOUNTED SHELVES, OPERABLE PARTITIONS, MISCELLANEOUS EQUIPMENT, AND  SUSPENDED MECHANICAL AND
ELECTRICAL EQUIPMENT.

12.  COORDINATE ALL BASE AND HOUSEKEEPING PADS WITH MECHANICAL, PLUMBING AND ELECTRICAL  EQUIPMENT.

13.  LOCATE ACCESS PANELS AS INDICATED ON DRAWINGS.  FOR ACCESS PANELS NOT SHOWN BUT REQUIRED BY
PROVISIONS OF THE CONTRACT DOCUMENTS, LOCATED IN ACCORDANCE WITH APPLICABLE CODES.  SUBMIT PROPOSED
LOCATIONS TO THE ARCHITECT FOR REVIEW AND ACCEPTANCE PRIOR TO INSTALLATION.
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CODE INFORMATION
1. PROJECT DATA & CODE REFERENCES
PROJECT LOCATION: 61 MEDFORD STREET

JURISDICTION/ LOCAL AUTHORITY: CITY OF SOMERVILLE

PROJECT DESCRIPTION: TENANT FIT-OUT  OF WEST SIDE OF FIRST LEVEL.

APPLICABLE CODES:

EXISTING BUILDING (IEBC) INTERNATIONAL EXISTING BUILDING CODE 2009

ACCESSIBILITY (521 CMR) MASSACHUSETTS ARCHITECTURAL ACCESS BOARD  2006

PLUMBING (248 CMR) MASSACHUSETTS PLUMBING CODE, 248 CMR 3.00 to 10.00

MECHANICAL (IMC) INTERNATIONAL MECHANICAL CODE 2009 WITH AMENDMENTS BY MSBC (CHAPTER 28)

ELECTRICAL (527 CMR) 12.00 - MASSACHUSETTS ELECTRICAL CODE. THE MASSACHUSETTS ELECTRICAL CODE IS AN AMENDED
VERSION OF THE 2011 NATIONAL ELECTRICAL CODE (NFPA 70)

FIRE PROTECTION (IFC) INTERNATIONAL FIRE CODE 2009 (WHERE REFERENCED BY 780 CMR AND NOT ADDRESSED IN 527 CMR

(527 CMR) MASSACHUSETTS FIRE PREVENTION REGULATIONS

(NFPA 72) FIRE ALARM AND SIGNALING CODE 2010

(NFPA 13) STANDARD FOR THE INSTALLATION OF SPRINKLER SYSTEMS 2007

ENERGY (IECC): INTERNATIONAL ENERGY CONSERVATION CODE 2009

34. EXISTING STRUCTURES (IEBC)
CLASSIFICATION OF
WORK
(CHAPTER 3 - IEBC)

ALTERATION - LEVEL 2 - WORK AREA DOES NOT EXCEED
50% OF THE BUILDING AREA

ALTERATIONS - LEVEL 2
(CHAPTER 8 - IEBC 2003) 3. USE OR OCCUPANCY CLASSIFICATION

2. BASIC BUILDING DESCRIPTION

BUILDING AREA:

6. TYPES OF CONSTRUCTION

CONSTRUCTION TYPE IB, PROTECTED, NON COMBUSTIBLE

FIRE/LIFE SAFETY FEATURES

10. MEANS OF EGRESS
OCCUPANCY
(TABLE 1004.1.1)

REQUIRED PROVIDED

MINIMUM NUMBER OF
EXITS (TABLE 1021.1)

2 EXITS
(2 <or= 500 OCCUPANTS, 3 <or= 501-1000
OCCUPANTS)

2 EXITS PROVIDED

EGRESS WIDTH
(SECTION 1005)

(0.15 x POPULATION) / #
OF  EXITS = WIDTH PER EXIT

32" MIM
(0.15 x 97) / 2 =7.3" WIDTH
(32" CLEAR MIN PER SECTION 1008.1)

1 DOOR = 34"
2 DOOR = 34"
TOTAL WIDTH PROVIDED 68"

EXIT ACCESS TRAVEL DIST
(SECTION 1016.1)

LENGTH OF TRAVEL
(FULLY SPRINKLERED) 300 FEET MAX. 186 FEET

FLOOR LEVEL

LEVEL 01 9,770 SF

TOTAL GROSS
FLOOR AREA

FULLY SPRINKLERED
AUTOMATIC FIRE ALARM / COMMUNICATION

SYSTEM WITH VOICE CAPABILITIES
FIRE STANDPIPES
SMOKE CONTROL SYSTEM FOR ATRIUM

BUILDING OCCUPANCY: NON-SEPERATED MIXED USE

LABORATORY/OFFICES GROUP B, BUSINESS

CONFERENCE ROOMS/LOUNGES GROUP A-3, ASSEMBLY

MECHANICAL EQUIPMENT
ROOMS

GROUP S-2, STORAGE

BUILDING (780 CMR): COMMONWEALTH OF MASSACHUSETTS AMENDMENTS TO IBC 2009, 780 CMR - 8TH EDITION

(SECTION 701.2) WORK SHALL COMPLY WITH ALL THE
REQUIREMENTS OF CHAPTERS 6. 7.

(SECTION 701.3) ALL NEW CONSTRUCTION ELEMENTS,
COMPONENTS, SYSTEMS, AND SPACES SHALL COMPLY WITH
THE REQUIREMENTS OF THE INTERNATIONAL BUILDING CODE
2003.

(SECTION 711.1)  LEVEL 2 ALTERATIONS TO EXISTING
BUILDINGS OR STRUCTURES ARE PERMITTED WITHOUT
REQUIRING THE ENTIRE BUILDING OR STRUCTURE TO COMPLY
WITH THE ENERGY REQUIREMENTS OF THE INTERNATIONAL
ENERGY CONSERVATION CODE. THE ALTERATIONS SHALL
CONFORM TO THE ENERGY REQUIREMENTS OF THE
INTERNATIONAL ENERGY CONSERVATION CODE AS THEY
RELATE TO NEW CONSTRUCTION ONLY.

1ST  FLOOR: (OFFICE, 9,650 SF) / (BUSINESS, 100 SF/PERSON )  =  97 PERSONS1.

2.

3.

4.

DEAD END CORRIDORS
(SECTION 1018.4) 50 FEET MAX. 30 FEET

COMMON PATH OF TRAVEL
(SECTION 1014.3) 100 FEET MAX. 70 FEET

EXISTING WALLS SHOWN WITH NEW LIFE SAFETY RATINGS ARE TO BE UPGRADED
TO THE NEW RATING. THE UPGRADING INCLUDES PROTECTING ALL OPENINGS IN
THE PARTITION.

THESE DRAWINGS WERE DEVELOPED FROM EXISTING DRAWINGS PROVIDED BY
THE OWNER.

REFER TO FIRE PROTECTION DRAWINGS FOR LOCATION AND QUANTITY OF SMOKE
DETECTORS. PERFORMANCE SPECIFICATION.

DOORS IN CORRIDOR PARTITIONS SHALL BE INSTALLED TO RESIST THE PASSAGE
OF SMOKE UNLESS NOTED OTHERWISE.

VERIFY THAT ALL EXISTING DOORS IN RATED WALLS ARE LABELED WITH THE
APPROPIATE MARK THAT ARE IN THE SCOPE OF THE WORK.

VERIFY THAT ALL EXISTING WALLS THAT ARE LABELED AS FIRE RATED OR SMOKE
TIGHT MEET THE REQUIREMENTS OF THE LABELING.

CODE COMPLIANCE PLAN
GENERAL NOTES

CODE COMPLIANCE PLAN
LEGEND
EXISTING 1-HOUR FIRE PARTITION

X2FWX2FW EXISTING 2-HOUR FIRE PARTITION

EXIT SIGNAGE

FEC FIRE EXTINGUISHER & CABINET (SCREENED IF
EXISTING)

EXTENT OF SUITE

OUT OF SCOPE

LONGEST ROUTE TO AN EXIT - KEY TO SCHEDULE

DO
OR22"

32"
141
213

EXIT LOCATION - OCCUPANT LOAD AND WIDTH (IN INCHES)
WIDTH REQUIRED  |  ACTUAL POPULATION
WIDTH PROVIDED  |  ALLOWED POPULATION

1.

2.

3.

4.

5.

6.

DIST.

X1FPX1FP
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DEMOLITION PLAN LEGEND

DEMOLITION PLAN SHEET KEYNOTES

DENOTES AREA "NOT IN CONTRACT"

MILLWORK TO REMAIN

EXISTING PARTITION TO REMAIN

EXISTING PARTITION TO BE DEMOLISHED.

EXISTING KNEE WALL TO BE DEMOLISHED

EXISTING DOOR AND FRAME TO REMAIN

EXISTING DOOR AND FRAME TO BE DEMOLISHED

EXISTING INTERNAL LITE TO BE DEMOLISHED

DEMOLITION PLAN GENERAL NOTES
ADDITIONAL WORK:  SEE SHEETS OF THE OTHER DISCIPLINES FOR ADDITIONAL DEMOLITION SCOPE AND
NOTES.

SCOPE:  DEMOLITION IS LIMITED TO PARTITIONS AND FINISHES AS INDICATED. COORDINATE EXTENTS OF
DEMOLITION WITH CONSTRUCTION PLANS, AND PERFORM DEMOLITION AS NECESSARY TO COMPLETE THE
NEW WORK.

VERIFICATION:  FIELD VERIFY THE ACCURACY OF THE EXISTING CONDITIONS SHOWN IN THE CONSTRUCTION
DOCUMENTS PRIOR TO BEGINNING DEMOLITION WORK. IMMEDIATELY NOTIFY THE OWNER AND ARCHITECT
OF ANY DISCREPANCIES.  UPON COMPLETION OF THE DEMOLITION WORK, NOTIFY THE OWNER AND
ARCHITECT TO ALLOW THEIR INSPECTION AND EVALUATION OF CONDITIONS PREVIOUSLY CONCEALED.
PROVIDE A COMPLETE LIST OF ALL VISIBLE WATER DAMAGE LOCATIONS.

PARTITIONS:  WHERE STUD-FRAMED DRYWALL PARTITIONS, SOFFITS AND CEILINGS ARE INDICATED TO BE
REMOVED, THIS SHALL MEAN DEMOLITION AND REMOVAL OF THE ENTIRE ASSEMBLY INCLUDING WALL
FINSHES, FRAMING, BLOCKING, ACCESSORIES, TRIM, FIXTURES, ELECTRICAL DEVICES AND
CONDUIT/WIRING.  MAINTAIN ETR ELECTRICAL DEVICES AT OTHER ETR LOCATIONS SERVICED BY REMOVED
CONDUITS.

TEMPORARY DISCONNECTION OF UTILITIES:   TEMPORARILY DISCONNECT ALL ETR UTILITIES REQUIRED TO
PERFORM THE INDICATED WORK. COORDINATE THIS WORK WITH THE OWNER (OR BUILDING MANAGER)
PRIOR TO DISCONNECTING UTILITIES.  SCHEDULE THE WORK AS NECESSARY TO MINIMIZE THE IMPACT TO
OTHER TENANTS AND/OR OCCUPANTS. DO NOT DISCONNECT OR INTERUPT SERVICES TO OTHER TENANTS
OR OCCUPANTS WITHOUT PRIOR WRITTEN APPROVAL FROM THE OWNER (OR BUILDING MANAGEMENT).  RE-
CONNECT UTILITIES IMMEDIATELY AFTER COMPLETION OF THE WORK.  RE-ROUTE UTILITIES/CONNECTIONS
AS REQUIRED TO PROGRESS AROUND NEW CONSTRUCTION.  PROVIDE BLANK COVER PLATES AT
RECEPTACLES INDICATED TO BE ABANDONED IN-PLACE.

PROTECTING ETR UTILITIES:  VERIFY AND PROTECT ALL ETR CHASES PRIOR TO BEGINNING THE DEMOLITION
WORK.  DO NOT DAMAGE OR DISCONNECT EXISTING UTILITIES, UNLESS OTHERWISE NOTED.  MAINTAIN FULL
AND PROPER OPERATION OF THE BUILDING FIRE ALARM SYSTEM FOR THE DURATION OF THE DEMOLITION
(AND CONSTRUCTION) WORK.

REMOVING UTILITIES WITHIN DEMOLISHED WORK:   AT WALLS, PARTITIONS AND CASEWORK INDICATED TO BE
DEMOLISHED, DISCONNECT AND REMOVE ALL PIPING, CONDUIT AND WIRING BACK TO A POINT OF
CONCEALMENT.  PROPERLY CAP AND/OR PLUG TERMINATED ENDS.  MARK LOCATIONS OF TERMINATED
UTILITY LINES AND WIRES.

REMOVING SAFETY EQUIPMENT AT DEMOLISHED WORK:  AT WALLS, PARTITIONS AND CASEWORK INDICATED
TO BE DEMOLISHED, REMOVE ALL SAFETY EQUIPMENT INCLUDING BUT NOT LIMITED TO FIRE
EXTINGUISHERS, FIRE BLANKETS, AND FIRST AID KITS, SAVE FOR RELOCATION TO BE FIELD-COORDINATED
WITH OWNER/ARCHITECT

PERMIT & DISPOSAL:  OBTAIN ALL NECESSARY DEMOLITION PERMITS AND APPROVALS PRIOR TO
PROCEEDING WITH THE WORK.  DISPOSE OF ALL DEMOLISHED AND REMOVED MATERIALS IN A LEGAL METHOD
PER APPLICABLE REGULATIONS.  IMMEDIATELY NOTIFY THE ARCHITECT AND OWNER OF ANY MATERIALS
THAT ARE SUSPECTED OF CONTAINING HAZARDOUS MATERIALS.

STRUCTURE:  TAKE PRECAUTIONS TO PROPERLY SUPPORT STRUCTURES AFFECTED BY DEMOLITION
WORK.  CEASE DEMOLITION WORK AND NOTIFY ARCHITECT AND OWNER IMMEDIATELY IF THE SAFETY
AND/OR STRUCTURE APPEARS TO BE ENDANGERED.  DO NOT RESUME OPERATIONS UNTIL SAFETY IS
RESTORED.
STRUCTURAL MEMBERS SHALL NOT BE MODIFIED OR CUT WITHOUT THE APPROVAL OF THE ARCHITECT AND
STRUCTURAL ENGINEER.

FLOOR PREP:  REMOVE EXISTING FLOOR FINISH AND ADHESIVES IN AREAS TO RECEIVE NEW FLOOR FINISH,
UNLESS OTHERWISE NOTED.  PREP REMAINING SUBFLOOR SURFACE TO COMPLY WITH MANUFACTURER'S
RECOMMENDATIONS.

CLEANUP:  UPON COMPLETION OF THE DEMOLITION WORK, REMOVE ALL DEMOLITION DEBRIS, MATERIALS
AND TOOLS FROM THE SITE.  DO NOT LEAVE ANY UNSAFE CONDITIONS RESULTING FROM THE DEMOLITION
WORK.  SWEEP AND LEAVE THE SITE IN A CLEAN AND ORDERLY CONDITION.
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D01 REMOVE ALL FLOORING AND BASE THROUGHOUT.
D02 REMOVE ACT CEILING, EXIT DEVICES, CONDUIT BACK TO PANEL.
D03 REMOVE ALL DRYWALL PARTITIONS AS NOTED AND DASHED. REMOVE ALL

CONNECTIONS FROM FLOOR AND CEILING
D04 REMOVE AND DISPOSE OF EXISTING CASEWORK
D05 REMOVE PLUMBING FIXTURES AND APPLICABLE PLUMBING / ELECTRICAL

FEEDS BACK TO CORE / PANEL AND MAKE SAFE.  REFER TO MEP DRAWINGS
FOR ADDITIONAL INFORMATION.

D07 REMOVE EXISTING DOOR, FRAME, AND HARDWARE.
D08 REMOVE EXISTING WINDOW AND FRAME.
D09 REMOVE ALL TOILET PARTITIONS.
D10 REMOVE INDICATED PORTION OF PARTITION TO ALLOW FOR NEW DOOR

OPENING, COORDINATE WITH CONSTRUCTION DRAWINGS.
D12 EXISTING G.W.B.  AT EXTERIOR WALLS TO REMAIN.
D14 REMOVE CEILING MOUNTED EQUIPMENT.
D15 CUT TRENCH INTO CONCRETE SLAB FOR TELEDATA, COORDINATE WITH

ELECTRICAL DRAWINGS.
D16 REMOVE DAMAGED EXTERIOR WINDOWS, COORDINATE LOCATIONS WITH

OWNER/ARCHITECT.
D17 REMOVE AND SALVAGE DOOR, FRAME, AND HARDWARE.  sTORE FOR REUSE.
D18 REMOVE EXISTING WALL FINISHES TO STRUCTURE.
D20 REMOVE EXISTING DOOr AND HARDWARE, FRAME TO REMAIN.
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CONSTRUCTION PLAN LEGEND

CONSTRUCTION PLAN SHEET KEYNOTES

CONSTRUCTION PLAN GENERAL NOTES
1. REFER TO A00-01 FOR GENERAL CONSTRUCTION NOTES.
2. PREPARE AND PATCH, ALL AREAS AFFECTED BY DEMOLITION TO SMOOTH, LIKE-

NEW FINISH.
3. MATCH FINAL FINISH LEVEL AND QUALITY OF EXISTING WALLS AT ALL LOCATIONS

OF REMOVED WALL CONSTRUCTION.
4. MAINTAIN EXISTING RATED PARTITIONS, WHERE SHOWN.

DENOTES AREA "NOT IN CONTRACT"

EXISTING PARTITION TO REMAIN

NEW PARTITION

DOOR NUMBER, REFER TO DOOR AND HARDWARE SCHEDULE
ON SHEET A00-50 FOR FURTHER INFORMATION

PARTITION TYPE
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 1/4" = 1'-0"1 ENL. PLAN AT KITCHENETTE

 1/4" = 1'-0"2 ENL. PLAN AT TOILET ROOMS

 1/4" = 1'-0"3 ENLARGED FLOOR PLAN, RECEPTION

ISSUED FOR 50% CDS          09/13/2013
ISSUED FOR CONSTRUCTION        10/04/2013

Construction Plan Keynotes
C01 PATCH AMD REPAIR WALL TO MATCH EXISTING AT AREA OF REMOVED WALL

CONSTRUCTION  REPLACE WALL BASE AS REQUIRED, MATCH TO EXISTING.
PAINT, PT-1.

C02 INFILL DEMOLISHED OPENING TO MATCH ADJACENT EXISTING PARTITION
CONSTRUCTION AND RATING.

C03 EXISTING DOOR, FRAME AND HARDWARE TO REMAIN, PAINT PT-1.
C04 MECHOSHADE ROLLER SHADE TO BE INSTALLED AT ALL EXTERIOR WINDOWS.
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103 KITCHENETTE MICROWAVE AMANA RCS10MPSA OWNER GC OWNER COUNTER 22" 21" 15" - NEMA 5-15 120V 15A 60 Hz 1500W - -
103 KITCHENETTE TOASTER OVEN DELONGHI ESCLUSIVO OWNER GC OWNER COUNTER 19" 16" 10" - 120V 20A 1400W - -
103 KITCHENETTE ESPRESSO - - OWNER GC OWNER COUNTER 14" 18" 18" - 120V 20A - -
103 KITCHENETTE KEURIG COFFEE ARAMARK B-3000 KEURIG OWNER GC OWNER COUNTER 14" 18" 18" - 120V 20A - COLD WATER
103 KITCHENETTE SODA - - OWNER GC OWNER COUNTER 20" 17" 30" - 120V 15A 60Hz DRAINAGE COLD WATER
103 KITCHENETTE WATER ATLAS AWS 300CT OWNER GC OWNER COUNTER 14" 14" 18" - 120V 15A DRAINAGE COLD WATER
103 KITCHENETTE ICE MAKER MANITOWOC SN12/SN20 OWNER GC OWNER COUNTER 14" 14" 18" - 115V 10.3 A 60Hz DRAINAGE COLD WATER
103 KITCHENETTE REFRIGERATOR TRUE ETR OWNER GC -OWNER FLOOR 53" 35" 84" - NEMA 5-15 115V 10.6A 60Hz - -
102 HUB AREA FLAT SCREEN TV - - GC GC GC WALL 63" 4" 36" - - - POWER/DATA - -
101 LIVING ROOM FLAT SCREEN TV - - GC GC GC WALL 63" 4" 36" - - - POWER/DATA - -
104 CONF 4 FLAT SCREEN TV - - GC GC GC WALL 63" 4" 36" - - - POWER/DATA - -
106 TEAM FLAT SCREEN TV - - GC GC GC WALL 63" 4" 36" - - - POWER/DATA - -
111 TEAM FLAT SCREEN TV - - GC GC GC WALL 63" 4" 36" - - - POWER/DATA - -
112 TEAM FLAT SCREEN TV - - GC GC GC WALL 63" 4" 36" - - - POWER/DATA - -
113 TEAM FLAT SCREEN TV - - GC GC GC WALL 63" 4" 36" - - - POWER/DATA - -
126 QUIET ROOM U.C. REF GE GML04GAEBS OWNER GC OWNER FLOOR 20" 21" 34" - - - - -

ISSUED FOR 50% CDS          09/13/2013
ISSUED FOR CONSTRUCTION        10/04/2013
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