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ARCHITECTURAL DRAWINGS

Sheet
Number Sheet Name

A0.1 DRAWING LIST - ARCHITECTURE AND STRUCTURE

D1.01 BASEMENT DEMO PLAN (PUMP HOUSE)

D1.02 FIRST FLOOR DEMO PLAN (PUMP HOUSE)

D1.03 ATTIC DEMO PLAN (PUMP HOUSE)

D3.01 NORTH AND WEST DEMO ELEVATIONS (PUMP HOUSE)

D3.02 SOUTH AND EAST DEMO ELEVATIONS (PUMP HOUSE)

A0.3 UNIT DATA AND CODE SUMMARY - PUMP HOUSE BUILDING

A0.4 UNIT DATA AND CODE SUMMARY - NEW BUILDING

A1.00 BASEMENT & FIRST FLOOR PLAN - PUMP HOUSE BUILDING

A1.01 SECOND FLOOR & ATTIC PLANS - PUMP HOUSE BUILDING

A1.02 ROOF PLAN - PUMP HOUSE BUILDING

A1.03 FIRST & SECOND FLOOR PLANS - NEW

A1.04 THIRD & FOURTH FLOOR PLANS - NEW

A1.05 ROOF PLAN - NEW

A3.01 EXTERIOR ELEVATIONS - PUMP HOUSE BUILDING

A3.02 NEW BUILDING ELEVATIONS

A3.03 NEW BUILDING ELEVATIONS

A3.04 PERSPECTIVE VIEWS

A3.05 PERSPECTIVE VIEWS

A6.01 EXISTING AND PROPOSED WINDOW DETAILS

A6.02 EXISTING AND PROPOSED WINDOW DETAILS

A6.03 EXISTING AND PROPOSED WINDOW DETAILS

A7.1 ENLARGED UNIT PLAN - UNIT 1

A7.2 ENLARGED UNIT PLAN - UNIT 2

A7.3 ENLARGED UNIT PLAN - UNIT 2-A  (GROUP 2A ACCESSIBLE)

A7.4 ENLARGED UNIT PLAN - UNIT E1

A7.5 ENLARGED UNIT PLAN - UNIT E2  (GROUP 2A ACCESSIBLE)

A7.6 ENLARGED UNIT PLAN - UNIT E3
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S0.1 GENERAL NOTES

S0.2 GENERAL NOTES

SD1.00 BASEMENT AND FIRST FLOOR DEMOLITION PLAN

SD1.01 ATTIC & ROOF DEMOLITION PLAN

S1.00 BASEMENT AND FIRST FLOOR PLAN - PUMP HOUSE

S1.01 SECOND FLOOR AND ROOF PLANS - PUMP HOUSE

S1.02 FIRST AND SECOND FLOOR PLANS - NEW BUILDING

S1.03 THIRD AND FOURTH FLOOR PLANS - NEW BUILDING

S1.04 ROOF PLAN - NEW BUILDING

S3.01 TYPICAL CONCRETE DETAILS

S3.02 CONCRETE DETAILS

S4.01 TYPICAL MASONRY DETAILS

S5.01 TYPICAL STEEL DETAILS

S5.02 STEEL DETAILS

S7.01 TYPICAL WOOD DETAILS

S7.02 TYPICAL WOOD SHEAR WALL DETAILS

S7.03 WOOD DETAILS
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DEMOLITION GENERAL REQUIREMENTS:

1. ALL DEMOLITION AND SELECTIVE REMOVAL WORK INDICATED
ON DEMOLITION DRAWINGS TO BE COORDINATED WITH ALL OTHER
PROJECT DOCUMENTATION.

2. EXISTING AREAS TO REMAIN ARE AS INDICATED PER THE
LEGEND BELOW AND REFERED TO AS “BASE BUILDING”;   ALL OTHER
INTERIOR AREAS ARE CONSIDERED “AREAS OF WORK.”

3. REMOVE ALL EQUIPMENT, UTILITIES AND SYSTEMS IN THEIR
ENTIRETY, ABANDONED IN PLACE IS NOT ACCEPTABLE, EXCEPT WHERE
AN ITEM IS SPECIFICALLY INDICATED TO BE ABANDONED IN PLACE.

4. IDENTIFY ALL EXISTING STRUCTURE WHICH IS DAMAGED OR
UNSUITABLE FOR REUSE AND NOTIFY ARCHITECT IMMEDIATELY UPON
DISCOVERY.

5. OWNER AND ARCHITECT ASSUME NO RESPONSIBLILITY NOR
MAKES ANY CLAIM AS TO THE ACTUAL CONDITION OR STRUCTURAL
ADEQUACY OF ANY EXISTING CONSTRUCTION TO BE DEMOLISHED.  THE
CONTRACTOR SHALL INVESTIGATE AND ASSURE HIMSELF OF THE
CONDITION OF THE WORK TO BE DEMOLISHED AND SHALL TAKE ALL
PRECAUTIONS TO ENSURE SAFETY OF PERSONS AND PROPERTY.

6. CUT AND PROVIDE ALL NEW OPENINGS NEEDED TO
ACCOMMODATE WORK OF THE CONTRACT.  USE METHODS LEAST
LIKELY TO DAMAGE ADJOINING WORK.  PROTECT ADJACENT WORK
FROM DAMAGE DUE TO CUTTING OPERATIONS.  DO NOT CUT
STRUCTURAL MEMBERS OR BEARING WALLS NOT INDICATED ON THE
CONTRACT DRAWINGS WITHOUT PRIOR APPROVAL FROM ARCHITECT.

7. ALL MATERIALS AND EQUIPMENT TO BE REMOVED SHOULD BE
DISPOSED PROPERLY.

11. PROVIDE TEMPORARY COVER OVER WINDOW OPENINGS THAT
WILL REMAIN OPEN FOR MORE THAN ONE WEEK.

12. CAREFULLY REMOVE ALL ITEMS SURFACE-MOUNTED ON
MASONRY ASSEMBLIES WHICH WILL BE VISIBLE IN THE COMPLETED
WORK.  REMOVE ALL EMBEDMENTS WITHIN 4” OF EXTERIOR SURFACE
OF MASONRY EXCEPT ITEMS SPECIFICALLY INDICATED TO REMAIN
AND ITEMS EMBEDDED AND BUILT INTO MASONRY.
ITEMS EMBEDDED OR BUILT INTO MASONRY SHALL BE REMOVED BY
THE MASONRY SUBCONTRACTOR.
WITHOUT LIMITATION, REMOVE THE FOLLOWING:
BOTS, ANCHOURS, FASTENERS, CLIPS, SCREWS, BUT NOT ITEMS THAT
REQUIRE MASONRY CHIPPING OR CUTTING.  REMOVE PIPES,
CONDUITS, BACK BOXES, FITTINGS, SIGNS AND ALL ITEMS AS NOTED.
ALL OTHER ITEMS NOT INDICATED TO REMAIN SHALL BE REMOVED.

8. ENGINEER AND PROVIDE TEMPORARY SHORING AND BRACING
FOR ALL CUTTING OF NEW OPENINGS INTO EXISTING CONSTRUCTION.
THE CONTRACTOR IS SOLELY RESPONSIBLE FOR MEANS, METHODS AND
TECHNIQUES OF CONSTRUCTION AND FOR SAFETY OF PERSONS AND
PROPERTY.

9. COORDINATE MASONRY CUTTING WITH THE MASONRY
SUBCONTRACTOR.  ENSURE THAT MASONRY IS STRUCTURALLY STABLE
AND THAT ONLY FINISHED MASONRY SURFACES WILL BE EXPOSED IN
THE FINISHED WORK.

10. CUT APART OR DISASSEMBLE LARGE ITEMS SO THAT THE ITEM
CAN BE MOVED OUT OF THE BUILDING THROUGH AVAILABLE OPENINGS.

DEMOLITION GENERAL NOTES:

A. REMOVE ALL EXISTING WINDOWS, FRAMES AND BLOCKING TO MASONRY.
(CONTRACTOR TO INSPECT BLOCKING AND DETERMINE IF IT CAN BE REUSED FOR
REPLACEMENT WINDOWS)

B. REMOVE ALL EXISTING FURRED FINISH TO MASONRY AT EXTERIOR WALLS.
             REMOVE ALL PLASTER AND LATH APPLIED DIRECTLY TO MASONRY.
C. REMOVE ALL EXISTING FLOOR ASSEMBLIES, INCLUDING STRUCTURAL BEAMS
D. DEMO EXISTING SLAB ON GRADE IN ACCORDANCE WITH STRUCTURAL DRAWINGS
E. REMOVE ALL EXISTING CONDUIT, GUTTER AND ELEC. FIXTURES ON BUILDING
             EXTERIOR
F. REMOVE ALL VEGETATION FROM EXTERIOR WALLS.
G. REMOVE ALL ROOF PENETRATIONS AND VENTS AND PROVIDE FRAMING AT OPENINGS
H. REMOVE ALL EXTERIOR WALL PENETRATIONS AND VENTS, REPAIR WITH MASONRY
             TO MATCH EXISTING
I.           REPAIR EXISTING EXTERIOR WOOD CORNICE
J. REMOVE METAL TRIM AT ROOF EDGES , SALVAGE PORTION FOR REPLICATION.
K. REMOVE ALL ROOFING MATERIAL TO SUBSTRATE, REPAIR AS NECESSARY.
L. CLEAN EXTERIOR WALL MASONRY AND REPOINT WHERE NECESSARY.
M. REPLACE STONE SILLS AND HEADERS WHERE DETERIORATION EVIDENT.
O. REPAIR AREAS OF EXTERIOR WALL  WHERE DETERIORATION WITH MASONRY TO

TO MATCH EXISTING
P. REMOVE ALL INTERIOR FIXTURES AND PARTITIONS, INCLUDING FIREWALLS

DEMOLITION KEY NOTES:

08
REMOVE EXISTING CHIMNEY, PROVIDE FRAMING IN
OPENING

07 PROTECT AND REPAIR EXISTING SASH AND GLAZING

09
PROTECT AND REPAIR EXISTING WINDOW UNIT AND
TRIM

10
REPAIR DISTURBED OPENING TO ORIGIINAL EXTENTS
WITH  MASONRY TO MATCH EXISTING

06
REMOVE EXTERIOR DOOR, REPAIR FRAME AND TRIM
AS NOTED

05
REMOVE EXTERIOR ENTRANCE AND TRIM TO
MASONRY OPENING

04
REMOVE POURED CONCRETE FILL AND REPAIR WITH
MASONRY TO MATCH EXISTING

01
REMOVE AREAWAY, PREPARE OPENING IN
FOUNDATION WALL FOR NEW DOOR UNIT

02
REMOVE ATTACHED STORAGE STRUCTURE, REPAIR
ANY PENETRATIONS IN FOUNDATION WALL

03
REMOVE EXTERIOR DOOR AND FRAME.  FILL
OPENING WITH MASONRY TO MATCH EXISTING

EXISTING WALL TO REMAIN

EXISTING CONSTRUCTION TO BE
REMOVED OR MODIFIED (SEE NOTES)

DEMOLITION LEGEND
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DEMOLITION GENERAL REQUIREMENTS:

1. ALL DEMOLITION AND SELECTIVE REMOVAL WORK INDICATED
ON DEMOLITION DRAWINGS TO BE COORDINATED WITH ALL OTHER
PROJECT DOCUMENTATION.

2. EXISTING AREAS TO REMAIN ARE AS INDICATED PER THE
LEGEND BELOW AND REFERED TO AS “BASE BUILDING”;   ALL OTHER
INTERIOR AREAS ARE CONSIDERED “AREAS OF WORK.”

3. REMOVE ALL EQUIPMENT, UTILITIES AND SYSTEMS IN THEIR
ENTIRETY, ABANDONED IN PLACE IS NOT ACCEPTABLE, EXCEPT WHERE
AN ITEM IS SPECIFICALLY INDICATED TO BE ABANDONED IN PLACE.

4. IDENTIFY ALL EXISTING STRUCTURE WHICH IS DAMAGED OR
UNSUITABLE FOR REUSE AND NOTIFY ARCHITECT IMMEDIATELY UPON
DISCOVERY.

5. OWNER AND ARCHITECT ASSUME NO RESPONSIBLILITY NOR
MAKES ANY CLAIM AS TO THE ACTUAL CONDITION OR STRUCTURAL
ADEQUACY OF ANY EXISTING CONSTRUCTION TO BE DEMOLISHED.  THE
CONTRACTOR SHALL INVESTIGATE AND ASSURE HIMSELF OF THE
CONDITION OF THE WORK TO BE DEMOLISHED AND SHALL TAKE ALL
PRECAUTIONS TO ENSURE SAFETY OF PERSONS AND PROPERTY.

6. CUT AND PROVIDE ALL NEW OPENINGS NEEDED TO
ACCOMMODATE WORK OF THE CONTRACT.  USE METHODS LEAST
LIKELY TO DAMAGE ADJOINING WORK.  PROTECT ADJACENT WORK
FROM DAMAGE DUE TO CUTTING OPERATIONS.  DO NOT CUT
STRUCTURAL MEMBERS OR BEARING WALLS NOT INDICATED ON THE
CONTRACT DRAWINGS WITHOUT PRIOR APPROVAL FROM ARCHITECT.

7. ALL MATERIALS AND EQUIPMENT TO BE REMOVED SHOULD BE
DISPOSED PROPERLY.

11. PROVIDE TEMPORARY COVER OVER WINDOW OPENINGS THAT
WILL REMAIN OPEN FOR MORE THAN ONE WEEK.

12. CAREFULLY REMOVE ALL ITEMS SURFACE-MOUNTED ON
MASONRY ASSEMBLIES WHICH WILL BE VISIBLE IN THE COMPLETED
WORK.  REMOVE ALL EMBEDMENTS WITHIN 4” OF EXTERIOR SURFACE
OF MASONRY EXCEPT ITEMS SPECIFICALLY INDICATED TO REMAIN
AND ITEMS EMBEDDED AND BUILT INTO MASONRY.
ITEMS EMBEDDED OR BUILT INTO MASONRY SHALL BE REMOVED BY
THE MASONRY SUBCONTRACTOR.
WITHOUT LIMITATION, REMOVE THE FOLLOWING:
BOTS, ANCHOURS, FASTENERS, CLIPS, SCREWS, BUT NOT ITEMS THAT
REQUIRE MASONRY CHIPPING OR CUTTING.  REMOVE PIPES,
CONDUITS, BACK BOXES, FITTINGS, SIGNS AND ALL ITEMS AS NOTED.
ALL OTHER ITEMS NOT INDICATED TO REMAIN SHALL BE REMOVED.

8. ENGINEER AND PROVIDE TEMPORARY SHORING AND BRACING
FOR ALL CUTTING OF NEW OPENINGS INTO EXISTING CONSTRUCTION.
THE CONTRACTOR IS SOLELY RESPONSIBLE FOR MEANS, METHODS AND
TECHNIQUES OF CONSTRUCTION AND FOR SAFETY OF PERSONS AND
PROPERTY.

9. COORDINATE MASONRY CUTTING WITH THE MASONRY
SUBCONTRACTOR.  ENSURE THAT MASONRY IS STRUCTURALLY STABLE
AND THAT ONLY FINISHED MASONRY SURFACES WILL BE EXPOSED IN
THE FINISHED WORK.

10. CUT APART OR DISASSEMBLE LARGE ITEMS SO THAT THE ITEM
CAN BE MOVED OUT OF THE BUILDING THROUGH AVAILABLE OPENINGS.

DEMOLITION GENERAL NOTES:

A. REMOVE ALL EXISTING WINDOWS, FRAMES AND BLOCKING TO MASONRY.
(CONTRACTOR TO INSPECT BLOCKING AND DETERMINE IF IT CAN BE REUSED FOR
REPLACEMENT WINDOWS)

B. REMOVE ALL EXISTING FURRED FINISH TO MASONRY AT EXTERIOR WALLS.
             REMOVE ALL PLASTER AND LATH APPLIED DIRECTLY TO MASONRY.
C. REMOVE ALL EXISTING FLOOR ASSEMBLIES, INCLUDING STRUCTURAL BEAMS
D. DEMO EXISTING SLAB ON GRADE IN ACCORDANCE WITH STRUCTURAL DRAWINGS
E. REMOVE ALL EXISTING CONDUIT, GUTTER AND ELEC. FIXTURES ON BUILDING
             EXTERIOR
F. REMOVE ALL VEGETATION FROM EXTERIOR WALLS.
G. REMOVE ALL ROOF PENETRATIONS AND VENTS AND PROVIDE FRAMING AT OPENINGS
H. REMOVE ALL EXTERIOR WALL PENETRATIONS AND VENTS, REPAIR WITH MASONRY
             TO MATCH EXISTING
I.           REPAIR EXISTING EXTERIOR WOOD CORNICE
J. REMOVE METAL TRIM AT ROOF EDGES , SALVAGE PORTION FOR REPLICATION.
K. REMOVE ALL ROOFING MATERIAL TO SUBSTRATE, REPAIR AS NECESSARY.
L. CLEAN EXTERIOR WALL MASONRY AND REPOINT WHERE NECESSARY.
M. REPLACE STONE SILLS AND HEADERS WHERE DETERIORATION EVIDENT.
O. REPAIR AREAS OF EXTERIOR WALL  WHERE DETERIORATION WITH MASONRY TO

TO MATCH EXISTING
P. REMOVE ALL INTERIOR FIXTURES AND PARTITIONS, INCLUDING FIREWALLS

DEMOLITION KEY NOTES:

08
REMOVE EXISTING CHIMNEY, PROVIDE FRAMING IN
OPENING

07 PROTECT AND REPAIR EXISTING SASH AND GLAZING

09
PROTECT AND REPAIR EXISTING WINDOW UNIT AND
TRIM

10
REPAIR DISTURBED OPENING TO ORIGIINAL EXTENTS
WITH  MASONRY TO MATCH EXISTING

06
REMOVE EXTERIOR DOOR, REPAIR FRAME AND TRIM
AS NOTED

05
REMOVE EXTERIOR ENTRANCE AND TRIM TO
MASONRY OPENING

04
REMOVE POURED CONCRETE FILL AND REPAIR WITH
MASONRY TO MATCH EXISTING

01
REMOVE AREAWAY, PREPARE OPENING IN
FOUNDATION WALL FOR NEW DOOR UNIT

02
REMOVE ATTACHED STORAGE STRUCTURE, REPAIR
ANY PENETRATIONS IN FOUNDATION WALL

03
REMOVE EXTERIOR DOOR AND FRAME.  FILL
OPENING WITH MASONRY TO MATCH EXISTING

EXISTING WALL TO REMAIN

EXISTING CONSTRUCTION TO BE
REMOVED OR MODIFIED (SEE NOTES)
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First Floor Demo Plan (Pump House)
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DEMOLITION GENERAL REQUIREMENTS:

1. ALL DEMOLITION AND SELECTIVE REMOVAL WORK INDICATED
ON DEMOLITION DRAWINGS TO BE COORDINATED WITH ALL OTHER
PROJECT DOCUMENTATION.

2. EXISTING AREAS TO REMAIN ARE AS INDICATED PER THE
LEGEND BELOW AND REFERED TO AS “BASE BUILDING”;   ALL OTHER
INTERIOR AREAS ARE CONSIDERED “AREAS OF WORK.”

3. REMOVE ALL EQUIPMENT, UTILITIES AND SYSTEMS IN THEIR
ENTIRETY, ABANDONED IN PLACE IS NOT ACCEPTABLE, EXCEPT WHERE
AN ITEM IS SPECIFICALLY INDICATED TO BE ABANDONED IN PLACE.

4. IDENTIFY ALL EXISTING STRUCTURE WHICH IS DAMAGED OR
UNSUITABLE FOR REUSE AND NOTIFY ARCHITECT IMMEDIATELY UPON
DISCOVERY.

5. OWNER AND ARCHITECT ASSUME NO RESPONSIBLILITY NOR
MAKES ANY CLAIM AS TO THE ACTUAL CONDITION OR STRUCTURAL
ADEQUACY OF ANY EXISTING CONSTRUCTION TO BE DEMOLISHED.  THE
CONTRACTOR SHALL INVESTIGATE AND ASSURE HIMSELF OF THE
CONDITION OF THE WORK TO BE DEMOLISHED AND SHALL TAKE ALL
PRECAUTIONS TO ENSURE SAFETY OF PERSONS AND PROPERTY.

6. CUT AND PROVIDE ALL NEW OPENINGS NEEDED TO
ACCOMMODATE WORK OF THE CONTRACT.  USE METHODS LEAST
LIKELY TO DAMAGE ADJOINING WORK.  PROTECT ADJACENT WORK
FROM DAMAGE DUE TO CUTTING OPERATIONS.  DO NOT CUT
STRUCTURAL MEMBERS OR BEARING WALLS NOT INDICATED ON THE
CONTRACT DRAWINGS WITHOUT PRIOR APPROVAL FROM ARCHITECT.

7. ALL MATERIALS AND EQUIPMENT TO BE REMOVED SHOULD BE
DISPOSED PROPERLY.

11. PROVIDE TEMPORARY COVER OVER WINDOW OPENINGS THAT
WILL REMAIN OPEN FOR MORE THAN ONE WEEK.

12. CAREFULLY REMOVE ALL ITEMS SURFACE-MOUNTED ON
MASONRY ASSEMBLIES WHICH WILL BE VISIBLE IN THE COMPLETED
WORK.  REMOVE ALL EMBEDMENTS WITHIN 4” OF EXTERIOR SURFACE
OF MASONRY EXCEPT ITEMS SPECIFICALLY INDICATED TO REMAIN
AND ITEMS EMBEDDED AND BUILT INTO MASONRY.
ITEMS EMBEDDED OR BUILT INTO MASONRY SHALL BE REMOVED BY
THE MASONRY SUBCONTRACTOR.
WITHOUT LIMITATION, REMOVE THE FOLLOWING:
BOTS, ANCHOURS, FASTENERS, CLIPS, SCREWS, BUT NOT ITEMS THAT
REQUIRE MASONRY CHIPPING OR CUTTING.  REMOVE PIPES,
CONDUITS, BACK BOXES, FITTINGS, SIGNS AND ALL ITEMS AS NOTED.
ALL OTHER ITEMS NOT INDICATED TO REMAIN SHALL BE REMOVED.

8. ENGINEER AND PROVIDE TEMPORARY SHORING AND BRACING
FOR ALL CUTTING OF NEW OPENINGS INTO EXISTING CONSTRUCTION.
THE CONTRACTOR IS SOLELY RESPONSIBLE FOR MEANS, METHODS AND
TECHNIQUES OF CONSTRUCTION AND FOR SAFETY OF PERSONS AND
PROPERTY.

9. COORDINATE MASONRY CUTTING WITH THE MASONRY
SUBCONTRACTOR.  ENSURE THAT MASONRY IS STRUCTURALLY STABLE
AND THAT ONLY FINISHED MASONRY SURFACES WILL BE EXPOSED IN
THE FINISHED WORK.

10. CUT APART OR DISASSEMBLE LARGE ITEMS SO THAT THE ITEM
CAN BE MOVED OUT OF THE BUILDING THROUGH AVAILABLE OPENINGS.

DEMOLITION GENERAL NOTES:

A. REMOVE ALL EXISTING WINDOWS, FRAMES AND BLOCKING TO MASONRY.
(CONTRACTOR TO INSPECT BLOCKING AND DETERMINE IF IT CAN BE REUSED FOR
REPLACEMENT WINDOWS)

B. REMOVE ALL EXISTING FURRED FINISH TO MASONRY AT EXTERIOR WALLS.
             REMOVE ALL PLASTER AND LATH APPLIED DIRECTLY TO MASONRY.
C. REMOVE ALL EXISTING FLOOR ASSEMBLIES, INCLUDING STRUCTURAL BEAMS
D. DEMO EXISTING SLAB ON GRADE IN ACCORDANCE WITH STRUCTURAL DRAWINGS
E. REMOVE ALL EXISTING CONDUIT, GUTTER AND ELEC. FIXTURES ON BUILDING
             EXTERIOR
F. REMOVE ALL VEGETATION FROM EXTERIOR WALLS.
G. REMOVE ALL ROOF PENETRATIONS AND VENTS AND PROVIDE FRAMING AT OPENINGS
H. REMOVE ALL EXTERIOR WALL PENETRATIONS AND VENTS, REPAIR WITH MASONRY
             TO MATCH EXISTING
I.           REPAIR EXISTING EXTERIOR WOOD CORNICE
J. REMOVE METAL TRIM AT ROOF EDGES , SALVAGE PORTION FOR REPLICATION.
K. REMOVE ALL ROOFING MATERIAL TO SUBSTRATE, REPAIR AS NECESSARY.
L. CLEAN EXTERIOR WALL MASONRY AND REPOINT WHERE NECESSARY.
M. REPLACE STONE SILLS AND HEADERS WHERE DETERIORATION EVIDENT.
O. REPAIR AREAS OF EXTERIOR WALL  WHERE DETERIORATION WITH MASONRY TO

TO MATCH EXISTING
P. REMOVE ALL INTERIOR FIXTURES AND PARTITIONS, INCLUDING FIREWALLS

DEMOLITION KEY NOTES:

08
REMOVE EXISTING CHIMNEY, PROVIDE FRAMING IN
OPENING

07 PROTECT AND REPAIR EXISTING SASH AND GLAZING

09
PROTECT AND REPAIR EXISTING WINDOW UNIT AND
TRIM

10
REPAIR DISTURBED OPENING TO ORIGIINAL EXTENTS
WITH  MASONRY TO MATCH EXISTING

06
REMOVE EXTERIOR DOOR, REPAIR FRAME AND TRIM
AS NOTED

05
REMOVE EXTERIOR ENTRANCE AND TRIM TO
MASONRY OPENING

04
REMOVE POURED CONCRETE FILL AND REPAIR WITH
MASONRY TO MATCH EXISTING

01
REMOVE AREAWAY, PREPARE OPENING IN
FOUNDATION WALL FOR NEW DOOR UNIT

02
REMOVE ATTACHED STORAGE STRUCTURE, REPAIR
ANY PENETRATIONS IN FOUNDATION WALL

03
REMOVE EXTERIOR DOOR AND FRAME.  FILL
OPENING WITH MASONRY TO MATCH EXISTING

EXISTING WALL TO REMAIN

EXISTING CONSTRUCTION TO BE
REMOVED OR MODIFIED (SEE NOTES)
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 1/8" = 1'-0"
1

Attic Demo Plan (Pump House)



First Floor
0' - 0"

Existing Attic
13' - 2"

Bottom of Truss (Pump
House)

18' - 10 1/4"

A6.01

8

05

08

First Floor
0' - 0"

Existing Attic
13' - 2"

Bottom of Truss (Pump
House)

18' - 10 1/4"

A6.01

4

06

02

07

DEMOLITION GENERAL REQUIREMENTS:

1. ALL DEMOLITION AND SELECTIVE REMOVAL WORK INDICATED
ON DEMOLITION DRAWINGS TO BE COORDINATED WITH ALL OTHER
PROJECT DOCUMENTATION.

2. EXISTING AREAS TO REMAIN ARE AS INDICATED PER THE
LEGEND BELOW AND REFERED TO AS “BASE BUILDING”;   ALL OTHER
INTERIOR AREAS ARE CONSIDERED “AREAS OF WORK.”

3. REMOVE ALL EQUIPMENT, UTILITIES AND SYSTEMS IN THEIR
ENTIRETY, ABANDONED IN PLACE IS NOT ACCEPTABLE, EXCEPT WHERE
AN ITEM IS SPECIFICALLY INDICATED TO BE ABANDONED IN PLACE.

4. IDENTIFY ALL EXISTING STRUCTURE WHICH IS DAMAGED OR
UNSUITABLE FOR REUSE AND NOTIFY ARCHITECT IMMEDIATELY UPON
DISCOVERY.

5. OWNER AND ARCHITECT ASSUME NO RESPONSIBLILITY NOR
MAKES ANY CLAIM AS TO THE ACTUAL CONDITION OR STRUCTURAL
ADEQUACY OF ANY EXISTING CONSTRUCTION TO BE DEMOLISHED.  THE
CONTRACTOR SHALL INVESTIGATE AND ASSURE HIMSELF OF THE
CONDITION OF THE WORK TO BE DEMOLISHED AND SHALL TAKE ALL
PRECAUTIONS TO ENSURE SAFETY OF PERSONS AND PROPERTY.

6. CUT AND PROVIDE ALL NEW OPENINGS NEEDED TO
ACCOMMODATE WORK OF THE CONTRACT.  USE METHODS LEAST
LIKELY TO DAMAGE ADJOINING WORK.  PROTECT ADJACENT WORK
FROM DAMAGE DUE TO CUTTING OPERATIONS.  DO NOT CUT
STRUCTURAL MEMBERS OR BEARING WALLS NOT INDICATED ON THE
CONTRACT DRAWINGS WITHOUT PRIOR APPROVAL FROM ARCHITECT.

7. ALL MATERIALS AND EQUIPMENT TO BE REMOVED SHOULD BE
DISPOSED PROPERLY.

11. PROVIDE TEMPORARY COVER OVER WINDOW OPENINGS THAT
WILL REMAIN OPEN FOR MORE THAN ONE WEEK.

12. CAREFULLY REMOVE ALL ITEMS SURFACE-MOUNTED ON
MASONRY ASSEMBLIES WHICH WILL BE VISIBLE IN THE COMPLETED
WORK.  REMOVE ALL EMBEDMENTS WITHIN 4” OF EXTERIOR SURFACE
OF MASONRY EXCEPT ITEMS SPECIFICALLY INDICATED TO REMAIN
AND ITEMS EMBEDDED AND BUILT INTO MASONRY.
ITEMS EMBEDDED OR BUILT INTO MASONRY SHALL BE REMOVED BY
THE MASONRY SUBCONTRACTOR.
WITHOUT LIMITATION, REMOVE THE FOLLOWING:
BOTS, ANCHOURS, FASTENERS, CLIPS, SCREWS, BUT NOT ITEMS THAT
REQUIRE MASONRY CHIPPING OR CUTTING.  REMOVE PIPES,
CONDUITS, BACK BOXES, FITTINGS, SIGNS AND ALL ITEMS AS NOTED.
ALL OTHER ITEMS NOT INDICATED TO REMAIN SHALL BE REMOVED.

8. ENGINEER AND PROVIDE TEMPORARY SHORING AND BRACING
FOR ALL CUTTING OF NEW OPENINGS INTO EXISTING CONSTRUCTION.
THE CONTRACTOR IS SOLELY RESPONSIBLE FOR MEANS, METHODS AND
TECHNIQUES OF CONSTRUCTION AND FOR SAFETY OF PERSONS AND
PROPERTY.

9. COORDINATE MASONRY CUTTING WITH THE MASONRY
SUBCONTRACTOR.  ENSURE THAT MASONRY IS STRUCTURALLY STABLE
AND THAT ONLY FINISHED MASONRY SURFACES WILL BE EXPOSED IN
THE FINISHED WORK.

10. CUT APART OR DISASSEMBLE LARGE ITEMS SO THAT THE ITEM
CAN BE MOVED OUT OF THE BUILDING THROUGH AVAILABLE OPENINGS.

DEMOLITION GENERAL NOTES:

A. REMOVE ALL EXISTING WINDOWS, FRAMES AND BLOCKING TO MASONRY.
(CONTRACTOR TO INSPECT BLOCKING AND DETERMINE IF IT CAN BE REUSED FOR
REPLACEMENT WINDOWS)

B. REMOVE ALL EXISTING FURRED FINISH TO MASONRY AT EXTERIOR WALLS.
             REMOVE ALL PLASTER AND LATH APPLIED DIRECTLY TO MASONRY.
C. REMOVE ALL EXISTING FLOOR ASSEMBLIES, INCLUDING STRUCTURAL BEAMS
D. DEMO EXISTING SLAB ON GRADE IN ACCORDANCE WITH STRUCTURAL DRAWINGS
E. REMOVE ALL EXISTING CONDUIT, GUTTER AND ELEC. FIXTURES ON BUILDING
             EXTERIOR
F. REMOVE ALL VEGETATION FROM EXTERIOR WALLS.
G. REMOVE ALL ROOF PENETRATIONS AND VENTS AND PROVIDE FRAMING AT OPENINGS
H. REMOVE ALL EXTERIOR WALL PENETRATIONS AND VENTS, REPAIR WITH MASONRY
             TO MATCH EXISTING
I.           REPAIR EXISTING EXTERIOR WOOD CORNICE
J. REMOVE METAL TRIM AT ROOF EDGES , SALVAGE PORTION FOR REPLICATION.
K. REMOVE ALL ROOFING MATERIAL TO SUBSTRATE, REPAIR AS NECESSARY.
L. CLEAN EXTERIOR WALL MASONRY AND REPOINT WHERE NECESSARY.
M. REPLACE STONE SILLS AND HEADERS WHERE DETERIORATION EVIDENT.
O. REPAIR AREAS OF EXTERIOR WALL  WHERE DETERIORATION WITH MASONRY TO

TO MATCH EXISTING
P. REMOVE ALL INTERIOR FIXTURES AND PARTITIONS, INCLUDING FIREWALLS

DEMOLITION KEY NOTES:

08
REMOVE EXISTING CHIMNEY, PROVIDE FRAMING IN
OPENING

07 PROTECT AND REPAIR EXISTING SASH AND GLAZING

09
PROTECT AND REPAIR EXISTING WINDOW UNIT AND
TRIM

10
REPAIR DISTURBED OPENING TO ORIGIINAL EXTENTS
WITH  MASONRY TO MATCH EXISTING

06
REMOVE EXTERIOR DOOR, REPAIR FRAME AND TRIM
AS NOTED

05
REMOVE EXTERIOR ENTRANCE AND TRIM TO
MASONRY OPENING

04
REMOVE POURED CONCRETE FILL AND REPAIR WITH
MASONRY TO MATCH EXISTING

01
REMOVE AREAWAY, PREPARE OPENING IN
FOUNDATION WALL FOR NEW DOOR UNIT

02
REMOVE ATTACHED STORAGE STRUCTURE, REPAIR
ANY PENETRATIONS IN FOUNDATION WALL

03
REMOVE EXTERIOR DOOR AND FRAME.  FILL
OPENING WITH MASONRY TO MATCH EXISTING

EXISTING WALL TO REMAIN

EXISTING CONSTRUCTION TO BE
REMOVED OR MODIFIED (SEE NOTES)

DEMOLITION LEGEND

281 Summer Street

Boston, MA 02210

Tel   617.426.5004

Fax   617.426.0046
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NORTH AND WEST
DEMO ELEVATIONS

(PUMP HOUSE)

Mystic Water
Works at Capen

Court

2010080.00
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Somerville Housing Authority Tel: 617-625-1125
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R.W. Sullivan Engineering Fax: 617-523-8016
MEP/FP Engineer Tel: 617-523-8227

L.A. Fuess Partners Fax: 617-948-5710
Structural Engineer Tel: 617-948-5700

Nitsch Engineering Fax: 617-338-6472
Civil Engineer Tel: 617-338-0063

Copley Wolff Design Group Fax: 617-654-9002
Landscape Consultant Tel: 617-654-9000

R.W. Sullivan Engineering Fax: 617-523-8016
Code Consultant Tel: 617-523-8227

VJ Associates Fax: 781-444-8242
Cost Estimator Tel: 781-444-8200
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 1/8" = 1'-0"
1

Demo North Elevation (Pump House)

 1/8" = 1'-0"
3

Demo West Elevation (Pump House)



First Floor
0' - 0"

Existing Attic
13' - 2"
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DEMOLITION GENERAL REQUIREMENTS:

1. ALL DEMOLITION AND SELECTIVE REMOVAL WORK INDICATED
ON DEMOLITION DRAWINGS TO BE COORDINATED WITH ALL OTHER
PROJECT DOCUMENTATION.

2. EXISTING AREAS TO REMAIN ARE AS INDICATED PER THE
LEGEND BELOW AND REFERED TO AS “BASE BUILDING”;   ALL OTHER
INTERIOR AREAS ARE CONSIDERED “AREAS OF WORK.”

3. REMOVE ALL EQUIPMENT, UTILITIES AND SYSTEMS IN THEIR
ENTIRETY, ABANDONED IN PLACE IS NOT ACCEPTABLE, EXCEPT WHERE
AN ITEM IS SPECIFICALLY INDICATED TO BE ABANDONED IN PLACE.

4. IDENTIFY ALL EXISTING STRUCTURE WHICH IS DAMAGED OR
UNSUITABLE FOR REUSE AND NOTIFY ARCHITECT IMMEDIATELY UPON
DISCOVERY.

5. OWNER AND ARCHITECT ASSUME NO RESPONSIBLILITY NOR
MAKES ANY CLAIM AS TO THE ACTUAL CONDITION OR STRUCTURAL
ADEQUACY OF ANY EXISTING CONSTRUCTION TO BE DEMOLISHED.  THE
CONTRACTOR SHALL INVESTIGATE AND ASSURE HIMSELF OF THE
CONDITION OF THE WORK TO BE DEMOLISHED AND SHALL TAKE ALL
PRECAUTIONS TO ENSURE SAFETY OF PERSONS AND PROPERTY.

6. CUT AND PROVIDE ALL NEW OPENINGS NEEDED TO
ACCOMMODATE WORK OF THE CONTRACT.  USE METHODS LEAST
LIKELY TO DAMAGE ADJOINING WORK.  PROTECT ADJACENT WORK
FROM DAMAGE DUE TO CUTTING OPERATIONS.  DO NOT CUT
STRUCTURAL MEMBERS OR BEARING WALLS NOT INDICATED ON THE
CONTRACT DRAWINGS WITHOUT PRIOR APPROVAL FROM ARCHITECT.

7. ALL MATERIALS AND EQUIPMENT TO BE REMOVED SHOULD BE
DISPOSED PROPERLY.

11. PROVIDE TEMPORARY COVER OVER WINDOW OPENINGS THAT
WILL REMAIN OPEN FOR MORE THAN ONE WEEK.

12. CAREFULLY REMOVE ALL ITEMS SURFACE-MOUNTED ON
MASONRY ASSEMBLIES WHICH WILL BE VISIBLE IN THE COMPLETED
WORK.  REMOVE ALL EMBEDMENTS WITHIN 4” OF EXTERIOR SURFACE
OF MASONRY EXCEPT ITEMS SPECIFICALLY INDICATED TO REMAIN
AND ITEMS EMBEDDED AND BUILT INTO MASONRY.
ITEMS EMBEDDED OR BUILT INTO MASONRY SHALL BE REMOVED BY
THE MASONRY SUBCONTRACTOR.
WITHOUT LIMITATION, REMOVE THE FOLLOWING:
BOTS, ANCHOURS, FASTENERS, CLIPS, SCREWS, BUT NOT ITEMS THAT
REQUIRE MASONRY CHIPPING OR CUTTING.  REMOVE PIPES,
CONDUITS, BACK BOXES, FITTINGS, SIGNS AND ALL ITEMS AS NOTED.
ALL OTHER ITEMS NOT INDICATED TO REMAIN SHALL BE REMOVED.

8. ENGINEER AND PROVIDE TEMPORARY SHORING AND BRACING
FOR ALL CUTTING OF NEW OPENINGS INTO EXISTING CONSTRUCTION.
THE CONTRACTOR IS SOLELY RESPONSIBLE FOR MEANS, METHODS AND
TECHNIQUES OF CONSTRUCTION AND FOR SAFETY OF PERSONS AND
PROPERTY.

9. COORDINATE MASONRY CUTTING WITH THE MASONRY
SUBCONTRACTOR.  ENSURE THAT MASONRY IS STRUCTURALLY STABLE
AND THAT ONLY FINISHED MASONRY SURFACES WILL BE EXPOSED IN
THE FINISHED WORK.

10. CUT APART OR DISASSEMBLE LARGE ITEMS SO THAT THE ITEM
CAN BE MOVED OUT OF THE BUILDING THROUGH AVAILABLE OPENINGS.

DEMOLITION KEY NOTES:

08
REMOVE EXISTING CHIMNEY, PROVIDE FRAMING IN
OPENING

07 PROTECT AND REPAIR EXISTING SASH AND GLAZING

09
PROTECT AND REPAIR EXISTING WINDOW UNIT AND
TRIM

10
REPAIR DISTURBED OPENING TO ORIGIINAL EXTENTS
WITH  MASONRY TO MATCH EXISTING

06
REMOVE EXTERIOR DOOR, REPAIR FRAME AND TRIM
AS NOTED

05
REMOVE EXTERIOR ENTRANCE AND TRIM TO
MASONRY OPENING

04
REMOVE POURED CONCRETE FILL AND REPAIR WITH
MASONRY TO MATCH EXISTING

01
REMOVE AREAWAY, PREPARE OPENING IN
FOUNDATION WALL FOR NEW DOOR UNIT

02
REMOVE ATTACHED STORAGE STRUCTURE, REPAIR
ANY PENETRATIONS IN FOUNDATION WALL

03
REMOVE EXTERIOR DOOR AND FRAME.  FILL
OPENING WITH MASONRY TO MATCH EXISTING

DEMOLITION GENERAL NOTES:

A. REMOVE ALL EXISTING WINDOWS, FRAMES AND BLOCKING TO MASONRY.
(CONTRACTOR TO INSPECT BLOCKING AND DETERMINE IF IT CAN BE REUSED FOR
REPLACEMENT WINDOWS)

B. REMOVE ALL EXISTING FURRED FINISH TO MASONRY AT EXTERIOR WALLS.
             REMOVE ALL PLASTER AND LATH APPLIED DIRECTLY TO MASONRY.
C. REMOVE ALL EXISTING FLOOR ASSEMBLIES, INCLUDING STRUCTURAL BEAMS
D. DEMO EXISTING SLAB ON GRADE IN ACCORDANCE WITH STRUCTURAL DRAWINGS
E. REMOVE ALL EXISTING CONDUIT, GUTTER AND ELEC. FIXTURES ON BUILDING
             EXTERIOR
F. REMOVE ALL VEGETATION FROM EXTERIOR WALLS.
G. REMOVE ALL ROOF PENETRATIONS AND VENTS AND PROVIDE FRAMING AT OPENINGS
H. REMOVE ALL EXTERIOR WALL PENETRATIONS AND VENTS, REPAIR WITH MASONRY
             TO MATCH EXISTING
I.           REPAIR EXISTING EXTERIOR WOOD CORNICE
J. REMOVE METAL TRIM AT ROOF EDGES , SALVAGE PORTION FOR REPLICATION.
K. REMOVE ALL ROOFING MATERIAL TO SUBSTRATE, REPAIR AS NECESSARY.
L. CLEAN EXTERIOR WALL MASONRY AND REPOINT WHERE NECESSARY.
M. REPLACE STONE SILLS AND HEADERS WHERE DETERIORATION EVIDENT.
O. REPAIR AREAS OF EXTERIOR WALL  WHERE DETERIORATION WITH MASONRY TO

TO MATCH EXISTING
P. REMOVE ALL INTERIOR FIXTURES AND PARTITIONS, INCLUDING FIREWALLS

EXISTING WALL TO REMAIN

EXISTING CONSTRUCTION TO BE
REMOVED OR MODIFIED (SEE NOTES)

DEMOLITION LEGEND

281 Summer Street

Boston, MA 02210

Tel   617.426.5004

Fax   617.426.0046
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 1/8" = 1'-0"
1

Copy of South Elevation (Pump House)

 1/8" = 1'-0"
2

Copy of East (Pump House)



UNIT TYPE DATA (PUMP HOUSE)

E1

E1-A

E1-C

E1-D

E2

E3

E1-B

6

7

2

4

2

2

2

583

560

551

575

531

617

596

1

1

1

1

1

1

1

UNIT TYPE # UNITS UNIT AREA (SF)# BR's

TOTAL UNITS 25

2ACC. UNITS

ACCESSIBILITY

GROUP 2A

GROUP 1

GROUP 1

GROUP 1

GROUP 1

GROUP 1

GROUP 1

02 BR. UNITS

251 BR. UNITS

281 Summer Street

Boston, MA 02210

Tel   617.426.5004

Fax   617.426.0046

Issue Description

Scale:

Drawn By: Checked By: Reviewed By:

Project No.

© Dimella Shaffer

Date

 1/4" = 1'-0"

Capen St.
Somerville, MA 02144

9
/1

9
/2

0
1

1
 4

:1
1

:4
2

 P
M

C
:\

U
s

e
rs

\j
k

re
s

c
h

\D
o

c
u

m
e

n
ts

\2
0

1
0

0
8

0
_

M
W

W
 a

t 
C

a
p

e
n

 C
o

u
rt

_
C

e
n

tr
a

l_
J

D
K

.r
v

t

A0.3

UNIT DATA AND CODE
SUMMARY - PUMP
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UNIT TYPE DATA (NEW BUILDING)

1

2

2-A

28

5

2
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538

1

1

1

UNIT TYPE # UNITS UNIT AREA (SF)# BR's

TOTAL UNITS 35
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GROUP 2A

GROUP 1

GROUP 1

02 BR. UNITS

351 BR. UNITS
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 1/8" = 1'-0"
1

Basement (Pump House)

 1/8" = 1'-0"
2
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GENERAL NOTES

S0.1

GENERAL NOTES

DRAWING LIST
SHEET

NUMBER SHEET NAME

S0.1 GENERAL NOTES
S0.2 GENERAL NOTES

S1.00 BASEMENT & FIRST FLOOR PLAN - EXISTING
S1.01 SECOND FLOOR & ROOF PLANS - EXISTING
S1.02 FIRST & SECOND FLOOR PLANS - NEW
S1.03 THIRD AND FOURTH FLOOR PLANS
S1.04 ROOF PLANS
S3.01 TYPICAL CONCRETE DETAILS
S3.02 CONCRETE DETAILS
S4.01 TYPICAL MASONRY DETAILS
S5.01 TYPICAL STEEL DETAILS
S5.02 STEEL DETAILS
S7.01 TYPICAL WOOD DETAILS
S7.02 TYPICAL WOOD SHEAR WALL DETAILS
S7.03 WOOD DETAILS

SD1.00 BASEMENT & FIRST FLOOR DEMOLITION PLAN
(EXISTING)

SD1.01 ATTIC &ROOF DEMOLITION PLAN - EXISTING

SECTION 1 - GENERAL INFORMATION AND DESIGN CRITERIA

SECTION 1.1 - DOCUMENTS

1.1.1  Structural Drawings are not stand-alone documents.  They are
       augmented by technical specifications and must be coordinated
       with Architectural, Civil and
       Mechanical/Electrical/Plumbing/HVAC documents.

1.1.2  General Notes and Typical Details apply generally throughout
       the project wherever conditions similar to those depicted exist
       and are not necessarily referenced specifically in the documents.

1.1.3  Structural documents are protected by U.S.A. Copyright Laws,
       and shall not be used for any purpose other than construction
       of the building described in the Architectural documents and
       at the geographic location shown.  The structural design
       described in these documents is not valid for any other purpose,
       use or location.

1.1.4  The Geotechnical Report referenced herein is not part of the
       Structural Documents, however, a copy should be obtained for
       reference during installation of foundations and subgrade
       preparation.

       COORDINATION
1.1.5  Contractor is responsible for coordinating Structural Documents
       with other trades and disciplines including; architectural,
       civil, mechanical, electrical, HVAC and fire protection.  Some
       requirements are not known prior to issue and may change as
       layout and fabrication drawings are developed.  Promptly report
       deviations and interferences with structural components for
       resolution by the Engineer.

1.1.6  Contractor shall verify dimensional location and depth of slab
       recesses and offsets with Architectural Drawings.

1.1.7  Contractor shall verify weights, location and details of
       structurally supported mechanical equipment prior to
       construction of the supporting structure.  Report deviations
       from assumed conditions to the Engineer prior to fabricating
       materials.

1.1.8  Contractor shall verify the location, size and detail of roof
       openings and curbs for mechanical equipment prior to fabricating
       materials.  Report deviations from assumed conditions to the
       Engineer before proceeding with work.

1.1.9  Contractor shall verify location and size of floor and roof
       penetrations and sleeves for mechanical and electrical
       components. Openings in beams, girders, columns and slabs are
       subject to prior approval of the Engineer.

1.1.10 Contractor shall verify elevator pit dimensions and depth,
       elevator shaft floor opening dimensions, over-run clearance
       requirements at top of shaft, and penthouse dimensions with
       requirements of purchased equipment.  Promptly report
       discrepancies to Architect for resolution prior to construction.

1.1.11 Contractor shall verify dimensions, details, plumbness and
       squareness of existing structures meeting or tying into new
       construction.

1.1.12 Do not scale plans, details and sections for quantity, length
       or fit of materials.

       REFERENCE ELEVATIONS
1.1.13 Heights of floor and roof decks and various framing components
       are given on the drawings relative to a reference elevation of
       0'-0".  This reference elevation is equivalent to a Mean Sea
       Level Elevation of [refer civil].

       TEMPORARY BRACING
1.1.14 Structural systems are designed for in-place conditions only.
       Contractor shall provide temporary bracing of structural
       components (including but not limited to beams, purlins, joists,
       columns, walls, basement walls and structural frame) for
       conditions that will exist during construction and to meet all
       regulatory requirements for safety of workmen.

1.1.15 Backfilling of basement walls shall not commence until
       intersecting floor or roof structures are in place and have
       attained design strength.  Refer to plan discussing construction
       sequence for the new building retaing wall.

1.1.16 Temporary frame bracing shall remain until installation of
       permanent structural bracing elements, member connections and
       floor or roof diaphragms are complete.

SECTION 1.2 - CODES AND STANDARDS

1.2.1  Building Code of jurisdiction : Massachusetts State Building
       Code, 8th Edition

1.2.2  Structural Concrete Code - American Concrete Institute (ACI) 318

1.2.3  Structural Steel Code - American Institute of Steel Construction
       (AISC) 360

       SPECIAL INSPECTIONS
1.2.4  See Technical Specifications for other materials testing and
       inspection requirements.

SECTION 1.3 - DESIGN CRITERIA
1.3.1  Live Loads

Balconies, Exterior          100   psf
        Balconies, Residential        60   psf
        Basement Walls, Surcharge    100   psf
        Mechanical Room              150   psf (2)
        Public Corridors             100   psf
        Residential Floors            40   psf (1)
        Roof                          20   psf
        Stair and Elevator Lobbies   100   psf
        Surcharge on Retaining Walls 100   psf
        Terraces, Pedestrian         100   psf
        Notes:
        (1)   Plus partition loading (see Dead Loads)
        (2)   Minimum load, or weight of equipment (the heavier)

1.3.2  Roof Snow Loads
        Ground Snow Load              45   psf
        Flat Roof Snow Load       31.5   psf
        Snow Exposure Factor (Ce)     1.0
        Snow Importance Factor (I)    1.0

1.3.3  Dead Loads
        Flooring                3   psf
        Ceilings                       3   psf
        Floor Collateral               5   psf (1)
        Floor Sprinklers               3   psf (3)
        Partition Loading             20   psf (5)
        Roof Collateral                5   psf (1)
        Roof Insulation                2   psf
        Roof Sprinklers                3   psf (3)
        Roofing System                10   psf (2)

        Notes:
        (1)   Collateral loads include;  lighting, ductwork,
              miscellaneous framing.
        (2)   Roofing system weight is the maximum unit weight of
              roofing materials and ballast (where applicable)
              for which the roof structure is designed.
        (3)   Sprinkler loads are for distribution lines and
              heads, exclusive of mains, which are included
              separately as concentrated dead loads.
        (4)   Includes weight of wiring in access space.
        (5)   Applied where noted under "Live Loads".

1.3.4  Wind Loads
Base wind Speed (3 second gust)          105 mph
Wind Exposure Classification             C
Wind Importance Factor                   1.0

1.3.5  Seismic Loads
        Seismic Importance Factor (Ie) 1.00
        Occupancy Category II
        Mapped Spectral Response Accelerations
        Ss 0.28
        S1 0.069
        Site Class D
        Spectral Response Coefficients
        Sds 0.289
               Sd1 0.11
        Seismic Design Category B
        Basic Seismic Force Resisting System(s)
             Light-framed walls sheathed with wood
             structural panels rated for shear resistance
        Design Base Shear (V) 80 kips
        Response Modif. Coefficient(s) (R) 6.5
        Analysis Procedure Used:  Equilivant Lateral
          Force Analysis Procedure

1.3.6  Concentrated Loads
        Location                 Load-pounds     Area        Note
        Elevator Machine Room       300         4 sq.in.
        Stair Treads                300         4 sq.in.

        Notes:
        (1)   Concentrated loads apply to any location on
              supporting structure, separately from (not in
              addition to) uniform live loads, except as noted
              otherwise.
        (2)   Applies to each structural component individually.
        (3)   Load applied at any panel point along top or bottom
              chord.

1.3.7  Elevators - Design Loads for Elevator sheave beam and foundation
1.3.8  supports are based on the following Manufacturer and Model No.:
       [tbd]

1.3.9  Mechanical Units - Assumed weights and locations of
       roof-supported mechanical equipment are indicated on Roof
       Framing Plan.  Notify Engineer of deviations in weight, location
       or detail prior to fabrication of materials.

SECTION 2 - FOUNDATIONS AND RELATED EARTHWORK

       GEOTECHNICAL REPORT
2.1    Design of foundations and structural components in contact with
       soil is based on the recommendations given in the following:

           Report by             : tbd
           Date of Report        : tbd
           Report Number         : tbd

2.2    Refer to the soil report for subsoil conditions that may be
       encountered in the installation of foundations, and other
       information relevant to foundations and site preparation.

       SOIL IMPROVEMENT UNDER BUILDING SLABS
2.3    Design of soil-supported building slabs is based on a range of
       soil movement of 0 inches to 1 inch, based on the
       recommendations of Geotechnical Report.

2.4    Refer to Specifications for soil stabilization under
       soil-supported building slabs.

       SUBGRADE UNDER BASEMENT SLABS
2.5    Basement slabs shall be placed on coarse aggregate drainage
       fill, minimum of [thickness in inches] inches thick, consisting
       of coarse graded crushed rock to 1 1/2-inch size conforming to
       ASTM C33.

       CONCRETE FOOTINGS
2.6    Design Criteria:
        Bearing Material              :  Glacial Till
                                         (to be verified by soils report)
        Spread Footing Bearing
        Capacity                      :  4,000 psf
                                         (to be verified by soils report)
        Continuous Footing Bearing
        Capacity                      :  4,000 psf
                                         (to be verified by soils report)

2.7    Exterior footings shall bear a minimum of 4 feet below finish
       grade.

2.8    Footings shall bear minimum of 2 feet below existing grade on
       undisturbed native glacial till.

2.9    Required footing thickness is minimum and shall be adjusted as
       necessary to achieve required bearing conditions.

2.10   Steel dowels at tops of footings shall extend 30 bar diameters
       above and shall be hooked 3" above bottom of footing unless
       noted otherwise.

2.11   Top of footing elevations given are relative to reference
       elevation 0'-0"

       BASEMENT AND EARTH RETAINING WALLS
2.12   Design of earth-retaining walls is based on equivalent
       hydrostatic pressure of 65 pounds per cubic foot as recommended
       in soil report, based on the following: (to be verified by soils
       report)

        a.    Porous, free-draining backfill
        b.    Perimeter drain

2.13   Do not backfill basement walls until lateral bracing structures
       at top and bottom of each wall between floors are constructed
       and have attained specified design strength.  Refer to plan
       discussing construction sequence for the new building retaing
       wall.

SECTION 3 - STRUCTURAL CONCRETE

SECTION 3.1 - CONCRETE FORMS
3.1.1  Grade Beams - shall be formed both sides unless specifically
       shown or noted otherwise in the details.

SECTION 3.2 - STEEL REINFORCING

       STEEL REINFORCING
3.2.1  All bars shall be deformed in accordance with ASTM A615.
       Reinforcing indicated to be welded shall conform to ASTM A706.

3.2.2  Strength of bars shall be as follows:
        All Bars                       Grade 60

       SPLICING OF REINFORCING BARS
3.2.3  Top bars in beams, slabs or joists shall be spliced at midspan
       between supports, unless noted otherwise.

3.2.4  Bottom bars in beams, slabs or joists shall be spliced at
       supports, unless noted otherwise.

3.2.5  Vertical bars in walls shall be spliced at top of concrete above
       floors, unless noted otherwise.

       LAPPED SPLICE LENGTHS
3.2.6  Lap reinforcing 24 bar diameters at splices unless noted or
       detailed otherwise.

3.2.7  Tension splice lengths shall be calculated in accordance with
       ACI 318.  Use Class "B" splices unless noted otherwise

3.2.8  Welded wire fabric splice length (overlap), measured between
       outermost cross wires of each fabric sheet, shall be at least
       one spacing of cross wires plus 2 inches, but in no case less
       than 6 inches.

       CONCRETE COVER TO REINFORCING
3.2.9  Clearance from face of concrete to face of reinforcing:
        Footings               3"
        Formed Grade Beams     1-1/2" top,  2" sides,  3" bottom
        Walls                  1" interior,  2" exterior exposure
        Slabs & Joists         3/4"
        Basement Walls         1" inside face,  2" outside face

       PLACEMENT OF REINFORCING
3.2.10 Offsets in reinforcing bars shall be bent at a ratio of 1
       (normal to bar axis) to 6 (parallel to bar axis).

3.2.11 Provide corner bars at intersections of beams and walls in
       accordance with Typical Details.

3.2.12 Provide dowels from grade beams or foundation equal in size and
       spacing to vertical bars in walls or pilasters and extend one
       splice length above and below joint line, unless noted otherwise.

3.2.13 Start stirrup spacing in beams 2 inches outside of face of
       supports.

3.2.14 Place first bar of slab reinforcing parallel to side 2 inches
       from a free edge or half of required bar spacing from face of
       edge beam.

3.2.15 Single layer reinforcing in walls shall be placed at center of
       walls unless noted otherwise.

3.2.16 Place welded wire reinforcing in slabs poured on metal deck at
       center of slab unless noted otherwise.
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GENERAL NOTES

S0.2

GENERAL NOTES

SECTION 3.3 - CONCRETE MIX DESIGNS
3.3.1  Concrete Mix Schedule:
        a) "HRC" refers to hardrock concrete having air dry unit
           weight of approximately 145 PCF.
        b) "LWC" refers to sand lightweight concrete having an air
           dry unit weight not to exceed 120 PCF.
        c) Where w/c ratio is not indicated in the Concrete Mix
           Schedule, it shall be as necessary to meet strength requirements.
        d) Where the w/c ratio is shown, it shall be adhered to regardless
           of strength requirements.
        e) "Strength" is required compressive cylinder strength
           at an age of 28 days.

        ---------------------------------------------------------
        Conc.   Strength   Agg.   Agg.    Slump     Max
        Class   psi        Type   Size    Inches    w/c     Notes
        ---------------------------------------------------------
          A      3000      HRC    1-1/2"   5-7      ---
          C      3500      HRC     1"      3-5      ---
          D      4000      HRC     1"      3-5      ---

  E      3000      HRC    3/4"     2-4      ---

3.3.2  Mix Usage Schedule:
        ---------------------------------------------------------
                                         Concrete         Air
        Description of Use                 Class        Content
        ---------------------------------------------------------
        Footings                            A           ------
        Interior Slab-on-Grade              C           ------
        Basement Slab                       C           ------
        Stem/Basement Walls                 D            3-6%
        Retaining Walls                     D            3-6%
        Elevator Pit Walls                  B           ------
        Slab on Metal Form Deck             E           ------
        Slab on Composite Metal Deck        E           ------

SECTION 3.7 - CONCRETE SLABS
3.7.1  Slabs Placed on Grade
        Location       Thickness       Reinforcing
        ---------------------------------------------------------
         All           5 inches        #3 @ 18 EW

        a) Reinforcement shall be placed 2 inches from top of slab,
           unless detailed otherwise.
        b) Provide construction joints in slabs where indicated on
           Plans.  Allow minimum of 4 days interval between placing
           adjacent sections of slab.

3.7.2  Slabs on Composite Metal Deck
        Composite Slab Schedule:
        Type    Overall    Typ Slab          Notes/
        Mark    T-inches   Reinf             Addnl Top Reinf
        ----------------------------------------------------------
         A      5.0        6x6-W2.1xW2.1 WWM    #4(6-0)@12 over girders

        "Girders" refers to interior beams oriented parallel to
        deck.
        Slab types correspond to deck type (see Composite Metal Deck).
        Locate Typ Slab Reinf at center of slab above deck.
        Top Cover for Addnl Top Reinf:  1".

3.7.3  Slabs on Deep-Dek Composite Metal Deck
        a) Floor framing shall be Deep-Dek Composite Floor
           System manufactured by Metal Dek Group (a unit of CSi).
           Slab thickness shall be 5" normal weight concrete on
           4 1/2" deck (9 1/2" nominal total thickness).
        b) Deep-Dek Composite Deck shall have a yield strength of
           40 ksi and shall have the following minimum properties:

           18 Gauge
           I = 3.903 in4
           Sp = 1.534 in3
           Sn = 1.599 in3
           NOM. SLAB DEPTH = 9.5 in
           MAX. UNSHORED CLEAR SPAN (shoring required at deck mid-span)
              Single span = 15'-6"
              Double span = 17'-9"
              Triple span = 18'-2"

        c) Slab shall be reinforced with WWF 6x6-W2.9xW2.9 centered
           in the slab.  Refer to plan for additional top reinforcing.
        d) Composite deck system shall be shored in accordance with
           manufacturers requirements.  Shoring is to remain in place
           until concrete has reached 75% of specified compressive
           strength.  In addition, shoring is to remain in place until
           all levels have been placed and have reached 75% of specified
           compressive strength.
        e) At support points and edge of deck locations, composite deck
           shall be attached to load bearing walls and structural steel
           support beams with Hilti Flex Screws.  Type 12-14x7/8
           HWH #3 at 12" o.c. unless noted otherwise.
        f) Deck shall span between supports.  No midspan splicing of
           the deck is permitted.  Clinch side laps with DEK LOK HSL
           AT 18" O.C. and with 1/2" puddle welds at 12" o.c. at
           beam supports

3.7.4  Sawjoints
        Sawjoint layout plan shall be submitted for approval prior
        to pouring concrete slab.  Layout of the sawjoints shall be
        based on the following:
        a)  A maximum center to center spacing of sawjoints in both
            directions of 20 feet.
        b)  Sawjoints shall be located on column grid lines whenever
            possible.
        c)  The ratio of sawjoints spacing in each direction shall
            not exceed 1.5 to 1.  Example:  with sawjoints in
            the N-S direction spaced at 13 feet on center the
            E-W direction shall be spaced at a maximum of 19.5 feet
            on center.
        d)  Sawjoints shall be located at each interior corner of
            the building.

SECTION 3.8 - POST-INSTALLED ANCHORS

3.8.1  Drill holes with rotary impact hammer drills using carbide
       tipped bits or matched tolerance diamond core bits. Drill bits
       shall be of diameter as specified by the anchor manufacturer.
       All holes shall be drilled perpendicular to the concrete or
       masonry surface.

3.8.2  Embedded items: Identify position of reinforcing steel and other
       embedded items prior to drilling holes for anchors. Exercise
       care in drilling to avoid damaging existing reinforcing or
       embedded items. Notify the Engineer if reinforcing steel or
       other embedded items are encountered during drilling. Take
       precautions as necessary to avoid damaging gas lines and
       electrical and telecommunications conduit.

3.8.3  Base Material Strength: Unless otherwise specified, do not drill
       holes in concrete or masonry until concrete, mortar, or grout
       has achieved full design strength.

       TESTING
3.8.4  Continuous Special Inspection is required for all post-installed
       anchors. Remove and replace misplaced or malfunctioning anchors.
       Fill empty anchor holes and patch failed anchor locations with
       high-strength non-shrink, non-metallic grout. Anchors that fail
       to meet proof load or installation torque requirements shall
       be regarded as malfunctioning.

       EXPANSION, UNDERCUT, SCREW AND ADHESIVE ANCHORS
3.8.5  Concrete base material: provide anchors of size and type shown
       with ICC-ES compliance required, or approved equal.

       Expansion Anchors: Hilti Kwik Bolt TZ (ICC-ES ESR-1917)
                          Simpson Strong-Bolt 2 (ICC-ES ESR-3037)
                          Simpson Strong-Bolt (ICC-ES ESR-1771)

       Undercut Anchors:  Hilti HDA (ICC-ES ESR-1546)
                          Simpson Torq-Cut (ICC-ES Pending)

       Screw Anchors:     Hilti Kwik HUS-EZ (ICC-ES ESR-3027)
                          Simpson Titen HD (ICC-ES ESR-2713)

       Adhesive Anchors:  Hilti HIT-RE 500-SD (ICC-ES ESR-2322)
                          Simpson SET-XP (ICC-ES ESR-2508)

3.8.6  CMU or Masonry base materials: provide anchors of size and type
       shown with ICC-ES compliance required, or approved equal.

       Screw Anchors:     Hilti HUS-H (ICC-ES ESR-2369)
                          Simpson Titen HD (ICC-ES ESR-1056)

       Adhesive Anchors:  Hilti HIT-HY 150-MAX (ICC-ES ESR-1967)
                          Simpson SET (ICC-ES ESR-1772)

       INSTALLATION
3.8.7  Perform anchor installation in accordance with manufacturer's
       instructions.

3.8.8  Protect threads from damage during anchor installation.

3.8.9  Installing contractor shall complete Anchor Manufacturer
       Installation Training prior to installation of anchors.

SECTION 4 - STRUCTURAL MASONRY

       GENERAL
4.1    Refer to Architectural layout and Drawings and Specifications
       for details and exact dimensions of brick masonry work including
       rustications, corbels, coursing, reglets, weep holes,
       waterproofing and flashing.

4.2    Grout lifts at reinforced masonry walls shall not exceed five
       feet.

       STRUCTURAL PROPERTIES
4.3    Required prism strength of structural assembly = 1350 psi
4.4    Required 28-day compressive strength of mortar = 1800 psi
4.5    Required 28-day compressive strength of grout  = 2000 psi

       REINFORCING
4.6    Horizontal joint reinforcing shall be "Truss Type" 9 ga. welded
       wire spaced [spacing *16] inches on center vertically.

4.7    Provide special "L" and "T" shaped sections at wall
       intersections.  Lap horizontal wires at least 12" at splices.

4.8    Horizontal reinforcing in trough tiles shall be lapped 30 bar
       diameters at splices.  Stagger splices in adjacent bars at least
       4'-0".  See details for reinforcing.

4.9    Provide corner bars at intersections of reinforced trough tiles
       equal in size and number to horizontal reinforcing lapped 30
       bar diameters each way.

4.10   Typical wall reinforcing for load bearing CMU walls shall be
       #5 bars vertical spaced at 24 inches on center in grout filled
       cells.

4.11   The first cell at corners, ends of walls, and each side of
       openings shall be grouted and reinforced with 1 #5 vertical.

4.12   Vertical reinforcing in grouted cells and pilasters shall be
       lapped 48 bar diameters and wire tied at splices, unless
       otherwise noted.

SECTION 5 - STRUCTURAL STEEL

SECTION 5.1 - STRUCTURAL FRAME

5.1.1  Structural Steel Properties:
        High Strength Steel                    ASTM A992 Grade 50
        Use High Strength Steel for W Shapes and WT's, u.n.o.
        Structural Steel (Normal Strength)     ASTM A36
        Use for Angles, Channels, and Plates, u.n.o.
        Steel Pipes                            ASTM A53, Grade B
        Hollow Structural Sections (HSS)       ASTM A500, Grade B
        Erection Bolts                         ASTM A307
        High Strength Bolts                    ASTM A325N
        Anchor Bolts                           ASTM F1554 Grade 36
        High Strength Anchor Bolts             ASTM F1554 Grade 105

5.1.2  Continuity Plates (Full Depth column stiffeners aligned with
       beam flanges, or Full Depth beam stiffeners aligned with column
       flanges) shall match the steel grade of the base member.

       WELDING
5.1.3  Unless otherwise noted, angles, plates, rods, and miscellaneous
       framing shall be welded at contact joints and supports. Weld
       sizes shall conform to AWS D1.1 minimums, except where noted
       otherwise.

5.1.4  Where fillet weld sizes are not indicated on weld symbols,
       fillet size shall be 1/16th inch smaller than thickness of
       thinner of materials being joined.

5.1.5  Complete penetration welds are indicated by notation "CP" on
       weld symbols, partial penetration by "PP".

       STRUCTURAL BOLTS
5.1.6  Bolts indicated on details shall be 3/4 inch diameter, unless
       noted otherwise.

5.1.7  Bolts shall be tightened by the AISC "Snug Tight" method unless
       noted otherwise.

       MISCELLANEOUS
5.1.8  Edge angles supporting floor or roof deck shall be spliced only
       over supports.

       COMPOSITE STEEL BEAMS
5.1.9  Beams shall have shear studs spaced at 2 feet maximum on center,
       whether shown or not.

5.1.10 Composite steel beams do not require shoring during placement
       of concrete slab, unless noted otherwise.

       SHEAR STUDS
5.1.11 Shear studs shall be fusion-welded, headed studs of high
       strength steel.

5.1.12 Unless noted otherwise, studs shall have a shank diameter of
       3/4-inch.

5.1.13 Rated shear connector capacity, for use with metal decks, shall
       be a minimum of 11.1 kips per connector.

SECTION 5.3 - COMPOSITE METAL DECK

5.3.1  Contractor shall provide composite metal decking to meet the
       following criteria:
        1.  Decking alone shall be capable of supporting the wet weight
            of concrete plus construction loads without requiring
            intermediate shoring for all span conditions on the project,
            unless noted otherwise.
        2.  Composite slab and deck system shall be capable of supporting
            design loads indicated on the drawings for all span conditions
            on the project.

        Deck thickness, indicated by gauge in Composite Steel Deck Schedule,
        is a minimum and shall be increased as necessary to meet these
        requirements, at no additional cost to the Contract.

5.3.2  Composite Steel Deck Schedule:
        Type    Deck       Minimum     Minimum   Minimum
        Mark    Height     Gauge       Ix-in4    Sx-in3
        ---------------------------------------------------------
        A      3.0"        20          .993      .583
        B      4.5" (nom)  18          See Section 3.7

(See framing plans for location of deck types)

5.3.3  Composite floor system minimum load capacity requirements:
        Type        Superimposed            Concentrated
                    Uniform Load (psf)      Load (lbs) *
        ---------------------------------------------------------
               A                150                  2,000

        * Concentrated load acting on area 2.5 ft x 2.5 ft; not
          acting simultaneously with uniform load.

5.3.4  Required shear connector efficiency of deck profile (wr/hr) =
       2, where:
        wr = average width of concrete rib, inches.
        hr = nominal rib height, inches.

5.3.5  Trench headers shall be located only where indicated on the
       structural plans, unless approved in writing by the engineer.

SECTION 6 - STRUCTURAL TIMBER

SECTION 6.1 -  WOOD FRAMING

6.1.1  Lumber grades shall be as follows:

                                        Minimum Properties - psi
        Type SpeciesGrade    Fb     Fc     Fv      E
        ---------------------------------------------------------------
        W1 S-P-F Stud       675    725    135    1200000
        Hem-FirStud
        D.Fir-Larch Stud
        D.Fir So. Stud
        So. Pine No. 3/Stud
        ---------------------------------------------------------------
        W2 S-P-F No. 1/2   850    1150   135    1400000
        Hem-FirNo. 1
        D.Fir-Larch No. 2
        D.Fir So. No. 2
        So. Pine No. 2 ND
        ---------------------------------------------------------------
        W3 S-P-F Constr.   1000   1400   135    1200000
        Hem-FirConstr.
        D.Fir-Larch Constr.
        D.Fir So. Constr.
        So. Pine No. 2 ND
        ---------------------------------------------------------------
        W4 S-P-F Sel. Str.  1200   1400   135    1400000
        Hem-Fir Sel. Str.
        D.Fir-Larch No.1 & Btr
        D.Fir-So. Sel. Str.
        So. Pine No. 2 Dense
        --------------------------------------------------------

6.1.2  Usage of lumber grades
        Interior Non-Bearing Walls     - W1
        Bearing Walls & Exterior Walls - W2
        Joists, Rafters, & Headers     - W3
        Beams & Posts                  - W4

6.1.3  Structural Composite lumber for beams and posts shall have the
       following minimum structural properties:

        Type SpeciesGrade Fb Fv E (psi)
        --------------------------------------------------------
        BEAMS
        LVL Laminated Veneer Lumber 2250 285 1500000
        PSL Parallel Strand Lumber2400 290 1800000
        LSL Laminated Strand Lumber 2360 410 1550000

        POSTS
        LVL Laminated Veneer Lumber 2600 285 1800000
        PSL Parallel Strand Lumber2900 290 2000000
        LSL Laminated Strand Lumber  DO NOT USE FOR BEAMS
        --------------------------------------------------------

6.1.4  Nailing of wood framing shall be in accordance with "Fastening
       Schedule," Table 2304.9.1, of the International Building Code.

6.1.5  Metal connectors referenced on details are "Strong Tie"
       connectors manufactured by Simpson Co. of San Leandro,
       California.

6.1.6  Provide solid, full depth blocking or cross bridging for joists
       and rafters at supports and at intervals not exceeding 8'-0".

6.1.7  Structural panels shall be APA Rated Sheathing, Exposure 1, as
       follows:
        Shear Walls     32/16 span rating    1/2" thick (nominal)
        Roof Deck       40/20 span rating    5/8" thick (nominal)
        Floor Deck      48/24 span rating    3/4" thick (nominal)

6.1.8  Studs for exterior walls shall be solid and continuous from
       floor to roof, or floor to floor and shall not be cut for
       straightening (warped studs shall be replaced).

6.1.9  Finger jointed studs may be used for exterior walls if approved
       by the manufacturer for exterior use.

6.1.10 Studs shall be doubled at corners and openings.Provide multiple
       studs at beam bearing points to equal beam width.

6.1.11 Headers over openings in non-load bearing walls shall be as
       follows, unless noted otherwise:
        Opening Width        Header Size
        ---------------------------------------------------------
        up to 6 ft              2-2x6
        6 ft to 8 ft            2-2x8
        8 ft to 10 ft           2-2x10

6.1.12 Ceiling joists, which do not support roof loads, shall be as
       follows, unless noted otherwise:
        Cl
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ATTIC &ROOF
DEMOLITION PLAN -

EXISTING

SD1.01
 1/8" = 1'-0"

1 Attic Demolition Plan (Existing)

 1/8" = 1'-0"

2 Roof Demolition Plan (Existing)
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CONCRETE SLAB OVER MODIFIED
SUBGRADE WITH 1 PSF REINF

5" NWC + 4 1/2"
DEEP DECK

8" CMU WALL, TYP

FOR PURPOSES OF PRELIMINARY PRICING, ASSUME 3 PSF
REINFORCING FOR CONCRETE SLABS PLACED ON DEEP-DEK
  - NOTE DEEP-DEK COMPOSITE METAL DECK REQUIRES ROW
    OF TEMPORARY INTERMEDIATE SHORING FOR SPANS LESS
    THAN 24'-6" AND GREATER THAN 12'-0'.  SLABS ON 3"
    COMPOSITE DECK DO NOT REQUIRE SHORING.
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EXISTING BLDG / SOIL SUPPORTED SLAB PLAN NOTES
---------------------------------------------
1.  FINISH FLOOR ELEVATION IS 0'-0" (RELATIVE
    TO DATUM 0-0).
2.  TOP OF CONCRETE SLAB IS FINISH FLOOR UNLESS
    SHOWN OTHERWISE.
3.  SHEET INDEX:
    GENERAL NOTES         - S0.1, S0.2
    TYPICAL DETAILS       - S3.01, S4.01, S5.01
                            S7.01 and S7.02
    FOOTING SCHEDULE      - S3.01
    STEEL COLUMN SCHEDULE - S5.01
    WOOD BEARING WALLS    - S7.01
    WOOD SHEAR WALLS      - S7.02
4.  TYPICAL CONCRETE SLAB THICKNESS IS 5" (OVERALL)
    UNLESS NOTED OTHERWISE.
5.  TOP OF FOOTING ELEVATION IS SHOWN RELATIVE TO
    DATUM 0-0, UNLESS SHOWN OTHERWISE.

EXISTING BLDG / ELEVATED FLOOR PLAN NOTES
---------------------------------------------
1.  FINISH FLOOR ELEVATION IS RELATIVE TO
    FIRST FLOOR DATUM 0'-0"
    BASEMENT FLOOR  = -7'-11"
    1ST FLOOR       = 0'-0"
    2ND FLOOR       = 8'-10"
    BOTTOM OF TRUSS = 18'-10 1/4"
2.  SHEET INDEX:
    GENERAL NOTES         - S0.1, S0.2
    TYPICAL DETAILS       - S3.01, S4.01, S5.01
                            S7.01 and S7.02
    FOOTING SCHEDULE      - S3.01
    STEEL COLUMN SCHEDULE - S5.01
    WOOD BEARING WALLS    - S7.01
    WOOD SHEAR WALLS      - S7.02
3.  TOP OF CONCRETE SLAB IS FINISH FLOOR UNLESS
    SHOWN OTHERWISE.
4.  SLAB THICKNESS VARIES IS 9 1/2" OVERALL, NOMINAL
    (4 1/2" COMPOSITE DECK + 5" THICK SLAB)
5.  UNLESS SHOWN OTHERWISE, STEEL BEAMS ARE CENTERED
    ON AND EQUALLY SPACED BETWEEN COLUMN CENTERLINES.
6.  NUMBER OF SHEAR STUDS IS NOTED IN PARENTHESES ( )
    ADJACENT TO BEAM SIZES.  SEE TYPICAL DETAILS
    FOR LAYOUT REQUIREMENTS OF STUDS.
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BASEMENT & FIRST
FLOOR PLAN -

EXISTING

S1.00
 1/8" = 1'-0"

1 Basement Floor Plan (Existing)

 1/8" = 1'-0"

2 First Floor Framing Plan (Existing)
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REINFORCING FOR CONCRETE SLABS PLACED ON DEEP-DEK
  - NOTE DEEP-DEK COMPOSITE METAL DECK REQUIRES ROW
    OF TEMPORARY INTERMEDIATE SHORING FOR SPANS LESS
    THAN 24'-6" AND GREATER THAN 12'-0'.  SLABS ON 3"
    COMPOSITE DECK DO NOT REQUIRE SHORING.
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EXISTING BLDG / ELEVATED FLOOR PLAN NOTES
---------------------------------------------
1.  FINISH FLOOR ELEVATION IS RELATIVE TO
    FIRST FLOOR DATUM 0'-0"
    BASEMENT FLOOR  = -7'-11"
    1ST FLOOR       = 0'-0"
    2ND FLOOR       = 8'-10"
    BOTTOM OF TRUSS = 18'-10 1/4"
2.  SHEET INDEX:
    GENERAL NOTES         - S0.1, S0.2
    TYPICAL DETAILS       - S3.01, S4.01, S5.01
                            S7.01 and S7.02
    FOOTING SCHEDULE      - S3.01
    STEEL COLUMN SCHEDULE - S5.01
    WOOD BEARING WALLS    - S7.01
    WOOD SHEAR WALLS      - S7.02
3.  TOP OF CONCRETE SLAB IS FINISH FLOOR UNLESS
    SHOWN OTHERWISE.
4.  SLAB THICKNESS VARIES IS 9 1/2" OVERALL, NOMINAL
    (4 1/2" COMPOSITE DECK + 5" THICK SLAB)
5.  UNLESS SHOWN OTHERWISE, STEEL BEAMS ARE CENTERED
    ON AND EQUALLY SPACED BETWEEN COLUMN CENTERLINES.
6.  NUMBER OF SHEAR STUDS IS NOTED IN PARENTHESES ( )
    ADJACENT TO BEAM SIZES.  SEE TYPICAL DETAILS
    FOR LAYOUT REQUIREMENTS OF STUDS.
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SECOND FLOOR &
ROOF PLANS -

EXISTING

S1.01
 1/8" = 1'-0"

1 Second Floor Framing Plan (Existing)

 1/8" = 1'-0"

2 Roof Truss Framing Plan (Existing)
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NEW BUILDING / UPPER FLOOR PLAN NOTES
---------------------------------------------
1.  FINISH FLOOR ELEVATION IS RELATIVE TO
    FIRST FLOOR DATUM 0'-0"
    1ST FLOOR       = 0'-0"
    2ND FLOOR       = 12'-0"
    3RD FLOOR       = 24'-0"
    4TH FLOOR       = 36'-0"
2.  TOP OF CONCRETE SLAB IS FINISH FLOOR UNLESS
    SHOWN OTHERWISE.
3.  SHEET INDEX:
    GENERAL NOTES         - S0.1, S0.2
    TYPICAL DETAILS       - S3.01, S4.01, S5.01
                            S7.01 and S7.02
    FOOTING SCHEDULE      - S3.01
    STEEL COLUMN SCHEDULE - S5.01
    WOOD BEARING WALLS    - S7.01
    WOOD SHEAR WALLS      - S7.02
4.  TYPICAL WOOD FLOOR CONSTRUCTION:
          1 1/2" GYPCRETE
          3/4" T&G SUBFLOOR
          18" DEEP FLOOR TRUSSES,
          24" O.C., U.N.O.
5.  TRUSSES ARE SHOWN ON PLANS TO INDICATE DIRECTION OF
    FRAMING - LAYOUT TO BE DETERMINED BY TRUSS SUPPLIER
6.  SEE ARCHITECTURAL DRAWINGS FOR DIMENSIONS.

NEW BUILDING / GROUND FLOOR PLAN NOTES
---------------------------------------------
1.  FINISH FLOOR ELEVATION IS 0'-0" (RELATIVE
    TO DATUM 0-0).
2.  TOP OF CONCRETE SLAB IS FINISH FLOOR UNLESS
    SHOWN OTHERWISE.
3.  SHEET INDEX:
    GENERAL NOTES         - S0.1, S0.2
    TYPICAL DETAILS       - S3.01, S4.01, S5.01
                            S7.01 and S7.02
    FOOTING SCHEDULE      - S3.01
    STEEL COLUMN SCHEDULE - S5.01
    WOOD BEARING WALLS    - S7.01
    WOOD SHEAR WALLS      - S7.02
4.  TYPICAL CONCRETE SLAB THICKNESS IS 5" (OVERALL)
    UNLESS NOTED OTHERWISE.
5.  TOP OF FOOTING ELEVATION RELATIVE TO
    DATUM 0-0, IS SHOWN ON PLAN
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FIRST & SECOND
FLOOR PLANS - NEW

S1.02
 1/8" = 1'-0"

1 First Floor Framing Plan (New)

 1/8" = 1'-0"

2 Second Floor Framing Plan (New)

BUILDING RETAINING WALL CONSTRUCTION SEQUENCE:
1.  INSTALL FOOTINGS, CONC. WALL AND GROUND
     FLOOR SLAB WIHTIN 20 FT OF WALL
2.  INSTALL WALL BACKFILL
3.  INSTALL FLOOR AND WALL FRAMING

Comprehensive Permit Submission Sept. 16, 2011
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NEW BUILDING / UPPER FLOOR PLAN NOTES
---------------------------------------------
1.  FINISH FLOOR ELEVATION IS RELATIVE TO
    FIRST FLOOR DATUM 0'-0"
    1ST FLOOR       = 0'-0"
    2ND FLOOR       = 12'-0"
    3RD FLOOR       = 24'-0"
    4TH FLOOR       = 36'-0"
2.  TOP OF CONCRETE SLAB IS FINISH FLOOR UNLESS
    SHOWN OTHERWISE.
3.  SHEET INDEX:
    GENERAL NOTES         - S0.1, S0.2
    TYPICAL DETAILS       - S3.01, S4.01, S5.01
                            S7.01 and S7.02
    FOOTING SCHEDULE      - S3.01
    STEEL COLUMN SCHEDULE - S5.01
    WOOD BEARING WALLS    - S7.01
    WOOD SHEAR WALLS      - S7.02
4.  TYPICAL WOOD FLOOR CONSTRUCTION:
          1 1/2" GYPCRETE
          3/4" T&G SUBFLOOR
          18" DEEP FLOOR TRUSSES,
          24" O.C., U.N.O.
5.  TRUSSES ARE SHOWN ON PLANS TO INDICATE DIRECTION OF
    FRAMING - LAYOUT TO BE DETERMINED BY TRUSS SUPPLIER
6.  SEE ARCHITECTURAL DRAWINGS FOR DIMENSIONS.
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THIRD AND FOURTH
FLOOR PLANS

S1.03
 1/8" = 1'-0"

1 Third Floor Framing Plan (New)

 1/8" = 1'-0"

2 Fourth Floor Framing Plan (New)
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NEW BUILDING / ROOF PLAN NOTES
---------------------------------------------
1.  SHEET INDEX:
    GENERAL NOTES         - S0.1, S0.2
    TYPICAL DETAILS       - S3.01, S4.01, S5.01
                            S7.01 and S7.02
    FOOTING SCHEDULE      - S3.01
    STEEL COLUMN SCHEDULE - S5.01
    WOOD BEARING WALLS    - S7.01
    WOOD SHEAR WALLS      - S7.02
2.  SEE ARCHITECTURAL ROOF PLAN FOR ROOF PITCH.
3.  ROOF DIAPHRAGM (DECK) SHALL BE INSTALLED AS CASE 1,
    UNBLOCKED DIAPHRAGM AS DEFINED IN THE BUILDING CODE.
4.  SEE ARCHITECTURAL FOR PLATE ELEVATIONS NOT
    INDICATED ON PLANS.
5.  THE MAXIMUM SPACING OF ROOF TRUSSES SHALL NOT
    EXCEED 24"O.C.
6.  CONTINUE MAIN ROOF SHEATHING UNDER BUILT UP FRAMING.
7.  BUILT UP FRAMING DENOTES THAT SECONDARY FRAMING WILL
    BE BUILT ON TOP OF MAIN TRUSSES TO ACHIEVE ROOF
    PROFILE.  SEE GENERAL NOTES FOR ADDITIONAL TOP
    CHORD DEAD LOAD REQUIREMENTS.
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ROOF PLANS

S1.04 1/8" = 1'-0"

1 Roof Framing Plan (New)
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NOTE: FOR RECTANGULAR FOOTINGS "A"
DIMENSION IS NORTH-SOUTH DIMENSION
OF FOOTING.

COLUMN BASE PLATE
OR PEDESTAL - REFER
TO FOOTING DETAILS

PLAN VIEW

EQUALEQUAL

EQ
UA

L
EQ

UA
L

B

A

SPREAD FOOTING

CRUSHED STONE BASE

MI
NI

MU
M

BASEMENT FLOOR
SLAB

VAPOR BARRIER
UNDER SLAB

6"

BASEMENT FLOOR SLAB

T

2"
2 1/2 "
3"
T x .25

T                        JOINT DEPTH

LOCATE JOINTS 25'-0" MAX. O.C.
GENERALLY AT MID BAY. DO
NOT LOCATE JOINTS WITHIN
4 FEET OF UPPER LEVEL BEAM
BEARING LOCATIONS.

1 1/2 "

<     8"
8"  ≤   10"

10"  ≤   12"
>   12"

1/2 " JOINT W/
CHAMFERED
CORNERS

INSIDE FACE

OUTSIDE FACE (NOT
EXPOSED TO VIEW)

CUT HORIZ. BARS
& PROVIDE VERT.
BARS EA. SIDE
OF JOINT

VERTICAL CONTROL JOINT IN
BASEMENT / RETAINING WALL

2'-
0"

SLOPE CUT
TO MAINTAIN
STABILITY

SELECT
COMPACTED
FILL

COMPACTED
COHESIVE
FILL

DRAIN TILE -
REFER TO
MECH

GRAVEL DRAINAGE
COURSE

REFER TO GENERAL
NOTES FOR FILL UNDER
BASEMENT SLAB

FREE-
DRAINING
POROUS FILL

2'-0"

BASEMENT WALL BACKFILL

CONSTRUCTION SEQUENCE:
1.  INSTALL FOOTINGS, CONC. WALL AND GROUND FLOOR SLAB WITHIN 20'-0" OF CONC. WALL.
2.  INSTALL BASEMENT WALL BACKFILL
3.  INSTALL FLOOR AND WALL FRAMING AT LEVEL 2.

WALL OR GRADE BEAM

PLAN VIEW

PROVIDE CORNER BARS
SAME SIZE & SPACING
AS HOR. WALL OR
GRADE BEAM REINF w/
30 BAR DIA. LAP
EACH WAY

CORNER BARS

T

T/
3

T/
3

T/
3

LAP HORIZ.
BARS

24 DIA.

EXTEND CONTINUOUS
BOTTOM BARS TO NEXT
SUPPORT

PLAN VIEW

INSIDE FACE OF WALL

OUTSIDE FACE OF WALL
WATERSTOP

1 1/2" DEEP SHEAR
KEY x 18" LONG @
3'-0" O.C.

VERTICAL JOINT
IN BASMENT WALL

8"

12
12

SECOND POURFIRST POUR

1 1/2 "
TYP.

8" 8"

EQ
UA

L

3"

WATERSTOP

FORMED
BUTT JOINT

1/2" DIA. x 3'-0" SMOOTH
BAR @ 18 W/ ONE END
WRAPPED & GREASED

1/4" x 1 1/4" JOINT-
FILL W/ SEALANT

BASEMENT SLAB
CONSTRUCTION JOINT

SLAB ON GRADE

BLOCKOUT FOR
PLUMBING, ETC.

#3(4-0) @
EA. CORNER

REINFORCING AT
SLAB-ON-GRADE BLOCKOUT

ELEVATION 1 1/2 " CLR.

FULL HEIGHT BARS
EACH SIDE OF
OPENING EQUAL IN
SIZE & NUMBER
TO VERTICAL BARS
INTERRUPTED BY
OPENING

1#5 TRIMMER BAR
EACH CURTAIN -
EXTEND 1'-6"
BEYOND EACH
EDGE OF OPENING

#4 (3-0) EACH
CURTAIN AT
EACH CORNER

OPENING IN CONCRETE WALL

CONTINUOUS
BOTTOM BARS

D1 @ 18

1'-
6"

8"

1 1/2 "

1 1/2 " x 1 1/2 " NON-SHRINK
GROUT KEY

4"

WATERSTOP

BASEMENT FLOOR/WALL JOINT

1
2

MA
X

AVERAGE
SLOPE

BENCHED FACE TO BE
AS VERT. AS POSSIBLE,
IN NO CASE FLATTER
THAN 1:1

#4 @ 12

T

T

8"

24Db

24Db

CONT. FTG. REINF.
SEE FTG. DETAILS

MATCH CONT. FTG. REINF.
(SIZE & SPACING)

CONT. FTG. REINF.
SEE FTG. DETAILS

3"

3"

STEP IN CONTINUOUS FOOTING

EQUAL EQUAL

T

3"

REFER TO BASE
PLATE DETAILS

HAIR PINS,
SEE 7/S-302

UNDISTURBED
BEARING
STRATUM

SEE FOOTING SCHEDULE REMOVE TOP OF
ANCHOR BOLTS
WHICH EXTEND
ABOVE TOPOF SLAB

F.F. EL.

CL
R

REFER TO FOOTING
SCHEDULE

8"
RE

FE
R

T O
 S

CH
ED

TIES,
SEE 7/S-302

SPREAD FOOTING WITH PEDESTAL

F.F. EL.

CL
R

REMOVE TOP OF ANCHOR
BOLTS WHICH EXTEND
ABOVE TOP OF SLAB

REFER TO BASE
PLATE DETAILS

SEE FOOTING
SCHEDULE

UNDISTURBED
BEARING
STRATUM

EQUAL EQUAL

REFER TO FOOTING
SCHEDULE

RE
FE

R 
TO

SC
HE

D 
.

3"

8"
T

SPREAD FOOTING
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8"8"

GREATER THAN SLAB THICKNESS LESS THAN SLAB THICKNESS

8"

#3 @ 18

#3 @ 18 (0-6/2-0)
W/ 2#4 CONTINUOUS
TOP & BOTTOM

RE
FE

R 
TO

 P
LA

N

RE
FE

R 
TO

PL
AN

#4(4-0) @ 18

SLAB-ON-GRADE RECESSES

1'-0"

1'-
0"

1'-0"

#3 @ 18

3 #5 CONTINOUS

THICKENED SLAB

FORMED BUTT
JOINT

EQ
UA

L

1 1/2"
TYP

FIRST POUR SECOND POUR

1/4" x 1 1/4" JOINT - FILL
W/ SEALANT

1/2" DIA x 3'-0" SMOOTH BAR
@ 18 W/ ONE END WRAPPED
& GREASED

SLAB-ON-GRADE
CONSTRUCTION JOINT

ELEVATION

1/3
1/3

1/3

2"

FIRST POUR SECOND POUR

CONTINUE REINFORCING
THROUGH JOINT

4 #5 (4-0) CENTERED
ON JOINT

SHEAR KEY TO BE 6"
NARROWER THAN BEAM
WIDTH WITH 1/2"
BEVEL 4 SIDES

GRADE BM CONSTRUCTION JT

PLAN VIEW

FTG. BELOW

CONSTRUCTION
JOINT

CONSTRUCTION
JOINT OR
SAWED JOINT-
SEE PLAN

2 #4

COLUMN
SEE PLAN

2' 
- 1

 1/
2"

1'-
9"

 T
YP

.

SLAB LEAVE-OUT AT COLUMNS

CONT. BM.
REINF. TYP.

#3 TIES @ 12"

PLAN VIEW

LC COL. TYP.

1'-4"

1"
-4

"

CL COL. TYP. LC COL. TYP.

1'-
4"

1'-4" 1'-4"

1'-
4"

PLAN VIEWPLAN VIEW

#3 TIES @12"

EXTEND REINF
TO FACE OF
PILASTER TYP.

ALIGN WITH
OUTSIDE FACE
OF GR. BM. TYP.

CONT. BM. REINF.
THRU PILASTER

#3 TIES @ 12"

6-#4 HAIRPINS
AS SHOWN

PILASTER REINFORCING

3"

2"

BACKFILL
SIDE

V2

H1

V1

L1 H3

L2

H2

3"
2"

T2

H
4'-

0"
 F

RO
ST

 D
EP

TH

T1

6"

A T1 B

#4@16" OC E.W.

RETAINING WALL

RETAINING WALL SCHEDULE TD03001

H T1 T2 A B V1 V2 L1 L2 H1 H2 H3

0 TO 4'-0" 12" 12" 2'-0" 1'-6' #4 @ 12
(0-4/H-2") #4@12 #4@16 #5@14

4'-0" TO 6'-0" 12" 12" 2'-9" 1'-9' #5 @ 12
(0-6/3-0) #4@16#5@12

6'-0" TO 8'-0" 12" 12" 3'-6" 2'-0" #5 @ 6
(0-6/4-3) #5@8 #4@16 #5@14#5@8 #5@14#5@12

#4@12 #4@12

#5@12 #5@12

#5@14

#5@14#5@14

POROUS FREE-
DRAINING FILL

6"

3/4" CHAMFER
EA. SIDE

INSERT FOR HANDRAIL
SEE LANDSCAPE

CONTROL JOINT @
20'-0" O.C. MAX.

FR
OS

T 
DE

PT
H

2'-0" +/-

2' 
- 0

"

"RUBBED" FINISH, TYP.
AT EXPOSED SURACES

2" PVC DRAIN @ 20'-0"
WITH COPPER SCREEN

COMPACTED
POROUS
FREE-DRAINING
FILL

COMPACTED
CLAY FILL
FOR UPPER
2'-0"

CRUSHED ROCK
OR COARSE GRAVEL

SEE RETAINING WALL
SCHED. & TYP. DETAIL
FOR OTHER INFORMAITON

1'-0"1'-0"

#4 @ 12 EW, EF

4" 4"

D4 @ 12

#5 @ 12 EW T&B

1'-
6"

VE
RI

FY
 W

/ E
LE

V 
MF

R

#4 @ 12 EW

SUMP PIT
6" WALLS/SLAB
2'-0"X2'-0"X2'-0"

#5 (0'-10"/4'-0") IN
GROUTED CELLS
MATCH WALL REINF

ELEVATOR PIT

L-4x4x3/8 - VERIFY
LENGTH w/ ELEVATOR MFR.

3/4 " D. x 8" A. BOLTS
@ 2'-0" (or)
3/4 " D. EXP. BOLTS
@ 2'-0" w/ 5" EMBED

ELEVATOR SILL ANGLE

CO
OR

D.
 W

/ E
LE

V.
 M

FR

DOWEL BENDING DIAGRAM
LEGEND
D1 @ 18

SPACING IN
INCHES
BAR MARK

A

B C

MARK A B C

D1 #4 0-6 2-6 0

TD03680

BAR
SIZE

D2 #4 0 4-0 0

D3 #4 3-0 3-0 0

D4 #4 1-6 2-6 0

D5 #3 0-6 2-6 0

D6

D7

D8

D9

E1 E2

E3 E4

2- 1/2" D.
x 0-4 HSA

PL. 3/8"
C.L. PL.

PL. 3/8"
C.L. PL.

3-1/2" D.
x 0-6 HSA

4- 1/2" D.
x 0-4 HSA

PL. 3/8"

6- 1/2" D.
x 0-4 HSA

PL. 3/8"
C.L. PL.

L-1 1/2 x1 1/2x
1/4 x0-10

4"

8"

2"
4"

2"

5"

2"
3"

3"
2"

10
"

3/16

2" 4" 4" 2"

1' - 0"

2 1
/2"

6"
2 1

/2"

11
"

2" 4" 2"

8"

2"
4"

2"

8"

EMBEDDED PLATES

DRAINAGE
BEHIND WALL

EXISTING WALL

MIN
2' - 6"

EXISTING BSMT WALL ELEV TO BE
CONFIRMED WITH TEST PIT BY
GEOTECHNICAL ENGR.

BASEMENT
ELEV.

MA
X

1' 
- 0

"

#4(1'-0"/1'-0") @18"OC
DRILL & EPOXY GROUT
4" INTO EXIST. SLAB
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 3/4" = 1'-0"
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4" MI
N

E
EMBEDMENT

 1/2 "

 5/8 "

 3/4 "

 7/8 "

E

4"

5"

6"

4"

A307 BOLT W/ 4" HOOK

MINIMUM

BOLT DIA

BOND BEAM - REFER
TO TYPICAL DETAILS

BOND BEAM REINFORCING
SHALL BE BELOW BOLTS

MASONRY ANCHOR BOLTS

1"
 G

RO
UT

2"

2" 4"

 1/
2 "

PL-1/2  x6x0-8

L-3x3x 1/4 x1'-6" EA
SIDE - REFER TO
COPED BEAM DETAIL

BOND BEAM 4'-0" LONG -
REINF W/ 2 #5

2-3/4" D x 1'-4"
ANCHOR BOLTS ON
BEAM GAGE

2 GROUT FILLED CELLS
TO FOUNDATION W/ #5
EACH CELL @ C  BEAML

BEAM BEARING SEAT

LOOSE LINTEL SCHEDULE

SPAN ANGLE SIZE

L-4x4x 5/16

L-6x4x 3/8  LLV7'-6" TO
10'-0"

7'-6"<

NOTES:
1. SPAN = CLEAR OPENING WIDTH.
2. BEAR 8" EA. END.
3. SEE SPEC. FOR COATING
REQUIREMENT.

1/2" MAX.

PLAN VIEW

PROVIDE CORNER
BARS
THAT ARE THE SAME
SIZE & SPACING AS
HORIZONTAL BOND
BEAM REINFORCING
W/ 30 BAR DIAMETER
LAPS EACH WAY

BOND BEAM INTERSECTIONS

4'-0"

6 1/2 "2"

2"
 1/

2 "
 B

EA
RI

N G
 P

L
1"

 G
R O

UT

2 #5(0-4/3-6)

PL- 1/2  x6x8

2-3/4" D x 1'-4"
ANCHOR BOLTS ON
BEAM GAGE

L-3x3x 1/4 x 1'-6" EA
SIDE - REFER TO
COPED BEAM DETAIL

GROUT FILLED BOND
BEAM OR TROUGH TILE

2 #5 CONT IN
GROUT FILLED
CELLS TO
FOUNDATION

BEAM CONNECTION

2 #4(0-6/1-0/0-6)

ELEVATION

2' - 0"
MINIMUM

CONTINUOUS BOND
BEAM REINFORCING

STEP IN BOND BEAM

2"

CONSTRUCTION
JOINT

REFER TO MASONRY
NOTES FOR SPLICE
LOCATIONS

RE
FE

R 
GE

N.
 N

OT
ES

FO
R  

LA
P 

SP
L IC

E

PILASTER CONSTRUCTION JOINT

BB-1 BB-2

BB-3 BB-4

1' 
- 3

 5/
8"

11 5/8"

4 #6 CONT

11 5/8"

7 5
/8"

4 #6 CONT

7 5
/8"

7 5/8"
2 #5 CONT

1' 
- 3

 5/
8"

7 5/8"

2 #6 CONT

NOTES:
1. THESE BOND BEAMS APPLY TO WALLS WHERE BOND BEAMS ARE
        NOT SPECIFICALLY REFERENCED. REFER TO SECTIONS & DETAILS
        FOR SPECIAL BOND BEAMS THAT ARE REQUIRED.
2. FILL FOR BOND BEAMS SHALL BE COARSE GROUT-REFER TO
        GENERAL NOTES FOR INFORMATION.
3.     LINTELS SHALL BE CONSTRUCTED USING SOLID BOTTOM
        MASONRY UNITS.

MASONRY BOND BEAMS

CMU LINTEL SCHEDULE

TOP REINF

8"

12"

4'-0"
6'-0"
8'-0"

10'-0"

8"

16"

1 #4

2 #4
8"

8"

8"

12"

12"

12"

4'-0"
6'-0"
8'-0"

10'-0"

8"

8"

8"

16"

16"

16"

1 #4

1 #4

2 #4

2 #4

2 #4

2 #4

2 #4

2 #4

2 #4

2 #4

2 #4

2 #5

2 #5

2 #5

BOT REINF

TD04101

NOTES:
1. GROUTED LINTEL (TROUGH) BLOCKS SHALL EXTEND 8" BEYOND

FACE OF OPENING EACH SIDE.
2. OPENINGS WIDER THAN 6'-0" SHALL HAVE THE FIRST VERTICAL

CELL EACH SIDE FILLED WITH GROUT UP TO THE LINTEL BEARING
LEVEL.

3. TOP BARS SHALL BE HELD IN PLACE WITH #2 CLOSED STIRRUPS
AT 24" O.C.

4. PRECAST CONCRETE LINTELS OF THE SAME SIZE AND LENGTH MAY
BE SUBSTITUTED EXCEPT THAT TOP BARS SHALL BE PROVIDED
EQUAL TO SCHEDULED BOTTOM BARS.

5.     LINTELS SHALL BE CONSTRUCTED USING SOLID BOTTOM
        MASONRY UNITS.

WALL
THICKNESS

MAX SPAN OR
MARK

LINTEL
DEPTH

PLAN VIEW

TYP. MASONRY w/
2 BARS

TYP. MASONRY w/
1 BAR

EQ
.

BAR POSITIONER

6 7
/8"

3"
 T

YP
.

EQ
.

CMU REINF. PLACEMENT

CO
NC

 S
LA

B
5 1

/2"
 T

HI
CK

TRUSS
BRG ELEV

CORRIDOR

EXIST. HEAVY TIMBER
WOOD TRUSS BEYOND
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1
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NO SCALE
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NO SCALE
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TYPICAL DETAIL
NO SCALE
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TYPICAL DETAIL
NO SCALE
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TYPICAL DETAIL
NO SCALE

7
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NO SCALE
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NO SCALE

10
TD04102
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NO SCALE

6
6/S4.01 3/4" = 1'-0"
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MI
LL

ELEVATION

HEAVY DUTY WASHER
W/ STANDARD SIZED
HOLE - TYPICAL

REFER TO BASE PLATE
SCHEDULE FOR ANCHOR
BOLTS & BASE PLATE

NON-SHRINK GROUT

PROVIDE OVERSIZED
HOLE IN BASEPLATE

COLUMN BEARING EL.-
REFER TO SECTIONS

BA
SE

 P
L. 

TH
IC

KN
ES

S 
( t

 )
1 1

/2"
 G

RO
UT

MEANS OF LEVELING & ELEVATION
CONTROL SHALL BE PROVIDED &
COORDINATED BY THE CONTRACTOR

COLUMN BASE PLATE

AB-1 AB-2 AB-3

COLUMN
BEARING
ELEVATION

PL.1/2"x3"x3"

EM
BE

D 
LE

NG
TH

GI
VE

N 
IN

 S
CH

ED
.

4"

PR
OJ

EC
TI

ON
 A

S
RE

QU
IR

ED

NUT TACK
WELDED TO
SHAFT

ANCHOR BOLT TYPES

DIMENSION "B"

DIM "D"DIM "D"

DI
ME

NS
IO

N 
" A

" DI
M 

"C
"

DI
M 

"C
"

PLAN VIEW

PIPE COLUMN

TUBE COLUMN

REFER TO BASE PLATE SCHEDULE
FOR DIMENSIONS. DIMENSIONS C & D
APPLY ONLY IF SCHEDULED

1/4

COLUMN BASE PLATE

SEE PLAN

PL.- 1/4 EA. SIDE
OF BM. WEB -
BOLT AS REQD.

CAP PL.-1/2  W/
4 - 3/4" D. BOLTS

STIFF PL.- 1/4
EA. SIDE OF
BM. WEB

3/16

3/16

BEAM SPLICE CONNECTION

30°

L3/16x1 3/4x1 3/4

PL. 1/4"

3/16TYP

BOTTOM FLANGE BRACE

BEAM
SIZE

ANGLE
LENGTH (L)

NO. OF ROWS
OF BOLTS (N)

5-1/2"

8-1/2"

14-1/2"
14-1/2"

20-1/2"

REFER TO AISC TABLE II-A, BEARING TYPE CONNECTIONS

NO. OF ROWS
OF BOLTS (N)

ANGLE
LENGTH (L)

11-1/2"

23-1/2"

MA
X

HEAVYSTANDARD

NOTES:

2
5-1/2" 8-1/2"

W8, W10

W14, W16
3

14-1/2"W18
17-1/2"W21

11-1/2"
11-1/2"

W24 20-1/2"
W27
W30
W33

17-1/2" 26-1/2"
29-1/2"

23-1/2"W36 29-1/2"
26-1/2"W40
29-1/2"W44

W12

1. WELD A IS 3/16" FOR STANDARD
    1/4" FOR HEAVY.
2. BOLTS ARE ASTM A325N U.N.O.
3. BEAM CONNS ARE STANDARD UNLESS
    DENOTED BY AN ASTERISK ( * )
    ON PLAN.

COPE AS REQ'D. @
BM. TO BM. CONN.

5/16" THICK DBL. ANGLES
w/ 3/4" DIA. A325 BOLTS

BM. OR COL. WEB,
OR COL. FLANGE

1 1
/4"L

1-
1/4

"

VARIES t

GAGE

N 
BO

LT
S 

@
 3

2
3
4
4
5
5
6
7
8
9
10

4
5
6
7
8
9
10
10

BOLTED/BOLTED CONN.

BOLTED/WELDED CONN.

WELD A

STEEL BM. CONN. - DOUBLE ANGLE

PLAN VIEW

BM. SIZE                          N BOLTSNOTES:

1.   IN THE CASE OF A CORNER (2 BEAM)
      CONDITION, ORIENT THRU PL. TO
      SUPPORT DEEPER BEAM.
2.   PROVIDE ADD'L. BOLTS AS REQD.
      WHERE REACTIONS ARE GIVEN ON PLAN.

W8,  W10
W12, W14
W16, W18
W21
W24

2
3
4
5
6

4"

3" TYP. N BOLTS @ 3" O.C.

3/8" PL. THRU
SLOT IN COL.

WT5x15 W/ 5" COL
WT6x15 W/ 6" COL.
WT6x20 W/ 8" COL.
WT6x29 W/ 10"COL.

TYP.

1/4

BEAM TO COLUMN CONNECTION

HEADED STUDS

W8-W10 3/8" 1/2" 6" 0 6

3/8" 6" 1 8

1/2" 3/4" 6" 2 10

1/2" 6" 3 12

3/4" 6" 4 14

3/4" 6" 5 16

W12-W16

W18-W21

W24-W30

W33

W36

TYP

TY
P

DBL ANGLE WELD DETAIL

ALIGN TOP OF
EMBED W/ TOP

OF BEAM

SEE WELD
DETAIL

3 STUDS
IN TOP ROW

INTERMEDIATE
ROWS

3 STUDS IN
BOT. ROW

SEE EMBED
DETAIL

ERECTION ANGLE
AT GC'S OPTION

3/4" BOLTS w/ LONG
SLOTTED HOLES
IN BEAM WEB.  TIGHTEN
TO SNUG TIGHT CONDITION.

DBL. ANGLE 4x3x3/8
w/ STD. HOLES

@
 3"

 O
.C

.
N 

RO
W

S
3"

1/2"

H 
= N

OM
 B

M 
DE

PT
H 

+ 6
"

B=12"

2"

2"

EMBED DETAIL

DO NOT WELD BOT

5/8" RETURN

SEE TYPICAL DOUBLE ANGLE
STEEL BEAM CONN DETAIL
FOR ANGLE LENGTH AND
NUMBER OF BOLTS

BEAM SIZE PLATE T DIA LENGTH NO. OF
INT ROWS

TOTAL NO.
OF STUDS

1/2"

3/4"

3/4"

3/4"

5/16

STEEL BEAM TO CONCRETE CONN.

SHEAR TAB
PLATE
& ERECTION
BOLTS

BACKING BAR -
TYPICAL

CP - TOP &
BOT FLANGE

BEAM TO BEAM MOMENT CONN.

AS REQ'D. 6" U.N.O.

L2x2x1/4
EACH SIDE

RE
FE

R 
TO

 S
E C

TI
ON

S

3/16

COPED CHANNEL OR BEAM

BOLT AS REQUIRED

CENTERLINE OF

PLAN VIEW

BEAM AND COLUMN

DEPTH. SLOT COLUMN

AT TOP OF COLUMN

PL- 3/8  x 2/3 BEAM

PROVIDE  1/4 " CAP PLATE

ADD'L BM & PLATE
REFER TO PLAN

 7/16 " WIDE.1/4

BEAM TO BEAM COLUMN CONN.
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NO SCALE
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NO SCALE
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NO SCALE
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OVERHANG POUR STOP POUR STOP

 3/16 " BENT PL

 14 GA
 12 GA

 10 GA
 3/16 " BENT PL
 3/16 " BENT PL

 10 GA
 12 GA< 5"

> 11"

T < 6 1/2 T = 7 1/2"

REFER PLAN

T POUR STOP

SEE PLAN FOR
DECK DIRECTION

2" OVERHANG

1/8 2-12

5 < 8"

8" < 11"

SLAB EDGE - COMPOSITE DECK

DECK LAYOUT SHALL ACCOMMODATE
MULTIPLE ROWS OF SHEAR
CONNECTIONS AS REQUIRED
BY STUD LAYOUT

1"
 C

LE
AR

#4(6-0) @ 12"
TOP OVER GIRDERS

REFER TO TYPICAL
COMPOSITE BEAM
DETAIL FOR WWM
REINF.

COMPOSITE GIRDER

SLAB REINF.
CENTERED IN
SLAB ABOVE
DECK

COMPOSITE BEAM

A.  UNIFORM STUD LAYOUT. EXAMPLE
        1. PLACE STUDS EVENLY DISTRIBUTED ALONG
            LENGTH OF BEAM AT 1'-0" O.C., STARTING
            AT 3" FROM EACH END OF BEAM.
        2. PLACE ADDITIONAL STUDS AT 6" O.C. FROM
            EACH END OF BEAM. USE TANDEM OR TRIPLE
            ROWS AS REQUIRED.
        3. TOTAL NUMBER OF STUDS SHALL NOT BE LESS
            THAN SHOWN ON PLAN.

GIRDER

B.  SEGMENTED STUD LAYOUT. EXAMPLE
        1. PLACE STUDS EVENLY DISTRIBUTED ALONG
            LENGTH OF BEAM AT 1'-0" O.C. STARTING
            AT 3" FROM EACH END OF BEAM.
        2. PLACE ADDITIONAL STUDS BETWEEN IN-
            FRAMING BEAMS TO PROVIDE FOR NUMBER
            OF STUDS SHOWN ON PLAN. USE TANDEM
            OR TRIPLE ROWS AS REQUIRED.
        3. MINIMUM STUD SPACING ALONG LENGTH OF
            BEAM IS 6" O.C.

W24x55 (42)

W24x55
20 2010

1. PLACE STUDS EVENLY DISTRIBUTED ALONG
    LENGTH OF BEAM AT 2'-0" O.C.
2. PLACE ADDITIONAL STUDS AT 1'-0" O.C.
    FROM EACH END OF BEAM. USE TANDEM OR
    TRIPLE ROWS AS REQUIRED.
3. TOTAL NUMBER OF STUDS SHALL NOT BE
    LESS THAN SHOWN ON PLAN.

SIMPLE BEAM

LOCATE STUD IN SIDE
OF FLUTE CLOSEST
TO END OF BEAM

3"3"

STUD LAYOUR - COMPOSITE BEAMS

TANDEM ROW TRIPLE ROW
MIN. BEAM FLANGE = 9"

SINGLE ROW
MIN BEAM FLANGE = 6"

1 1
/2"

 M
IN

.
AB

OV
E 

DE
CK

AF
TE

R 
W

EL
DI

NG

1 1
/2"

 M
IN

.
AB

OV
E 

DE
CK

AF
TE

R 
W

EL
DI

NG

1 1
/2"

 M
IN

.
AB

OV
E 

DE
CK

AF
TE

R 
W

EL
DI

NG

1-1/2" FOR 3/4" DIA. STUDS
1-3/4" FOR 7/8" DIA. STUDS

3" FOR 3/4" DIA. STUDS
3 1/2" FOR 7/8" DIA. STUDS

STUD WELDING DETAILS

C.L. BEAM &
SHEAR STUDS

C.L. BEAM &
SHEAR STUDS

1" RETURN
T&B. TYP

2 - L4 X 3 1/2 X 5/16 HSS 10X10
2 - L3 1/2 X 3 1/2 X 5/16 HSS 8X8
2 - L3 1/2 X 2 1/2 X 5/16 HSS 6X6
2 - L3 1/2 X 2 X 5/16 HSS 5X5

PLAN VIEW

REFER TYP STEEL
BM DBL ANGLE
CONNECTION DETAIL
FOR OTHER INFO

3 1
/2"

 T
YP

.
BEAM TO TUBE COL.
CONNECTION AT FLOORS

L7X4X5/16 CONT. (LLV) WITH
3/4" DIA. X 6 5/8" TR-AA @16"OC
IN SOLID BASE MATERIAL

NO
M.

9 1
/2"

NO
M

9 1
/2"

SEE GENERAL NOTES FOR
CONC SLAB ON METAL
DECK PROPERTIES

5"

E4 @48"OC AND
EA. END

5" THICK SLAB ON
COMPOSITE DECK

HSS4X3X3/16
CONT. (LLV)

BB-1 CONT.

CUT BLOCK AS REQ'D

SLAB TOP REINF
L7X4X1/4 CONT. (LLV) WITH
3/4" DIA. X 6 3/4" TR-AA @32"OC
IN SOLID BASE MATERIAL

L3x3x3/8 HANGER
@ EACH STRINGER

STAIR STRINGER

L5x3x1/4 LLV

1/4

1/4

1/4

STAIR HANGER

9 1
/2"5"

DEEP-DEK
COMPOSITE
FLOOR DECK

SLAB TOP REINF

TYPICAL DETAIL

NO
M

9 1
/2"

SEE GENERAL NOTES FOR
CONC SLAB ON METAL
DECK PROPERTIES

5"

5" THICK SLAB ON
COMPOSITE DECK

12 GA CONT CLOSURE PLATE

SLAB TOP REINF

NON-LOAD BEARING
CMU WALL
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STEEL DETAILS

S5.02

TYPICAL DETAIL
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1
TD05323

TYPICAL DETAIL
NO SCALE

2
TD05351

TYPICAL DETAIL
NO SCALE

5
TD05350

TYPICAL DETAIL
NO SCALE

9
TD05356

TYPICAL DETAIL
NO SCALE

15
TD05355

TYPICAL DETAIL
NO SCALE

8

 3/4" = 1'-0"

13

TYPICAL DETAIL
NO SCALE

11
 3/4" = 1'-0"

14

TYPICAL DETAIL
NO SCALE

4
TD05650 3/4" = 1'-0"

10
 3/4" = 1'-0"
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CONNECTION
TRUSS TO SILL OR GIRDER
BRIDGING TO JOIST
SOLE PLATE TO JOIST OR BLOCKING
TOP PLATE TO STUD
STUD TO SOLE PLATE

DOUBLE STUDS
DOUBLE TOP PLATES

TOP PLATES, LAPS, AND INTERSECTIONS
CONTINUOUS HEADER, TWO PIECES
CEILING JOISTS TO PLATE
CONTINUOUS HEADER TO STUD
CEILING JOISTS, LAPS OVER PARTITIONS
CEILING JOISTS TO PARALLEL RAFTERS
TRUSS/RAFTER TO PLATE
BUILT-UP CORNER STUDS
BUILT-UP GIRDER

BUILT-UP WOOD COLUMNS
LEDGER STRIP FOR ROOF JACK TRUSS 8'
MAXIMUM LENGTH
ROOF SHEATHING (TO FRAMING)

FLOOR SHEATHING (TO FRAMING)

FASTENING WITH TREATED PLATES

SHEARWALLS

FASTENING
3 - 8d COMMON (2 1/2" X 0.131")
2 - 8d COMMON (2 1/2" X 0.131")
16d (3 1/2" X 0.135) @ 16" O.C.
2 - 16d (3 1/2" X 0.135)
4 - 8d COMMON (2 1/2" X 0.131")
2 - 16d COMMON (3 1/2" X 0.162")
16d (3 1/2" X 0.135) @ 24" O.C.
16d (3 1/2" X 0.135) @ 16" O.C.
8 - 16d COMMON (3 1/2" X 0.162)
2 - 16d COMMON (3 1/2" X 0.162)
16d COMMON (3 1/2" X 0.162)
3 - 8d COMMON (2 1/2" X 0.131")
4 - 8d COMMON (2 1/2" X 0.131")
3 - 16d COMMON (3 1/2" X 0.162)
3 - 16d COMMON (3 1/2" X 0.162)
3 - 8d COMMON (2 1/2" X 0.131")
16d COMMON (3 1/2" X 0.162)
SEE TRUSS MFR DESIGN REQUIREMENTS
DETAILED ON ENGINEERED ERECTION  DRWGS
16d (3 1/2" X 0.135) @ 8" O.C.
3" x 0.131" NAILS @ 8" O.C.

8d COMMON (2 1/2" X 0.131") @ 6" O.C.
8d COMMON (2 1/2" X 0.131") @ 12" O.C.
RING-SHANK x 10d COMMON @ 6" O.C. (1)
RING-SHANK x 10d COMMON @ 12" O.C. (1)
(1) GLUE SHEATHING TO ALL FRAMING EDGES

FASTENERS IN CONTACT WITH TREATED
PLATES (NAILS, BOLTS, ANCHORS) SHALL BE
HOT DIPPED GALVANIZED
8d COMMON (2 1/2" X 0.131")

LOCATION
TOENAIL
TOENAIL EACH END
TYPICAL FACE NAIL
END NAIL
TOENAIL
END NAIL
FACE NAIL, STAGGERED
TYPICAL FACE NAIL, STAGGERED
LAP SPLICE, STAGGERED
FACE NAIL
16" O.C. ALONG EDGE
TOENAIL
TOENAIL
FACE NAIL
FACE NAIL
TOENAIL
16" O.C.
FACE NAIL

FACE NAIL, STAGGERED
FACE NAIL

SUPPORTED ENDS OF PANELS
IN THE FIELD FOR EACH PANEL
SUPPORTED ENDS OF PANELS
IN THE FIELD FOR EACH PANEL
ELASTOMERIC ADHESIVE
CONFORMING TO ASTM D3498

AS NOTED ON PLAN

NOTES:
1 - ALL NAILS SHALL COMPLY WITH NER-272

FASTENING SCHEDULE

DRAFT STOP - SEE ARCH'L

UNIT FLOOR
TRUSSES

CORRIDOR
FLOOR
TRUSSES

PL
AN

 V
IE

WSEE BEARING
WALL SCHED

SEE PLAN FOR SHEARWALL
LOCATIONS.  BLOCKING REQ'D
BTWN FLOORS AT SHEARWALLS -
SEE SW SCHED.

TYPICAL LOAD BEARING
CORRIDOR PARTITION

PL
AN

 V
IE

W

TYPICAL LOAD BEARING
DEMISING PARTITION WALL

TYP FLOOR
TRUSS

TOP CHORD BEARING
FLOOR JOIST
(STAGGERED)

OPEN WEB
TRUSS GIRDER

HANGER BY
JST MFR

FLOOR TRUSS
SEE PLAN

2x4 CRIPPLE BTWN CORRIDOR
FLOOR JOISTS TO MATCH SIZE &
SPACING OF BEARING WALL, TYP 2x4 CONT,

TYP

GYP DRAFTSTOP,
SEE ARCH'LSEE PLANS FOR COLUMN SUPPORT

UNDER CORRIDOR TRUSSES

LOCATION MAXIMUM SPAN SIZE
KING STUD POST EACH END WALLS BELOW

3-6 2-2x12

5-0 2-2x12

6-0 3-2x12

11-0 5.25"X11.25" SCL

3-6 3-2x10

TYPICAL INTERIOR

TYPICAL INTERIOR

TYPICAL EXTERIOR

TYPICAL EXTERIOR

TYPICAL CORRIDOR

HEADER SCHEDULE

ROOF 3rd FLOOR

3-2x4

4-2x4 OR WP2

3-2x6

4-2x6

3-2x6

2-2x4

2-2x4

2x6

2-2x6

2x6

2nd FLOOR

4-2x4 OR WP2

WP3

4th FLOOR

2-2x4

3-2x4

2-2x6

3-2x6

2x6

3-6 3-2x12TYPICAL EXTERIOR 2-2x62x6 2-2x6

NOTES:
1) STRUCTURAL COMPOSITE LUMBER (SCL) IS APPROVED TO BE LVL, PSL,
    OR LSL WITH THE PROPERTIES SPECIFIED IN GENERAL NOTE 6.1.3.

3-2x6

NOT USED

3-2x6

4-2x6

3-2x6

LOCATION DEMISING WALL INTERIOR PARTITION EXTERIOR WALL CORRIDOR WALL

WALL BELOW LEVEL ROOF

WALL BELOW LEVEL 4

WALL BELOW LEVEL 3

2x4 @ 16"

2 - 2x4 @ 12"

2 - 2x4 @ 12"

STUD BEARING WALL SCHEDULE

2 - 1 1/2"X3 1/2" SCL @ 12"WALL BELOW LEVEL 2

2x4 @ 16"

2x4 @ 12"

2 - 2x4 @ 16"

3 - 2x4 @ 12"

2x6 @ 16"

2x6 @ 16"

2x6 @ 16"

2x6 @ 12"

2x6 @ 16"

2x6 @ 16"

2x6 @ 16"

2x6 @ 12"

NOTES:
1) STRUCTURAL COMPOSITE LUMBER (SCL) IS APPROVED TO BE LVL, PSL,
    OR LSL WITH THE PROPERTIES SPECIFIED IN GENERAL NOTE 6.1.3.

NO
T U

SE
D

NOTES
1. SEE FASTENING SCHEDULE FOR
NAILING REQUIREMENTS
2. SEE GENERAL NOTES FOR MATERIAL
SPECIES

ROOF TRUSS

SINGLE TRIMMER AT OPENINGS
LESS THAN OR EQUAL TO 6 FT.
DOUBLE TRIMMER AT OPENINGS
GREATER THAN 6 FT.,
TYP ALL FLOORS

CRIPPLE STUDS TO MATCH
WALL STUD SPACING

SEE WALL SCHEDULE
FOR STUD SIZE/SPACING

SEE SCHED
MAX SPAN

SEE SCHED
MAX SPAN

SEE SCHED
MAX SPAN

HEADER -
SEE SCHED KING STUD

SEE SCHED

HEADER -
SEE SCHEDKING STUD

SEE SCHED

HEADER -
SEE SCHED KING STUD

SEE SCHED

DOUBLE SILL
PLATE

DOUBLE SILL
PLATE

SINGLE SILL PLATE

MATCH STUD PACK
WITH KING STUD AND
TRIMMER BELOW

FLOOR TRUSSES

SEE WALL SCHEDULE
FOR STUD SIZE/SPACING

SEE SCHED
MAX SPAN

HEADER -
SEE SCHED KING STUD

SEE SCHED

DOUBLE SILL
PLATE

PRE-FAB
WOOD TRUSS

L4x4x1/4 CONT w/ 3/4" DIA
EXP ANCHOR @ 32" IN
GROUTED CELL & 3/4"
LAG @ EACH TRUSS

8" NOM CMU WALL
SEE GEN NOTES
FOR REINFORCING

SEE PLAN FOR
SHEAR WALL
LOCATIONS
TYP

FLOOR TRUSS

SEE BEARING
WALL SCHEDULE
TYP

PL
AN

 V
IE

W

BLOCKING REQ'D BETWEEN
FLOORS @ SHEAR WALLS.
SEE SHEAR WALL SCHEDULE
FOR BLOCKING
REQUIREMENTS.

TYPICAL LOAD BEARING
UNIT PARTITION WALL

PL
AN

 V
IE

W

PL
AN

 V
IE

W

PERPENDICULAR TO JOISTS PARALLEL TO JOISTS

FLOOR
TRUSS

CONT 2x4
BAND

2x4 BRIDGING
@ 48" O.C.

REFER TO PLAN
FOR SHEAR WALL
LOCATIONS

GYPCRETE
TOPPING

DBL. BOT.
PLATE

2x4 CONT

DBL. TOP PLATE

TYPICAL LOAD BRG
EXTERIOR WALL

ELEVATION

PLAN VIEW

SPLICE IN UPPER
TOP PLATE

SPLICE IN LOWER
TOP PLATE

14-10d NAILS

4'-0" MIN

2x

TYP TOP/BOTTOM
PLATE SPLICE

WITHIN 4" OF TRUSS

2x6s NOT REQ'D
IF WALL OCCURS

NON-LOAD BEARING
WALL, TYP

2x6 @ 24" O.C.

FLOOR TRUSSES

PARALLEL TO TRUSSESPERPENDICULAR TO TRUSSES

USE SIMPSON FACE MOUNTED
HANGERS FOR CONNECTION
OF 2x6s TO LEDGERS

2x6 LEDGER,
CONT.

TYP. INT. NON-LOAD
BEARING WALL

N
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NO SCALE
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11/S7.1

TYPICAL DETAIL
NO SCALE

5
12/S7.1

TYPICAL DETAIL
NO SCALE

14
8/S7.1

TYPICAL DETAIL
NO SCALE

15
24/S7.1

 1/4" = 1'-0"

8 TYPICAL OPENING FRAMING

TYPICAL DETAIL
NO SCALE
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NO SCALE
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NO SCALE
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DRAG TRUSS

1/2" DRAFTSTOP
SEE ARCH'L

SEE PLAN FOR
SHEAR WALL
LOCATIONS TYP

SEE BEARING
WALL SHEDULE
TYP

SEE 2/S7.2 FOR
OTHER INFORMATION

TYPICAL TENANT WALL AT ROOF

(5) 16d NAILS FROM
TOP CHORD OF TRUSS
BLOCK TO WALL PL

GANG NAIL
PLATES, TYP

(5) 16d NAILS FROM BOT.
CHORD OF TRUSS BLOCK
TO TOP WALL PL

(3) 16d
TYP

SEE SHEAR WALL SCHED. FOR NUMBER
OF TRUSS BLOCKS REQ'D PER WALL.
TRUSS BLOCK SHALL FURNISH 1000 LBS
WORKING LOAD CAPACITY IN SHEAR.

1000 LBS

1000 LBS

TRUSSES PERP TO SHEAR WALL

FLOOR
TRUSS

ENGINEERED WOOD TRUSS
TO RESIST LATERAL LOADS
OF SHEAR TRANSFER BASED
ON SHEAR WALL LOADS OF
WALL BELOW.

INTERIOR PARTITION
WALL - SEE WALL SCHED
FOR SHEATHING AND
NAILING PATTERN

INTERIOR PARTITION WALLS

8"

TOP OF SLAB

2x BOTTOM PLATE3/4" A-BOLT
AT 36" O.C.

SHEAR WALL PLATE ANCHORAGE

SHEAR WALL
END POST

ATTACH STRAP TO END
POST BEFORE INSTALLING
SHEARWALL SHEATHING
NAIL PER MFR SPECS

BLOCKING TO MATCH
MATERIAL & SIZE OF
POST ABOVE

SHEAR WALL
END POST

L
L

SW1 SHEAR WALLS: END STRAP TABLE
STRAP
CS14

CMST14
CMST12

L (IN)
15"
30"
39"

SHEAR WALL END AT UPPER LEVELS

FASTENERS
26-10d
66-10d
86-10d

LEVEL
4TH
3RD
2ND

SW1 SHEAR WALLS: INTERMEDIATE STRAP TABLE
STRAP
CS14

L (IN)
15"

FASTENERS
26-10d

LEVEL
ALL

NOTE:
THE NUMBER OF FASTENERS PROVIDED IS THE
TOTAL NUMBER REQUIRED.  PROVIDE HALF AT
EACH END OF STRAP.

SW2 SHEAR WALLS: END STRAP TABLE
STRAP
CS14

CMST14
CMST12

L (IN)
15"
30"
39"

FASTENERS
26-10d
66-10d
86-10d

LEVEL
4TH
3RD
2ND

SW2 SHEAR WALLS: INTERMEDIATE STRAP TABLE
STRAP L (IN) FASTENERSLEVEL

ALL NONE REQUIRED

INT DEMISING PARTITION WALL
SEE SHEAR WALL SCHED FOR
SHEATHING & NAILING PATTERN

WOOD
TRUSS CONTINUE SHEATHING PER SHEAR WALL

SCHED TO UNDERSIDE OF DECK OR
DESIGN WOOD TRUSS TO RESIST LATERAL
LOAD OF SHEAR TRANSFER BASED ON
SHEAR WALL LOADS OF WALL BELOW

DEMISING PARTITION WALL

NOTES
1. PANEL JOINTS IN SHEAR WALLS REQUIRE BLOCKING.
2. ANCHORAGE TO BE MANUFACTURED BY SIMPSON
STRONG TIE, OR APPROVED EQUAL, U.N.O.

1, 2 & 8/S7.2

SHEAR WALL END POST,
TYP EACH END, SEE SHEAR
WALL POST TABLE

ROOF TRUSS

SEE PLAN FOR SHEAR WALL
SHEATHING AND NAIL SPACING
SEE FASTENER SCHEDULE FOR
NAIL TYPE

PROVIDE TRUSS BLOCKS EQUALLY
SPACED ALONG LENGTH OF SHEAR
WALL WITH QUANITY AS FOLLOW:
       # BLOCKS = (length of shearwall*shear wall capacity/1000lbs)
SEE 4/S7.02 FOR ADD'L INFORMATION

SHEAR WALL END ANCHOR STRAP
EACH END, SEE 15/S7.02

BLOCKING, TYP @
HORIZONTAL JTS

FLOOR TRUSSES

SEE 9/S7.02
FOR HOLD-
DOWN
INFORMATION

SEE 3/S7.02 FOR
SHEAR WALL
PLATE
ANCHORAGE

SHEAR WALL END POST,
TYP EACH END, SEE SHEAR
WALL POST TABLE

SHEAR WALL END POST,
TYP EACH END, SEE SHEAR
WALL POST TABLE

END POST TABLE

LEVEL

POST TYPE

2ND LEVEL

3RD LEVEL

4TH LEVEL 3.5"X3.5" SCL

GROUND LEVEL

WALL TYPE

SW1 SW2

SHEAR WALL INTERMEDIATE
ANCHOR STRAPS @ SW1
WALLS ONLY, SPACED @ 48"
O.C., SEE 15/S7.02

3.5"X3.5" SCL

3.5"X3.5" SCL 3.5"X3.5" SCL

3.5"X5.5" SCL 3.5"X5.5" SCL

3.5"X5.5" SCL 3.5"X5.5" SCL

NAILING SCHEDULE

LEVEL

ABOVE 4 6" EDGE
12" FIELD

WALL TYPE

SW1 SW2
6" EDGE
12" FIELD

ABOVE 3

ABOVE 2

ABOVE 1

6" EDGE
12" FIELD

6" EDGE
12" FIELD

4" EDGE
12" FIELD

4" EDGE
12" FIELD

4" EDGE
12" FIELD

4" EDGE
12" FIELD

SEE 18/S7.2 FOR OTHER
INFORMATION

PROVIDE ENGINEERED WOOD TRUSS TO
RESIST THE FOLLOWING SHEAR CAPACITY:
HORIZ SHEAR FORCE CAPACITY
= (length of shear wall * shear capacity of wall per linear ft)

SHEAR WALL WITH FLOOR TRUSSES
PARALLEL TO SHEAR WALL

EDGE NAILING
INTO END POST

SHEAR WALL END POST

SEE BEARING
WALL SCHEDULE

3/4" DIA THREADED ROD EMBEDDED INTO
FOUNDATION w/ HILTY HIT RE 500 EPOXY ADHESIVE.
EMBEDDMENT @ INTERIOR WALLS = 6 5/8"
EMBEDDMENT @ EXTERIOR WALLS = 14"

SIMPSON HHDQ11-SDS2.5
HOLDDOWN w/ 24- 1/4x2 1/2
SDS WOOD SCREWS

SHEAR WALL HOLD DOWN

LOAD BEARING WALL
SEE SCHED

FLOOR
TRUSS

2x HORIZ BRACING
CONT SHEATHING PER
SHEAR WALL SCHED TO
UNDERSIDE OF DECK OR
PROVIDE TRUSS BLOCK

CHANGE IN TRUSS
SPAN DIRECTION
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TYPICAL WOOD SHEAR
WALL DETAILS

S7.02

TYPICAL DETAIL
NO SCALE

1
TD06513

TYPICAL DETAIL
NO SCALE

4
TD06515

TYPICAL DETAIL
NO SCALE

5
TD06521

TYPICAL DETAIL
NO SCALE

3
TD06522

TYPICAL DETAIL
NO SCALE

15
TD06520

TYPICAL DETAIL
NO SCALE

6
TD06517

 1/4" = 1'-0"

14 SHEAR WALL WITH FLOOR TRUSSES PERPENDICULAR TO SHEAR WALL
 1/4" = 1'-0"

8

TYPICAL DETAIL
NO SCALE

9

TYPICAL DETAIL
NO SCALE

2
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2X CONT.

SEE 9/S7.3
FOR OTHER
INFORMATION

PREFAB ROOF
TRUSS

HURRICANE CLIP,
EA. TRUSS, TYP.

GYPCRETE TOPPING

WOOD BEAM
SEE PLAN

MTL HANGER
BY TRUSS MFR

TRUSS BRG EL

FLOOR TRUSS

SE
E 

PL
AN

FACE MOUNTED TRUSS
@ FLUSH BM

CONT 2x NAILER w/ 1/2"
DIA BOLTS @ 24" O.C.
STAGGERD

NAILER ANCHORAGE

WINDOW WALL SYSTEM
SEE ARCH

FLUSH BM
- SEE PLAN

PREFAB FLOOR
TRUSS

TRUSS HANGER
BY TRUSS MFR

HATCHED AREA
INDICATES TRUSS BLOCK,
FULL LENGTH OF WALL -
SEE 3/S7.2 SIM.

L4X3X1/4 CONT. (LLV)
W/ 1/2" LAG SCREW
@ 12"OC

ROOF
TRUSS

2x4 BLOCKING

DRAFTSTOP
SEE ARCH'L

2x4 BLOCKING

SEE BEARING
WALL SCHEDULE
TYP

CEILING LINE

STAGGER TRUSS
AT BEARING WALL

ROOF TRUSS

ROOF FRAMING OVER CORRIDOR

NAIL SHEATHING
TO DRAG TRUSS w/
8d NAILS @ 6" O.C.

DRAG TRUSS SHALL BE DESIGNED
FOR 190 PLF WORKING LOAD
CAPACITY IN SHEAR IF TRUSS IS
LOCATED GREATER THAN 1 1/2"
FROM EDGE OF SHEAR WALL

CONNECT TRUSS BOTTOM CHORD
TO 2x4 RUNNER w/ SIMPSON SDS
1/4X2 1/2 @ 6" O.C.

SHIM BETWEEN TRUSS
& 2x4 RUNNER (UP TO
1 1/2") AS REQ'D

SEE PLAN FOR
SHEAR WALL
LOCATIONS, TYP

DRAG TRUSS TO
SHEAR WALL CONN

8d @ 6" O.C.
TYP

ROOF DECK PER
GEN NOTES

DRAG TRUSS SHALL
BE DESIGNED FOR 190
PLF WORKING LOAD
CAPACITY IN SHEAR

8d @ 6" O.C.

1/2" STRUCTURAL WOOD
PANEL, CONT. PROVIDE
BLOCKING @ PANEL JOINTS

SEE PLANS FOR SHEAR
WALL LOCATIONS

2x4 CONT
TYP

SIMPSON SDS
1/4X2 1/2 @ 8"
O.C. TYP 8d @ 6" O.C.

TYP

2x CONT

NOTE: APPLIES WHERE DRAG
TRUSS IS LOCATED GREATER THAN
1 1/2" FROM EDGE OF SHEAR WALL

DRAG TRUSS TO
SHEAR WALL CONN

ROOF DECK

TRUSS BLOCKS, SEE 3/S7.2
FOR LATERAL DESIGN
REQUIREMENTS

SHEAR WALL

ELEVATION

SEE SHEAR WALL PLAN
FOR LOCATION OF
SHEAR WALLS

CONT BLOCKING

ROOF TRUSSES PERP. TO SW
ALONG CORRIDOR

5"

#4 (1'-6"x1'-6") @ 18" O.C.

#4@12" O.C.
CNTRD IN WALL

#5@12" O.C.
+ 3 #5 CONT

#4 DOWELS @ 12" O.C.
ALTERNATE DIRECTION

WOOD STUD WALL
SEE PLAN

2x BOT PLATE (TR)

3/4" BENT A-BOLT
@ 36" O.C.

TOF EL
SEE PLAN

6" 2"

1/2" COMPRESSIBLE FILLER
1 1/2"

#4 CONT

4'-
0"

 M
IN

.

SEE 6/S-702 FOR WALL
PLATE ANCHORAGE

2x BOT
PL (TR)

LB-WALL
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WOOD DETAILS

S7.03

 3/4" = 1'-0"

5

TYPICAL DETAIL
NO SCALE

1

TYPICAL DETAIL
NO SCALE

2
TD06512

TYPICAL DETAIL
NO SCALE

3

 3/4" = 1'-0"

4

TYPICAL DETAIL
NO SCALE

6
TD06505

TYPICAL DETAIL
NO SCALE

7
TD06514

TYPICAL DETAIL
NO SCALE

8
TD06518

TYPICAL DETAIL
NO SCALE

9
TD06523

 3/4" = 1'-0"

10

 3/4" = 1'-0"

11
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