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BTS

All AC wiring inside by 
MidNite Solar to be #6 wire.

MidNite Installed AC wiring

https://www.altestore.com/store/inverter-power-panels/midnite-solar-power-panels/midnite-solar-prewired-systems-with-schneider-xw-inverterchargers-p40563/#MIDMNXWP554821
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MNXWP5548or6848-2CL150-REVG-10/24/16
MidNite Installed DC wiring

PV Input breakers are
 MNEDC70

PV Output breakers are
 MNEDC100
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Install GFP 
Jumper
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BTS

All Wiring to be sized to 
NEC. 

Customer Installed AC Wiring
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Input from 
Secondary AC source

To Ground rod, unless AC 
system has a ground rod in the 

Main utility Panel already.
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MNXWP5548or6848-2CL150-REVG-10/24/16
Customer Installed DC wiring
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1 2

Customer attached 4/0 
Battery Cables

PV Negative from 
Array 1 and 2 go here

PV Positive from PV 
arrays goes here

Ground from PV 
combiners goes here
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